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I. Introduction 
 

In recent years during significant storm events, flows at the City’s wastewater 
treatment plant were recorded at levels previously not experienced.  These peak 
flows reportedly created surcharged conditions, though the surcharging hasn’t 
resulted in reported overflows. 
 
Historically, peak flows in the City’s sanitary sewer system have been recorded 
as progressively increasing in response to wet weather events.  These trends 
exceed the expected flows resulting from new connections. 
 
In an effort to be proactive, the City wants to identify and correct the most 
egregious sources of Inflow and Infiltration (I/I).  It is understood that this focus 
will require an on-going effort that may well extend beyond a single year’s 
activities. 
 
Though the goal is to find and fix the most severe problems, it is likely that some 
of the identified sources will have a secondary element that will prohibit the 
separation of the I/I.  For instance, those sources that will result in significant 
environmental and/or permitting issues will be identified and logged but will not 
be slated for immediate correction.  Similarly, those circumstances that include 
the disconnection of downspouts and that result in saturation of hillsides, the 
potential creation of unsafe stability issues and downstream flooding will similarly 
be placed in abeyance. 
 
Throughout the creation of this report, both BHC and City staff have worked 
jointly together to assemble, refine and analyze the existing rainfall and flow data. 
Similarly, this report sought to estimate the volume of I/I within selected drainage 
basins, present a proposed solution for I/I separation and estimate the 
associated costs of I/I separation.  This report also developed City Standards, 
Procedures, Policies and Guidelines that provide direct benefit in the long-term 
reduction of I/I into the City collection system.  And lastly, this report also 
includes the identification and assessment of egregious pipe conditions found in 
the City collection systems due to root intrusion or other City identified conditions.  
 
During this I/I assessment phase, the report also prioritizes and selects I/I 
reduction projects from the project areas. In doing so the report prepares a 
Capital Improvement Plan for I/I rehabilitation and root intrusion impacted 
collection systems. 
 
BHC Consultants, as the Prime Consultant and Program Manager, lead and 
coordinated the work performed.  
 
Based on historical flow data, peaking factors at the Wastewater Treatment Plant 
(WWTP) have been in the order of 4.0 for a typical spring storm to as high as 7.6 
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for the December 2006 storm event..  Peaking factors are defined as the peak 
hourly flows divided by the average annual flows.  These values, when compared 
to other western Washington WWTP are not particularly out of line.  This does 
not suggest that the peaks experienced at the plant are inconsequential and 
should be ignored.  These high flow events have twice nearly resulted in 
bypassing the biological treatment portion of the plant, which most certainly 
would have occurred had there not been a mechanical failure in one of the 
upstream pump stations.  However, flows to the WWTP are complicated by the 
flow swapping agreement that Edmonds has with King County.  This flow 
swapping, in some ways, masks the severity of the I/I problems.  This, coupled 
with a troubling trend that suggests that the peaking factors are continuing to 
increase, has caused the City to analyze, identify and correct I/I sources now 
before the hydraulic capacity of the plant is exceeded.  By initiating a proactive 
program of identifying and removing I/I the City may be able to postpone or 
eliminate costly hydraulic expansions of the WWTP.  Furthermore, the City’s new 
NPDES permit requires an annual report that summarizes I/I removal measures 
that have been taken. 
 
In an effort to identify the suspected worst basins, two standard comparative 
measurements were used to judge the severity of I/I within the catchment basins 
and also allow comparison with other agencies that have completed independent 
I/I studies previously.  These measurements are: 
 

• Gallons I/I per acre per day 
• Gallons I/I per inch-diameter-mile per day 

 
Based on City-provided data for the length and sizes of sewer mains within each 
catchment area, similar data from the tributary areas from the City of Mountlake 
Terrace and Ronald Sewer District, this analysis will be able to identify the most 
likely basins with the most severe I/I. 
 

II. Basin Delineation 
 
From the 2006 Comprehensive Sewer Plan and basin boundary information 
provided by the City staff, the drainage basins which are tributary to the City’s 
WWTP were identified.  These basins were confirmed with the O&M staff to 
verify that the basins are correctly represented. 
 
Using existing data for parcels, streets and public right-of-ways, and City sewer 
mapping and manhole information a base map was created identifying the 
catchment areas for each basin. 
 
The delineation of the basins is defined by two determining conditions or criteria, 
1) area directly tributary to permanent flow meters that are in place and 2) area 
directly tributary to pump stations.  The pump stations are not equipped with flow 
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meters and the determination of flows was derived from the pump run records 
and a verification of the pumping capacity. 
 
Flow data from the following flow meters and pump stations were used in this 
analysis: 

• Meter A 
• Meter B 
• Meter C 
• Meter D 
• Meter E 
• Meter 1 
• Meter 2 
• Meter 3 
• Pump Station No. 1 
• WWTP Flow Meter - MLT 
• WWTP Flow Meter - Edmonds 

 
The direct use of this flow data (or in some cases the subtraction of flow data 
between adjacent flow meters) provided the basis for defining flows from discrete 
basins which are schematically represented in Figure 1 and graphically 
presented in Figure 2. 
  
With the basins delineated an inventory of the existing piping systems was 
developed.  Table 1 includes an individual basin breakdown of the catchment 
acreage, estimated length of main line sewer, the average diameter of those 
pipes and the inch - diameter - mile of pipe in each catchment area.  This 
baseline data forms the foundation for determining the metric of comparison 
between basins (i.e. gallons I/I per acre per day and gallons I/I per inch-diameter-
mile per day). 
 
It should be also noted that the City contracts with the following agencies for 
wastewater conveyance and treatment services: 

• City of Mountlake Terrace 
• Ronald Sewer District 
• Olympic View Water and Sewer District 
• King County 

 
The meter configuration allows a direct analysis of I/I contributions from 
Mountlake Terrace and Ronald Sewer District.  Similarly, the flows that originate 
from Olympic View Water and Sewer District cannot be separated or isolated 
from the Edmonds flows without additional flow meter installation.   
 
Flows from the Richmond Beach Pump Station include flows from the Town of 
Woodway and King County. 
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Metering 
Location

Subarea 
catchments

Area 
(acres)

 Feet of 
pipe* 

Aver Dia 
(inches)

Feet-inches 
of pipe 

Inch Dia - 
Mile of pipe 

Meter A 
(MLT) M-1 1593.1 240,355      9.01 2,166,170     410.26          

E-9 9.3 1,578          + 28.82 45,478          8.61              
Total 1602.4 241,933      2,211,648   418.87        

Meter B 
(RSD) R-1 555.0 69,100        8.00 552,800        104.70          

Total 555.0 69,100       552,800      104.70        

Meter C 
(RSD) O-2 8.3 3,625          + 8.00 29,000          5.49              

R-2 135.0 19,700        8.00 157,600        29.85            
Total 143.3 23,325       186,600      35.34          

Meter D
M-2 Meter E 663.0 49,442        7.78 384,659        72.85            
E 1 356 9 54 211 9 50 ^ 515 005 97 54

          Table 1
              Catchment and Tributary Areas

E-1 356.9 54,211       9.50 ^ 515,005      97.54          
M-3 1.6 363             23.21 8,425            1.60              
E-2 152.8 22,150        7.77 ^ 172,106        32.60            
L-3 10.5 93               8.00 744               0.14              
E-6 139.8 13,965        7.82 ^ 109,206        20.68            
E-7 62.2 10,000        7.70 ^ 77,000          14.58            
O-1 238.7 30,273        7.87 ^ 238,249        45.12            
E-21 23.4 3,035          7.50 ^ 22,763          4.31              
Total 1648.8 183,532      1,528,155   289.42        

Meter E
M-2 663.0 49,442        7.78 384,760        72.87            
Total 663.0 49,442       384,760      72.87          

Meter 1
E-2 152.8 22,150        7.77 ^ 172,106        32.60            
L-3 10.5 93               8.00 744               0.14              
E-6 139.8 13,965        7.82 ^ 109,206        20.68            

Total 303.1 36,208       282,056      53.42          

  Meter 2 - Meter 1  
(Zone 1) 

    Meter 2

Meter 1

Zone 2



Metering 
Location

Subarea 
catchments

Area 
(acres)

 Feet of 
pipe* 

Aver Dia 
(inches)

Feet-inches 
of pipe 

Inch Dia - 
Mile of pipe 

          Table 1
              Catchment and Tributary Areas

Meter 2
E-2 152.8 22,150        7.77 ^ 172,106        32.60            
L-3 10.5 93               8.00 744               0.14              
E-6 139.8 13,965        7.82 ^ 109,206        20.68            
E-7 62.2 10,000        7.70 ^ 77,000          14.58            
O-1 238.7 30,273        7.87 ^ 238,249        45.12            
E-21 23.4 3,035          7.50 ^ 22,763          4.31              
Total 627.4 79,516       620,067      117.44        

Meter 3
M-1 1593.1 240,355      9.01 2,166,170     410.26          
E-9 9.3 1,578          + 28.82 ^ 45,478          8.61              
R-1     Basin B 555.0 69,100       8.00 552,800      104.70        
O-2 8.3 3,625         + 8.00 29,000        5.49            
R-2 135.0 19,700        8.00 157,600        29.85            
M-2 Meter E 663 0 49 442 7 78 384 659 72 85

    Basin C

    Meter 1

    Basin A

  Meter 2 - Meter 1  
(Zone 1) 

M-2    Meter E 663.0 49,442       7.78 384,659      72.85          
E-1 356.9 54,211        9.50 ^ 515,005        97.54            
M-3 1.6 363             23.21 8,425            1.60              
E-2 152.8 22,150        7.77 ^ 172,106        32.60            
L-3 10.5 93               8.00 744               0.14              
E-6 139.8 13,965        7.82 ^ 109,206        20.68            
E-7 62.2 10,000        7.70 ^ 77,000          14.58            
O-1 238.7 30,273        7.87 ^ 238,249        45.12            
E-21 23.4 3,035          7.50 ^ 22,763          4.31              
Total 3949.5 517,890      4,479,203   848.33        

Lift Station No. 1
E-5 1035.6 166,209      7.98 ^ 1,326,348     251.20          

PS #2 12.0 1,526          8.43 12,864          2.44              
PS #3 59.0 7,125          7.29 ^ 51,941          9.84              
Total 1106.6 174,860      1,391,153   263.48        

Edmonds Meter
E-5 1035.6 166,209      7.98 ^ 1,326,348     251.20          

PS #2 12.0 1,526          8.43 12,864          2.44              
PS #3 59.0 7,125          7.29 ^ 51,941          9.84              

PS #1

Meter 1

    Meter 2

    Meter D

  Meter 2 - Meter 1  
(Zone 1) 

Zone 2

LS-01



Metering 
Location

Subarea 
catchments

Area 
(acres)

 Feet of 
pipe* 

Aver Dia 
(inches)

Feet-inches 
of pipe 

Inch Dia - 
Mile of pipe 

          Table 1
              Catchment and Tributary Areas

E-4 1009.3 165,043      8.30 ^ 1,369,857     259.44          
E-40 81.8 11,505        7.24 ^ 83,296          15.78            
O-5 24.5 3,865          8.00 ^ 30,920          5.86              
E-52 156.2 27,288        8.11 ^ 221,306        41.91            

PS #7 130.7 4,007          7.27 ^ 29,131          5.52              
PS #8 13.3 1,616          14.14 ^ 22,850          4.33              
Total 2522.4 388,184      3,148,513   596.31        

MLT Meter
M-1 1593.1 240,355      9.01 2,166,170     410.26          
E-9 9.3 1,578          + 28.82 ^ 45,478          8.61              
R-1     Basin B 555.0 69,100        8.00 552,800        104.70          
O-2 8.3 3,625          + 8.00 29,000          5.49              
R-2 135.0 19,700        8.00 157,600        29.85            
M-2    Meter E 663.0 49,442        7.78 384,659        72.85            
E-1 356.9 54,211        9.50 ^ 515,005        97.54            
M-3 1.6 363             23.21 8,425            1.60              
E 2 152 8 22 150 7 77 ^ 172 106 32 60

Edmonds Zone

Zone 2

    Basin A

    Basin C

Meter 3

E-2 152.8 22,150       7.77 ^ 172,106      32.60          
L-3 10.5 93               8.00 744               0.14              
E-6 139.8 13,965        7.82 ^ 109,206        20.68            
E-7 62.2 10,000        7.70 ^ 77,000          14.58            
O-1 238.7 30,273        7.87 ^ 238,249        45.12            
E-21 23.4 3,035          7.50 ^ 22,763          4.31              
E-7A 1.5 171             8.00 1,368            0.26              
E-42 39.2 3,753          7.99 29,986          5.68              
O-3 604.1 88,995        9.03 ^ 803,625        152.20          
W-1 155.4 10,911        8.00 ^ 87,288          16.53            
W-2 28.0 2,081          8.00 ^ 16,648          3.15              
E-3 146.9 23,872        13.39 ^ 319,646        60.54            
O-4 543.4 73,430        7.99 ^ 586,706        111.12          
R-3 14.3 895             8.00 ^ 7,160            1.36              
HS 41.1 -                -                

Total 5523.5 721,998      6,331,630   1,199.17     

* Includes mainline only, no side sewers or laterals included
+ Estimated length of pipe
^ Estimated pipe diameter to be 8" when no other information was available

MLT Zone

 Meter DMeter 1

    Meter 2
  Meter 2 - Meter 1  

(Zone 1) 
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III. Rainfall and Flow Data Reduction 
 
 
The City’s continuous flow meter readings for certain catchment areas, pump run 
records for the stations tributary to the City’s WWTP and rainfall data as collected 
at the WWTP forms the basis for this analysis. 
 
Flow and rainfall data for the period beginning in June 2006 and ending in 
December of 2008 were reviewed for all 10 flow meters and Lift Station 1.  All 
rainfall data was reviewed in order to capsulate and segregate four flow and 
climatic conditions.  Specifically the goal was to capture the following scenarios: 

• Dry weather flow during a period of low groundwater.  This condition 
reflects our baseline domestic flows with little or no infiltration or inflow 

•  Minimal rain during a high groundwater period.  This condition was 
intended to capture and reflect infiltration coming from the groundwater 
without a significant inflow component. 

• Significant wet weather storm following a generally wet period.  This set of 
circumstances captures inflow component when the groundwater is 
already elevated. 

• Significant winter storm following a relative dry period.  This was intended 
to identify the inflow component.  

 
The following time periods were selected to satisfy the conditions presented 
above: 

• August 2008.  The period was identified as a period of no or very little rain 
(low groundwater levels) leading up to August 18-20, 2008. 

• April 2008.  This time period was selected because of the sustained wet 
period through the spring of 2008.  The supposition is that the 
groundwater level was elevated and sources of infiltration would manifest 
itself in similarly elevated base flows. 

• December 25-30 2006.  This time period contained the last of a series of 
“typical” December rain events. This rain event produced 1.39 inches of 
rain at the Edmonds WWTP on December 26-27. 

• December 2-5, 2007. This was a significant rainfall event that produced 
5.65 inches of rain at the WWTP between December 2nd and December 
5th.  This rain event led to widespread flooding and surcharging 
throughout the western Washington area.  Some accounts have labeled 
this storm as a 50 year event. 

 
Rainfall and flow data for these four storms for all 10 meters and Lift Station #1 
were prepared and included in Appendix A.  
  
The flow data from the drainage basin meters was reduced from 5 minute 
increments to hourly flow totals.  Hourly rainfall data was prepared from data 
gathered from the rain gauge at the Edmonds WWTP.   
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The baseline flow data (i.e. no rain with low groundwater levels) of August 2008 
show regular diurnal flow patterns and slight reaction to moderate summer 
showers.  It is also interesting to note the variance between the weekend and 
weekday flow patterns.   Weekend diurnal flow patterns tend to be slightly 
delayed and slightly higher than that seen during weekdays.  This pattern is 
reflective of residents being at home on the weekends. 
 
The April 2008 flow patterns show the same diurnal and weekend/weekday 
patterns as described above, however, the baseline is increased due to the 
higher groundwater levels.  The response to the April 5th storm was immediate, 
but the baseline flows quickly returned to pre-storm levels.  Minor storms that 
extended for approximately a day resulted in a response that quickly returned to 
baseline at the conclusion of the rain event.  The basins appear to be insensitive 
to isolated and small showers. 
 
The December 25th through 30th 2006 storms resulted in a significant response in 
increased flows at every metering station.  The antecedent rainfall preceding 
December 25th delivered a significant amount of rain to the system.  Rainfall 
continued through December 27th after which all rainfall ceased. The system 
slowly returned to normal over the course of the following five days. 
 
The volume of water delivered during the December 2nd through 5th 2007 storm 
was unique in that the preceding period was very dry, but the storm was very 
intense for a two day period.   The response was immediate, returning to pre-
storm conditions over the course of two to three days.  Storms later in that same 
month were characterized by a gradual increase in the baseline. 
 

IV.   Presentation of Historical Data 
  
The measurement of I/I in terms of gallons per day per acre (gpad) and gallons 
per day per inch-diameter-mile (gpdpidm) was determined by calculating the 
average flows for the time period in question.  For instance, the flow value for 
April and August were the average flows for the entire month.  The average flow 
for the December 25th through 30th was the average for that six day period and 
similarly the average flow for the December 2nd through the 5th was determined 
by taking the total flow for that four day period and deriving the average for that 
period. 
 
Those respective values were then divided by the total acreage for gpad and by 
the total inch-diameter-miles for gpdpidm.  The results of those calculations are 
presented in Table 2.  Table 2 also includes the average dry weather flows and 
the peak hour flows for the April and December storms. 
 
 
 
 



August 
2008

April 
2008

December    
25-30, 2006

December  
2-5, 2007

August 
2008

April 
2008

December 25-
30, 2006

December 
2-5, 2007

Average 
Dry 

Month

April 
2008

Dec 
2006

Dec 
2007

1 489 542 971 1,255 2,776 3,073 5,506 7,117 0.15 0.28 0.58 0.98
2 406 560 1,468 2,055 2,170 2,992 7,843 10,980 0.25 0.69 1.90 2.52
3 606 767 1,559 2,042 2,823 3,570 7,256 9,508 0.89 6.13 6.83 6.56
A 439 662 1,570 1,661 1,681 2,534 6,006 6,353 0.70 2.05 4.25 4.78
B 381 483 1,077 1,693 2,022 2,558 5,712 8,974 0.21 0.57 1.21 2.19
C 502 924 2,413 2,844 2,037 3,749 9,786 11,531 0.07 0.27 0.68 1.13
D 805 939 1,574 1,954 4,587 5,348 8,966 11,134 1.33 3.24 4.81 5.74
E 910 1,049 1,361 1,529 8,280 9,545 12,380 13,908 0.60 1.64 2.07 2.53

MLT at WWTP 292 767 1,021 903 1,343 3,535 4,701 4,158 1.44 7.50 8.35 9.76
LS-01 497 616 1,518 1,856 1,557 2,847 5,816 8,289 0.55 1.71 2.90 2.90

Edmonds at WWTP 605 737 1,499 1,968 2,560 3,116 6,341 8,324 1.49 4.55 14.02 11.59
Zone 1               

(Meter 2 - Meter 1) 329 577 1,933 2,804 1,524 2,924 9,791 14,202 0.11 0.41 1.32 1.54

Zone 2               
(Meter D-Meter E-      

Meter 2)
1,309 1,398 2,153 2,566 4,826 5,055 7,787 9,279 0.47 0.91 0.84 0.69

Edmonds Zone        
(EdMeter-LS-01) 665 801 1,423 1,976 2,830 3,409 6,055 8,404 0.94 2.84 11.12 8.69

MLT Zone            
(MLT Meter-Meter 3) 357 508 948 1,125 1,560 2,222 4,142 4,918 0.55 1.37 1.52 3.20

Flow, mgd

Basin Values
Table 2

Peak Hour 
Basin/ Meter

Gallons/acre/day Gallons/day/inch-diameter-mile
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It is interesting to note that King County and other agencies have frequently used 
the measurement of gallons per acre per day to determine excessiveness of I/I.  
In fact, King County has used this measurement since 1961 with their component 
agencies that are tributary to their system.  The threshold value permitted by their 
interlocal agreement is set at 1,100 gpad.  During the County’s Regional I/I 
program more than 800 flow meters were installed to measure the I/I values.  Of 
those measured basins only a few dozen basins met the 1,100 gpad maximum 
allowable threshold.  As a result the County considered, but has not yet adopted, 
a revised threshold of 1,500 gpad.  The measurement of that threshold is 
generally defined as the flow volumes for any 30-minute period that exceeds 
1,100 gpad.  The values presented in Table 3 represent the calculated volume of 
I/I in excess of the summertime, dry weather baseline flows.  This volume of I/I 
was determined by subtracting the August 2008 flows from the April 2008, 
December 2006 and December 2007 flows.  This net increase in flows was the 
additional I/I components based on an average day, not the 30-minute event. 
 
The larger sub-basins (Zone 1, Zone 2, MLT Zone, and Edmonds Zone) results 
were calculated by subtracting meter data and dividing by sub basin area or inch-
diameter mile data for the sub-basin.  When a subtraction process is used to 
determine results for a sub-basin, each meter subtraction reduces the reliability 
of the data.  It should be noted that the data shown for the MLT meter at the 
treatment plant do not take into account the additional flows from the Ballinger 
pump station that is routed to the King County treatment system.  The data is 
presented this way solely to facilitate the calculation of the results for the MLT 
Zone.   
 
Average daily flows in August 2008 are assumed to be baseline domestic 
wastewater flows in all basins.  Because average daily flow in April 2008 appears 
relatively insensitive to the minor rain events, the April 2008 flows were assumed 
to have the baseline wastewater flow plus the volume of infiltration water.  
Average daily August waste water flow was subtracted from average daily 
wastewater flow in April of 2008 to obtain the average daily flow of infiltration 
water.  This was done for all metered basins.  Additionally, August 2008 flows 
were subtracted from the December 2006 and December 2007 storms in order to 
estimate the total inflow and infiltration.  The results of these calculations are 
shown in Table 3. 
 
Peaking factors were calculated for April 2008, December 2007, and December 
2006 rain events.  The peaking factors were calculated using two sets of data. 
The first set was a peaking factor derived by dividing average gallon per acre-day 
flow by the August 2008 corresponding value.  The second set of peaking factors 
was determined by taking the average dry weather flow divided into the peak 
hour flows for the April and December storms.  These results are shown in Table 
4.   
 
 



Basin / Meter
April 2008 -

August 
2008

December 
2006 - August 

2008

December 
2007 - August 

2008

April 2008 -
August 
2008

December 
2006 - August 

2008

December 
2007 - 

August 2008
1 52 481 765 296 2,730 4,341
2 154 1,062 1,649 822 5,672 8,810
3 161 952 1,436 747 4,434 6,685
A 223 1,131 1,221 853 4,325 4,672
B 101 696 1,312 536 3,690 6,952
C 422 1,911 2,341 1,711 7,749 9,494
D 134 769 1,149 761 4,379 6,547
E 139 451 619 1,265 4,100 5,628

MLT at WWTP 476 729 611 2,192 3,358 2,815
LS-01 118 1,021 1,359 1,291 4,259 6,732

Edmonds at WWTP 131 894 1,363 556 3,781 5,764
Zone 1              

(Meter 2 - Meter 1) 249 1,604 2,475 1,400 8,267 12,678

Zone 2              
(Meter D- Meter E- 

Meter 2)
88 844 1,256 229 2,961 4,453

Edmonds Zone 
(EdMeter - LS-01) 136 758 1,310 579 3,225 5,574

MLT Zone           
(MLT Meter - Meter 3) 151 591 769 662 2,583 3,358

Gallons/acre/day Gallons/in-mile-day

Table 3
I/I Values



Basin / Meter April 2008 / 
August 2008

December 2006 / 
August 2008

December 2007 / 
August 2008

April 2008 / 
August 2008

December 2006 
/ August 2008

December 2007 / 
August 2008

1 1.1 2.0 2.6 1.9 3.9 6.5
2 1.4 3.6 5.1 2.7 7.5 9.9
3 1.3 2.6 3.4 6.9 7.7 7.4
A 1.5 3.6 3.8 2.9 6.0 6.8
B 1.3 2.8 4.4 2.7 5.7 10.4
C 1.8 4.8 5.7 3.7 9.4 15.7
D 1.2 2.0 2.4 2.4 3.6 4.3
E 1.2 1.5 1.7 2.7 3.4 4.2

MLT at WWTP 2.6 3.5 3.1 5.2 5.8 6.8
LS-01 1.2 3.1 3.7 3.1 5.3 5.3

Edmonds at WWTP 1.2 2.5 3.3 3.1 9.4 7.8
Zone 1              

(Meter 2 - Meter 1) 1.8 5.9 8.5 3.9 12.4 13.1

Zone 2              
(Meter D- Meter E- 

Meter 2)
1.1 1.6 2.0 1.9 1.8 1.5

Edmonds Zone 
(EdMeter - LS-01) 1.2 2.1 3.0 3.0 11.8 9.2

MLT Zone            
(MLT Meter - Meter 3) 1.4 2.7 3.2 2.5 2.8 5.8

Ratio of I/I values (gpad) Ratio of Peak Flows

 Table 4
I/I Peaking Factors
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The data presented in Tables 2, 3 and 4 include all flow measurement locations.  
Some of this data captures flow from several areas.  Though the data is reliable, 
the larger catchment area tends to mask the specific origin and the severity of 
the I/I. 
 
 

V. Recommendation for Smoke Testing  
 

The following meters and their associated data, include data from combined 
basins: 
 

• Meter 2 
• Meter 3 
• Meter D 
• MLT flow meter at the WWTP 
• Edmonds flow meter at the WWTP 

 
Consequently, this data will be used to refine the catchment area by subtracting it 
from an upstream meter.  This means that the data will be used in the following 
manner. 
 
Direct read data: 

• Meter 1 
• Meter A 
• Meter B 
• Meter C 
• Meter E 
• LS-01 

 
Single basin subtraction: 

• Zone 1 ( Meter 2 minus Meter 1) 
• Edmonds Zone (Edmonds meter at WWTP minus LS-01) 
• MLT Zone (MLT flow meter at WWTP minus Meter 3) 

 
Double basin subtractions  

• Zone 2 (Meter D minus Meter E minus Meter 2) 
 

The direct read flow data will generally be considered the most reliable and the 
single basin subtraction data more reliable than the double basin subtraction 
data.  However, all ten basins will be evaluated. 
 
The other variable in analyzing the flow data is restricting the focus to those 
basins that collect flow only from, or predominately from, City of Edmonds 
customers.  The non-Edmonds collection lines are of interest in determining the 
worst areas, however, those contract customers (i.e. Ronald S.D., Olympic View 
and Mountlake Terrace) are charged based on volume of flow delivered to the 
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Edmond’s system.  Consequently, the burden and incentive to correct 
extraneous I/I rests with the contract agencies, not the City of Edmonds. 
 
With these constraints, the analysis has been confined to those basins that are 
exclusively or substantially within the City’s control and jurisdiction. 
 
The following listing defines the percentage of the basin that is owned and 
controlled by the City of Edmonds: 
 

Basin / Meter   Percentage within Edmonds jurisdiction 
• Meter 1         97%  
• Meter A         0%  
• Meter C         0%  
• Meter E          0%  
• LS-01               100% 
• Zone 1       26% 
• Edmonds Zone       98% 
• MLT Zone       12% 
• Zone 2         99% 

 
The focus of our evaluation will be on those four basins that largely fall under the 
control and ownership of Edmonds and to a lesser degree those basins that 
partially include Edmonds’ lines.  Specifically this includes basins Meter 1, LS-01, 
Zone 1, Edmonds Zone, MLT Zone and Zone 2.  The I/I values and peaking 
factors are restated in Table 5 for these six basins. 
 
A comparison of these six basins seems to point to Zone 1 as having the highest 
values.  The second worst or critical basin is not as easily determined.  Basin LS-
01 shows the next worst values in terms of I/I volume as measured by the gallons 
per acre per day, gallons per inch-diameter-mile and the peaking factors 
associated with those values.  Keep in mind that those values are determined 
based on the average volume of I/I over the course of the storm.  The other 
metric is the peaking factor associated with peak flows.  Using this metric the 
Edmonds Zone basin would be considered the next most critical basin. 
 
Zone 1 has approximately 43,300 linear feet of pipe; however, LS-01 has nearly 
175,000 feet.  The rule of thumb that we have found to be a good threshold is to 
limit the footage of pipe to 20,000 to 40,000 when trying to define the sources 
through smoke testing.  Basins with footage much greater than this range tends 
to be difficult to trace down the source of I/I.  Smoke testing in Zone 1 seems to 
be reasonably close to limit and it is expected to identify the individual sources.  
LS-01, however, is significantly greater than this threshold and is likely to create 
some challenges in refining the origins of the I/I sources. 
 
 
 



Basin / Meter Apr 2008 - 
Aug 2008

Dec 2006 - 
Aug 2008

Dec 2007 - 
Aug 2008

Apr 2008 - 
Aug 2008

Dec 2006 - 
Aug 2008

Dec 2007 - 
Aug 2008

Apr 2008 / 
Aug 2008

Dec 2006 / 
Aug 2008

Dec 2007 / 
Aug 2008

Apr 2008 / 
Aug 2008

Dec 2006 / 
Aug 2008

Dec 2007 / 
Aug 2008

1 52 481 765 296 2,730 4,341 1.1 2.0 2.6 1.9 3.9 6.5
LS-01 118 1,021 1,359 1,291 4,259 6,732 1.2 3.1 3.7 3.1 5.3 5.3
Zone 1              

(Meter 2 - Meter 1) 249 1,604 2,475 1,400 8,267 12,678 1.8 5.9 8.5 3.9 12.4 13.1

Zone 2              
(Meter D- Meter E- 

Meter 2)
88 844 1,256 229 2,961 4,453 1.1 1.6 2.0 1.9 1.8 1.5

Edmonds Zone 
(EdMeter - LS-01) 136 758 1,310 579 3,225 5,574 1.2 2.1 3.0 3.0 11.8 9.2

MLT Zone           
(MLT Meter - Meter 3) 151 591 769 662 2,583 3,358 1.4 2.7 3.2 2.5 2.8 5.8

Worst Basin
2nd Worst Basin
3rd Worst Basin

Peaking factors (flow)

Table 5
I/I Values and Peaking Factors for Six Edmonds Basins

Peaking factors (gpad)Gallons/acre/day Gallons/in-mile-day
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The recommendation of this report is to smoke test Zone 1.  It is recognized that 
only 26% of this basin is under the jurisdiction of the City, but it is a discrete 
basin with likely identifiable sources of I/I that are tributary to the City’s plant.  If 
the City elects to focus their attention to another basin that includes a greater 
percentage of City infrastructure, then efforts should be directed to Basin LS-01 
or the Edmonds Zone basin.  
 

VI. Capital Improvement Projects 
 
The proposed Capital Improvement List consists of three components: 
 

1. Initial and subsequent smoke testing and resulting CIP 
2. Correction of chronic and frequent flooding areas 
3. Correction of chronic and routine maintenance efforts 

 
Smoke Testing Recommendations and Resulting CIP 
 
The recommendation is to smoke test Zone 1.  It is clear that only a minor portion 
of Zone 1 falls within the jurisdiction of the City.  However, preliminary 
discussions with the Olympic View Water and Sewer District (OV) seems to 
indicate their willingness to perform the smoke testing on their portion of this 
Zone.   OV has experienced some surcharging and localized flooding issues in 
this same basin.  Their interest is two-fold.  First to relieve the surcharging 
conditions and thereby avoid or postpone a capital project for added capacity and 
secondly to reduce treatment capacity charges to the City. 
 
Correction of chronic and frequent flooding areas 
 
In addition to the identified I/I sources resulting from the smoke testing, the City 
staff has also identified other known problem areas that frequently surcharge or 
result in flooding.  These reoccurring problems are well known to the City staff.  
Some of these flooding areas can be resolved with a local CIP project as noted in 
Table 6. 
 
These chronic problem areas are identified below.  The corresponding numbers 
of the descriptions below match with the presentation numbers on Figure 3: 

1. 727 Melody Lane, MH 244-8, surcharges and overflows down customers 
driveway during heavy storms.  Preventing overflows at this location will 
flood houses. Downstream flow constriction will require a basin hydraulic 
analysis. 

2. 1111 Brookmere, MH 265-8, house floods out of basement plumbing and 
MH surcharges during heavy storms 

3. 224th St. SW & 77 Ave W, MH 4-13, surcharges during hard storms and 
needs to be bypass pumped into a MH at the end of 77th Ave W so sewer 
does not back up into homes on 224th. 

 



Category
2010 2011 2012 2013 2014 2015 2016 2017

Smoke Testing and Resulting CIP
Smoke Test Zone 1 (Edmonds portion only) 25,000$      
CIP from Zone 1 (Edmonds portion only)** 700,000$   

Meter Installations in Basin LS-01 20,000$        
Smoke Test in Basin LS-01 75,000$      
CIP in Basin LS-01 ** 700,000$     

Meter Installation in Basin Edmonds Zone 20,000$       
Smoke Testing in Edmonds Zone 100,000$      
CIP in Edmonds Zone ** 700,000$      

Chronic and Frequent Flooding
1 MH 244-8 overflow - downstream hydraulic analysis req'd +++
2 In-line check valve on side sewer (1111 Brookmere) 1,500$      
3 In-line check valve on side sewer (along 224th) 1,500$      
4 Gasketed ring and cover at MH 48-17 +++
5 Gasketed ring and cover at MH 224-9 +++
6 Gasketed ring and cover at MH 15 and 16 1,500$          
7 Gasketed ring and cover at MH 298 and 299 1,500$          
8 Flow meter at MH 152A-13 20,000$      
9 Gasketed ring and cover (or rainstop) at MH 80-2 1,500$        

Reoccuring Maintenance Issues

1 7117 176th Street SW.  30 foot belly and 150 feet of roots 100,000$      
2 8015 196th Street SW. Sixty feet of 6-inch line. 30,000$        
3 465 Admiral Way.  1500 feet of 8-inch line. 750,000$      
4 1053 Alder Street.  330 feet of 8-inch line. 170,000$      
5 949 Alder St. 600 feet of 8-inch line. Also see

Comprehensive Sewer Plan Problem 7 35,000$     345,000$      
6 Pine Ridge Park, 8610 Main St, 8529 Main St and 8400

204th St SW.  1,325 feet 8- and 10-inch line. 650,000$   
7 7703 203rd Street.  700 feet of 8-inch line. 350,000$   
8 8705 Maplewood Ln. 350 feet of 8-inch line. 175,000$   
9 7122  210th St. 300 feet of 8-inch line.  150,000$   
10 9126 Bowdoin St. 120 feet of 6-inch lateral. 60,000$     
11 7313  228th St SW.  350 feet of 8-inch line 175,000$   
12 7530  242nd Pl SW.  350 feet of 8-inch line 175,000$   
13 Sanitary Sewer Comprehensive Plan – Problem 11.  On 

224th St at 76th Ave. 800 feet of 8-inch pipe 30,000$     290,000$      

Year

Table 6
Capital Improvement Projects



Category
2010 2011 2012 2013 2014 2015 2016 2017

Year

Table 6
Capital Improvement Projects

14 Sanitary Sewer Comprehensive Plan – Problem 12.  On 
Beach at Dayton St.  Approximately 350 feet of 6-inch pipe 
replaced with 8-inch 15,000$     155,000$      

15 Sanitary Sewer Comprehensive Plan – Problem 18. On 8th 

Ave S between Fir and Elm St.  600 feet of 8-inch line 26,000$        234,000$    
16 Sanitary Sewer Comprehensive Plan – Problem 19. On

Hemlock St.  800 feet of 8-inch line 40,000$        365,000$    
17 Sanitary Sewer Comprehensive Plan – Problem 20. On 7th

Ave N.  500 feet of 8-inch line 50,000$        450,000$    
18 Sanitary Sewer Comprehensive Plan – Problem 21. On

Dellwood Dr.  500 feet of 8-inch line 20,000$     200,000$      
19 Sanitary Sewer Comprehensive Plan – Problem 22. On

72nd Ave W.  500 feet of 8-inch line 25,000$        225,000$    
20 Sanitary Sewer Comprehensive Plan – Problem 23. On 76th 

Ave W.  500 feet of 8-inch line 25,000$        225,000$    
21 Sanitary Sewer Comprehensive Plan – Problem 24. On

200th St SW.  250 feet of 8-inch line 20,000$        225,000$    
22 Sanitary Sewer Comprehensive Plan – Problem 25. On

216th St SW.  350 feet of 8-inch line 15,000$        155,000$    
23 Sanitary Sewer Comprehensive Plan – Problem 26. On

Walnut at 96th Ave.  1000 feet of 8-inch line 45,000$       405,000$      
24 Sanitary Sewer Comprehensive Plan – Problem 27. On

Northwest Traction right-of-way.  700 feet of 8-inch line 30,000$       330,000$      
25 Sanitary Sewer Comprehensive Plan – Problem 28. On

76th Ave W.  150 feet of 8-inch line 5,000$         80,000$        
26 Sanitary Sewer Comprehensive Plan – Problem 29. On

240th St SW.  250 feet of 8-inch line 10,000$       120,000$      
27 Sanitary Sewer Comprehensive Plan – Problem 30. On

238th St SW.  800 feet of 8-inch line 40,000$        390,000$      
28 Sanitary Sewer Comprehensive Plan – Problem 31. Off of

Olympic View Dr at 76th Ave.  400 feet of 8-inch line 250,000$      
TOTAL $25,000 $803,000 $1,214,000 $1,975,500 $810,000 $2,125,000 $1,340,000 $1,735,000

**  Placeholder amount.  Final amount is dependent on results of the smoke testing.
+++  Downstream Hydraulic Analysis required to prevent surcharging at this MH.
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4. 23615 74th Ave W, MH 48-17, when lake rises during hard storms the 
manhole surcharges flowing sewage into the lake, then takes inflow from 
the lake into the manhole as the lake rises over the manhole and the 
sewer recedes in the main line.  Preventing overflows at this location will 
flood houses. Downstream flow constriction will require a basin hydraulic 
analysis. 

5. 20830 Woodlake Dr., MH 224-9, pond rises and MH goes under water 
backing sewage out of a cleanout at 20830. Preventing overflows at this 
location will flood houses. Downstream flow constriction will require a 
basin hydraulic analysis. 

6. Between SR104 and Railroad Ave. on Dayton, MH 15 & 16 flood when the 
street floods during hard storms. 

7. 832 and 828 Cary Rd., MH 298-8 and 299-8 go under water during hard 
storms when the creek floods. 

8. MH 152A-13 (between 82nd and 83rd Avenue on 220th Street) could use a 
flow meter to calculate flows going into the Olympic View service area to 
see if we are contributing to their high flows on 224th and 77th Ave W. 

9. MH 80-2, MH 78-2, 8403 and 8307 Talbot Rd. Manholes under water 
during storms. 

 
Correction of chronic and routine maintenance efforts 
 
There are dozens of regular and reoccurring maintenance efforts throughout the 
City.  These areas include those pipe segments that are on the City’s routine 
maintenance schedule and might include flushing of the lines that have sags in 
the alignment, root intrusion and grease accumulations.  The City staff has 
characterized these chronic areas as the Red Area problems (which are the 
highest priority) and the Root Zone which require attention but generally on a 
less frequent basis.  These areas are graphically presented on Figure 3. 
 
The following are a brief description of the Red Area problems, corresponding 
numbers are shown on Figure 3.  Problem areas 1 through 12 were collected 
from the maintenance staff and problems 13 through 26 were included in the 
previous Sanitary Sewer Comprehensive Plan. 

 
1. 7117 176th Street SW.  Thirty foot belly and 150 feet of roots (Sheet 3-93 

to Sheet 3-94 c/o). 
2. 8015 196th Street SW. Sixty feet of 6-inch line with belly and sag (Sheet 

5-334A). 
3. 465 Admiral Way.  Approximately 1500 feet of 8-inch line beginning at 

MH 2 through MH 6 with bellies, flat grade and grease accumulations 
(Sheet 7). 

4. 1053 Alder Street.  330 feet of 8-inch line with flat grade and bellies 
(Sheet 8-32B to Sheet 12-2 and Sheet 8-32A to Sheet 8-32B). 
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5. 949 Alder Street.  Approximately 600 feet of 8-inch line with flat grades 
and bellies (Sheet 8-30 to Sheet 8-31 and Sheet 8-31 to Sheet 8-32). 
Also refer to Comprehensive Sewer Plan Problem 7. 

6. Pine Ridge Park area, 8610 Main Street, 8529 Main Street and 8400 
204th Street SW.  Approximately 1,325 feet 8- and 10-inch line.  
Manholes 9-18, 9-19, 9-20, 9-201, 9-202 and 9-224. 

7. 7703 203rd Street.  Approximately 700 feet of 8-inch line with bellies and 
flat grade (Sheet 9-314 to Sheet 9-313 and Sheet 9-366 Sheet 9-314). 

8. 8705 Maplewood Lane.  Approximately 350 feet of 8-inch line with 
bellies and flat grade (Sheet 9-137 to Sheet 9-138). 

9. 7122  210th Street. Approximately 300 feet of 8-inch line with bellies and 
grease accumulation (Sheet 10-23 to Sheet 10-25).   

10. 9126 Bowdoin Street.  Approximately 120 feet of 6-inch lateral with flat 
grade and root intrusion. 

11. 7313  228th Street SW.  Approximately 350 feet of 8-inch line with bellies 
(Sheet 14-65 to Sheet 14-66). 

12. 7530  242nd Pl SW.  Approximately 350 feet of 8-inch line with bellies 
(Sheet 17-81 to Sheet 17-80). 

13. Sanitary Sewer Comprehensive Plan – Problem 11. On 224th at the 
intersection with 76th Avenue.  Approximately 800 feet of 8-inch pipe. 

14. Sanitary Sewer Comprehensive Plan – Problem 12.On Beach Place at 
the intersection with Dayton Street.  Replace approximately 350 feet of 
6-inch line with 8-inch pipe. 

15. Sanitary Sewer Comprehensive Plan – Problem 18. On 8th Avenue 
South between Fir and Elm Street.  Approximately 600 feet of 8-inch line 
with flat grade. 

16. Sanitary Sewer Comprehensive Plan – Problem 19. On Hemlock Street.  
Approximately 800 feet of 8-inch line with numerous bellies. 

17. Sanitary Sewer Comprehensive Plan – Problem 20. On Seventh Avenue 
North.  Approximately 500 feet of 8-inch line with numerous bellies. 

18. Sanitary Sewer Comprehensive Plan – Problem 21. On Dellwood Drive.  
Approximately 500 feet of 8-inch line with numerous bellies and 
accumulation of grease. 

19. Sanitary Sewer Comprehensive Plan – Problem 22. On 72nd Avenue 
West.  Approximately 500 feet of 8-inch line with numerous bellies and 
accumulation of grease. 

20. Sanitary Sewer Comprehensive Plan – Problem 23. On 76th Avenue 
West.  Approximately 500 feet of 8-inch line with numerous bellies and 
accumulation of grease. 

21. Sanitary Sewer Comprehensive Plan – Problem 24.  On 200th Street 
SW.  Approximately 250 feet of 8-inch line with numerous bellies, flat 
grade and accumulation of solids. 

22. Sanitary Sewer Comprehensive Plan – Problem 25.  On 216th Street 
SW.  Approximately 350 feet of 8-inch line with numerous bellies and 
accumulation of grease. 
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23. Sanitary Sewer Comprehensive Plan – Problem 26.  On Walnut between 
96th Avenue and 9th Avenue South.  Approximately 1000 feet of 8-inch 
line with flat grade and accumulation of solids. 

24. Sanitary Sewer Comprehensive Plan – Problem 27.  On Northwest 
Traction right-of-way.  Approximately 700 feet of 8-inch line with flat 
grade, bellies and accumulation of solids and grease. 

25. Sanitary Sewer Comprehensive Plan – Problem 28.  On 76th Avenue 
West.  Approximately 150 feet of 8-inch line with flat grade. 

26. Sanitary Sewer Comprehensive Plan – Problem 29.  On 240th Street 
SW.  Approximately 250 feet of 8-inch line with bellies and grease 
accumulation. 

27. Sanitary Sewer Comprehensive Plan – Problem 30.  On 238th Street 
SW.  Approximately 800 feet of 8-inch line with bellies and grease 
accumulation. 

28. Sanitary Sewer Comprehensive Plan – Problem 31.  Off of Olympic View 
Drive at 76th Avenue.  Approximately 400 feet of 8-inch line with bellies 
and root intrusion. 

 
 

VII. Proposed Standards, Policies and Guidelines  
 
The proposed standards, policies and guidelines described herein address a 
wide range of topics, including sewer evaluations, connections to side sewers, 
pipeline and manhole leak inspections, system maintenance, and construction 
practices and materials for I/I control projects. 
 
They are intended to: 

• Guide the engineering and construction of future system infrastructure 
(both new and rehabilitated) to achieve long-term I/I control 

• Limit system degradation and I/I increases over time 
 
Some of the subjects covered are as follows: 

• Establish proper construction practices and materials for I/I repair and 
rehabilitation projects 

• Encourage appropriate inspection and testing prior to acceptance of new 
or rehabilitated sections of sewer 

• Develop inspection and repair standards for new and existing structures 
on private property 

• Encourage appropriate system maintenance 
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• Provide appropriate predesign, investigation of I/I conditions, inspection of 
construction, and enforcement of standards. 

 
 
The proposed standards, policies and guidelines address only features of the 
public and private sewer systems associated with I/I. They are intended to 
augment and emphasize individual City standards which outline requirements for 
overall sewer system design, construction and rehabilitation. 
 
A total of 33 Standards, 17 Policies and 7 Guidelines have been developed for 
the City’s consideration in formulating an effective, on-going I/I Control Program 
for City-wide implementation as needed. They are derived from a set of similar 
draft requirements prepared for King County under its Regional I/I Control 
Program. The County’s draft standards and policies reflect extensive input from 
the Engineering & Planning Subcommittee of the Metropolitan Water Pollution 
Abatement Advisory Committee (MWPAAC), of which the City of Edmonds is one 
of the 34 member agencies. 
 
Funding Options 
While the overall objective of an I/I program would be reduction of capital and 
O&M costs, with the potential reduction in rates, options for ensuring compliance 
with I/I standards include whether or not surcharges or incentives should be 
established.  
 
Surcharges are an additional fee that could be charged to City customers for 
exceeding a predetermined I/I threshold or for causing increased costs related to 
conveying and treating I/I. 
 
Incentives provide financial rewards, in the form of lower rates or rebates, to City 
customers for reducing I/I flow. 
 
Cost sharing can spread the cost of a project among the City, State and 
Ratepayers through a variety of options. 
 
Private Property 
The cost and potential disruption associated with reducing I/I from private 
property sources are considerable and affect the ability and willingness of 
property owners to undertake corrective actions. 
 
There are also constraints, including issues of legality and equity that the City 
must address if public funding is used to defray some or all of the cost of private 
sewer rehabilitation. 
 
Public Education 
Experience elsewhere indicates that property owner participation increases with 
knowledge about I/I and its impacts on the cost of wastewater conveyance, 
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treatment and disposal. Implementation of an I/I reduction/control program, 
especially as it includes private property and/or rate issues, necessitates some 
amount of public education and involvement. 
 
 
PROPOSED STANDARDS, POLICIES & GUIDELINES 
Each standard, policy or guideline is listed in Appendix B, and consists of the 
following: 

• Title – A brief name of the Standard 

• Control Measure Description – A description of why the Standard is 
being proposed 

• Standard/Policy/Guideline – A description in sufficient detail for 
engineers and City representatives to compare with existing standards 

• Potential City Impacts – Indicates the potential impact on the City, 
including additional staffing requirements and other aspects of daily 
operations. Elements that could add or reduce costs to normal processes 
are listed. 

• Potential Impacts to Ratepayers – Indicates potential impact to 
Ratepayers on private property. Elements that could add or reduce costs 
to normal processes are listed. 

 
The following table provides a summary and brief description of the proposed 
Standards, Policies and Guidelines (See Appendix B for a detailed description of 
the proposed action). 
 
 

SUMMARY OF PROPOSED STANDARDS, POLICIES & GUIDELINES 
 

Number Title Rehab 
Projects Only

Both New & 
Rehab 

STANDARDS  
Standard 1 
 

Storm Drainage 
Connections to the 
Sanitary Sewer 

 √ 

Standard 2 Connections to Existing 
System  √ 

Standard 3 Allowable Connections 
to Side Sewers  √ 

Standard 4 Visual Inspection of 
Manholes for SSES 
Investigations 

√  
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Number Title Rehab 
Projects Only

Both New & 
Rehab 

Standard 5 Closed Circuit Television 
(CCTV) Inspection of 
Sewers for SSES 
Investigation 

√  

Standard 6 Smoke Testing for SSES 
Investigations √  

Standard 7 Dye Testing for SSES 
Investigations √  

Standard 8 Design Capacity for 
Pipeline Rehabilitation 
Projects 

√  

Standard 9 Pipe Anchoring  √ 
Standard 10 Manhole Location & 

Covers  √ 
Standard 11 Manhole Size  √ 
Standard 12 Sewer System Design  √ 
Standard 13 Manhole Joints  √ 
Standard 14 Side Sewer Connection 

Location & Taps  √ 
Standard 15 Abandonment 

Requirements  √ 
Standard 16 Pipe Materials  √ 
Standard 17 Pipe Rehabilitation 

Methods √  
Standard 18 Inspection Wyes / 

Cleanouts  √ 
Standard 19 Inspection of Pipe 

Installation & Backfill  √ 
Standard 20 Pipe Zone Bedding & 

Trench Backfill  √ 
Standard 21 Manhole Leveling Rings  √ 
Standard 22 
 

Root Intrusion √  
Standard 23 Root Intrusion (Private 

Property) √  
Standard 24 Pipeline Leak Testing  √ 
Standard 25 Side Sewer Visual 

Inspection  √ 
Standard 26 Side Sewer/Lateral Leak 

Testing  √ 
Standard 27 Manhole Leak Testing  √ 
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Number Title Rehab 
Projects Only

Both New & 
Rehab 

Standard 28 
 

Product Specific 
Inspection  √ 

Standard 29 Product Specific 
Inspection (Private 
Property) 

 √ 

Standard 30 CCTV Inspection  √ 
Standard 31 Side Sewer CCTV 

Requirements  √ 
Standard 32 Certification, Warranty & 

Qualifications  √ 
Standard 33 Bonding & Warranty 

Inspections  √ 
POLICIES    
Policy 1 Public Awareness of I/I: 

Educational Materials  √ 
Policy  2 Responsibility for 

Community  √ 
Policy 3 Public Funding for I/I 

Reduction Projects  √ 
Policy 4 Rates, Incentives & 

Surcharges  √ 
Policy 5 Cost Sharing  √ 
Policy 6  Storm Water Drainage 

Ordinances  √ 
Policy 7 Responsibility for Storm 

Water Drainage  √ 
Policy 8 Infeasible or 

Prohibitively Expensive 
Modifications 

 √ 

Policy 9 Contractor Qualifications  √ 
Policy 10 Required Permits  √ 
Policy 11 Inspection Training  √ 
Policy 12 Property Restoration √  
Policy 13 Bonding, Licensing, 

Insurance and Warranty 
Provisions 

 √ 

Policy 14 Access to Private 
Property  √ 

Policy 15 Limiting Liability  √ 
Policy 16 Legislative Action 

Requirements  √ 
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Number Title Rehab 
Projects Only

Both New & 
Rehab 

Policy 17 Side Sewer Ownership 
& Responsibility  √ 

GUIDELINES  
Guideline1 Modeling and 

Engineering Analysis  √ 
Guideline 2 Lateral and Side Sewer 

Rehabilitation Methods √  
Guideline 3 Pipe Protection / Depth 

of Cover  √ 
Guideline 4 Manhole Rehabilitation √  
Guideline 5 Spot Repairs √  
Guideline 6 Spot Repairs (Private 

Property) √  
Guideline 7 Manhole Lids/Inserts √  

 
 
 

Adoption of these standards, policies and guidelines should be prioritized to 
facilitate a systematic incorporation of the governance surrounding these I/I 
issues.  Table 7 that follows has divided the standards, policies and guidelines 
into five categories: 

1. Public Education 
2. Implementation 
3. Planning and Design 
4. New Construction 
5. Existing Facilities  

 
It is recommended that those standards, policies and guidelines that are bolded 
and shaded should be incorporated first. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Major Category Application Item No.  I/I Reduction City Staffing
Potential Impact

EDUCATION All P1 Public Awareness: Educational Materials Long Term Low
P2 Responsibility for Community Education Long Term Low

IMPLEMENTATION All P3 Public Funding for I/I Reduction Projects
(COUNCIL ACTION) P4 Rates, Incentives & Surcharges Medium

P17 Side Sewer Ownership & Responsibility 
P5 Cost Sharing

PLANNING/DESIGN All P9 Contractor Qualifications Long Term
P11 Inspection Training Medium
P6 Stormwater Drainage Ordinances

P10 Required Permits
P16 Legislative Action Requirements

NEW CONSTRUCTION All S19 Inspection of Pipe Installation & Backfill Long Term Low
S32 Certification, Warranty & Qualifications Long Term Low
P7 Responsibility for Stormwater Drainage
S9 Pipe Anchoring

S16 Pipe Materials
PUBLIC Only S24 Pipeline Leak Testing Long Term Low

S27 Manhole Leak Testing Long Term Low
S30 CCTV Inspection Long Term Medium
S1 Storm Drainage Connections to Sanitary Sewer Long Term Low
G1 Modeling & Engineering Analysis
S10 Manhole Location & Covers
S11 Manhole Size
S12 Sewer System Design
S13 Manhole Joints
S21 Manhole Leveling Rings
S28 Product Specific Inspection

PRIVATE Only S3 Allowable Connections to Side Sewers Long Term Medium
S14 Side Sewer Connection Location & Taps Low
S20 Pipe Zone Bedding & Trench Backfill Long Term Low
S25 Side Sewer Visual Inspection Low
S26 Side Sewer/Lateral Leak Testing Long Term
S31 Side Sewer CCTV Requirements Long Term Low
P8 Infeasible or Prohibitively Expensive Modifications

S18 Inspection Wyes/Cleanouts
G3 Pipe Protection/Depth of Cover
S29 Product Specific Inspection (Private Property)
S33 Bonding & Warranty Inspections

EXISTING CONSTRUCTION All S5 CCTV Inspection of Sewers for SSES Long Term Low
S6 Smoke Testing for SSES Low
S7 Dye Testing for SSES Low

S19 Inspection of Pipe Installation & Backfill Long Term Low
P7 Responsibility for Storm Drainage

P13 Bonding, Licensing, Insurance & Warranty
S8 Design Capacity for Pipeline Rehab Projects

S15 Abandonment Requirements
S16 Pipe Materials
S17 Pipe Rehabilitation Methods
S22 Root Intrusion
S32 Certification, Warranty & Qualifications

PUBLIC Only S2 Connections to Existing Systems
G5 Spot Repairs Medium Low
S24 Pipeline Leak Testing Long Term
S30 CCTV Inspection Long Term Medium
S4 Visual Inspection of Maholes for SSES
G1 Modeling & Engineering Analysis
G4 Manhole Rehabilitation
S21 Manhole Leveling Rings
G7 Manhole Lids/Inserts
S28 Product Specific Inspection

PRIVATE Only P14 Access to Private Property Low
S3 Allowable Connections to Side Sewers Long Term Medium

S14 Side Sewer Connection Location & Taps Low
S20 Pipe Zone Bedding & Trench Backfill Long Term Low
S31 Side Sewer CCTV Requirements Long Term Low
P8 Infeasible or Prohibitively Expensive Modifications

P12 Property Restoration
P15 Limiting Liability
G2 Lateral & Side Sewer Rehabilitation Methods
S18 Inspection Wyes/Cleanouts
G3 Pipe Protection/Depth of Cover
G6 Spot Repairs (Private Property)
S33 Bonding & Warranty Inspections

Table 7
Prioritzation of Standards, Policies and Guidelines
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Appendix B 
 

Proposed Standards, Policies and Guidelines 
 
Standards 

a. S-1 Storm Drainage Connections to the Sanitary Sewer 
System 

b. S-2 Connections to Existing Sewer System 
c. S-3 Allowable Connections to Side Sewers 
d. S-4 Visual Inspection of Manholes for SSES Investigations 
e. S-5 CCTV Inspections of Sewers for SSES Investigations 
f. S-6 Smoke Testing for SSES Investigations 
g. S-7 Dye Testing for SSES Investigations 
h. S-8 Design Capacity for Pipeline Rehabilitation Projects 
i. S-9 Sewers on Steep Slopes 
j. S-10 Manhole Locations and Covers 
k. S-11 Manhole Size 
l. S-12 Sewer System Design 
m. S-13 Manhole Joints 
n. S-14 Side Sewer Connection Location and Taps 
o. S-15 Abandonment Requirements 
p. S-16 Pipe Materials 
q. S-17 Pipe Rehabilitation Methods 
r. S-18 Inspection Wyes/Cleanouts 
s. S-19 Inspection of Pipe Installation and Backfill 
t. S-20 Pipe Zone Bedding and Trench Backfill (Side Sewers) 
u. S-21 Manhole Leveling Rings 
v. S-22 Root Intrusion  
w. S-23 Root Intrusion (Side Sewers) 
x. S-24 Pipeline Leak Testing 
y. S-25 Sanitary Side Sewer Inspection 
z. S-26 Side Sewer/Lateral Leak Testing 
aa. S-27 Manhole Leak Inspection 
bb. S-28 Product Specific Inspection 
cc. S-29 Product Specific Inspection (Side Sewer) 
dd. S-30 CCTV Inspection 
ee. S-31 CCTV Inspection (Side Sewers) 
ff. S-32 Certification, Warranty and Qualifications 
gg. S-33 Bonding and Warrant Inspection 

  
Policies 
 a. P-1 Community Education and Involvement 
 b. P-2 Responsibility for Community Education 
 c. P-3 Public Funding 
 d. P-4 Rates, Incentives and Surcharges 
 e. P-5 Cost Sharing 



 f. P-6 Stormwater Drainage Ordinances 
 g. P-7 On-site Storm Drainage Management 
 h. P-8 Infeasible or Prohibitively Expensive Modifications 
 i. P-9 Contractor Qualifications 
 j. P-10 Required Permits 
 k. P-11 Inspection and Testing 
 l. P-12 Property Restoration 
 m. P-13 Contractor Bonding, Licensing and Warranty 
 n. P-14 Access to Private Property 
 o. P-15 Limiting Liability 
 p. P-16 Legislative Action Requirements 
 q. P-17 Side Sewer Ownership and Responsibility 
 
Guidelines 

a. G-1 Modeling and Engineering Analysis 
b. G-2 Lateral and Side Sewer Rehabilitation Methods 
c. G-3 Pipe Protection -  Depth of Cover 
d. G-4 Manhole Rehabilitation 
e. G-5 Spot Repairs 
f. G-6 Spot Repairs (Side Sewers) 
g. G-7 Manhole Lids/Inserts 
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I/I DISCHARGE SITE CONDITIONS 

 
TITLE:  Storm Drainage Connections to the Sanitary Sewer System 

 
STANDARD NO.  S-1 

 
I/I CONTROL MEASURE ISSUE:  
Direct connection of storm water collection systems to the sanitary sewer system reduces the capacity of 
the sewer system and increases surcharging potential of the pipe, which can contribute to sewer 
deterioration and increase the potential for pipeline collapse. Some agencies allow surface water runoff 
collected from areas subject to high pollutant loading to discharge to the sanitary sewer. Numerous 
connections of this type can overload the Edmonds sanitary sewer collection system. 
 

Standard 
 No storm drainage connections shall be made to the sanitary sewer system unless approved by the 

City of Edmonds, and only under special circumstances.  The discharges shall be defined by 
discharge permit, contract or other such document. 

Potential Edmonds Impacts 
 Provisions will need to be addressed for water quality treatment from surface water collection 

areas subject to high pollutant loading that the City may have previously connected to the sanitary 
sewer system. 

 Requests to connect storm water collection areas to the sanitary sewer system will have to be 
reviewed for conformance with the special circumstances developed by the City. 

 Special fee structures may be adopted for connection of storm drainage sources to the sanitary 
sewer system. 

Potential Private Property/Ratepayer Impacts 
 No impact. 
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TITLE:  Connections to Existing Sewer System 
 

STANDARD NO.  S-2 
 

I/I CONTROL MEASURE ISSUE:  
When new connections are made to the existing sewer system, I/I potential exists from three general 
locations: 1) the connection itself leaks, 2) the system being added has leaks, and/or 3) the system being 
added has illegal connections that are inflow sources. 

 

Standard 
 Connections to the existing sewer system will only be allowed at manholes, to a main via an 

existing tee or a tap, or to the end of an existing pipe that meets all applicable I/I Standards. 
 Where a new manhole is being installed in an existing system, the I/I Standards for new manholes 

shall apply. 
Testing and inspection: 

 The new conveyance system to be connected shall be inspected to confirm that no illicit 
connections contributing inflow have been added. 

 At manhole locations, the connection at the existing manhole shall be visually inspected for water 
tightness after the pipe has been completely backfilled and groundwater has returned to its natural 
elevation. The new line shall not be put into service until the connection has been inspected and 
approved. 

Potential Edmonds Impacts 
 Inspection requirements to confirm work performed correctly. 

Potential Private Property / Ratepayer Impacts 
 No impact. 
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TITLE:  Allowable Connections to Side Sewers 

 
STANDARD NO.  S-3 

 
I/I CONTROL MEASURE ISSUE:  
A description is given of allowable and disallowable connections to side sewers for the purpose of 
eliminating clean surface and subsurface drainage flow to the City of Edmonds sewer system. 

 

Standard 
 Side sewers discharging to the sewer system shall convey sanitary sewage only.  Sanitary sewage 

sources are limited to: 
• Building plumbing outlets. 
• Sump Pumps conveying sanitary sewage. 

 Sources of clean water flow shall not be conveyed by side sewers discharging to the sewer 
system, including: 

• Downspouts. 
• Foundation drains. 
• Catch basins. 
• Storm water inlets and trench drains. 
• Structure or landscaping under-drain systems. 
• Sump pumps discharging surface runoff or subsurface drainage flow. 

Potential Edmonds Impacts 
 Allowable connections to side sewers shall be in conformance with applicable plumbing codes. 
 Newly developing building sites will be required to establish separate surface and sub surface 

drainage systems compatible with the developed site grading, soil conditions, groundwater table, 
and adjacent environmentally sensitive areas.  Comprehensive monitoring for disallowable side 
sewer connections will be required, particularly where alternate disposal requirements for 
drainage are onerous to the property owner. 

 It is expected that some existing building sites will be found to be discharging clean water to the 
side sewer, either as a result of partial failure of side sewers, or as a result of illicit connections.  
When implementing corrective measures for these sites, consideration must be given to 
disposition of the resulting displaced flows.  New site drainage systems implemented for this 
purpose must be compatible with the developed site grading, soil conditions, groundwater table, 
and adjacent environmentally sensitive areas. 

 Requirements for newly developing sites are consistent with most current development 
regulations and should not result in development costs above and beyond current requirements. 

 Repair of failed side sewers will result in varying levels of cost on a per site basis.  Incremental 
cost impacts will be associated with the following factors: 

• Side sewer length. 
• Site development features (i.e. structures, landscaping, pavement, etc.). 
• Site accessibility (i.e. slope, overgrowth, sensitive areas, etc.). 

 Disconnection of clean water sources from side sewers on developed sites will result in varying 
levels of cost on a per site basis.  Incremental cost impacts will be associated with the following 
factors: 

• Distance to alternative discharge point for clean water flows. 
• Presence of environmentally sensitive areas. 
• Relative elevation of property to alternative discharge point. 
• Ground water elevation. 
• Site elevation relative to surrounding areas. 
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• Proportion of impermeable area on the site. 
 Testing to determine the presence of failed side sewer conditions that might allow clean water to 

enter the system cannot be comprehensively achieved except during wet weather conditions that 
result in saturated ground conditions.  Testing for this purpose is best achieved on a basin wide 
basis through flow monitoring and analysis, or potentially through television inspection. 

 Testing for illicit downspout connections and certain area drain connections can be achieved, 
under favorable conditions, through smoke testing.  Some illicit connections of surface or 
subsurface drainage will not be detected through smoke testing, but might be detectable using dye 
testing. 

 Generally, basin wide testing for illicit connections is implemented prior to the implementation 
phase to determine where remedial actions may be required.  Site specific testing during 
implementation of the remedial work may be helpful in determining the effectiveness and 
completeness of the work being undertaken. 

 
Potential Private Property/Ratepayer Impacts 

 Dependent on implementation of City-funded activities. See Policy 3. 
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PRELIMINARY ENGINEERING 

 
 

TITLE:  Visual Inspection of Manholes for SSES Investigations 
 

STANDARD NO.  S-4 
 

I/I CONTROL MEASURE ISSUE:  
Manhole inspections are one of the most important efforts of a sewer system evaluation survey (SSES) 
investigation because manholes can account for a significant amount of the I/I entering a sanitary sewer 
system. The inspection provides a means for viewing the manhole internally to assist in: 

• Determining whether the cover is subject to ponding or surface water runoff. 
• Inspecting for internal leaks. 
• Analyzing structural deficiencies in the manhole structure. 
• Estimating I/I quantities in the manhole. 

Investigation of the internal condition of a manhole should be conducted from the inside of the manhole.  
Performing the investigation only from the surface and failing to thoroughly check the manhole interior 
commonly results in an inadequate inspection.  Leaks around taps in the manhole are often confused with 
flow from the tap itself.  If not closely inspected, leaks on the floor, in the channel, and around the pipe 
seals are often misidentified as eddies in the normal pipe flow. 
 

Standard 

 Visual inspection of manholes shall be performed by experienced personnel trained in the proper 
safety measures for performing the inspection including, but not limited to, confined space entry 
and traffic control measures. It is recommended that the visual internal inspection be performed 
during the wet season when surrounding soils are fully saturated. Results of the manhole 
inspections shall be documented on a standard form which contains the following information: 

o Manhole identification or reference number and street location. 
o The date of the inspection. 
o Name of the inspector. 
o Pavement surface type and condition. 
o Whether the manhole cover is depressed below the adjacent surface grade and whether its 

location makes it subject to surface water flows or ponding. 
o Significant site features that may affect rehabilitation access or methods, including 

whether the manhole is located on private property or is located near sensitive habitat. 
o Cover information including size, number of pick holes, gasket condition, if present, and 

whether the cover is locking or not. 
o Frame information including size, grade, condition and presence and condition of an 

internal boot. 
o Chimney information including material and condition, diameter, height, seal condition at 

cone or top slab, presence and location of manhole steps, and evidence of infiltration. 
o Cone information including type and condition, seal at barrel and evidence of infiltration. 
o Barrel information including type, lateral locations, diameter and condition, seal at bench 

and bottom slab, and evidence of infiltration. Location and size of cracks and leak 
locations shall be documented. 

o Condition of channel and bench concrete and location of infiltration at the flow line and 
bench.  

o Presence, location and condition of drop connections. 
 Manhole inspection results shall be archived by the City of Edmonds. 
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Potential Edmonds Impacts 
 Training and upgrading of staffing skills to perform the manhole inspections and interpret results, 

if not contracted with outside vendors. 
 Additional staff resources (FTEs) may be required. 
 Additional staff time for conducting inspections, interpreting results, reporting and archiving of 

data. 
Potential Private Property/Ratepayer Impacts 

 No impacts. 
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TITLE:  Closed Circuit Television (CCTV) Inspection of Sewers for SSES 
Investigations 

 
STANDARD NO.  S-5 

 
I/I CONTROL MEASURE ISSUE:  
CCTV inspection during a sewer system evaluation survey (SSES) provides a safe, low-cost and rapid 
means for viewing the sewer line internally to assist in: 

• Determining the physical condition of pipe joints. 
• Analyzing structural deficiencies and corrosion in pipelines. 
• Identifying sources of I/I. 
• Estimating quantity of infiltration. 
• Identifying changes in the sewer from the last CCTV inspection. 

 

Standard 
 CCTV inspection of sewers for an SSES investigation shall include a complete television 

inspection of the sewer main and may include laterals and side sewers that connect to the main. It 
is recommended that the CCTV inspection be performed during the wet season when surrounding 
soils are fully saturated. The decision to CCTV inspect laterals and side sewers shall be based on 
evidence that a significant source of the I/I originates from the laterals or side sewers.  The factors 
that shall be considered include: 
• Flow monitoring data that suggests rapid infiltration. 
• Lack of I/I sources identified from CCTV inspection of the sewer main or smoke testing. 

 
             Sewer cleaning shall be performed before beginning television inspection of sewer mains, laterals 

and side sewers. Television inspection shall be accomplished using a closed-circuit system 
specifically designed for sewer inspections. For each pipeline inspected, records shall be collected 
both digitally and on a field form. The digital record shall include the date of the inspection and a 
brief narrative description of the pipeline being inspected (manhole to manhole run, or service 
address) and discuss each defect that is observed. Field forms for sewer main inspections shall 
contain the following information: 
• The date of the inspection. 
• Name of CCTV crew members and their company or agency. 
• The reason for the inspection. 
• The location of the pipeline and the upstream and downstream manhole numbers. 
• The direction of the camera’s travel. 
• The pipe size, type, pipe joint length, and overall footage of the inspected sewer. 
• The location and a description of each service connection. 
• A description of each defect observed and its distance from the point at which the viewing 

began. 
• Severity of I/I at each defect location. 

 
Field forms for lateral and side sewer inspections shall contain the following information: 
• The date of the inspection. 
• Name of CCTV crew members and their company or agency. 
• The reason for the inspection. 
• The service address. 
• The pipe size, type, pipe joint length, and overall footage of the inspected lateral/side sewer. 
• A description of each defect observed and its distance from the point at which the viewing 

began. 
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• Severity of I/I at each defect location. 
• The location and a description of any observed connections to the lateral/side sewer. 

Field forms and digital record of inspections shall be archived by the City of Edmonds so that 
they may be compared to subsequent CCTV inspections that are performed on the same portions 
of the line. Videotaped footage of the CCTV inspection is an acceptable alternative to digital 
footage. 

Potential Edmonds Impacts 
 Training and upgrading of staffing skills to perform the CCTV inspections and interpret results, if 

not contracted with outside vendors. 
 Additional staff resources (FTEs) may be required. 
 Acquisition of CCTV inspection equipment and vehicles, or contracting with outside vendors. 
 Additional staff time for conducting inspections, interpreting results, reporting and archiving of 

data. 
 Additional cost for CCTV of laterals/side sewers. 

Potential Private Property/Ratepayer Impacts 
 No impact. 
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TITLE:  Smoke Testing for SSES Investigations 

 
STANDARD NO.  S-6 

 
I/I CONTROL MEASURE ISSUE:  
Smoke testing is the process of blowing a nontoxic smoke made from mineral oil at low pressure into the 
sewer system.  Smoke testing provides a low-cost and rapid means for determining direct connections of 
inflow and rainfall-induced infiltration sources, such as: 

• Roof drains 
• Foundation drains 
• Catch basins 
• Area drains 
• Abandoned building sewers 
• Uncapped cleanouts 
• Illegal connections 
• Storm sewer cross connections 

 

Standard 
 Smoke testing for sewer system evaluation survey (SSES) investigations shall be performed by 

experienced personnel who know the effects of groundwater table, frozen ground, wind, rain, 
trapped service connections and snow cover on the test findings. Smoke used for the testing shall 
be non-toxic, odorless and non-staining. Blower capacity shall be determined based on the size of 
area to be tested, but in no case shall it be less than 1,750 cfm. The vacuum effect of flowing 
water drawing smoke downstream shall be taken into account. Police and fire departments shall 
be notified daily of test locations, and residents shall be notified in advance of the testing by a 
written testing notice. Residents shall also be informed individually on the day of testing by 
personnel having proper identification. The following chronological steps shall be used for smoke 
testing: 
• Isolate the sewer main line to be tested with plugging up to 400 feet at a time noting any 

surcharged line sections. Smoke will not pass through a flooded section. 
• Prepare a basic smoke sketch of the area being tested including location, date and the name 

of the company or agency and personnel performing the test. 
• Commence smoke testing using one blower at each manhole and enough smoke bombs to 

ensure smoke travels throughout the entire test section. Smoke shall be continuously 
generated while visual inspection and photography are in progress. 

• Visually inspect the entire area by walking around front and back yards and around 
buildings. Watch for smoke leaks; typical sources are roof leaders, area drains, foundation 
drains, house foundations, holes in the ground over the sewer or services, areas around 
manholes, and catch basins. Roof vents are not to be considered as smoke leaks. 

• Document whether or not smoke is observed to be discharging through the roof vents for 
each house and building included in the test area.  

• Photograph all smoke leaks. 
• Show the location of each leak on a sketch. Include the photograph number and compass 

directions taken, and a description of the leak including address. Provide dimensions to the 
leak from at least two easily identified site features and the estimated area (square footage) 
and surface type (i.e., grass, pavement, etc.) drained by the leak.  

• Photographs shall show the maximum amount of smoke emitted from the leak and the exact 
source of the leak. Photographs shall be taken from far enough back to provide a physical 
reference to the location of the smoke. They shall be numbered consecutively to ensure leaks 
can be identified at a later date. 
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Potential Edmonds Impacts 
 Time and resources to conduct smoke testing, if not already part of City procedures. 
 Acquisition of smoke testing equipment, if not already owned. 
 Cost for additional staff workload, or contract with outside vendor. 

Potential Private Property/Ratepayer Impacts 
 Identified defects and illicit connections on private property may need to be corrected by the 

property owner.  
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TITLE:  Dye Testing for SSES Investigations 
 

STANDARD NO.  S-7 
 

I/I CONTROL MEASURE ISSUE:  
Dye testing is a rainfall simulation technique used to identify specific defects that can contribute I/I 
during rainfall or snowmelt.  Dye testing can also be effective in quantifying the amount of I/I that can 
enter a section of sewer or specific defect under a controlled runoff situation. Depending on the sources of 
I/I to be identified and the configuration of the runoff situation being simulated, the procedures for dye 
testing differ. Five examples of dye testing situations are as follows: 

• Determining Conditions Caused by Storm Drains—Storm drains that parallel or cross sanitary 
sewer pipes and have an invert elevation higher than the crown elevation of the sanitary sewer 
can be a source of rainfall-induced infiltration or inflow. They are inflow sources if there are 
cross connections between the storm drain and the sanitary sewer; they are infiltration sources if 
stormwater can exfiltrate from them, percolate through soil, and enter the sanitary sewer through 
pipe or joint defects.  

• Determining Conditions Caused by Stream or Ditch Sections—Streams and stormwater 
ditches are inflow sources if there are cross connections between them and the sanitary sewer; 
they are infiltration sources if the surface water can percolate through soil and enter the sanitary 
sewer through pipe or joint defects. 

• Identifying I/I Sources from Private Property—Roof leaders; basement, yard and area drains; 
foundation drains; abandoned building sewers; and faulty connections are sources of private 
property defects that can be identified by dye testing. 

• Identifying Structurally Damaged Manholes—Dye testing can be used to verify structurally 
damaged manholes that leak when subjected to flooding or when groundwater elevations are 
high. 

• Verifying Sources Found by Other Testing Means—Dye testing can verify suspected sources 
of I/I identified in a visual survey or smoke testing study. Examples include manholes affected by 
surface water runoff, holes in the ground smoking over services or sewer mains, and cracks in the 
street pavement that are smoking. 

 

Standard 
 Dye testing for sewer system evaluation survey (SSES) investigations shall be performed by 

experienced personnel trained in the proper safety measures for performing the testing including, 
but not limited to, confined space entry into storm drain and sanitary sewer manholes, measures 
for controlling water head buildup behind plugs, and traffic control measures. A fluorescent dye 
having a distinct color readily detectible by eye shall be used for dye testing. The dye shall be 
safe to handle, visible in low concentrations, miscible in water, biodegradable and inert to solids 
and debris in the sewer. Procedures for dye testing shall be as follows: 

Determining Conditions Caused by Storm Drain  
1. Plug both ends of the storm drain section to be tested with sand bags or sewer plugs and 

block all overflow and bypass points in the storm drain section. Bypass flow around the 
section under test if necessary. 

2. Fill the storm drain section and stormwater inlets or catch basins to just below the grate with 
water. Add dye to the water. 

3. Monitor the next downstream manhole in the sanitary sewer system for evidence of dyed 
water. 

4. Measure the flow in the sanitary sewer manhole before and during dye testing. As an 
alternative, measure flow simultaneously at both the upstream and downstream sanitary 
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manholes during the test. 
5. Record the location of storm drain and sanitary sewer lines being tested; the time and 

duration of the tests; the manholes where the flows are monitored; the observed presence, 
concentration and travel time of the dyed water to the flow monitoring manholes; and the 
soil characteristics.  

Determining Conditions Caused by Streams or Ditch Sections 
1. Plug or dam stream sections, ditch sections or ponded areas to be tested and fill to desired 

level with dyed water. Bypass flow around the section under test if necessary. 
2. Follow steps 3 through 5 above. 

Identifying Sources on Private Property 
1. Notify property owners and receive permission for testing in advance of testing. 
2. Insert dyed water into suspected inflow source and monitor closest downstream sanitary 

sewer manhole for evidence of dyed water. 
3. Record the date of the test; address and type of the inflow source; duration of the test; the 

manholes where the flows are monitored; and the observed presence, concentration and 
travel time of the dyed water to the flow monitoring manholes. 

Identifying Structurally Damaged Manholes 
1. Flood the area around suspected manholes with dyed water. 
2. Monitor manhole frame, chimney, cone and manhole walls for entry of dyed water. 
3. Record the date of the test; manhole number; duration of the test; and the observed presence, 

concentration and travel time of the dyed water into the manhole. 

Verifying Sources Found by Other Testing Means 
1. Notify property owners and receive permission for testing in advance of testing if performed 

on private property. 
2. Flood the area where visual survey or smoke testing study revealed potential I/I source. It 

may be necessary to restrict runoff from the area with sand bags to allow the area to become 
saturated. 

3. Monitor the next downstream manhole in the sanitary sewer system for evidence of dyed 
water. 

4. Measure the flow in the sanitary sewer manhole before and during dye testing. As an 
alternative, measure flow simultaneously at both the upstream and downstream sanitary 
manholes during the test. 

5. Record the location of sources being tested, including address if on private property; the 
time and duration of the tests; the manholes where the flows are monitored; the observed 
presence, concentration and travel time of the dyed water to the flow monitoring manholes; 
and the soil characteristics. 

 A field log shall be filled out for all dye tests that are performed, regardless of whether a positive 
transference to the sanitary sewer is observed. A sketch of each testing setup shall be prepared 
showing testing location, manholes checked, dye transference information, and flooding time. 
The sketch shall also include the date and time of the test and the names of personnel. A 
photograph of each testing setup shall be taken and numbered. Photographs of the testing setup 
shall be referenced on the setup sketch. The appropriate agencies shall be notified of impending 
dye testing prior to test commencement.  

Potential Edmonds Impacts 
 Obtaining required permits for handling and disposal of test water volumes. 
 Obtaining and appropriately disposing of test water volumes. 
 Cost for additional staff workload, or contract with outside vendor. 

Potential Private Property/Ratepayer Impacts 
 Property owners need to provide permission to perform testing on private property. 
 Some disturbance to yards/landscaping could occur during testing. 
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DESIGN 

 
TITLE:  Design Capacity for Pipeline Rehabilitation Projects 

 
STANDARD NO.  S-8  

 
I/I CONTROL MEASURE ISSUE:  
Many pipeline rehabilitation techniques for I/I control involve some loss in the hydraulic capacity of the 
system because the technique reduces the effective internal diameter of the pipe. Hydraulic capacity loss 
can range from moderate for techniques such as CIPP to high for techniques such as sliplining. 
Surcharging and sanitary sewer overflows can result if the hydraulic capacity is reduced below the 
required service capacity of the line. 
 

Standard 
 The design of pipeline rehabilitation projects for I/I control shall consider any loss in the 

hydraulic capacity of the system resulting from a decrease in the effective internal diameter of a 
pipeline. A Professional Civil Engineer shall verify that the rehabilitated pipe maintains the 
required hydraulic capacity to service peak demand flow projections for the area tributary to the 
pipeline.  

Potential Edmonds Impacts 
 The City will need to verify that the project designer has addressed the hydraulic capacity of the 

pipeline. 

Potential Private Property/Ratepayer Impacts 
 No impact. 
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TITLE:  Sewers on Steep Slopes 
 

STANDARD NO.  S-9 
 

I/I CONTROL MEASURE ISSUE:  
Pipe that is installed on steep slopes is more susceptible to movement, breakage, and slipped joints, which 
may allow I/I into the system.  Special measures to anchor pipes installed on steep slopes may be required 
depending on the stability of the existing soils, local groundwater conditions, and the quality of the 
bedding and backfill construction during pipe installation. 
 

Standard 
 Sewer mains on steep slopes shall be designed by a Professional Engineer to ensure the integrity 

of the system to prevent leakage and minimize I/I. 

Potential Edmonds Impacts 
 Verify that a Professional Engineer has addressed pipe anchoring requirements on steep slopes. 
 Additional cost for pipe anchors that are typically a requirement on steep slope pipeline 

installations. 
 Inspectors will need to verify that anchors are installed as designed. 

Potential Private Property/Ratepayer Impacts 
 No impact.  
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TITLE:  Manhole Location and Covers 

 
STANDARD NO.  S-10 

 
I/I CONTROL MEASURE ISSUE:  
Placement of manholes is important for two reasons: 

• the potential for I/I will decrease by not placing it in a location subject to surface water flows or 
ponding 

• proper location can improve the City’s ability to inspect and maintain the system, thus reducing 
I/I.  

When manholes must be placed in areas subject to surface water flows, inflow can be prevented by 
providing a watertight frame and cover system. 
 

Standard 
 Manholes shall not be installed in areas subject to surface inundation such as pavement 

depressions and gutters.  If this cannot be avoided, then the entire manhole, including cover, shall 
be designed as a watertight system.  Buoyancy of the watertight manhole shall be accounted for 
in the design. For manholes placed in lakes or ponds a special watertight manhole, including 
access system, shall be designed to prevent leakage and to insure maintainability.  

 For manholes located in paved roadways, parking lots, or other areas that become subject to 
channelized stormwater flow due to re-grading, the manhole shall be retrofit with a watertight 
frame and cover system to prevent inflow.  

 Watertight frame and covers shall consist of a solid, gasketed cover or an approved manhole 
cover insert that stops the inflow of surface water into the manhole. Manhole cover inserts may 
be installed beneath a standard cover.  Manhole cover inserts shall be in conformance with 
Standard Detail MH-3.  

Potential Edmonds Impacts 
 Added cost for watertight design in areas that may not now be required to be watertight. 
 Sewer system plan review would need to include an assessment of locations where manhole cover 

inserts are required. 
 Field inspection to ensure watertight manhole covers are installed where specified would be 

required. 
 
Potential Private Property/Ratepayer Impacts 

 Potentially higher ratepayer cost for watertight design. 
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TITLE:  Manhole Size 
 

STANDARD NO.  S-11  
 

I/I CONTROL MEASURE ISSUE:  
Providing a watertight seal at pipe penetrations is difficult when new or existing manholes are too small 
to accommodate all penetrations for incoming and outgoing pipes.  Provisions to provide a minimum 
distance between manhole knockouts and minimum manhole sizes based on pipe size ensure a watertight 
pipe connection can be made and help prevent structural failure of the manhole. 
 

Standard 
 New manholes shall be sized so that the minimum distance between knockouts is in accordance 

with the requirements of the WSDOT/APWA Standard Specifications and the manhole 
manufacturers’ standards.  A connection detail stamped and signed by a Professional Civil 
Engineer and approved by the manhole manufacturer shall be provided where the minimum 
distance between openings cannot be maintained. 

Potential Edmonds Impacts 
 Review of manhole shop drawings is required to ensure that the minimum sizing and spacing 

requirements are being met, or that a connection detail prepared by a Professional Engineer is 
being provided. 

 Manhole construction costs may increase moderately if the City has previously allowed 
contractors to make connections to existing manholes or size new manholes without requiring the 
specified minimum sizes or distance between knockouts and adjacent pipe connections. 

 Inspection of manhole construction is required to insure that the pipe locations and connections 
are as detailed and not field modified. 

 
Potential Private Property/Ratepayer Impacts 

 Potentially higher ratepayer costs if the City has not previously required minimum distances 
between knockouts. 
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TITLE:  Sewer System Design 
 

STANDARD NO.  S-12 
 

I/I CONTROL MEASURE ISSUE:  
Structural failure of pipe and manholes can lead to infiltration of groundwater. The following key factors 
contribute to the impairment of a sewer system’s structural abilities, resulting in I/I: 

• Sewer mains, manholes, laterals and side sewers that are not properly supported are subject to 
vertical displacements over time, causing joints to open and pipeline trenches to settle, producing 
cracks or breaks in sections of the pipe. 

• Materials must be appropriate for design conditions and the ground conditions present.  Pipeline 
failures often occur due to the misuse of materials. 

• Deep cuts and poor ground conditions often result in a larger than necessary excavation, leading 
to unequal settlement if uniform support is not provided for the pipe and manhole.  Inadequate 
support often causes failure of the pipe in shear at the manhole and provides a point of entry for 
groundwater. 

Recognizing past situations that have allowed extraneous flows to enter the system and requiring sound 
and appropriate design measures to prevent these deficiencies on future projects can greatly reduce future 
I/I.   
Standard 

 Sewer system design shall be performed by a Professional Civil Engineer licensed in the State of 
Washington. The designer shall verify that sound and appropriate standards and measures have 
been employed in the design of new sewer systems. This shall include the choice of sewer 
materials for the design conditions, pipe bedding and backfill requirements, and the evaluation for 
pipe casing requirements. 

Potential Edmonds Impacts 
 The City will need to verify that the designer has adequately addressed elements of the sewer 

design that relate to the structural integrity of the system. 
Potential Private Property/Ratepayer Impacts 

 No impacts. 
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CONSTRUCTION & INSPECTION 
 
 

TITLE:  Manhole Joints 
 

STANDARD NO.  S-13 
 

I/I CONTROL MEASURE ISSUE:  
Joints in manholes present potential sources of I/I from the precast concrete manhole segments, 
adjustments rings and pipe penetrations.  
 

Standard 
 All manholes shall be completely watertight from the top of the casting down. 
 Manholes materials and construction shall be in accordance with WSDOT/APWA Standard 

Specifications except as modified by this standard and Standard Details MH-1 and MH-2. 
 Precast concrete manhole sections shall be joined with either rubber or flexible plastic gaskets. 
 All lifting holes shall be completely filled with non-shrink grout.  
 Typical pipe penetrations through precast concrete sections shall be either factory knockouts or 

core drilled (not line drilled or rough broken) cutouts. Pipe shall enter the manhole through a 
rubber gasketed entry coupling specifically design for a flexible, watertight connection either cast 
into the manhole section or grouted in place with non-shrink grout.  

 Where a new manhole is being constructed as a “saddle manhole”, which is built around an 
existing sewer main, the manhole shall be designed by a Professional Civil Engineer. The saddle 
manhole shall be of sufficient diameter to provide a watertight connection between the manhole 
and the wall of the existing pipe.  

Potential Edmonds Impacts 
 No major impact because the City currently meets this standard. 

 
Potential Private Property/Ratepayer Impacts 

 No impacts. 
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TITLE:  Side Sewer Connection Location and Taps 
 

STANDARD NO.  S-14 
 

I/I CONTROL MEASURE ISSUE:  
The location of a side sewer connection to a mainline in an area with difficult access or in such a manner 
as to induce unnecessary stress on the system can make it more prone to damage and less apt to be 
maintained, thus resulting in I/I.  Good construction techniques and proper selection of materials for side 
sewer taps can reduce I/I by protecting the mainline from damage by providing a watertight seal. 

 

Standard 
 No side sewers shall be connected to a main located in a lake or similar body of water except 

under special circumstances.   
 If a side sewer must be connected at a manhole, then it shall penetrate the manhole wall through a 

watertight rubber gasketed factory manhole adapter specially designed for the side sewer material 
type. A mortared connection at a manhole will not be permitted unless the structure is constructed 
as a saddle manhole. 

 All connections to existing mains shall be made at an existing tee fitting or by core drilling a hole 
in the existing sewer main and installing an approved gasketed factory sewer saddle or cutting in 
a gasketed factory tee. The City of Edmonds may consider other connection alternatives if the 
method can be demonstrated to provide a watertight connection. Line drilling or rough breakouts 
shall not be used. 

 For a tapped connection to the mainline, the hole shall be as small as possible to accommodate 
the outside diameter of the side sewer pipe with adequate space for minor angle alignment 
adjustments of the side sewer.  The connection shall be made with a factory saddle specifically 
designed for side sewer connections and fabricated of corrosion resistant materials and 
mechanically attached to the pipe to withstand the anticipated loads.  The saddle shall provide a 
rubber gasketed joint between the sewer main and the saddle. 

 Factory tees shall be appropriate for the soil conditions encountered in the connection location 
and shall have rubber gasketed joints.  Material selection shall take into account the soil 
corrosistivity, compatibility of materials with the existing pipe, strength requirements, and 
bedding/backfill conditions.  The tee shall be connected to the existing sewer main pipe by short 
sections of plain end pipe and an approved stainless steel repair clamp.  The short sections of pipe 
shall match the sewer main pipe material and shall meet or exceed the strength of the existing 
system.  Stainless steel repair clamps shall be gasketed, with a minimum length of two pipe 
diameters, and assembled with all stainless steel bolts and nuts. 

Potential Edmonds Impacts 
 Inspection requirements to confirm compliance with standards or do tap itself. 
 Moderate cost of using saddles. 
 High cost of using cut in tees and dealing with active sewer line. 

Potential Private Property/Ratepayer Impacts 
 Higher ratepayer costs for using tees. 
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TITLE:  Abandonment Requirements 

 
STANDARD NO.  S-15 

 
I/I CONTROL MEASURE ISSUE:  
Abandoned sewer pipes and manholes that are not completely isolated from the remaining system pose 
potential sources for I/I.  Abandoned sewer mains are defined as any section of pipe extended beyond a 
manhole with no services attached and no plan for future extension or service connection(s).  Abandoned 
side sewers fall into two categories.  If no future connection is anticipated, then the entire side sewer from 
the main is considered abandoned.  If a future connection is anticipated, then the side sewer shall be 
considered abandoned at the property line. 
 

Standard 
 Manholes: Manholes shall not be abandoned if they are on the end of an active sewer main. If the 

manhole is part of an abandoned pipe system, then it shall be completely filled and all pipes 
physically connected to the manhole shall be plugged. 

  Sewer Main Pipe:  Abandoned sewer main pipes shall be plugged with a minimum of length of 3 
pipe diameters with a non-shrink grout or other impermeable material at the manhole.  The pipe 
shall be prepared to provide a watertight bond between the plug material and existing pipe.   

          Sewer Main Abandonment Inspection: The plug shall be visually inspected for any leaks during 
the wet season while under warranty. 

          Side Sewers: Abandoned side sewer pipe shall be capped with a watertight plug for future use or 
plugged with a minimum of length of 3 pipe diameters with a non-shrink grout or other 
impermeable material.  The pipe shall be prepared to provide a watertight bond between the plug 
material and existing pipe.   

          Side Sewer Abandonment Inspection: Plugged side sewers shall be CCTV inspected for leakage 
at the sewer main connection during the wet season while under warranty.  

Potential Edmonds Impacts 
 Inspection requirements to confirm that the work was done correctly. 

Potential Private Property/Ratepayer Impacts 
 Potentially higher ratepayer costs for increased inspection costs. 
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TITLE:  Pipe Materials 
 

STANDARD NO.  S-16 
 

I/I CONTROL MEASURE ISSUE:  
Pipe breakage and joint failures may occur because of improperly selected side sewer/lateral pipe 
materials and/or installation procedures, resulting in infiltration.  Proper selection of pipe materials and 
joint systems is an important component of side sewer design and construction that will result in reduced 
immediate and future infiltration. 
 

Standard 
 Side sewer/lateral pipe materials shall be selected based on external loading and soil corrosion 

potential.  Pipe materials used shall have strength characteristics consistent with the earth load 
and surcharge conditions anticipated.  Vehicle live loads, overburden, soil characteristics, and 
slope conditions shall be considered.  Side sewers shall be installed below the frost line and at a 
depth consistent with the published load bearing capacity of the pipe material used.  Pipe 
materials used shall have corrosion resistant characteristics consistent with the corrosivity of the 
environment in which they are to be installed. 

 Side sewer/lateral pipe materials shall employ gasketed joints and standard manufactured fittings 
designed for use with the pipe material installed.  Deflection of joints shall be limited to 80% of 
the published maximum deflection for the gasketed joint.  Flexible pipe materials used shall be 
properly bedded and backfilled to ensure that deflection of the pipe beyond its structural capacity 
will not occur and that deflection “out of round” beyond the capability of the pipe joints to remain 
sealed does not occur. 

 Connection between the side sewer/lateral and dissimilar building plumbing piping shall be 
accomplished using approved flexible water tight couplings specifically designed for the pipe 
materials joined.  Butt joints wrapped and/or encased in concrete or mortar joint will not be 
allowed.  Connection of pressure discharges from building plumbing to gravity side 
sewers/laterals shall be accomplished using standard pressure fittings and shall be anchored to 
ensure against movement during pressurization cycles. 

Potential Edmonds Impacts 
 Site inspection of side sewer/lateral material and joint installation insuring requirements are met.   
 Additional inspection and review time would be required if the City is not currently inspecting 

side sewer installations and reviewing material submittals. 
 Integrity of the installed pipe material and joints must be determined through water, air, or 

vacuum testing (see testing standards).  Testing to confirm integrity of side sewers/laterals should 
be required prior to acceptance of the installation following construction and following a one-year 
warranty period. 

Potential Private Property/Ratepayer Impacts 
 May be added costs to property owner/developers if their practices change due to standards for 

pipe material and joint systems being more strictly enforced. 
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TITLE:  Pipe Rehabilitation Methods 

 
STANDARD NO.  S-17 

 
I/I CONTROL MEASURE ISSUE:  
Once the decision has been made to rehabilitate a sewer to control I/I, several alternatives may be used to 
replace the existing sewer.  These include trenchless rehabilitation techniques such as cure-in-place lining 
or pipe bursting, as well as conventional dig and replace. An evaluation should be made to determine 
suitability (technical and cost-effectiveness) of trenchless methods versus conventional dig and 
replacement of the sewer.  The technical evaluation should assess specific issues such as the sewer 
location, alignment, condition of the pipe being replaced, and future service requirements for the sewer.  
If the rehabilitation technique will reduce the cross sectional flow area of the pipe the technical evaluation 
should consider loss in hydraulic capacity of the line in accordance with the I/I Capacity for Pipeline 
Standard S-4.  The alternative pipe rehabilitation methods that should be considered include: 
 
Pipe bursting is a trenchless pipeline rehabilitation method that can be used to replace sewer pipes.  It is 
possible to increase the size of the pipe; however, site specific constraints may limit the ability to increase 
the size.  Using pipe bursting to replace a pipe may be restricted depending upon adjacent utilities, 
proximity to a road surface, the type of existing pipe being replaced, and soil conditions.  There are a 
number of variations on pipe bursting such as pneumatic, hydraulic expansion, and static pull systems.  
All of these displace the old pipe into the adjacent ground and pull a new pipe in to replace the old pipe.  
There are also related processes such as pipe reaming, which is a variation of horizontal directional 
drilling, where pieces of the old pipe are removed rather than pushing them into the adjacent soil.  Pipe 
bursting may be used for mainline, lateral, and side sewer repair.  The most common pipe material used is 
HDPE but other types of pipe material such as cast iron, MDPE, and ABS can be used for the 
replacement pipe. 
 
Cure-in-place pipe (CIPP) liner is a trenchless pipeline rehabilitation method that can be used to repair 
existing sewer pipes.  CIPP liner involves inverting an epoxy-resin-impregnated flexible tube into an 
existing line using hydrostatic head.  The resin is then cured using heat to produce a pipe inside the 
existing pipe. The outside diameter of the replacement pipe is smaller than the existing pipe to allow the 
system to be installed.  Capacity in the pipeline will be reduced because of the reduction in pipe size. 
 
Slip lining is a trenchless pipeline rehabilitation method that can be used to replace sewer pipes.  Slip 
lining involves pushing or pulling a replacement pipe into an existing pipe.  The outside diameter of the 
replacement pipe is smaller than the inside diameter of the existing pipe to allow the replacement pipe to 
be installed.  Capacity in the pipeline will be reduced because of the reduction in pipe size.  A variety of 
pipe materials may be used for slip lining including HDPE, ductile iron, PVC, concrete and fiberglass.  
The annular space should be grouted unless there are project specific reasons to do otherwise. 
 
Fold and form lining is a trenchless pipeline rehabilitation method that can be used to repair existing 
sewer pipes.  The fold-and-form process involves inserting a heated PVC or HDPE thermoplastic liner, 
folded or deformed into a U-shape, into an existing sewer and re-rounding the liner using heat and 
pressure to produce a pipe inside the existing pipe.  The outside diameter of the replacement pipe is 
smaller than the existing pipe to allow the system to be installed.  Capacity in the pipeline will be reduced 
because of the reduction in pipe size. 
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5/12/2010  

 

Standard 
 Construction standards for pipe bursting, cure-in-place lining, slip-lining and folded and formed 

liners shall be as follows: 
 Pipe Bursting: 

• Pipe bursting shall meet the requirements of the City’s Inflow and Infiltration Control 
Program Guide Specifications.  

 Cure-in-Place Lining: 
• Cure-in-place-lining shall meet the requirements of the City’s Inflow and Infiltration Control 

Program Guide Specifications. 
• Service connections to the new lined pipe shall be made water tight by grouting the area 

where the service connection enters the lined pipe or by installing a service connection 
rehabilitation liner in conformance with the City’s Inflow and Infiltration Control Program 
Guide Specifications. 

 Slip Lining: 
• Slip lining shall conform to ASTM F585-94 – “Standard Practice for Insertion of Flexible 

Polyethylene Pipe Into Existing Sewers”. 
• The type of replacement pipe used shall meet or exceed the requirements for sewer pipe 

materials in I/I Pipe Materials Guideline G-6Standard and shall be suitable for the slip lining 
process being used. 

• New pipe connections to manholes shall provide a water tight connection suitable for the 
type of replacement pipe being used and in accordance with the I/I Connections to Existing 
System Standard S-2.  Acceptable manhole connections may include commercially available 
manhole connection boots or the pipe grouted into the manhole pipe penetration with a seep 
ring on the pipe. 

• Lateral connections to the new pipe shall also be made using commercially available fittings 
suitable for the type of replacement pipe.  For HDPE pipe, lateral wyes or tees shall be made 
using manufacturer provided fusion welded fittings or other City-approved fittings 
specifically manufactured for HDPE pipe. 

• The annular space shall be grouted unless there are project specific reasons to do otherwise.  
Issues to be considered relative to the annular space grouting include grouting pressures and 
pipe restraint to prevent floatation. 

 Fold and Form: 
• Fold and form-lining shall meet the requirements of the City’s I/I Control Program Guide 

Specifications. 
 
Potential Edmonds Impacts 

 Inspection requirements to confirm that the trenchless rehabilitation is done correctly. 
 
Potential Private Property/Ratepayer Impacts 

 No impact. 
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TITLE: Inspection Wyes/Cleanouts 

 
STANDARD NO.  S-18 

 
I/I CONTROL MEASURE ISSUE:  
Pipe breakage and joint failures may occur during the service life of a side sewer pipe, resulting in 
infiltration.  Installation of inspection wyes/cleanouts at the upstream end of the side sewer allows for the 
future preparation and inspection to identify infiltration problems and their specific sources. 

 

Standard 
 An inspection wye/cleanout shall be installed in each new and rehabilitated side sewer 

immediately down stream of the connection between the building plumbing outlet and the side 
sewer per Standard Detail SS-1.  The inspection wye/cleanout shall meet the requirements of 
Standard Detail SS-4.  Inspection wyes/cleanouts shall be installed no less than 2 feet and no 
more than 5 feet beyond the face of the building for new side sewer installations.  For 
rehabilitation projects, the inspection wye/cleanout shall be located within 2 feet of the 
termination of the rehabilitation.  Inspection wyes/cleanouts shall be located, to the greatest 
extent possible, to ensure CCTV accessibility in the future throughout the entire side sewer. 

 When any work is done to rehabilitate a side sewer that involves excavating to expose and gain 
entry to the pipe outside of an existing inspection wye/cleanout, the entire side sewer from the 
property line to the building(s) must be upgraded to meet this standard. 

 Connection of inspection wye/cleanout assemblies to the existing pipe system shall be made with 
an approved rubber gasketed pipe coupling. 

Potential Edmonds Impacts 
 Inspection of inspection wye/cleanout installations to ensure that requirements are met.  

Documentation and record keeping to facilitate future location and use of the inspection 
wyes/cleanouts. 

 Property access issues allowing use of inspection wyes/cleanouts by the City to assess condition 
of the side sewer/lateral in the future.  May require side sewer permit/utility ordinance clause 
modifications. 

 Additional administrative costs to initially record and maintain records of inspection 
wye/cleanout locations. 

 Additional costs associated with permit language and/or ordinance modifications required to 
establish legal right for Edmonds to access inspection wyes/cleanouts on private property. 

 Additional cost associated with ongoing program of periodic monitoring of side sewer integrity 
and performance using the inspection wyes/cleanouts. 

 Inspection wye/cleanout testing will be accomplished integrally with the side sewer/lateral test. 
 
Potential Private Property/Ratepayer Impacts 

 Increased costs for added fittings and installation requirements, as well as inspections where 
standard requirements exceed current requirements 

 Restrictions on development and landscaping required to maintain accessibility to inspection 
wye/cleanout in the future. 
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TITLE:  Inspection of Pipe Installation and Backfill 
 

STANDARD NO.  S-19 
 

I/I CONTROL MEASURE ISSUE:  
Inspection of pipe and bedding materials including foundation conditions, pipe laying, bedding and 
backfill operations is necessary to ensure conformance with the required standards.  A visual inspection of 
connections to the new main line should be performed to verify that no disallowed connections, such as 
from storm water collection sources, are being made to the system.  Without adequate inspection, 
contractors may take construction shortcuts that result in a substandard pipeline installation. 
 

Standard 
 The City of Edmonds shall perform the following inspection activities on pipeline installations: 

• Inspection of foundation conditions in areas of questionable soils to verify whether over-
excavation is required. 

• Visual inspection of pipe materials and bedding and backfill materials for conformance 
with standards. 

• Measurement of compaction and density for conformance with bedding and backfill 
standards. 

• Visual inspection of pipe laying operations to ensure pipe has full, uniform support, pipe-
jointing process is being properly performed, and compaction operations are not damaging 
the pipe. 

• Visual inspection of service connections to the mainline and manholes to verify no surface 
water collection sources are being connected to the sanitary sewer system. 

 A minimum of 10% of the pipe length for each project should be inspected as noted above. 
 Above and beyond the minimum inspection, the City shall make the determination on the 

required frequency of the inspection based on the qualifications and quality of the contractor 
performing the work.   

Potential Edmonds Impacts 
 City will need the inspection resources to adequately cover sewer construction work occurring 

within the agency. 
 Administrative costs for on-site inspection will increase if the City is not currently inspecting pipe 

installation and backfill operations. 
 Inspection of pipe installation and backfill operations ensures installation according to the 

standards, resulting in a more long-lasting and dependable facility. In the long-term, proper 
inspection of critical pipeline installation operations can save future maintenance, rehabilitation 
and replacement costs. 

 
Potential Private Property/Ratepayer Impacts 

 Potential higher ratepayer costs where inspection is not currently being performed. 
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TITLE:  Pipe Zone Bedding and Trench Backfill (Side Sewers) 

 
STANDARD NO.  S-20 

 
I/I CONTROL MEASURE ISSUE:  
Side sewers not laid in granular bedding material are subject to potential point loading and/or deflection 
over time, leading to subsequent damage to the pipe or pipe joint.   
 

Standard 
 Side sewer/lateral pipe zone bedding material shall provide uniform support along the entire pipe 

barrel, without load concentration at joint collars or bells.  Bedding material shall be granular 
material meeting the requirements of Standard Detail S-1.  The installed pipe zone bedding 
material shall effectively separate the side sewer from contact with the native ground and any 
rocks, pebbles, roots, or other materials that might impose a point load on the side sewer.  The 
pipe zone bedding material shall extend a minimum of 4 inches beyond the outside dimension of 
the side sewer pipe in all directions.  All adjustments to line and grade shall be made by scraping 
away bedding material or filling with bedding material under the body of the pipe and not be 
accomplished by blocking or wedging.  Disturbed bedding shall be reconsolidated prior to 
backfill.  Pipe zone bedding material shall be compacted to 95 percent maximum density per 
ASTM D-1557.  Bedding shall be placed, spread, and compacted before the pipe is installed so 
that the pipe is uniformly supported along the barrel.  Material shall be worked carefully under 
and around the pipe haunches and then compacted. 

 Deviation from the installation requirements noted above is acceptable where written 
recommendations have been provided by the pipe manufacturer. 

Potential Edmonds Impacts 
 Site inspection of side sewer bedding and backfill material and installation will be required to 

insure that requirements are met.   
 Additional inspection and review time would be required if the City is not currently inspecting 

side sewer installations and reviewing material submittals. 
Potential Private Property/Ratepayer Impacts 

 Potentially higher costs if builder/developer does not now use good practices in installing side 
sewers. 

 Potentially higher permit costs for inspections and testing. 
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TITLE:  Manhole Leveling Rings 
 

STANDARD NO.  S-21 
 

I/I CONTROL MEASURE ISSUE:  
The manhole grade-adjustment rings for the frame and cover can be a source of infiltration. 

 

Standard 
 Materials for grade adjustment of manholes shall consist of precast concrete rings specifically 

designed for the diameter of the manhole entrance and anticipated loads.  Other materials for the 
rings may be considered provided they provide adequate support, are impermeable, provide a 
watertight seal, and have a serviceable life expectancy of 50 years or over.  

 Adjustments of the frame and cover shall be made with precast concrete rings and joined with 
mortar meeting the requirements of Section 9-04.3 of the WSDOT/APWA Standard 
Specifications or flexible plastic/mastic gaskets.  If leveling rings are used that are manufactured 
from materials other than concrete, the installation of the rings and adjustment to grade shall be in 
accordance with the manufacturer’s recommendations.   

 If mortar joints are used, consideration shall be given to infiltration leakage that could occur 
through the rings.  This may include wrapping the full height of the exterior of the manhole rings 
with a membrane sealing system. 

 Testing and inspection: If mortar joints are used, they shall be inspected before backfilling.   
Potential Edmonds Impacts 

 Additional cost of inspection and testing of the manhole. 
Potential Private Property/Ratepayer Impacts 

 No impacts. 
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TITLE:  Root Intrusion 
 

STANDARD NO.  S-22 
 

I/I CONTROL MEASURE ISSUE:  
Pipelines that have roots protruding into the pipe have a breach in the piping system at a joint and/or a 
break in the pipe.  This breach is a potential source for infiltration.  Cutting of the roots inside the pipe 
and treatment with a root-inhibiting chemical will not remove infiltration.  Root intrusion can cause 
operational problems by plugging the sewer and will likely need to be corrected to address this problem. 
 

Standard 
 When roots are found in sewer piping and manholes, the point of entry shall be located by CCTV.  

If infiltration occurs at the point of root intrusion it shall be evaluated for removal during the wet 
season when surrounding soils are fully saturated.  Correction of infiltration caused by roots can 
be accomplished by performing a spot repair by either a conventional dig and repair or using a 
trenchless repair method. 

 If the segment of sewer indicates potential for additional root intrusion, consideration shall be 
given to replacing the sewer using either dig and replace or trenchless methods.   

 
Potential Edmonds Impacts 

 Added cost to test and repair the entire section of main from manhole-to-manhole. 
Potential Private Property/Ratepayer Impacts 

 Added cost due to increased cost to maintain system. 
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TITLE:  Root Intrusion (Side Sewers) 

 
STANDARD NO.  S-23 

 
I/I CONTROL MEASURE ISSUE:  
Side sewers that have roots protruding in the pipe have a breach in the piping system either at a joint 
and/or a break in the pipe. This breach is a potential source for infiltration. 
 

Standard 
 For any sewer system rehabilitation work on side sewers or laterals, root intrusion shall be 

addressed by evaluating removal of the roots and repair or replacement of the side sewer/lateral at 
the point of root intrusion.  

Potential Edmonds Impacts 
 The costs of pipe repair will be incurred if the rehabilitation is financed by the City. 

Potential Private Property/Ratepayer Impacts 
 Pipe repair activities may cause inconveniences from service disruptions or construction 

activities. 
 The cost of rehabilitation will be incurred if financed by the property owner. 
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TITLE:  Pipeline Leak Testing 
 

STANDARD NO.  S-24 
 

I/I CONTROL MEASURE ISSUE:  
Several aspects of sewer main pipe installation, if not properly designed and constructed, may result in 
infiltration entering the finished pipeline. Leakage testing of the assembled sewer pipeline immediately 
following construction is one of the final opportunities for verification that the pipeline meets acceptable 
I/I criteria prior to being placed into service.  
 
Leakage testing of newly installed replacement sewer mains may not be feasible because active side 
sewers are being installed on the new line as construction progresses. For these cases, CCTV inspection 
of the completed line will be required in lieu of a leakage test. 
 

Standard 
 Acceptance criteria for substantial completion following construction of new and rehabilitated 

pipelines shall include testing requirements to ensure that the sewer pipelines and connections to 
the sewer pipelines, as constructed, meet specified leakage limitations.  Where new sewer mains 
can be isolated from active flow, the pipeline shall be tested by either a water test or a low 
pressure air test.  For those cases where flow cannot be routed around the new main, the pipeline 
shall be CCTV inspected for leakage. 

 The water test shall be an infiltration test if the sewer main is installed below the groundwater 
level.  The water test shall be an exfiltration test if the sewer main is installed above the 
groundwater level.  Testing shall be in accordance with the WSDOT/APWA Standard 
Specifications.   

 Low pressure air testing shall conform to the requirements of the WSDOT/APWA Standard 
Specifications.   

 Where wastewater flow cannot be routed around the new main as construction progresses, the 
pipeline shall be CCTV inspected for leakage. While under warranty, it is recommended that a 
visual inspection for leakage be performed during the wet season when surrounding soils are fully 
saturated. 

Potential Edmonds Impacts 
 Possible additional cost and additional staffing requirements for acceptance and inspection 

verification. 

Potential Private Property/Ratepayer Impacts 
 Potentially higher ratepayer costs for increased visual inspection/verification requirements. 
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TITLE:  Sanitary Side Sewer Inspection 

 
STANDARD NO.  S-25 
 

I/I CONTROL MEASURE ISSUE:  
A visual inspection of the private side sewer is needed before it is backfilled or covered to ensure that pipe 
materials meet specifications, the pipe is properly supported, and that storm water drains and subsoil drains are 
not connected to the sanitary sewer. 
 

Standard 
 No trench shall be filled nor any side sewer covered until the work has been inspected, tested and 

approved by the City of Edmonds.  The City may require that any work covered be uncovered, or tested 
by a recognized independent testing laboratory (at the expense of the permittee), to ensure that the work 
has been accomplished in accordance with the permit. 

Potential Edmonds Impacts 
 Inspection standards for private side sewers would need to include a provision for a visual inspection of 

each side sewer before it is backfilled or covered.  Additional inspection effort would be required if the 
City is not currently inspecting each side sewer.  City inspection forms should include verification of 
the visual inspection including date, time and the name of the inspector. 

 Tighter coordination of inspection timing may be required. 
Potential Private Property/Ratepayer Impacts 

 Permit fees for side sewer installation could increase to finance inspection costs. 
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TITLE:  Side Sewer/Lateral Leak Testing 

 
STANDARD NO.  S-26 

 
I/I CONTROL MEASURE ISSUE:  
Several aspects of side sewer/lateral pipe installation, if not properly designed and constructed, may result 
in infiltration entering the finished pipeline. Leakage testing of the assembled side sewer/lateral 
immediately following construction is the final opportunity for verification that the pipeline meets 
acceptable I/I criteria prior to being placed into service.  
 
It is also beneficial to test side sewer/lateral pipelines after a significant period of service to confirm that 
as-built conditions have not degraded due to material failures, bedding or backfill settlement, or other 
causes. 
 

Standard 
 Acceptance criteria following construction shall include testing requirements to ensure that both 

new and rehabilitated side sewer/laterals and connections, as constructed, meet specified leakage 
limitations.  All new side sewer/laterals shall be tested by either a water test or a low pressure air 
test.   

 The water test shall be an infiltration test if the side sewer/lateral is installed below the 
groundwater level.  The water test shall be an exfiltration test if the side sewer/lateral is installed 
above the groundwater level. Testing shall be in conformance with WSDOT/APWA Standard 
Specifications.  The downstream end of the private side sewer/lateral shall be plugged to isolate 
the private side sewer/lateral from the public side sewer/lateral stub and the building plumbing 
when water testing methods are employed.   

 Low pressure air testing shall conform to the requirements of the WSDOT/APWA Standard 
Specifications.  The downstream end of the private side sewer/lateral shall be plugged to isolate 
the private side sewer/lateral from the public side sewer/lateral stub and the building plumbing 
when low-pressure air testing methods are employed. 

 Where a rehabilitated lateral/side sewer cannot be water tested or low pressure air tested, the 
pipeline shall be CCTV inspected for leakage at its connection point to the sewer main. The 
inspection for leakage shall be performed during the wet season when surrounding soils are fully 
saturated. 

 On publicly funded rehabilitation projects, additional testing at the completion of the warranty 
period to establish the continued integrity of the side sewer/lateral shall be required.  Since water 
testing or low-pressure air testing of side sewer/laterals after they have been put into service is 
problematic, visual inspection using CCTV shall be conducted as the most effective practical 
testing method available for confirming that warranty requirements have been met. 

Potential Edmonds Impacts 
 Possible additional cost and additional staffing requirements for acceptance and warranty testing 

verification. 
 Possible additional construction cost to account for acceptance and warranty testing requirements. 
 Potential additional cost to conduct CCTV Inspection and /or review inspection data at the end of 

the warranty period. 
Potential Private Property/Ratepayer Impacts 

 Increased permit costs for added testing requirements, as well as inspections, where standard 
requirements exceed current requirements.  
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TITLE:  Manhole Leak Inspection 

 
STANDARD NO.  S-27 

 
I/I CONTROL MEASURE ISSUE:  
Several aspects of sewer manhole installation, if not properly designed and constructed, may result in 
infiltration entering the finished sewer system. Leakage inspection of the assembled manhole during the 
first wet season following construction is the best opportunity for verification that the manhole meets 
acceptable I/I criteria prior to being placed into service.  
A final visual inspection for manhole leakage to confirm that as-built conditions have not degraded due to 
material failures, bedding or backfill settlement, or other causes needs to be performed at the end of the 
warranty period. 
 

Standard 
 Acceptance criteria following construction on new and rehabilitated manholes shall include a 

visual inspection to ensure that the manholes and connections to the manholes, as constructed, are 
watertight. Groundwater level shall be allowed to return to its normal elevation before performing 
the inspection. It is recommended that the visual inspection for manhole leakage be performed 
during the wet season when surrounding soils are fully saturated. 

Potential Edmonds Impacts 
 Possible additional cost and additional staffing requirements for visual inspections. 

Potential Private Property/Ratepayer Impacts 
 Potentially higher ratepayer costs for increased inspection requirements. 
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TITLE:  Product Specific Inspection 
 

STANDARD NO.  S-28 
 

I/I CONTROL MEASURE ISSUE:  
Products used in sewer system construction for both new and rehabilitation improvements can fail and 
lead to I/I due to improper installation and/or the use of non-specified products being installed.  Without 
inspection, there are no assurances the product installed is the one specified and installed properly. 

 

Standard 
 Product inspection is the visual verification of product test results and/or confirmation that an 

approved product is the one being installed, and that the sequence of construction or application is 
appropriate.  Verify the approved product is being installed in accordance with approved 
specifications. This includes pipe, fittings, bedding, and rehabilitation products. It is important to 
distinguish the difference between inspection and testing.  Those products covered under the 
testing standard shall have those tests performed to verify compliance.   

 Pipe shall be inspected at the point of installation to verify that it has factory markings identifying 
the type and class of pipe. Unlabeled products will not be approved for installation. 

 Pipe fittings shall be inspected at the point of installation to confirm they meet the specifications.  
 Pipe bedding material shall be inspected at the time of installation to be appropriate for the type 

of pipe (flexible or rigid). 
 For rehabilitation products, the manufacturer’s recommended installation procedure shall be 

reviewed prior to installation.  An installation list with references shall be provided documenting 
recent projects where the product has been installed.  Contact references and document the 
installation and operational experiences with the product.  Conduct any additional investigations 
determined necessary for approval of the product and installation.  If through this review the 
product appears acceptable, the installation requirements shall be documented from the review 
process along with any testing requirements of the installation. 

Potential Edmonds Impacts 
 Added cost for increased inspection. 
 Additional qualification investigation for proposed rehabilitation products. 

Potential Private Property/Ratepayer Impacts 
 Potentially higher ratepayer costs where product specific inspection is currently not being 

performed. 
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TITLE:  Product Specific Inspection (Side Sewers) 

 
STANDARD NO.  S-29  

 
I/I CONTROL MEASURE ISSUE:  
Side sewer system products in both new and rehabilitation improvements can fail and lead to I/I due to 
improper installation and/or non-specified products being installed.  Without inspection, there are no 
assurances the product installed is the one specified and was installed properly. 

 

Standard 
 Product inspection is the visual verification of product test results and/or confirmation that an 

approved product is the one being installed, and the sequence of construction or application is 
appropriate.  All products being installed shall be inspected to verify the approved product is 
being installed in accordance with approved specifications. This includes pipe, fittings, bedding, 
and rehabilitation products. It is important to distinguish the difference between inspection and 
testing.  Those products covered under the testing standard shall have those tests performed to 
verify compliance.   

 Pipe shall be inspected at the point of installation to verify that it has factory markings identifying 
the type and class of pipe. Unlabeled products will not be approved for installation. 

 Pipe fittings shall be inspected at the point of installation to confirm they meet the specifications.  
 Pipe bedding material shall be inspected at the time of installation to confirm the material is 

appropriate for the type of pipe (flexible or rigid). 
 For rehabilitation products, the manufacturer’s recommended installation procedure shall be 

reviewed prior to installation.  An installation list with references shall be provided documenting 
recent projects where the product has been installed recently.  The Edmonds shall contact 
references and document the installation and operational experiences with the product, and 
conduct any additional investigations determined necessary for approval of the product and 
installation.  If through this review the product appears acceptable, the installation requirements 
shall be documented from the review process along with any testing requirements of the 
installation. 

Potential Edmonds Impacts 
 Added cost for increased inspection. 
 Additional qualification investigation for proposed rehabilitation products. 

Potential Private Property/Ratepayer Impacts 
 Potential for increased inspection costs. 
 Possible extension of construction schedule to accommodate inspection requirements. 
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TITLE:  CCTV Inspection 

 
STANDARD NO.  S-30 

 
I/I CONTROL MEASURE ISSUE:  
Television inspection of newly installed and rehabilitated sewers provides documentation of lateral 
connections, confirms pipe joints are properly pushed home, and identifies infiltration and internal 
defects. 

 

Standard 
 A complete internal television inspection shall be performed on newly installed and rehabilitated 

sewers.  An audio-visual digital recording of the inspection, compatible with the City of 
Edmonds’s existing audio-visual format, shall be retained by the City.  The television inspection 
shall be conducted following trench backfill and compaction, cleaning and testing.  Groundwater 
level shall be allowed to return to its normal elevation before performing the inspection. 

Potential Edmonds Impacts 
 Additional camera equipment and inspection time would be required, unless contracted with an 

outside vendor.  
Potential Private Property/Ratepayer Impacts 

 Television inspection of the lateral ensures there are no internal defects, potentially reducing 
future private property owner maintenance requirements due to improper installation. 

 Potentially higher ratepayer costs for increased CCTV inspection requirements. 
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TITLE:  CCTV Inspection (Side Sewers) 

 
STANDARD NO.  S-31 

 
I/I CONTROL MEASURE ISSUE:  
Television inspection of newly installed and rehabilitated side sewers provides documentation of 
connections, confirms pipe joints are properly pushed home, and identifies infiltration defects and inflow 
sources. 

 

Standard 
 A televised inspection of the connection of new and rehabilitated lateral/side sewers to the sewer 

main shall be performed where the lateral/side sewer cannot be pressure tested. An audio-visual 
digital recording of the inspection, compatible with the City of Edmonds’s existing audio-visual 
format, shall be retained by the City.  If camera access through a lateral test wye cannot be 
provided, the video camera equipment shall have a separate side-casting camera that allows 
inspection of the lateral.  The television inspection shall be conducted following trench backfill 
and compaction, cleaning and testing.  If dewatering was required for side sewer installation, the 
groundwater level shall be allowed to return to its normal elevation before performing the 
inspection. 

Potential Edmonds Impacts 
 Additional inspection time to CCTV the lateral/side sewer and connection would be required, 

unless contracted with an outside vendor. 
 Equipment costs for new CCTV camera equipment capable of inspecting lateral/side sewers may 

be required, unless contracted with an outside vendor. 
 An increase in lateral/side sewers costs will result if the City is currently not requiring the 

contractor to perform CCTV inspections. 
Potential Property Owner/Ratepayer Impacts 

 CCTV inspection requirements will increase the total cost of lateral/side sewer installations. 
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WARRANTY 

 
 

TITLE:  Certification, Warranty and Qualifications 
 

STANDARD NO.  S-32 
 

I/I CONTROL MEASURE ISSUE:  
Some new construction and/or rehabilitation products or application systems may not have a proven track 
record of performance, yet offer attractive benefits or low costs which merit their use.  A product specific 
certification can be used to protect the City of Edmonds’s investment.   

Every construction or rehabilitation project requires a period within which defects in construction or 
materials should be allowed to become evident before the contractor, supplier or manufacturer ceases to 
have responsibility for the project. A stipulated warranty length can be used to protect the City’s 
investment. Conventional construction products and methods should be warranted for a period of at least 
one year.  Unconventional or newer products and methods could be warranted for a longer period, from 2 
to 5 years, as determined by the City’s Engineer. 

A formal procedure for qualifying a manufacturer or contractor can be used to protect the City’s 
investment. Qualifications information to be supplied during bidding may include a summary of the 
firm’s history, itemization of a number of recent, similar projects with descriptions, amounts, names and 
experience of specific firm representatives, and names/phone numbers of owner references.  

It is vital that the certification, warranty and qualification requirements and procedures be fully described 
in the contract documents to be enforceable with the contractors and suppliers. 
 

Standard 
 When a new construction and/or rehabilitation product or application system does not have a 

documented record of comparable prior successful installations, the supplier of the product or 
system shall be required to provide certification that the product or system will perform as 
specified. 

 The certification shall provide for the complete replacement of the product or system by the 
contractor if the product or system is found to be defective when installed or applied by a 
certified agent of the manufacturer. 

 Each new construction and/or rehabilitation project shall include a warranty period of at least one 
year.  Longer periods may be stipulated as determined by the City of Edmonds based on the 
nature of the work. 

 Testing requirements at the end of the warranty period shall be consistent with those used to 
determine initial project acceptance. 

 The City of Edmonds may determine that specific qualifications for the manufacturer or 
contractor be included in the evaluation of bids received.   

Potential Edmonds Impacts 
 Staff or consultant Engineer will need to spend time to research and develop a certification period 

as well as a means for determining compliance. 
 Verification of certification requirements during the submittal process will be required. 
 Inspection during construction to monitor installation/application will increase staffing 

requirements. 
 Follow-up time by staff to monitor product or system performance may delay project completion 

and may increase staff requirements. 
 Potential for additional project cost by manufacturer or contractor. 
 Staff or consultant Engineer needs to determine appropriate qualification procedures. 
 Staff or consultant Engineer needs to determine appropriate length of warranty period. 
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 Legal and engineering effort to establish acceptable pre-qualification requirements will be 
greater. 

 Additional engineering and legal costs during design and bid periods are likely to occur. 

Potential Private Property/Ratepayer Impacts 
 Potentially higher ratepayer costs for certifications and longer warranty periods. 
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TITLE:  Bonding and Warranty Inspection 

 
STANDARD NO.  S-33 

 
I/I CONTROL MEASURE ISSUE:  
One critical element of a warranty is verification of the improvement prior to the end of the warranty 
period so that construction deficiencies can be accomplished and paid for via the performance bond.  Thus 
the system can be repaired and I/I eliminated. 

 

Standard 
 A warranty period shall be established on publicly funded projects for each side sewer project, or 

for each project containing a side sewer construction component.  This warranty period shall be a 
minimum of one year in length. 

 All side sewer pipes shall be CCTV inspected after 80% of the warranty period has expired but 
before the end of the warranty period. Defective portions of the system shall be repaired to meet 
all applicable I/I standards.  

 A written record shall be made of acceptance of the improvement with the date and results of the 
inspections and testing.  This shall be submitted to the City of Edmonds prior to release of the 
performance bond. 

Potential Edmonds Impacts 
 Additional CCTV inspection and enforcement of the warranty. 

 
Potential Private Property/Ratepayer Impacts 

 Potential of added costs for inspections and verifications. 
 Possible schedule delay to allow for verifications. 
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PUBLIC EDUCATION 
 
 

I/I CONTROL POLICY ISSUE:   Community Education and Involvement –  
 
The I/I Control Program will result in the expenditure of public funds.  There will be an array of inquiries, 
complaints, questions and suggestions from the general public, ratepayers, tenants and property owners.  
The manner in which these are tracked and resolved will have a major impact upon the public perception 
of the I/I Control Program.  For acceptance as a necessary public program, members of the public will 
need to understand the purposes of the program, and its benefits to the community and to individual 
property owners and rate payers. 

 

 
POLICY 1 

 

The City of Edmonds shall create and promote educational programs to introduce the general public to I/I 
as an issue, to explain the potential benefits from I/I mitigation efforts, and to inform the public of their 
responsibilities related to the I/I problem.  Educational/informational materials shall be designed to 
present issues in a format suitable for use by the general public. Materials prepared for King County’s 
Regional I/I Control Program may also be utilized.

Explanation 
 Public education is key to successfully addressing I/I from private property. 
 The public’s knowledge about storm and sanitary sewer systems and, in particular, I/I issues, is 

limited.  Generating understanding of a program of this complexity is necessary in order to gain 
public support. 

 An education program would explain the benefits of I/I reductions to: 
• the county-wide sewer system 
• the costs and benefits to the public, and 
• the benefits to private property owners. 

 A central clearinghouse operated by King County is anticipated that would establish and 
publicize educational programs.  Its operation is intended to help establish and maintain system-
wide policies and standards.   

Potential Edmonds Impacts 
 The City could establish its own program or utilize the King County clearinghouse (once 

established).  
 Using trained customer service representatives who use consistent approaches would buffer the 

City from dissatisfied individuals. 
 It would allow for the wide distribution of contact information for I/I projects. 

Potential Private Property/Ratepayer Impacts 
 An awareness that changes in managing sewer and storm water are about to take place. 
 Materials can be carefully tailored to areas with problems and geared to specific Edmonds needs. 
 Ongoing Public Education – In order to maintain the rehabilitated sewer system, the property 

owner will need to be reminded of the importance of keeping major landscaping and buildings 
out of the utility maintenance easement area. 

 Interested parties would not have to search for whom to contact regarding the work to be, or 
being, done on their property.  It might reduce the frustration of dealing with a “bureaucracy”.  
On the other hand, those who continue to be dissatisfied may turn to local political representatives 
or agency managers for more satisfactory relief. 
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I/I CONTROL POLICY ISSUE:   Community Relations – Specific Project
 Community Education and Involvement 
  
I/I reduction projects will disrupt public and private property.  There will be an array of inquiries, 
complaints, questions and suggestions from the general public, ratepayers, tenants and property owners.  
The manner in which these are tracked and resolved will have a major impact upon the perception of the 
I/I Control Program.  For acceptance of specific I/I reduction projects, members of the public need to 
understand the purposes of the project, its benefits to the community and to individual property owners. 
 

 
POLICY 2 

 

For each specific I/I reduction project, the City of Edmonds shall be responsible for community 
education/involvement.   

Explanation 
 The City needs to be responsible for community relations, since it is most familiar with the 

specifics of the project and most aware of community concerns.   

Potential Edmonds Impacts 
 The City would implement the local design and implementation of project-related educational and 

community involvement material. 
 Public education will have to be carefully tailored to areas with problems.  

Potential Private Property/Ratepayer Impacts 
 Individuals might feel that their elected local representatives would be more understanding and 

sympathetic to their concerns since materials are geared to their specific needs by the City. 
 If an individual disagreed with a staff member’s decision, a local problem resolution process may 

be more convenient and familiar. 
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FINANCING 

 
I/I CONTROL POLICY ISSUE:    Public Funding and Scope of Work 
 
The extent of public intervention and assistance in reducing or eliminating I/I from private properties will 
be shaped by a series of public policy choices.  Some of the choices, like incorporating extensive surface 
and sub-surface restoration of private property, may require a series of adjunct policies.  Other approaches 
may require only minor modification of local codes and regulations. 
 

 
POLICY 3 

 
Public funding shall be considered for all phases of I/I mitigation work on privately owned property.  
Funded work should include elements such as: permits, investigation, inspection and testing, any 
modifications to the side sewer connections and laterals, connections to public systems, restoration of 
disturbed areas (including landscaping, sidewalks, driveways, and rights-of-way) and post-rehabilitation 
testing and enforcement. Environmentally infeasible &/or prohibitively expensive modifications should 
be considered for variances/waivers. 
Explanation 

 Because maintenance and operation of the sanitary sewer system is for the public health and 
welfare, ensuring the elimination (or major reduction of) excessive I/I is usually considered a 
legitimate use of public funds. 

 This alternative focuses on all types of private property, including residential commercial, and 
industry. 

Potential Edmonds Impacts 
 Given the expenditure required for public funding of an extensive program, the I/I Control 

Program would probably be initiated in selected mini basins (or smaller areas) with excessive I/I 
flow rates and with cost-effective solutions. 

Potential Private Property/Ratepayer Impacts 
 Property owners in a selected area would have to participate in this program. 
 Utility rates would increase to pay for the I/I mitigation work; although substantial grant funding 

could reduce the burden on the local rate base. 
 With full funding, issues such as constructing the program to accommodate economic hardship 

(of specific individuals as well as for customer classes such as those with fixed and low-income) 
would not be necessary.   
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I/I CONTROL POLICY ISSUE:   Rates, Incentives & Surcharges  
 
An effective I/I Reduction Program will be a significant additional expense to the City. Equitable means 
for generating the necessary funds should be considered. 
 

 
POLICY 4 

 

The City of Edmonds shall develop a funding mechanism for the I/I Reduction Program that includes a 
combination of adjustment to rates, addition of surcharges and/or incentives to property owners. 

Explanation 
 If I/I reduction is found to be necessary for a large part of the City, a dedicated rate increase could 

be adopted. 
 For areas where I/I reduction is necessary but infeasible due to issues such as areas prone to 

flooding, unstable slopes, or lack of  a storm water conveyance system, a surcharge to ratepayers 
in the area could be adopted, and the funds utilized in other areas of the sewer system. 

 Incentivized programs could be developed where property owners could be reimbursed for 
installing City-approved I/I reduction measures. 

Potential Edmonds Impacts 
 Council action required to authorize the funding mechanisms; commensurate City staff time to 

develop recommendations. 
 City staff time and costs to develop and manage any incentivized programs. 

Potential Private Property/Ratepayer Impacts 
 Ratepayers would see increased costs reflecting the additional expense to the City. 
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I/I CONTROL POLICY ISSUE:   Cost Sharing 
An effective I/I Reduction Program will be a significant additional expense to the City. Equitable means 
for generating the necessary funds should be considered. 
 
 

 
POLICY 5 

 

The City of Edmonds shall develop a funding mechanism for the I/I Reduction Program that includes a 
combination of City revenues coupled with funding from local (LID) and State sources, such as grants 
and loans. 

Explanation 
 City and property owners in an area slated for an I/I Reduction project could share costs by means 

of a Local Improvement District or similar structure. 
 City and State could share costs of an I/I Reduction project or projects using existing State 

grant/loan programs such as Public Works Trust Fund, Centennial Clean Water Fund, etc. 

Potential Edmonds Impacts 
 City staff time and expense participating in LID. 
 City staff time and expense (or consultant) in preparing appropriate grant/loan applications and 

administering resulting funds per State requirements. 
 City staff time and expense in working with State agencies to modify grant/loan program rules 

allowing for I/I Reduction projects, as required. 

Potential Private Property/Ratepayer Impacts 
 Cost to property owners could be mitigated by appropriate cost-sharing for project 

implementation. 
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I/I DISCHARGE SITE CONDITIONS 
 

 
I/I CONTROL POLICY ISSUE:   Stormwater Drainage Ordinance  
 
If storm water is diverted away from the existing sanitary sewer system, then alternatives may need to be 
found for the diverted storm water.  Property owners and the City of Edmonds may need new options for 
surface and ground water drainage management. 
 

 
POLICY 6 

 

Where I/I work on private or public property results in the diversion of storm water drainage, and there 
exists a storm water system, then the I/I work shall involve meeting the provisions of the City’s current 
“storm water drainage” ordinances.  Jurisdictional approval must be obtained. 

Explanation 
 In areas with an existing public storm water management system, all drainage diverted from the 

sewer system could be discharged into the storm water system, provided that: 
• The jurisdiction controlling the public storm water system approves the connection; and 
• There are sound design options, capacity and gravity flow. 

Potential Edmonds Impacts 
 The capacity of the storm water system would have to be evaluated and a determination made 

regarding these new loads.  Portions of the storm water systems may have to be upgraded.  The 
costs for engineering analysis and design, construction and connections may be significant.  
Grants from the County’s Surface Water Utility or the Public Works Trust Fund might help 
defray the cost of new and/or expanded storm water systems. 

 This policy assumes that public funds for the removal of I/I would pay for the permits, 
engineering and other expenses associated with connecting storm water to a public system. 

Potential Private Property/Ratepayer Impacts 
 This will likely improve drainage and water intrusion problems for the affected homes and 

properties.  The cost of the lines and connections to the storm water system will depend upon 
individual conditions. 

 Potential increased storm water costs, including costs to connect to the storm sewer system. 
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I/I CONTROL POLICY ISSUE:   On-site Storm Drainage Management  
 
If storm water is diverted away from the existing sanitary sewer system, then alternatives may need to be 
found for the diverted storm water.  Property owners and the City of Edmonds may need new options for 
surface and ground water drainage management. 
 

 
POLICY 7 

 

Where I/I work on private property results in the diversion of storm water and an adequate storm water 
system does not exist, then the private property owner bears responsibility for discharging the storm water 
drainage to an appropriate location. 
 
Where I/I work on public property results in the diversion of storm water and an adequate storm water 
system does not exist, the City of Edmonds bears the responsibility for discharging the storm water 
drainage to an appropriate location. 

Explanation 
 Connecting residential storm water systems to the public sewer system is illegal.  Therefore, illicit 

connections should be removed.   
 Properties with impermeable and semi-permeable surfaces have storm water drainage 

requirements.  For example: most roofs and driveways, lawns and hard packed soils don’t allow 
for storm water absorption, retention or evaporation.  Alternative practices can be used to reduce 
or eliminate the need for off site storm water systems.  For example: 
• Surface and ground water drainage can be collected and directed to location(s) on the 

property where the water can drain into the ground by means of an energy dissipation basin 
(French drain).  The feasibility and effectiveness of such systems depend upon its design, 
lot size and topography, soil type and local area conditions.  The complexity of energy 
dissipation basins will also depend upon local conditions and drainage requirements. 

• Poor maintenance can increase and exacerbate storm water problems.  Tree limbs that 
overhang houses tend to increase the need for gutter and drain line cleaning/maintenance.  
Improper soil drainage at the perimeter of structures can increase basement and crawl space 
flooding. 

• Special landscaping practices can increase storm water absorption and retention. 
• Roofs with a planted sod layer can hold and evaporate storm water. 
• Driveways can be made out of porous pavers and other materials that allow for water 

absorption. 
• Rain barrels and cisterns can be used to recycle storm water for gardening and some 

domestic use. 
• Ponds can be used to hold and evaporate storm water. 

 

Potential Edmonds Impacts 
 Design and construction review may be required.  As a first measure, this could be a lower cost 

alternative for the City than side sewer repair.  If properly designed, constructed and inspected, 
once in place, there would be little impact. 

 Reduction of storm water flow into the sanitary and storm water system. 
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Potential Private Property/Ratepayer Impacts
 Appropriate management of storm water flow on private property could have direct benefits to 

the homeowners and the public sanitary and storm water systems, such as: 
• Proper use of on-site storm water management systems would likely result in dryer homes, 

basements and crawl spaces. 
• Dryer homes tend to have fewer problems with wood destroying organisms, mold and 

mildew.  Dryer homes have longer lasting furnaces, roofing and interior surfaces. 
• Many of the defects that are likely to be found in such inspections have low cost and low 

impact solutions.  Such on site systems usually don’t require extensive digging or 
interference with decks or in-ground systems such as water lines or oil tanks. 

• When properly designed, they require a modest amount of maintenance. 
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I/I CONTROL POLICY ISSUE:   On-site Storm Drainage Management  
 
If storm water is diverted away from the existing sanitary sewer system, then alternatives may need to be 
found for the diverted storm water.  Property owners and the City of Edmonds may need new options for 
surface and ground water drainage management. 

 

 
POLICY 8 

 

Where an I/I reduction project results in the diversion of storm water drainage (e.g., removal of illicit 
connections), and the modifications required to properly discharge the storm water are deemed to be 
infeasible &/or prohibitively expensive (for the property owner), consider giving the property owner a 
choice of disconnection of illicit connection or surcharge.

 

Explanation 
 Connecting residential storm water systems to the public sewer system is illegal.  Therefore, illicit 

connections should be removed.  However, if re-routing the storm water drainage, to either a 
public storm water management system or another appropriate location is deemed infeasible &/or 
prohibitively expensive (for the property owner), the alternative of a surcharge may be offered. 

Potential Edmonds Impacts 
 If a property owner chooses to pay a surcharge, rather than to disconnect an illicit connection, 

utility rate revenue will increase. 
 Additional administrative processes will be necessary. 

Potential Private Property/Ratepayer Impacts 
 A private property owner with an illicit connection may have the opportunity to reduce the cost of 

compliance. 
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PRELIMINARY ENGINEERING 
 

 
I/I CONTROL POLICY ISSUE:   Contractor Qualifications  
A critical success factor for reducing I/I is to make sure contractors have experience using acceptable 
materials and skilled labor resources to perform construction and I/I rehabilitation of public sewer 
systems.  One way to assure the qualifications of the contractors is through a review of their past 
performance and bonding and financial ability, and of the experience of their key supervisory staff.  
Contractor qualifications often become an issue during the selection process on public projects since the 
primary basis of award is “Low Bid”. 
 

 
POLICY 9  

 
The City of Edmonds shall develop in the bid specifications specific minimum experience requirements 
for contractors to ensure that the contractor hired will have experience in the type of work they are to 
perform. 
Explanation 

 The ability to require contractors to meet certain minimum experience conditions can result in 
better I/I reduction projects. 

 Prior experience with specialized sewer technologies is necessary to ensure correct handling and 
application of these technologies.  Prior experience with construction such as tunnels, systems 
restoration/rehabilitation, and deep excavation is also necessary. 

Potential Edmonds Impacts 
 Assures higher quality work coupled with realistic bids and less chance for disputes. 

Potential Private Property/Ratepayer Impacts 
 Assurance of quality systems, lower potential for future repair/replacement. 
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I/I CONTROL POLICY ISSUE:   I/I Reduction Projects – Permits 
  
Permits and conditions are usually required on I/I reduction projects.  Responsibility for obtaining these 
permits can vary.   

 

 
Policy 10  

 

The City of Edmonds shall obtain all permits feasible, including the SEPA, HPA, 404, or other State or 
Federally required permits.  The contractor shall obtain permits as detailed in the specifications such as 
the building, road or utility, ROW use, &/or clearing and grading permits.  The permits required to be 
obtained by the contractor shall be specifically listed in the bidding documents. 

Explanation 
 Several permits may be required for work on I/I reduction projects.  Project environmental 

permits should be obtained by the City, while permits such as building, utility and ROW should 
be obtained by the contractor. 

Potential Edmonds Impacts 
 The City would be responsible for obtaining those permits not specifically related to construction 

as part of its administrative duties. 
 Potentially higher program cost. 

Potential Private Property/Ratepayer Impacts 
 Permits and conditions associated with permits help assure that public concerns and issues are 

addressed and mitigated. 
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CONSTRUCTION AND INSPECTION 
 
 

 
I/I CONTROL POLICY ISSUE:   Rehabilitation Planning and Oversight –  
 Inspection and Testing  
 
Initial and follow-up inspection and investigation of the condition and installation of public sewer lines 
and private sewer and storm drainage connections is a key to ensuring that neither inflow nor infiltration 
is occurring. The type and extent of inspection and investigation could vary depending upon the focus, 
extent and the approach selected to remove I/I from privately owned property and public sewer lines. 
 

 
POLICY 11 

 

The City of Edmonds shall provide training opportunities on the I/I Control Program to its 
representatives.  The training material will include a checklist of guidelines for best practices and the 
adopted I/I Control Standards, Procedures & Policies. The City’s efforts should be coordinated with 
training provided by King County (as available) under its Regional I/I Control Program. 

Explanation 
 Because inspections are such an integral part of controlling I/I from private property, specially 

trained staff would ensure that the inspections occur with consistency and uniformity. 
 The inspections could include a variety of tasks, such as: checking all connections, testing all 

lines, verifying the functionality of on-site and/or off-site storm drainage management, and 
ensuring restoration of sidewalks, driveways and rights of way. 

Potential Edmonds Impacts 
 Adequate staff time for training.  Side sewer permits would be expanded to include the entire 

residential drainage system. 
 Coordination between areas of responsibilities would be key, for example, building permits and 

sewer permits; inspectors and paving crews; sewer maintenance/storm water maintenance and 
inspectors; and inspectors and maintenance, engineering and CIP personnel.  

Potential Private Property/Ratepayer Impacts 
 The property owner’s contractor would remain responsible for ensuring work performed on 

private residential property meets code and has been “signed off” by the City’s “I/I Control 
Inspector”. 

 The cost of this expanded inspection and testing service could be included in the City’s base rate 
or within a newly created I/I rate component. 
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I/I CONTROL POLICY ISSUE:   Post-Rehabilitation Management –  
 Restoration 
  
Many of the private property I/I mitigation options can interfere with private property conditions, 
especially buildings, site work and landscaping.  Restoration of these disturbed areas could be expensive 
and complicated.  A poorly understood or badly managed restoration policy and program could lead to 
significant public distrust, concerns, and problems.  A policy is required that outlines the roles, 
responsibilities and any limits on such restoration work. 
 

 
POLICY 12  

If confirmed by legal counsel. 
The City of Edmonds shall establish a standard for property restoration before initiating any I/I work 
(including landscaping, sidewalks, and driveways).  Public property restoration is governed by City of 
Edmonds codes and ordinances. 
 
Options can include:  
 
1 – “Restoration as near as possible to pre-construction condition” 
2 – “Basing value on restoration to as near as possible to pre-construction condition, consider up front 
property owner payment with signed waiver”
Explanation 

 Some amount of restoration of private properties would be part of the I/I reduction program. 
 Prior to the start of any I/I work, the property would be inspected and photographed, and relevant 

improvements and conditions would be thoroughly documented. 
 The public funds used for this purpose would compensate for all of the agreed-to restoration work 

or up-front payment in recognition of the public benefits derived from the I/I program. 
 Since certain plant/vegetation types are not easily restored, a “restoration to pre-construction 

condition” standard is not always possible. 
 Disagreements would use the preferred method as chosen from the alternatives under Policy 2. 

Potential Edmonds Impacts 
 A more complex program that recognizes the impact of the I/I program upon private property. 

Potential Private Property/Ratepayer Impacts 
 Impacted Property Owners – Depending on the choice made, property impacts could be small to 

large, but property owner would receive rehabilitated side sewer. 
 Ratepayers – Increases the cost of the I/I Control Program and therefore might result in higher 

rates. 
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WARRANTY 

 
I/I CONTROL POLICY ISSUE:   Contractor Bonding, Licensing and Warranty 
 
 

 
POLICY 13  

 
The City of Edmonds shall be responsible for ensuring that, for publicly funded I/I reduction projects, the 
construction contract includes appropriate bonding, licensing, insurance, and warranty provisions to 
ensure satisfactory completion of the project and warranty of the project for a sufficient amount of time 
(recommended minimum 12 months). 
Explanation 

 Contractors for public projects must be licensed, bonded and insured.  For publicly funded 
projects, agencies generally establish standards for contractor bonding, end of project retainage, 
and warranties that ensure the completed facilities will continue to function as intended for a 
reasonable period of time. 

 A schedule of required contractor warranties would be established at the beginning of a project.  
For example, pipe performance would have a longer warranty requirement than pumps. 

Potential Edmonds Impacts 
 A “retainage” could be required to be held back after “substantial completion” of the work.  The 

retainage would be released once all punch list items have been completed and final inspections 
performed. 

 Bonding, retainage and warranties reduce the likelihood of poor work and future 
maintenance/repair requirements.   

 All contractors could be required to maintain a performance bond equal to a pre-determined 
percentage of the project cost. 

 Such standards increase contractor costs and prices. 

Potential Private Property/Ratepayer Impacts 
 Higher up front costs, but lower maintenance costs. 
 Better quality control of the I/I work. 
 Any allowed “do it yourself” work would most likely not be subject to bonding or warranty 

requirements. 
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PRIVATE PROPERTY / LEGAL 
 

 
I/I CONTROL POLICY ISSUE:    Rehab Planning, Oversight, Inspection, 

Monitoring and Testing – Right of Entry  
 
With specific exceptions, individuals cannot enter or alter property owned by another individual without 
explicit permission (authority for utility representatives to access private premises for the purpose of 
inspecting and determining code compliance can be legislated for public health and welfare).  Yet initial 
follow-up and inspection of the condition and installation of public sewer lines and private sewer and 
storm drainage connections is a key to ensuring that I/I is not occurring.  New standards need to be 
developed to ensure that the system remains intact and maintained.  The right of entry for purposes other 
than verification of code compliance usually requires either a written agreement between the public entity 
and the private property owner or a notice of potential legal action. 
 
 

POLICY 14 
 
The City of Edmonds shall pass the necessary ordinances/resolutions and develop the appropriate access 
agreements that allow its agents to gain access to private property, such as a right of entry or a 
construction and inspection easement.  These agreements will allow certain actions related to I/I reduction 
and control, such as conducting a side sewer and/or lateral inspection; construction rehabilitation; or 
conducting code enforcement activities.

Explanation 
 The right of entry to verify code compliance is usually limited in several ways, the most basic of 

which is that entry must occur at reasonable times.  This and other limiting provisions listed 
below may be adopted by the City’s administration. 
• Entry only by individuals with “proper” identification;  
• Entry only with prior notice;  
• Entry only with written information regarding the nature of the inspection and with the 

findings of the investigation (notice of non-compliance with specific portions of the code; 
notice of remedies and/or potential penalties). 

 The method(s) used for code compliance enforcement, inspection and testing or monitoring is not 
implicitly or explicitly included in this basic right of entry. 

 Right of entry agreements, easements and legal notices will vary in complexity and scope of 
action though with legal advice some basic policy procedures can be drafted and used in routine 
actions.  Unique agreements would be drafted for complex or unusual situations.  General 
delimiters for access agreements include scope of public action, result of property damage or 
personal injury, and hold harmless and indemnification provisions.  Administrative use of these 
legal instruments depends upon the authority granted by the Edmonds City Council. 

Potential Edmonds Impacts 
 Allows the flexibility for the City to select and implement its preferred programmatic approach 

(e.g., all new side sewers could be located in an easement area that allows for future entry by the 
City to perform inspections and work without a separate right-of-entry agreement; side sewer 
permits could be expanded to include the entire residential drainage system). 

  The City may undertake different actions according to its I/I reduction projects and applicable 
local regulations.  Since most municipalities’ codes allow only sewerage to enter the sanitary 
sewer system, using the basic right of entry to investigate code compliance could be the first 
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action to control improper inflow from private property.  Once the initial I/I control remedies are 
in place, periodic investigation of code compliance may involve increased resources such as: 
inspectors, code compliance officers, engineers and/or attorneys.  Record keeping would be 
crucial to track follow-up actions and inspection schedules. 

 Utility storm water and sanitary sewer codes may have to be amended to include right-of-entry 
authority. 

 The ease or difficulty of obtaining specific right-of-entry agreements or easements will depend on 
the property’s I/I contribution to the system and the Policies and Standards of the I/I Control 
Program, e.g., the scope of work or the amount of restoration. 

 Coordination between areas of responsibilities would be key, e.g., building permits and sewer 
permits; building and utility inspectors; maintenance, engineering and CIP personnel. 

Potential Private Property/Ratepayer Impacts 
 Many individuals may not realize that municipal representatives have the authority to enter their 

property to perform code compliance inspections.  Municipal employees and legislators may have 
to cope with a range of reactions from accommodation to active resistance.  These actions can be 
anticipated and a plan of action established. 

 The types of private improvements (and landscaping) in the easement area should be restricted to 
simplify and standardize any future side sewer work and to prevent side sewer deterioration.  
There should be restrictions to the property owner making changes in side sewer location when 
remodeling occurs. 

 For new construction the residential property owner’s contractor would remain responsible for the 
work performed meeting code, and that it is “signed off” by the City’s inspector. 

 The cost of permits could increase to cover the increased intensity of service or the cost could be 
absorbed within the general residential rate base. 
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I/I CONTROL POLICY ISSUE:   Rehabilitation Planning and Oversight – Liability   
 
All phases of the I/I work on privately owned property could create liability issues.  Some liability issues 
such as negligence, are a recognized concern.  Side sewer and other excavation on private property may 
result in some special liability issues.  The standards of work and documentation of conditions on private 
land are more varied than those found on public property and public right-of-ways.  Potential liability 
matters may be limited in various ways. 
 

 
POLICY 15 

 
If public resources support any portion of the I/I reduction work on privately owned property, then the 
City of Edmonds shall establish a process to manage and limit its liability. The potential site and in-
ground liability issues shall be a part of the I/I planning and design process, including an up-front 
agreement on when the jurisdiction's liability will begin and end.

Explanation 
 When digging on private land, various types of unexpected conditions and systems are likely to 

be found, for example: underground oil tanks and contaminated soils, sprinkler systems and water 
lines, “invisible” dog fences, non-conforming in-use wells and septic systems, electrical and data 
cables, etc.  Some of these conditions and systems are likely to be found in the areas of any side 
sewer work and pose a liability issue to the homeowner, contractor, governmental agency and/or 
the general public. 

 Field reports suggest that about 25% of oil tanks leak.  If contaminated soil is found during an 
excavation, then remediation is required and the issue of liability would have to be addressed. 

Potential Edmonds Impacts 
 Pre-digging protocols such as inspections to identify underground infrastructures and/or 

contaminated soil could reduce the potential liability disputes and costs. 
 Resolution of disputes may become an issue that will need to be addressed by City staff and/or 

their attorneys. 
 The City will need to work closely with the homeowners, no matter what. 

Potential Private Property/Ratepayer Impacts 
 Property owners may refuse permission to inspect or test for potential liability issues and might 

prefer not to know about such issues. 
 Property owners may end up having to address the problem of soil contamination. 
 Property owners will desire that the work minimize disruption to existing property improvements 

and landscaping. 
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I/I CONTROL POLICY ISSUE:   Legislative Action Requirements  
 
In order to implement effective I/I reduction on private property, specific building codes enacted at the 

State level may need to be amended. 
 

 
POLICY 16 

 

The City of Edmonds shall work to develop amended Statewide building codes to facilitate the 
implementation of effective I/I reduction measures. 

Explanation 
 Certain Statewide building codes, such as the State Plumbing Code, allow for items such as sump 

pumps and footing drains to be installed within the footprint of the building and do not specify 
where the resulting water is to be discharged. Code language may need to be amended to require 
discharge to a storm sewer (non-sanitary) system or location. 

Potential Edmonds Impacts 
 City staff time and expense working with the State Legislature and Trade Organizations. 
 City expense could be reduced and message more effectively delivered through MWPAAC. 

Potential Private Property/Ratepayer Impacts 
 Additional cost to the property owner as reflected in developer/contractor costs. 
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] 
 

I/I CONTROL POLICY ISSUE:   Side Sewer Ownership and Responsibility 
 
In Edmonds, side sewers are owned by the City from the sewer main to the property line, and by the 
property owner from the property line to the building connection. This can cause reduced effectiveness in 
a long-term I/I reduction program and could be modified by several options. 
 

 
POLICY 17 

 

The City of Edmonds shall assume ownership and/or responsibility for each side sewer from the sewer 
main to the point(s) of connection at the building. 

Explanation 
 With the City having overall ownership and/or responsibility for the entire side sewer assembly 

from building to main, more effective construction inspection/oversight, as well as ongoing 
operation and maintenance, will increase the likelihood that long-term I/I reduction can be 
realized. 

 Enabling legislation by the City Council and cost or other compensation for assuming ownership 
will be required. 

Potential Edmonds Impacts 
 If ownership is assumed, additional compensation to property owners would be required. 
 Increased City staff time and expense (or consultant) for side sewer installation 

inspection/oversight. 
 Increased City staff time and expense to set up and maintain a long-term O&M program. 
 More effective operation of the sewage conveyance system. 

Potential Private Property/Ratepayer Impacts 
 Increased access by City representatives on private property. 
 Potential for increased costs due to increased O&M by City. 
 Potential for reduced liability to property owner. 
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TITLE:  Modeling and Engineering Analysis 
 

GUIDELINE NO.  G-1 
 

I/I CONTROL MEASURE ISSUE:  
Following the completion of the Edmonds sewer system modeling performed previously, the modeling 
basins should be reevaluated on a regular basis with updated flow and system network information to 
provide an ongoing tool for monitoring the integrity of the sewer system as it both ages and expands.  
Hydraulic models can also be used to evaluate system response to potential high-flow sources such as 
high-water-use industries, adjoining jurisdictions, or large developments. 
 

Guideline 
 Sewer system modeling should be conducted on a regular basis to assess system loading and 

capacity for ongoing and future sewer planning efforts.  A dynamic software modeling program 
should be used that can be used to calibrate measured flow data with rainfall measured during the 
corresponding storm.  Flow data shall be obtained by the City of Edmonds, including 
measurement of wet-weather/storm conditions and concurrent rainfall data.   

 Development of a reliable, well-calibrated model requires good as-built plans and maps, and 
long-term flow monitoring data. The City shall maintain an as-built record for new and modified 
piping.  

Potential Edmonds Impacts 
 Competency of staff in computer modeling and interpretation, or outsourcing to a consultant on a 

periodic basis. 
 Proactive planning and logistics for maintaining an as-built database. 
 Purchase of license for a sewer software model, or cost to develop alternative model. 
 Cost for training and operation of model by City staff. 
 Expense for flow monitoring equipment and staff, whether purchased or leased/rented on a 

periodic basis. 
 
Potential Private Property/Ratepayer Impacts 

 No impact. 
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TITLE:  Lateral and Side Sewer Rehabilitation Methods  
 

GUIDELINE NO.  G-2  
 

I/I CONTROL MEASURE ISSUE:  
Once the decision has been made to rehabilitate laterals or side sewers to control I/I, several alternatives 
may be used to replace or rehabilitate the pipe.  These include trenchless rehabilitation techniques such as 
cure-in-place lining or pipe bursting, as well as conventional dig and replace. An evaluation should be 
made to determine suitability (technical and cost-effectiveness) of trenchless methods versus conventional 
dig and replacement of the sewer.  The technical evaluation should assess specific issues such as the 
sewer location and length, alignment, condition of the pipe being replaced, assessment of the surface 
features that would be disturbed by construction, and the degree of root intrusion in the existing lines. The 
alternative pipe rehabilitation methods that should be considered include: 

Pipe bursting is a trenchless pipeline rehabilitation method that can be used to replace side sewer pipes.  
Illicit connections are eliminated by removing the connection to the side sewer.  It is possible to increase 
the size of the pipe; however, site specific constraints may limit the ability to increase the size.  Using 
pipe bursting to replace a pipe may be restricted depending upon adjacent utilities, proximity to surface 
improvements, the type of existing pipe being replaced, and soil conditions.  There are a number of 
variations on pipe bursting, such as pneumatic, hydraulic expansion, and static pull systems.  All of these 
displace the old pipe into the adjacent ground and pull a new pipe in to replace the old pipe. There are 
also related processes such as pipe reaming, which is a variation of horizontal directional drilling, where 
pieces of the old pipe are removed rather than pushing them into the adjacent soil.  The most common 
pipe material used is HDPE, but other types of pipe material such as cast iron, MDPE, and ABS can be 
used for the replacement pipe.  Pipe bursting of side sewers will require excavation of at least two pits for 
insertion and pulling.  Generally, pipe bursting is suitable for straight sections.  If there are buried bends 
on the side sewer it may require additional pits to be excavated for installation of the replacement pipe. 

Cure-in-place pipe (CIPP) liner is a trenchless pipeline rehabilitation method that can be used to repair 
existing side sewer pipes.  CIPP liner involves inverting an epoxy-resin-impregnated flexible tube into an 
existing line using hydrostatic head.  The resin is then cured using heat to produce a pipe inside the 
existing side sewer. The outside diameter of the replacement pipe is smaller than the existing pipe to 
allow the system to be installed.  Capacity in the pipeline will be reduced because of the reduction in pipe 
size. 

Fold and form lining is a trenchless pipeline rehabilitation method that can be used to repair existing side 
sewer pipes.  The fold-and-form process involves inserting a heated PVC or HDPE thermoplastic liner, 
folded or deformed into a U-shape, into an existing side sewer and re-rounding the liner using heat and 
pressure to produce a pipe inside the existing pipe.  The outside diameter of the replacement pipe is 
smaller than the existing pipe to allow the system to be installed.  Capacity in the pipeline will be reduced 
because of the reduction in pipe size.   
 

Guideline 
 Construction standards for pipe bursting, cure-in-place lining and folded and formed liners shall 

be as follows: 
 Pipe Bursting: 

• Pipe bursting shall meet the requirements of the City’s Inflow and Infiltration Control 
Program Guide Specifications. 

 Cure-in-Place Lining: 
• Cure-in-place-lining shall meet the requirements of the City’s Inflow and Infiltration 

Control Program Guide Specifications. 
 Fold and Form: 

• Fold and form-lining shall meet the requirements of the City’s Inflow and Infiltration 
Control Program Guide Specifications. 
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 Testing and Inspection: 
• The rehabilitated side sewer/lateral from the inspection wye/cleanout at the building 

foundation to the main side sewer/lateral pipeline shall be tested in accordance with the I/I 
Side Sewer/Lateral Leak Testing Standard S-20, and shall be television inspected in 
accordance with the I/I CCTV Inspection Standard S-25 after completion of the repairs 
and backfilling of the pipe trench. 

Potential Edmonds Impacts 
 Added cost to perform inspection and testing. 

Potential Private Property/Ratepayer Impacts 
 Added cost for inspection and testing of private sewer lines.   
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TITLE:  Pipe Protection-Depth of Cover 

 
GUIDELINE NO.  G-3 

 
I/I CONTROL MEASURE ISSUE:  
Shallow buried flexible pipe is susceptible to damage from heavy live loads and construction loads.  
Deeply buried flexible pipe is susceptible to damage from heavy soil loading.  Pipe type, class, and the 
quality of the pipe bedding installation are especially important for flexible pipe buried less than 3 feet 
deep and greater than 15 feet deep beneath a general fill. Standard industry practice based on load testing, 
engineering analysis and field experience is to maintain a minimum cover over flexible pipe of 3 feet to 
avoid damage from heavy live loads and construction loads. Burial depths greater than 15 feet create soil 
loading conditions that exceed the capacity of flexible pipe unless extremely careful attention is paid to 
pipe bedding installation. 
 

Guideline 
 Depth of cover over flexible pipe should be 3 feet minimum and 15 feet maximum.  Where the 

depth of cover over a pipe is less than 3 feet or exceeds 15 feet, follow pipe manufacturer’s 
recommendations for pipe material type and class, pipe installation procedures, bedding and 
backfill.  

 Testing and inspection: Full time inspection of pipe bedding operation should be performed on 
flexible pipe installations over 15 feet. 

Potential Edmonds Impacts 
 Inspection of bedding operations to ensure proper installation is especially critical for deeply 

buried flexible pipe. 
 Inspection costs would go up if the City is currently not continuously inspecting bedding 

placement for deeply buried flexible pipe. 
 Review of supporting calculations would be required when flexible pipe is used for installations 

over 15 feet. 
Potential Private Property/Ratepayer Impacts 

 Construction costs for deeply buried pipe may increase moderately, thus increasing costs to 
ratepayers. 
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 TITLE:  Manhole Rehabilitation 
 

GUIDELINE NO.  G-4 
 

I/I CONTROL MEASURE ISSUE:  
Manhole rehabilitation can be used to eliminate sources of both infiltration and inflow directly into the 
structure where the rehabilitation is determined to be more cost effective than replacement of the 
manhole.  There are a variety of rehabilitation techniques, including manhole grouting, cementitious 
spray-on lining, epoxy linings, manhole inserts, and cure-in-place liners.  Many of the methods provide 
benefits other than just I/I reduction such as protection from internal corrosion due to hydrogen sulfide.  
Manhole rehabilitation for I/I reduction may also include replacement of manhole rings or replacement of 
the ring and cover. 
 

Guideline 
 When a manhole is rehabilitated for I/I reduction, consideration should be given to factors that 

contributed to the current condition and whether the selected rehabilitation technique will prevent 
the potential recurrence of I/I.  Rehabilitation techniques include spray on coatings, cure-in-place 
linings, chemical grouting, or a rigid liner installed within the existing manhole.  Coatings, linings 
and chemical grouting for manhole rehabilitation shall meet the requirements of the City’s I/I 
Control Program Guide Specifications.  

Potential Edmonds Impacts 
 Inspection requirements to confirm that the manhole preparation and rehabilitation is done 

correctly. 
 Potential surface disruptions resulting from construction of the rehabilitation. 
 Costs to test the completed manhole rehabilitation. 

Potential Private Property/Ratepayer Impacts 
 Potential inconveniences resulting from rehabilitation construction activities.  
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 TITLE:  Spot Repairs 
 

GUIDELINE NO.  G-5 
 

I/I CONTROL MEASURE ISSUE:  
Pipeline spot repairs are repairs to specific deficiencies in a pipeline, such as a specific leaking pipe joint. 
These repairs can be a cost-effective way to eliminate I/I in sections of a pipeline that are sound except 
for a few point locations.  Only those specific deficiencies in the pipeline are repaired.  In general, in 
pipeline sections that require three or more spot repairs, it is often more cost-effective to consider the 
entire manhole-to-manhole run of pipe for rehabilitation or replacement. 
 

Guideline 
 Spot repairs can be accomplished by several different methods from trenchless systems like short 

CIPP liners, to injecting epoxy resins or chemical grout into leaking pipe joints, to dig and repair 
with structural grouting sleeves or short sections of pipe replacement.  The repair method shall 
address whether the defect is structural or limited to an intact leaky joint.  Spot repairs may be 
needed to properly prepare the line for some of the manhole-to-manhole 
rehabilitation/replacement options. 

 For a dig and replace spot repair, the section of the sewer main shall be removed to the nearest 
joint and replaced with new pipe. The new section of pipe shall be installed with repair couplings 
meeting the City of Edmonds’s approval but in any case shall provide a water tight repair.  

 Trenchless spot repairs shall meet the I/I standard for the particular rehabilitation method used. 
 If SSES reveals there are 3 or more defects that require repair on a manhole to manhole run of 

sewer main, it is recommended that the entire run of sewer be evaluated for rehabilitation or 
replacement.  

Potential Edmonds Impacts 
 The costs associated with testing and inspecting the spot repair. 
 Surface disruptions from construction activities may inconvenience the public. 

Potential Private Property/Ratepayer Impacts 
 No impact. 
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TITLE:  Spot Repairs (Side Sewers) 

 
GUIDELINE NO.  G-6 

 
I/I CONTROL MEASURE ISSUE:  
Private side sewer spot repairs are repairs to specific deficiencies in a side sewer pipe, such as a specific 
leaking pipe joint. These repairs can be a cost effective way to eliminate I/I in sections (generally 
cleanout-to-cleanout that show damage) of a side sewer that are sound except for a few point locations.  
Only those specific deficiencies in the side sewer are repaired. In sections with numerous spot problems 
or with other mitigating factors such as age, the entire side sewer is a candidate for complete 
rehabilitation or replacement. 
 

Guideline 
 As a precursor to doing spot repairs, the City of Edmonds shall assess the age and material of the 

side sewer to determine if it should be completely replaced rather than allow spot repairs. If a side 
sewer is over 50 years old, it should be completely rehabilitated or replaced from the building to 
the public right-of-way. 

 Spot repairs can be accomplished by several different methods from trenchless systems like CIPP 
liners, injecting epoxy resins, or chemical grout, to dig and repair with structural grouting sleeves 
or short sections of pipe replacement.  The repair method shall address whether the defect is 
structural or limited to an intact leaky joint. 

 For a dig and replace spot repair, the section of the side sewer shall be removed to the nearest 
joint and replaced with new pipe meeting the requirements of the I/I Pipe Materials Guideline G-
6. The new section of pipe shall be installed with approved repair couplings. 

 Trenchless spot repairs shall meet the I/I standard for the particular rehabilitation method used. 
 Inspection wye/cleanouts shall be installed on the side sewer per Standard Detail SS-1as part of 

the spot repair. 
Potential Edmonds Impacts 

 Cost of installing the inspection wye/cleanout if none exists. 
Potential Private Property/Ratepayer Impacts 

 Added cost will be incurred if no inspection wye/cleanout exists in the system. 
 



 
Control Standards / Guidelines for the I/I Control Program 

5/12/2010  

 
TITLE:  Manhole Lids/Inserts 

 
GUIDELINE NO.  G-7 

 
I/I CONTROL MEASURE ISSUE:  
Older style manhole covers may contain numerous pick holes that allow inflow into the collection system 
during storm events.  Old and new manhole covers are both susceptible to inflow through or around the 
cover if water ponds over the cover.  Eliminating this source of inflow will reduce excess flow from 
entering the system.  Replacing the cover with a new cover will reduce or eliminate this source of inflow.  
 

Guideline 
 Manhole covers that have been identified through an SSES as being susceptible to inflow may be 

replaced with a gasketed solid cover or just the ring or cover may be replaced if it is determined 
to be the source of the problem.   

 In lieu of replacing the cover a manhole insert may be installed under the existing cover to 
eliminate or reduce the volume of inflow that enters the sewer.  Manhole inserts are metal or 
plastic pans installed just under the manhole cover and are supported by the manhole ring.  All 
materials used in the manufacture of manhole inserts shall be plastic or stainless steel in 
accordance with Standard Detail MH-3. 

Potential Edmonds Impacts 
 Installation will be disruptive to traffic if the manhole is located in a street. 
 Minor additional cost for using solid, gasketed covers. 

Potential Private Property/Ratepayer Impacts 
 Possibly traffic inconveniences during the ring and cover replacement.  

 
  



APPENDIX B 

Model Calibration and Documentation 
 

• Meter A Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily  

• Meter 3 Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily 

• Meter C Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily 

• Meter E Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily 

• Meter Richmond Beach Flows – Average Dry Weather, Average Daily, Average Wet Weather, 
Maximum Month Daily 

• Meter D Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily 

• Meter B Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily 

• Meter 2 Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily 

• Meter 1 Flows – Average Dry Weather, Average Daily, Average Wet Weather, Maximum Month 
Daily 

• Edmonds Meter at WWTP Flows – Average Dry Weather, Average Daily, Average Wet Weather, 
Maximum Month Daily 

• MLT Meter at WWTP Flows – Average Dry Weather, Average Daily, Average Wet Weather, 
Maximum Month Daily 

• Table B.1 Summary of Model Results 
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Meter 3 - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 3.665 mgd 
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Meter C - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 0.215 mgd 
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Meter E - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 0.896 mgd 
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Richmond Beach Meter at WWTP - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 2.803 mgd 
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Meter D - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 1.949 mgd 
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Meter B - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 0.448 mgd 
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Meter 2 - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 0.605 mgd 
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Meter 1 - Maximum Month Daily Flow 
Maximum Month Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 0.225 mgd 
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Edmonds Meter at WWTP - Maximum Month Flow, November - March 
Maximum Month Daily Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 2.455 mgd 
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Meter MLT at WWTP - Maximum Month Daily Flow 
Maximum Month Daily Flow Maximum Month Flow (2010 - 2012) Precipitation (inches) 

Maximum Month Flow (2010 - 2012) = 4.398 mgd 



Appendix B

Pipe Name Existing Diameter (in) Proposed Diameter 
(in)

Upsize Year

7-32D-ED-WWTP 36 42 2013
11-20-11-19 24 42 2013
11-18-7-33 24 42 2013

16-127-16-128 24 42 2013
11-19-11-18 24 42 2013
17-87-17-88 24 36 2013
17-48-17-59 24 36 2013
17-88-17-89 24 36 2013
17-47-17-48 24 36 2013
17-59-17-60 24 36 2013
17-61-17-84 24 36 2013
17-60-17-61 24 36 2013
17-85-17-86 24 36 2013
17-84-17-85 24 36 2013
17-86-17-87 24 36 2013

16-132-16-133 24 36 2013
16-128-16-129 24 36 2013
12-268-12-278 24 36 2013
16-135-16-136 24 36 2013
16-136-16-137 24 36 2013
16-129-16-130 24 36 2013
16-131-16-132 24 36 2013

15-7-15-5A 24 36 2013
15-13-15-13A 24 36 2013
12-267-12-268 24 36 2013

15-11-15-10 24 36 2013
15-8-15-7 24 36 2013

16-135A-16-135 24 36 2013
12-265-12-267 24 36 2013
16-133-16-134 24 36 2013

15-3-15-2A 24 36 2013
15-11A-15-11 24 36 2013
11-25-11-24 24 36 2013
15-5A-15-4A 24 36 2013
15-4A-15-4 24 36 2013
15-10-15-9 24 36 2013

11-28A-11-27 24 36 2013
8-265-8-266 15 21 2013
8-280-8-281 15 21 2013
8-281-8-282 15 21 2013
8-278-8-279 15 21 2013

Table B1: Capacity limited pipes with proposed diameter and proposed upsize year



Pipe Name Existing Diameter (in) Proposed Diameter 
(in)

Upsize Year

8-275-8-278 15 21 2013
8-266-8-275 15 21 2013
8-279-8-280 15 21 2013

7-84-7-85 15 18 2013
14-62-14-63 12 18 2013
14-64-17-14 12 18 2013
17-9-17-10 12 18 2013

17-11-17-17 12 18 2013
17-14-17-9 12 18 2013

17-10-17-11 12 18 2013
14-63-14-64 12 18 2013

7-40-7-48 12 18 2013
7-41-7-40 12 18 2013

14-53-14-55 12 18 2013
14-56-14-62 12 18 2013

7-48-7-47 12 18 2013
7-47-7-50 12 18 2013

12-105T-12-105U 8 18 2013
12-105D-12-105E 8 18 2013
12-105E-12-105F 8 18 2013
12-105F-12-105T 8 18 2013
12-105U-11-28B 8 18 2013

14-50-14-50C 12 15 2013
14-25-14-41 10 15 2013

8-35-8-36 10 15 2013
9-202-9-20 10 15 2013
9-2-9-1A 10 15 2013

9-193-9-196 10 15 2013
9-19-9-18 10 15 2013

9-201-9-202 10 15 2013
9-196-9-196A 10 15 2013

9-16-9-15 10 15 2013
9-17-9-16 10 15 2013
9-18-9-17 10 15 2013

9-200-9-201 10 15 2013
9-199-9-200 10 15 2013
9-198-9-199 10 15 2013
9-197-9-198 10 15 2013

9-196A-9-197 10 15 2013
9-20-9-19 10 15 2013
9-15-9-14 10 15 2013
8-33-8-34 10 15 2013
8-34-8-35 10 15 2013

14-48-14-50 10 15 2013
9-224-9-202 8 15 2013



Pipe Name Existing Diameter (in) Proposed Diameter 
(in)

Upsize Year

14-26-14-25 8 15 2013
8-41-8-42 8 15 2013
4-94-4-93 10 12 2013
4-91-4-90 10 12 2013

4-161-4-95 10 12 2013
4-162-4-161 10 12 2013
4-163-4-162 10 12 2013
4-173-4-163 10 12 2013
9-189-9-190 10 12 2013

4-92-4-91 10 12 2013
14-48A-14-48 10 12 2013

4-93-4-92 10 12 2013
4-83-4-82 10 12 2013
4-89-4-86 10 12 2013
4-84-4-83 10 12 2013
4-81-4-80 10 12 2013

8-243-8-242 10 12 2013
8-50-8-52 10 12 2013

14-40-14-39 8 12 2013
14-34-14-33 8 12 2013
9-188-9-189 8 12 2013
14-30-14-27 8 12 2013
14-31-14-30 8 12 2013

8-4-8-5 8 12 2013
8-2A-8-3 8 12 2013

12-105I-12-105H 8 12 2013
8-2-8-2A 8 12 2013

12-73-12-75 8 12 2013
8-51-8-50 8 12 2013

16-125-16-127 30 42 2019
16-124-16-125 30 42 2019
16-123-16-124 30 42 2019

7-33-7-32 30 42 2019
11-21-11-20 24 42 2019

16-134-16-135A 24 36 2019
16-130A-16-131 24 36 2019
16-130-16-130A 24 36 2019

16-137-15-13 24 36 2019
15-13A-15-12 24 36 2019

15-2-15-2B 24 36 2019
15-2B-12-265 24 36 2019

15-4-15-3 24 36 2019
12-295A-12-295B 24 36 2019

7-52-7-51 12 18 2019
17-82-17-83 10 18 2019



Pipe Name Existing Diameter (in) Proposed Diameter 
(in)

Upsize Year

9-193A-9-193 10 15 2019
14-METER3-14-47 10 15 2019

9-14-9-13 10 15 2019
9-10-9-9 10 15 2019

9-9-13-63F 10 15 2019
9-11-9-10 10 15 2019
9-12-9-11 10 15 2019
9-13-9-12 10 15 2019
9-1A-8-33 10 15 2019
8-42-8-43 8 15 2019
4-80-4-78 10 12 2019

8-244-8-243 10 12 2019
17-78-17-82 8 12 2019
7-32C-7-32D 36 42 2033
7-32-7-32A 24 42 2033

16-METER2-16-12 30 36 2033
16-119-16-METER 30 36 2033

16-122-16-123 30 36 2033
16-121-16-122 30 36 2033
16-120-16-121 30 36 2033
16-117-16-118 30 36 2033

15-2A-15-2 24 36 2033
11-24A-11-23 24 36 2033
11-23-11-21 24 36 2033
11-27-11-26 24 36 2033
17-93-17-90 24 30 2033
8-249-8-265 15 21 2033

12-294A-12-295 8 18 2033
11-28B-11-28 8 18 2033

14-50C-14-50D 12 15 2033
14-52A-14-53 12 15 2033
14-50E-14-51 12 15 2033

14-50D-14-50E 12 15 2033
14-52-14-52A 12 15 2033

14-46-14-METER3 10 15 2033
14-47-14-48 10 15 2033

8-40-8-41 10 15 2033
8-39-8-40 10 15 2033
8-36-8-37 10 15 2033
8-37-8-39 10 15 2033

4-173A-4-173 10 12 2033
4-78-8-244 10 12 2033
4-82-4-81 10 12 2033

8-21A-8-51 10 12 2033
8-52-8-59 10 12 2033



Pipe Name Existing Diameter (in) Proposed Diameter 
(in)

Upsize Year

16-83-17-69 8 12 2033
14-7A-14-7 8 12 2033

4-100-4-100A 8 12 2033
17-69-17-73 8 12 2033

8-3-8-4 8 12 2033
17-75-17-78 8 12 2033
14-27-14-26 8 12 2033
17-74-17-75 8 12 2033
12-75-8-14 8 12 2033

17-89-17-90 24 36 2019A
15-12-15-11A 24 36 2019A
9-190-9-193A 10 12 2019A
17-81-17-82 8 12 2019A
17-80-17-81 8 12 2019A

16-118-16-119 30 36 2033A
11-25A-11-25 30 36 2033A
11-26-11-25A 24 36 2033A

17-90-SHORELINE 24 36 2033A
17-92-17-93 24 30 2033A
17-46-17-47 24 36 Buildout

15-9-15-8 24 36 Buildout
12-277-12-298 24 36 Buildout
11-24-11-24A 24 36 Buildout
12-298-12-297 24 36 Buildout
12-278-12-277 24 36 Buildout

12-295-12-295A 24 36 Buildout
12-297-12-295 24 36 Buildout
12-295B-11-28 24 36 Buildout
11-24B-11-24A 8 24 Buildout
14-62B-14-63A 15 18 Buildout
14-63B-14-64A 15 18 Buildout
14-63A-14-63B 15 18 Buildout
14-64A-17-15 15 18 Buildout

8-57-7-41 12 18 Buildout
14-55-14-56 12 18 Buildout
7-50-7-52 12 18 Buildout

17-83-17-84 10 18 Buildout
14-41-14-42 10 15 Buildout
14-42-14-46 10 15 Buildout
13-63F-9-7 10 15 Buildout

4-174-4-173A 10 12 Buildout
4-85-4-84 10 12 Buildout
4-86-4-85 10 12 Buildout
4-90-4-89 10 12 Buildout

8-13-8-21A 10 12 Buildout



Pipe Name Existing Diameter (in) Proposed Diameter 
(in)

Upsize Year

14-38-14-37 8 12 Buildout
13-3-14-48B 8 12 Buildout
14-35-14-34 8 12 Buildout
17-73-17-74 8 12 Buildout

8-56-7-41 24 18 BuildoutA
9-7-9-2 10 15 BuildoutA

Note:  Pipes denoted with ‘A’ at the end of the proposed upsize year were upsized to prevent constriction when upstream and/or 
downstream pipes were upsized and are not necessarily capacity limited



 

 

APPENDIX D 

SEPA Checklist and Determination of Significance 
 











































 

 

APPENDIX E 

Cost Estimates 
CIP Project No. A – Dayton and Maple at 5th 

CIP Project No. B – West Lake Ballinger 

CIP Project No. C – Along 7th Between Melody and Caspers 
CIP Project No. D – Easement Extension of Main St between 83rd and 85th 
CIP Project No. E – 6th Street between Walnut and Hemlock 
CIP Project No. F – Alley between 3rd and 4th south of Howell 

CIP Project No. G – 97th Street south of 216th 

CIP Project No. H – Bowdoin west of 84th 

CIP Project No. I –  Easement between 6th and A Ave at Forsyth 

CIP Project No. J – Bell Street between 4th and 5th 

CIP Project No. K – SR 104 – two locations 

CIP Project No. L – 3rd at Aloha and easements at 2nd Street 

CIP Project No. M – 72nd north of 158th 

CIP Project No. N – 5th Street at Holly and Forsyth 

CIP Project No. O – 8th and Main and 8th and Holly 

CIP Project No. P – 80th and 214th - easement 

CIP Project No. Q – Park and 92nd 

CIP Project No. R – Edmonds and 9th 

CIP Project No. S – 9th and 216th 

CIP Project No. T – Admiral and Dayton 

CIP Project No. U – Easement 202nd & 77th and 203rd & 80th 

CIP Project No. V – 72nd and 226th 

CIP Project No. W – 100th and 225th 

CIP Project No. X – 100th and 216th 

CIP Project No. Y – 80th and 204th - easement 

CIP Project No. Z – 73rd and 228th 

CIP Project No. AA – 9th and 225th 

CIP Project No.BB – 7th and Daley 

CIP Project No. CC – 202nd and 75th 

CIP Project No. DD – 180th and Kairez - easement 

CIP Project No. EE – 216th and SR 99 



CIP Project No. FF – 75th and 218th 

CIP Project No. GG – Walnut and 10th 

CIP Project No. HH – Pioneer and Shell Valley 

CIP Project No. II – Maple and 93rd 

CIP Project No. JJ – 75th and 162nd 

CIP Project No. KK – Edmonds and 12th 

CIP Project No. LL – Puget and Sound View - easement 

CIP Project No. MM – SR 99 and 224th 

CIP Project No. NN – Dayton and 3rd 

CIP Project No. OO – 83rd and 204th 

CIP Project No. PP – Sound View and Water 

CIP Project No. QQ – 83rd and 202nd - easement 

CIP Project No. RR – Maple and 10th 

CIP Project No. SS – Walnut and 96th 

CIP Project No. TT – Pine and SR 104 

CIP Project No. UU – 75th and 165th 

CIP Project No. VV – 7th and Bell 

CIP Project No. WW – 8th and Driftwood - easement 

CIP Project No. XX – 3rd and Walnut 



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # A Dayton and Maple at 5th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 16,294$        16,294$        
2 Traffic Control Labor and Equipment LS 1 1,815$          1,815$          
3 Dewatering LS 1 1,815$          1,815$          
4 Sheeting, Shoring and Bracing LS 1 1,815$          1,815$          
5 Sawcutting Pavement LF 1606 4$                 6,424$          
6 Pavement Removal SY 527 20$               10,537$        
7 Temporary Sewer Bypass LS 1 5,000$          5,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 949 31$               29,419$        
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 363 100$             36,300$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 22 750$             16,500$        
20 Import Trench Backfill TN 822 20$               16,441$        
21 Crushed Surfacing, Base Course TN 192 25$               4,799$          
22 Crushed Surfacing, Top Course TN 96 25$               2,399$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 157 140$             21,914$        
24 Pump Station - Mechanical LS 150,000$      -$                  
25 Pump Station - Electrical LS 50,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 4,655$          4,655$          
32 Cleanup and Testing LS 1 3,104$          3,104$          

Subtotal 179,230$      
 30% Contingency 53,769$        

Subtotal 232,999$      
9.0% State Sales Tax 20,970$        

Estimated Total Construction Costs 253,969$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 30,476$        

Construction Services 17,778$        
City Project Administration 5,079$          

Legal 2,540$          
Subtotal Project Allied Costs 55,873$        

Total Estimated Project Costs 309,842$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # B West Lake Ballinger

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 111,126$      111,126$      
2 Traffic Control Labor and Equipment LS 1 5,000$          5,000$          
3 Dewatering LS 1 50,000$        50,000$        
4 Sheeting, Shoring and Bracing LS 1 13,985$        13,985$        
5 Sawcutting Pavement LF 200 4$                 800$             
6 Pavement Removal SY 60 20$               1,200$          
7 Temporary Sewer Bypass LS 1 35,000$        35,000$        
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 266 130$             34,580$        
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 36-inch Sanitary Sewer LF 2797 250$             699,250$      
17 72-inch Dia Manhole, 0' to 8' deep EA 10 8,000$          80,000$        
18 72-inch Dia Manhole, extra depth VF 20 400$             8,000$          
19 Lateral Connection, 6-inch PVC EA 40 750$             30,000$        
20 Import Trench Backfill TN 4508 20$               90,155$        
21 Crushed Surfacing, Base Course TN 90 25$               2,250$          
22 Crushed Surfacing, Top Course TN 45 25$               1,125$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 50 140$             7,000$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 31,750$        31,750$        
32 Cleanup and Testing LS 1 21,167$        21,167$        

Subtotal 1,222,389$   
 30% Contingency 366,717$      

Subtotal 1,589,106$   
9.0% State Sales Tax 143,020$      

Estimated Total Construction Costs 1,732,125$   

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 207,855$      

Construction Services 121,249$      
City Project Administration 34,643$        

Legal 17,321$        
Subtotal Project Allied Costs 381,068$      

Total Estimated Project Costs 2,113,193$   



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # C Along 7th Between Melody and Caspers

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 38,706$        38,706$        
2 Traffic Control Labor and Equipment LS 1 3,500$          3,500$          
3 Dewatering LS 1 25,000$        25,000$        
4 Sheeting, Shoring and Bracing LS 1 5,250$          5,250$          
5 Sawcutting Pavement LF 400 4$                 1,600$          
6 Pavement Removal SY 111 20$               2,222$          
7 Temporary Sewer Bypass LS 1 9,000$          9,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 1357 130$             176,410$      

10 Pipe Bursting, Ex 15" to 21" Dia LF 438 180$             78,840$        
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 9 4,000$          36,000$        
18 48-inch Dia Manhole, extra depth VF 20 300$             6,000$          
19 Lateral Connection, 6-inch PVC EA 21 750$             15,750$        
20 Import Trench Backfill TN 296 20$               5,922$          
21 Crushed Surfacing, Base Course TN 33 25$               820$             
22 Crushed Surfacing, Top Course TN 16 25$               410$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 14 140$             1,904$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 11,059$        11,059$        
32 Cleanup and Testing LS 1 7,373$          7,373$          

Subtotal 425,765$      
 30% Contingency 127,730$      

Subtotal 553,495$      
9.0% State Sales Tax 49,815$        

Estimated Total Construction Costs 603,309$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 72,397$        

Construction Services 42,232$        
City Project Administration 12,066$        

Legal 6,033$          
Subtotal Project Allied Costs 132,728$      

Total Estimated Project Costs 736,038$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # D Easement Extension of Main St btwn 83rd/85th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 28,771$        28,771$        
2 Traffic Control Labor and Equipment LS 1 7,440$          7,440$          
3 Dewatering LS 1 7,440$          7,440$          
4 Sheeting, Shoring and Bracing LS 1 7,440$          7,440$          
5 Sawcutting Pavement LF 80 4$                 320$             
6 Pavement Removal SY 89 20$               1,778$          
7 Temporary Sewer Bypass LS 1 7,440$          7,440$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 15-inch Sanitary Sewer LF 1488 110$             163,680$      
17 48-inch Dia Manhole, 0' to 8' deep EA 5 4,000$          20,000$        
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 16 750$             12,000$        
20 Import Trench Backfill TN 2324 20$               46,474$        
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 8,220$          8,220$          
32 Cleanup and Testing LS 1 5,480$          5,480$          

Subtotal 316,483$      
 30% Contingency 94,945$        

Subtotal 411,428$      
9.0% State Sales Tax 37,029$        

Estimated Total Construction Costs 448,457$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 53,815$        

Construction Services 31,392$        
City Project Administration 8,969$          

Legal 4,485$          
Subtotal Project Allied Costs 98,660$        

Total Estimated Project Costs 547,117$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # E 6th Street between Walnut and Hemlock

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 18,704$        18,704$        
2 Traffic Control Labor and Equipment LS 1 4,500$          4,500$          
3 Dewatering LS 1 4,500$          4,500$          
4 Sheeting, Shoring and Bracing LS 1 4,500$          4,500$          
5 Sawcutting Pavement LF 1398 4$                 5,592$          
6 Pavement Removal SY 686 20$               13,718$        
7 Temporary Sewer Bypass LS 1 4,000$          4,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 596 100$             59,600$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 20 750$             15,000$        
20 Import Trench Backfill TN 1122 20$               22,447$        
21 Crushed Surfacing, Base Course TN 262 25$               6,557$          
22 Crushed Surfacing, Top Course TN 131 25$               3,279$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 246 140$             34,446$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 5,344$          5,344$          
32 Cleanup and Testing LS 1 3,563$          3,563$          

Subtotal 205,749$      
 30% Contingency 61,725$        

Subtotal 267,474$      
9.0% State Sales Tax 24,073$        

Estimated Total Construction Costs 291,547$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 34,986$        

Construction Services 20,408$        
City Project Administration 5,831$          

Legal 2,915$          
Subtotal Project Allied Costs 64,140$        

Total Estimated Project Costs 355,687$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # F Alley between 3rd and 4th south of Howell

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,350$          2,350$          
2 Traffic Control Labor and Equipment LS 1 1,500$          1,500$          
3 Dewatering LS 1 1,500$          1,500$          
4 Sheeting, Shoring and Bracing LS 1 2,500$          2,500$          
5 Sawcutting Pavement LF 240 4$                 960$             
6 Pavement Removal SY 67 20$               1,333$          
7 Temporary Sewer Bypass LS 1 1,500$          1,500$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 207 27$               5,589$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 6 750$             4,500$          
20 Import Trench Backfill TN 85 20$               1,692$          
21 Crushed Surfacing, Base Course TN 20 25$               492$             
22 Crushed Surfacing, Top Course TN 10 25$               246$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 4 140$             571$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 672$             672$             
32 Cleanup and Testing LS 1 448$             448$             

Subtotal 25,853$        
 30% Contingency 7,756$          

Subtotal 33,609$        
9.0% State Sales Tax 3,025$          

Estimated Total Construction Costs 36,633$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 4,396$          

Construction Services 2,564$          
City Project Administration 733$             

Legal 366$             
Subtotal Project Allied Costs 8,059$          

Total Estimated Project Costs 44,693$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # G 97th Street south of 216th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 5,493$          5,493$          
2 Traffic Control Labor and Equipment LS 1 3,750$          3,750$          
3 Dewatering LS 1 3,750$          3,750$          
4 Sheeting, Shoring and Bracing LS 1 3,750$          3,750$          
5 Sawcutting Pavement LF 600 4$                 2,400$          
6 Pavement Removal SY 167 20$               3,333$          
7 Temporary Sewer Bypass LS 1 3,750$          3,750$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 475 27$               12,825$        
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 15 750$             11,250$        
20 Import Trench Backfill TN 212 20$               4,230$          
21 Crushed Surfacing, Base Course TN 49 25$               1,230$          
22 Crushed Surfacing, Top Course TN 25 25$               615$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 10 140$             1,428$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,569$          1,569$          
32 Cleanup and Testing LS 1 1,046$          1,046$          

Subtotal 60,420$        
 30% Contingency 18,126$        

Subtotal 78,545$        
9.0% State Sales Tax 7,069$          

Estimated Total Construction Costs 85,615$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 10,274$        

Construction Services 5,993$          
City Project Administration 1,712$          

Legal 856$             
Subtotal Project Allied Costs 18,835$        

Total Estimated Project Costs 104,450$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # H Bowdoin west of 84th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,303$          2,303$          
2 Traffic Control Labor and Equipment LS 1 1,250$          1,250$          
3 Dewatering LS 1 1,250$          1,250$          
4 Sheeting, Shoring and Bracing LS 1 1,250$          1,250$          
5 Sawcutting Pavement LF 200 4$                 800$             
6 Pavement Removal SY 56 20$               1,111$          
7 Temporary Sewer Bypass LS 1 1,250$          1,250$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 325 27$               8,775$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 5 750$             3,750$          
20 Import Trench Backfill TN 71 20$               1,410$          
21 Crushed Surfacing, Base Course TN 16 25$               410$             
22 Crushed Surfacing, Top Course TN 8 25$               205$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 3 140$             476$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 658$             658$             
32 Cleanup and Testing LS 1 439$             439$             

Subtotal 25,337$        
 30% Contingency 7,601$          

Subtotal 32,939$        
9.0% State Sales Tax 2,964$          

Estimated Total Construction Costs 35,903$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 4,308$          

Construction Services 2,513$          
City Project Administration 718$             

Legal 359$             
Subtotal Project Allied Costs 7,899$          

Total Estimated Project Costs 43,802$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # I Easement Between 6th and A Ave at Forsyt

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 1,535$          1,535$          
2 Traffic Control Labor and Equipment LS 1 500$             500$             
3 Dewatering LS 1 500$             500$             
4 Sheeting, Shoring and Bracing LS 1 500$             500$             
5 Sawcutting Pavement LF 40 4$                 160$             
6 Pavement Removal SY 22 20$               444$             
7 Temporary Sewer Bypass LS 1 500$             500$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 319 27$               8,613$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 2 750$             1,500$          
20 Import Trench Backfill TN 28 20$               564$             
21 Crushed Surfacing, Base Course TN 7 25$               165$             
22 Crushed Surfacing, Top Course TN 3 25$               83$               
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 8 140$             1,092$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 439$             439$             
32 Cleanup and Testing LS 1 292$             292$             

Subtotal 16,887$        
 30% Contingency 5,066$          

Subtotal 21,953$        
9.0% State Sales Tax 1,976$          

Estimated Total Construction Costs 23,928$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 2,871$          

Construction Services 1,675$          
City Project Administration 479$             

Legal 239$             
Subtotal Project Allied Costs 5,264$          

Total Estimated Project Costs 29,193$        
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Capital Improvement Projects

Cost Estimate CIP # J Bell Street Between 4th and 5th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 1,237$          1,237$          
2 Traffic Control Labor and Equipment LS 1 750$             750$             
3 Dewatering LS 1 750$             750$             
4 Sheeting, Shoring and Bracing LS 1 750$             750$             
5 Sawcutting Pavement LF 120 4$                 480$             
6 Pavement Removal SY 33 20$               667$             
7 Temporary Sewer Bypass LS 1 750$             750$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 144 27$               3,888$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 3 750$             2,250$          
20 Import Trench Backfill TN 42 20$               846$             
21 Crushed Surfacing, Base Course TN 10 25$               246$             
22 Crushed Surfacing, Top Course TN 5 25$               123$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 2 140$             286$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 354$             354$             
32 Cleanup and Testing LS 1 236$             236$             

Subtotal 13,612$        
 30% Contingency 4,084$          

Subtotal 17,695$        
9.0% State Sales Tax 1,593$          

Estimated Total Construction Costs 19,288$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 2,315$          

Construction Services 1,350$          
City Project Administration 386$             

Legal 193$             
Subtotal Project Allied Costs 4,243$          

Total Estimated Project Costs 23,531$        
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Capital Improvement Projects

Cost Estimate CIP # K SR 104 - Two locations

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 32,631$        32,631$        
2 Traffic Control Labor and Equipment LS 1 20,000$        20,000$        
3 Dewatering LS 1 3,155$          3,155$          
4 Sheeting, Shoring and Bracing LS 1 3,155$          3,155$          
5 Sawcutting Pavement LF 1502 4$                 6,008$          
6 Pavement Removal SY 558 20$               11,152$        
7 Temporary Sewer Bypass LS 1 6,000$          6,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 36-inch Sanitary Sewer LF 631 250$             157,750$      
17 72-inch Dia Manhole, 0' to 8' deep EA 4 8,000$          32,000$        
18 72-inch Dia Manhole, extra depth VF 10 400$             4,000$          
19 Lateral Connection, 6-inch PVC EA 6 750$             4,500$          
20 Import Trench Backfill TN 974 20$               19,486$        
21 Crushed Surfacing, Base Course TN 228 25$               5,698$          
22 Crushed Surfacing, Top Course TN 114 25$               2,849$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 250 140$             35,024$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 9,323$          9,323$          
32 Cleanup and Testing LS 1 6,216$          6,216$          

Subtotal 358,946$      
 30% Contingency 107,684$      

Subtotal 466,630$      
9.0% State Sales Tax 41,997$        

Estimated Total Construction Costs 508,627$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 61,035$        

Construction Services 35,604$        
City Project Administration 10,173$        

Legal 5,086$          
Subtotal Project Allied Costs 111,898$      

Total Estimated Project Costs 620,525$      
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Capital Improvement Projects

Cost Estimate CIP # L 3rd at Aloha and easements at 2nd Street

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 26,653$        26,653$        
2 Traffic Control Labor and Equipment LS 1 2,000$          2,000$          
3 Dewatering LS 1 3,500$          3,500$          
4 Sheeting, Shoring and Bracing LS 1 3,500$          3,500$          
5 Sawcutting Pavement LF 1062 4$                 4,248$          
6 Pavement Removal SY 378 20$               7,550$          
7 Temporary Sewer Bypass LS 1 5,000$          5,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 15" to 21" Dia LF 180$             -$                  
11 CIPP - 8-inch LF 319 27$               8,613$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 21-inch Sanitary Sewer LF 652 170$             110,840$      
17 72-inch Dia Manhole, 0' to 8' deep EA 5 8,000$          40,000$        
18 72-inch Dia Manhole, extra depth VF 10 400$             4,000$          
19 Lateral Connection, 6-inch PVC EA 19 750$             14,250$        
20 Import Trench Backfill TN 1187 20$               23,744$        
21 Crushed Surfacing, Base Course TN 149 25$               3,717$          
22 Crushed Surfacing, Top Course TN 74 25$               1,858$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 150 140$             21,018$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 7,615$          7,615$          
32 Cleanup and Testing LS 1 5,077$          5,077$          

Subtotal 293,184$      
 30% Contingency 87,955$        

Subtotal 381,139$      
9.0% State Sales Tax 34,303$        

Estimated Total Construction Costs 415,442$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 49,853$        

Construction Services 29,081$        
City Project Administration 8,309$          

Legal 4,154$          
Subtotal Project Allied Costs 91,397$        

Total Estimated Project Costs 506,839$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # M 72nd north of 158th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 7,850$          7,850$          
2 Traffic Control Labor and Equipment LS 1 1,485$          1,485$          
3 Dewatering LS 1 1,485$          1,485$          
4 Sheeting, Shoring and Bracing LS 1 1,485$          1,485$          
5 Sawcutting Pavement LF 834 4$                 3,336$          
6 Pavement Removal SY 298 20$               5,955$          
7 Temporary Sewer Bypass LS 1 1,485$          1,485$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 297 80$               23,760$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 6 750$             4,500$          
20 Import Trench Backfill TN 503 20$               10,067$        
21 Crushed Surfacing, Base Course TN 118 25$               2,942$          
22 Crushed Surfacing, Top Course TN 59 25$               1,471$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 120 140$             16,787$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,243$          2,243$          
32 Cleanup and Testing LS 1 1,495$          1,495$          

Subtotal 86,346$        
 30% Contingency 25,904$        

Subtotal 112,250$      
9.0% State Sales Tax 10,103$        

Estimated Total Construction Costs 122,353$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 14,682$        

Construction Services 8,565$          
City Project Administration 2,447$          

Legal 1,224$          
Subtotal Project Allied Costs 26,918$        

Total Estimated Project Costs 149,270$      
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Capital Improvement Projects

Cost Estimate CIP # N 5th Street at Holly and Forsyth

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 4,857$          4,857$          
2 Traffic Control Labor and Equipment LS 1 950$             950$             
3 Dewatering LS 1 950$             950$             
4 Sheeting, Shoring and Bracing LS 1 950$             950$             
5 Sawcutting Pavement LF 498 4$                 1,992$          
6 Pavement Removal SY 180 20$               3,607$          
7 Temporary Sewer Bypass LS 1 950$             950$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 189 80$               15,120$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 3 750$             2,250$          
20 Import Trench Backfill TN 309 20$               6,176$          
21 Crushed Surfacing, Base Course TN 72 25$               1,805$          
22 Crushed Surfacing, Top Course TN 36 25$               903$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 76 140$             10,605$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,388$          1,388$          
32 Cleanup and Testing LS 1 925$             925$             

Subtotal 53,428$        
 30% Contingency 16,028$        

Subtotal 69,457$        
9.0% State Sales Tax 6,251$          

Estimated Total Construction Costs 75,708$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 9,085$          

Construction Services 5,300$          
City Project Administration 1,514$          

Legal 757$             
Subtotal Project Allied Costs 16,656$        

Total Estimated Project Costs 92,363$        
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Capital Improvement Projects

Cost Estimate CIP # O 8th and Main & 8th and Holly

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 10,867$        10,867$        
2 Traffic Control Labor and Equipment LS 1 2,030$          2,030$          
3 Dewatering LS 1 2,030$          2,030$          
4 Sheeting, Shoring and Bracing LS 1 2,030$          2,030$          
5 Sawcutting Pavement LF 1172 4$                 4,688$          
6 Pavement Removal SY 416 20$               8,317$          
7 Temporary Sewer Bypass LS 1 2,030$          2,030$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 406 80$               32,480$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 9 750$             6,750$          
20 Import Trench Backfill TN 699 20$               13,987$        
21 Crushed Surfacing, Base Course TN 164 25$               4,088$          
22 Crushed Surfacing, Top Course TN 82 25$               2,044$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 164 140$             23,024$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 3,105$          3,105$          
32 Cleanup and Testing LS 1 2,070$          2,070$          

Subtotal 119,540$      
 30% Contingency 35,862$        

Subtotal 155,402$      
9.0% State Sales Tax 13,986$        

Estimated Total Construction Costs 169,388$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 20,327$        

Construction Services 11,857$        
City Project Administration 3,388$          

Legal 1,694$          
Subtotal Project Allied Costs 37,265$        

Total Estimated Project Costs 206,654$      
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Capital Improvement Projects

Cost Estimate CIP # P 80th and 214th - easement

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 6,424$          6,424$          
2 Traffic Control Labor and Equipment LS 1 1,100$          1,100$          
3 Dewatering LS 1 1,100$          1,100$          
4 Sheeting, Shoring and Bracing LS 1 1,100$          1,100$          
5 Sawcutting Pavement LF 760 4$                 3,040$          
6 Pavement Removal SY 260 20$               5,201$          
7 Temporary Sewer Bypass LS 1 1,100$          1,100$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 220 80$               17,600$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 8 750$             6,000$          
20 Import Trench Backfill TN 423 20$               8,460$          
21 Crushed Surfacing, Base Course TN 99 25$               2,471$          
22 Crushed Surfacing, Top Course TN 49 25$               1,236$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 91 140$             12,774$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,835$          1,835$          
32 Cleanup and Testing LS 1 1,224$          1,224$          

Subtotal 70,664$        
 30% Contingency 21,199$        

Subtotal 91,863$        
9.0% State Sales Tax 8,268$          

Estimated Total Construction Costs 100,131$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 12,016$        

Construction Services 7,009$          
City Project Administration 2,003$          

Legal 1,001$          
Subtotal Project Allied Costs 22,029$        

Total Estimated Project Costs 122,160$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # Q Park and 92nd

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 1,993$          1,993$          
2 Traffic Control Labor and Equipment LS 545$             -$                  
3 Dewatering LS 1 750$             750$             
4 Sheeting, Shoring and Bracing LS 1 750$             750$             
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 750$             750$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 247 27$               6,669$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 3 750$             2,250$          
20 Import Trench Backfill TN 391 20$               7,811$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 569$             569$             
32 Cleanup and Testing LS 1 380$             380$             

Subtotal 21,922$        
 30% Contingency 6,577$          

Subtotal 28,499$        
9.0% State Sales Tax 2,565$          

Estimated Total Construction Costs 31,064$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 3,728$          

Construction Services 2,174$          
City Project Administration 621$             

Legal 311$             
Subtotal Project Allied Costs 6,834$          

Total Estimated Project Costs 37,898$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # R Edmonds and 9th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,550$          2,550$          
2 Traffic Control Labor and Equipment LS 1 1,750$          1,750$          
3 Dewatering LS 1 1,750$          1,750$          
4 Sheeting, Shoring and Bracing LS 1 1,750$          1,750$          
5 Sawcutting Pavement LF 280 4$                 1,120$          
6 Pavement Removal SY 78 20$               1,555$          
7 Temporary Sewer Bypass LS 1 1,750$          1,750$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 217 27$               5,859$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 7 750$             5,250$          
20 Import Trench Backfill TN 99 20$               1,974$          
21 Crushed Surfacing, Base Course TN 23 25$               574$             
22 Crushed Surfacing, Top Course TN 11 25$               287$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 5 140$             666$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 729$             729$             
32 Cleanup and Testing LS 1 486$             486$             

Subtotal 28,050$        
 30% Contingency 8,415$          

Subtotal 36,465$        
9.0% State Sales Tax 3,282$          

Estimated Total Construction Costs 39,747$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 4,770$          

Construction Services 2,782$          
City Project Administration 795$             

Legal 397$             
Subtotal Project Allied Costs 8,744$          

Total Estimated Project Costs 48,491$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # S 9th and 216th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 3,363$          3,363$          
2 Traffic Control Labor and Equipment LS 1 550$             550$             
3 Dewatering LS 1 550$             550$             
4 Sheeting, Shoring and Bracing LS 1 550$             550$             
5 Sawcutting Pavement LF 418 4$                 1,672$          
6 Pavement Removal SY 140 20$               2,807$          
7 Temporary Sewer Bypass LS 1 550$             550$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 109 80$               8,720$          
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 5 750$             3,750$          
20 Import Trench Backfill TN 224 20$               4,484$          
21 Crushed Surfacing, Base Course TN 52 25$               1,309$          
22 Crushed Surfacing, Top Course TN 26 25$               655$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 46 140$             6,427$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 961$             961$             
32 Cleanup and Testing LS 1 640$             640$             

Subtotal 36,988$        
 30% Contingency 11,096$        

Subtotal 48,084$        
9.0% State Sales Tax 4,328$          

Estimated Total Construction Costs 52,412$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 6,289$          

Construction Services 3,669$          
City Project Administration 1,048$          

Legal 524$             
Subtotal Project Allied Costs 11,531$        

Total Estimated Project Costs 63,942$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # T Admiral and Dayton

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 6,063$          6,063$          
2 Traffic Control Labor and Equipment LS 1 5,000$          5,000$          
3 Dewatering LS 1 1,000$          1,000$          
4 Sheeting, Shoring and Bracing LS 1 1,000$          1,000$          
5 Sawcutting Pavement LF 642 4$                 2,568$          
6 Pavement Removal SY 223 20$               4,461$          
7 Temporary Sewer Bypass LS 1 1,000$          1,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 201 80$               16,080$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 6 750$             4,500$          
20 Import Trench Backfill TN 368 20$               7,360$          
21 Crushed Surfacing, Base Course TN 86 25$               2,150$          
22 Crushed Surfacing, Top Course TN 43 25$               1,075$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 82 140$             11,546$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,732$          1,732$          
32 Cleanup and Testing LS 1 1,155$          1,155$          

Subtotal 66,690$        
 30% Contingency 20,007$        

Subtotal 86,697$        
9.0% State Sales Tax 7,803$          

Estimated Total Construction Costs 94,500$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 11,340$        

Construction Services 6,615$          
City Project Administration 1,890$          

Legal 945$             
Subtotal Project Allied Costs 20,790$        

Total Estimated Project Costs 115,289$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # U Easement 202nd & 77th and 203rd & 80th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 8,346$          8,346$          
2 Traffic Control Labor and Equipment LS 1 1,750$          1,750$          
3 Dewatering LS 1 1,750$          1,750$          
4 Sheeting, Shoring and Bracing LS 1 1,750$          1,750$          
5 Sawcutting Pavement LF 1118 4$                 4,472$          
6 Pavement Removal SY 404 20$               8,075$          
7 Temporary Sewer Bypass LS 1 1,750$          1,750$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 419 27$               11,313$        
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 7 750$             5,250$          
20 Import Trench Backfill TN 689 20$               13,790$        
21 Crushed Surfacing, Base Course TN 161 25$               4,031$          
22 Crushed Surfacing, Top Course TN 81 25$               2,015$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 168 140$             23,544$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,385$          2,385$          
32 Cleanup and Testing LS 1 1,590$          1,590$          

Subtotal 91,811$        
 30% Contingency 27,543$        

Subtotal 119,354$      
9.0% State Sales Tax 10,742$        

Estimated Total Construction Costs 130,096$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 15,611$        

Construction Services 9,107$          
City Project Administration 2,602$          

Legal 1,301$          
Subtotal Project Allied Costs 28,621$        

Total Estimated Project Costs 158,717$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # V 72nd and 226th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 8,990$          8,990$          
2 Traffic Control Labor and Equipment LS 1 2,000$          2,000$          
3 Dewatering LS 1 2,000$          2,000$          
4 Sheeting, Shoring and Bracing LS 1 2,000$          2,000$          
5 Sawcutting Pavement LF 1206 4$                 4,824$          
6 Pavement Removal SY 434 20$               8,671$          
7 Temporary Sewer Bypass LS 1 2,000$          2,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 18" Dia LF 180$             -$                  
11 CIPP - 8-inch LF 443 27$               11,961$        
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 8 750$             6,000$          
20 Import Trench Backfill TN 737 20$               14,749$        
21 Crushed Surfacing, Base Course TN 172 25$               4,311$          
22 Crushed Surfacing, Top Course TN 86 25$               2,155$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 178 140$             24,949$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,569$          2,569$          
32 Cleanup and Testing LS 1 1,712$          1,712$          

Subtotal 98,891$        
 30% Contingency 29,667$        

Subtotal 128,558$      
9.0% State Sales Tax 11,570$        

Estimated Total Construction Costs 140,128$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 16,815$        

Construction Services 9,809$          
City Project Administration 2,803$          

Legal 1,401$          
Subtotal Project Allied Costs 30,828$        

Total Estimated Project Costs 170,957$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # W 100th and 225th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 6,094$          6,094$          
2 Traffic Control Labor and Equipment LS 1 1,250$          1,250$          
3 Dewatering LS 1 1,250$          1,250$          
4 Sheeting, Shoring and Bracing LS 1 1,250$          1,250$          
5 Sawcutting Pavement LF 808 4$                 3,232$          
6 Pavement Removal SY 292 20$               5,841$          
7 Temporary Sewer Bypass LS 1 1,250$          1,250$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 304 27$               8,208$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 5 750$             3,750$          
20 Import Trench Backfill TN 499 20$               9,983$          
21 Crushed Surfacing, Base Course TN 132 25$               3,298$          
22 Crushed Surfacing, Top Course TN 66 25$               1,649$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 122 140$             17,074$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,741$          1,741$          
32 Cleanup and Testing LS 1 1,161$          1,161$          

Subtotal 67,031$        
 30% Contingency 20,109$        

Subtotal 87,140$        
9.0% State Sales Tax 7,843$          

Estimated Total Construction Costs 94,983$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 11,398$        

Construction Services 6,649$          
City Project Administration 1,900$          

Legal 950$             
Subtotal Project Allied Costs 20,896$        

Total Estimated Project Costs 115,879$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # X 100th and 216th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 6,688$          6,688$          
2 Traffic Control Labor and Equipment LS 1 2,700$          2,700$          
3 Dewatering LS 1 2,700$          2,700$          
4 Sheeting, Shoring and Bracing LS 1 2,700$          2,700$          
5 Sawcutting Pavement LF 378 4$                 1,512$          
6 Pavement Removal SY 134 20$               2,674$          
7 Temporary Sewer Bypass LS 1 2,700$          2,700$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 288 27$               7,776$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 197 80$               15,760$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 10 750$             7,500$          
20 Import Trench Backfill TN 419 20$               8,375$          
21 Crushed Surfacing, Base Course TN 52 25$               1,310$          
22 Crushed Surfacing, Top Course TN 26 25$               655$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 52 140$             7,329$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,911$          1,911$          
32 Cleanup and Testing LS 1 1,274$          1,274$          

Subtotal 73,564$        
 30% Contingency 22,069$        

Subtotal 95,633$        
9.0% State Sales Tax 8,607$          

Estimated Total Construction Costs 104,240$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 12,509$        

Construction Services 7,297$          
City Project Administration 2,085$          

Legal 1,042$          
Subtotal Project Allied Costs 22,933$        

Total Estimated Project Costs 127,173$      
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Capital Improvement Projects

Cost Estimate CIP # Y 80th and 204th - easement

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,092$          2,092$          
2 Traffic Control Labor and Equipment LS 1 -$                  
3 Dewatering LS 1 725$             725$             
4 Sheeting, Shoring and Bracing LS 1 725$             725$             
5 Sawcutting Pavement LF 0 4$                 -$                  
6 Pavement Removal SY 0 20$               -$                  
7 Temporary Sewer Bypass LS 1 725$             725$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 145 80$               11,600$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 2 750$             1,500$          
20 Import Trench Backfill TN 233 20$               4,653$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 598$             598$             
32 Cleanup and Testing LS 1 399$             399$             

Subtotal 23,017$        
 30% Contingency 6,905$          

Subtotal 29,922$        
9.0% State Sales Tax 2,693$          

Estimated Total Construction Costs 32,615$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 3,914$          

Construction Services 2,283$          
City Project Administration 652$             

Legal 326$             
Subtotal Project Allied Costs 7,175$          

Total Estimated Project Costs 39,790$        
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Capital Improvement Projects

Cost Estimate CIP # Z 73rd and 228th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 9,988$          9,988$          
2 Traffic Control Labor and Equipment LS 1 3,875$          3,875$          
3 Dewatering LS 1 3,875$          3,875$          
4 Sheeting, Shoring and Bracing LS 1 3,875$          3,875$          
5 Sawcutting Pavement LF 950 4$                 3,800$          
6 Pavement Removal SY 303 20$               6,056$          
7 Temporary Sewer Bypass LS 1 3,875$          3,875$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 754 27$               20,358$        
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 175 80$               14,000$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 15 750$             11,250$        
20 Import Trench Backfill TN 458 20$               9,165$          
21 Crushed Surfacing, Base Course TN 107 25$               2,674$          
22 Crushed Surfacing, Top Course TN 53 25$               1,337$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 78 140$             10,983$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,854$          2,854$          
32 Cleanup and Testing LS 1 1,902$          1,902$          

Subtotal 109,867$      
 30% Contingency 32,960$        

Subtotal 142,827$      
9.0% State Sales Tax 12,854$        

Estimated Total Construction Costs 155,681$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 18,682$        

Construction Services 10,898$        
City Project Administration 3,114$          

Legal 1,557$          
Subtotal Project Allied Costs 34,250$        

Total Estimated Project Costs 189,931$      
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Capital Improvement Projects

Cost Estimate CIP # AA 9th and 225th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 1,222$          1,222$          
2 Traffic Control Labor and Equipment LS 1 750$             750$             
3 Dewatering LS 1 750$             750$             
4 Sheeting, Shoring and Bracing LS 1 750$             750$             
5 Sawcutting Pavement LF 120 4$                 480$             
6 Pavement Removal SY 33 20$               667$             
7 Temporary Sewer Bypass LS 1 750$             750$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 128 27$               3,456$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 3 750$             2,250$          
20 Import Trench Backfill TN 42 20$               846$             
21 Crushed Surfacing, Base Course TN 10 25$               246$             
22 Crushed Surfacing, Top Course TN 5 25$               123$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 4 140$             571$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 349$             349$             
32 Cleanup and Testing LS 1 233$             233$             

Subtotal 13,443$        
 30% Contingency 4,033$          

Subtotal 17,476$        
9.0% State Sales Tax 1,573$          

Estimated Total Construction Costs 19,048$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 2,286$          

Construction Services 1,333$          
City Project Administration 381$             

Legal 190$             
Subtotal Project Allied Costs 4,191$          

Total Estimated Project Costs 23,239$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # BB 7th and Daley

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,555$          2,555$          
2 Traffic Control Labor and Equipment LS 1 1,000$          1,000$          
3 Dewatering LS 1 1,000$          1,000$          
4 Sheeting, Shoring and Bracing LS 1 1,000$          1,000$          
5 Sawcutting Pavement LF 160 4$                 640$             
6 Pavement Removal SY 44 20$               889$             
7 Temporary Sewer Bypass LS 1 1,000$          1,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 497 27$               13,419$        
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 4 750$             3,000$          
20 Import Trench Backfill TN 56 20$               1,128$          
21 Crushed Surfacing, Base Course TN 13 25$               328$             
22 Crushed Surfacing, Top Course TN 7 25$               164$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 5 140$             762$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 730$             730$             
32 Cleanup and Testing LS 1 487$             487$             

Subtotal 28,100$        
 30% Contingency 8,430$          

Subtotal 36,531$        
9.0% State Sales Tax 3,288$          

Estimated Total Construction Costs 39,818$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 4,778$          

Construction Services 2,787$          
City Project Administration 796$             

Legal 398$             
Subtotal Project Allied Costs 8,760$          

Total Estimated Project Costs 48,578$        
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Capital Improvement Projects

Cost Estimate CIP # CC 202nd and 75th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,024$          2,024$          
2 Traffic Control Labor and Equipment LS 1,500$          -$                  
3 Dewatering LS 1 1,500$          1,500$          
4 Sheeting, Shoring and Bracing LS 1 1,500$          1,500$          
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 1,500$          1,500$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 318 27$               8,586$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 6 750$             4,500$          
20 Import Trench Backfill TN 85 20$               1,692$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 578$             578$             
32 Cleanup and Testing LS 1 386$             386$             

Subtotal 22,266$        
 30% Contingency 6,680$          

Subtotal 28,946$        
9.0% State Sales Tax 2,605$          

Estimated Total Construction Costs 31,551$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 3,786$          

Construction Services 2,209$          
City Project Administration 631$             

Legal 316$             
Subtotal Project Allied Costs 6,941$          

Total Estimated Project Costs 38,492$        
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Capital Improvement Projects

Cost Estimate CIP # DD 180th and Kairez - easement

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 1,467$          1,467$          
2 Traffic Control Labor and Equipment LS -$                  
3 Dewatering LS 1 525$             525$             
4 Sheeting, Shoring and Bracing LS 1 525$             525$             
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 525$             525$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 105 80$               8,400$          
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 1 750$             750$             
20 Import Trench Backfill TN 162 20$               3,243$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 419$             419$             
32 Cleanup and Testing LS 1 279$             279$             

Subtotal 16,133$        
 30% Contingency 4,840$          

Subtotal 20,973$        
9.0% State Sales Tax 1,888$          

Estimated Total Construction Costs 22,861$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 2,743$          

Construction Services 1,600$          
City Project Administration 457$             

Legal 229$             
Subtotal Project Allied Costs 5,029$          

Total Estimated Project Costs 27,890$        
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Capital Improvement Projects

Cost Estimate CIP # EE 216th and SR 99

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,783$          2,783$          
2 Traffic Control Labor and Equipment LS 1 10,000$        10,000$        
3 Dewatering LS 1 750$             750$             
4 Sheeting, Shoring and Bracing LS 1 750$             750$             
5 Sawcutting Pavement LF 120 4$                 480$             
6 Pavement Removal SY 33 20$               667$             
7 Temporary Sewer Bypass LS 1 750$             750$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 336 27$               9,072$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 3 750$             2,250$          
20 Import Trench Backfill TN 42 20$               846$             
21 Crushed Surfacing, Base Course TN 10 25$               246$             
22 Crushed Surfacing, Top Course TN 5 25$               123$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 4 140$             571$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 795$             795$             
32 Cleanup and Testing LS 1 530$             530$             

Subtotal 30,613$        
 30% Contingency 9,184$          

Subtotal 39,797$        
9.0% State Sales Tax 3,582$          

Estimated Total Construction Costs 43,379$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 5,205$          

Construction Services 3,037$          
City Project Administration 868$             

Legal 434$             
Subtotal Project Allied Costs 9,543$          

Total Estimated Project Costs 52,922$        
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Capital Improvement Projects

Cost Estimate CIP # FF 75th and 218th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 5,728$          5,728$          
2 Traffic Control Labor and Equipment LS 1 1,000$          1,000$          
3 Dewatering LS 1 1,000$          1,000$          
4 Sheeting, Shoring and Bracing LS 1 1,000$          1,000$          
5 Sawcutting Pavement LF 160 4$                 640$             
6 Pavement Removal SY 44 20$               889$             
7 Temporary Sewer Bypass LS 1 2,000$          2,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 328 130$             42,640$        

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 4 750$             3,000$          
20 Import Trench Backfill TN 56 20$               1,128$          
21 Crushed Surfacing, Base Course TN 13 25$               328$             
22 Crushed Surfacing, Top Course TN 7 25$               164$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 5 140$             762$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,637$          1,637$          
32 Cleanup and Testing LS 1 1,091$          1,091$          

Subtotal 63,006$        
 30% Contingency 18,902$        

Subtotal 81,907$        
9.0% State Sales Tax 7,372$          

Estimated Total Construction Costs 89,279$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 10,713$        

Construction Services 6,250$          
City Project Administration 1,786$          

Legal 893$             
Subtotal Project Allied Costs 19,641$        

Total Estimated Project Costs 108,920$      
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Capital Improvement Projects

Cost Estimate CIP # GG Walnut and 10th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 8,110$          8,110$          
2 Traffic Control Labor and Equipment LS 1 1,310$          1,310$          
3 Dewatering LS 1 1,310$          1,310$          
4 Sheeting, Shoring and Bracing LS 1 1,310$          1,310$          
5 Sawcutting Pavement LF 884 4$                 3,536$          
6 Pavement Removal SY 304 20$               6,077$          
7 Temporary Sewer Bypass LS 1 1,310$          1,310$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 262 100$             26,200$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 9 750$             6,750$          
20 Import Trench Backfill TN 496 20$               9,926$          
21 Crushed Surfacing, Base Course TN 116 25$               2,900$          
22 Crushed Surfacing, Top Course TN 58 25$               1,450$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 108 140$             15,162$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,317$          2,317$          
32 Cleanup and Testing LS 1 1,545$          1,545$          

Subtotal 89,212$        
 30% Contingency 26,764$        

Subtotal 115,976$      
9.0% State Sales Tax 10,438$        

Estimated Total Construction Costs 126,414$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 15,170$        

Construction Services 8,849$          
City Project Administration 2,528$          

Legal 1,264$          
Subtotal Project Allied Costs 27,811$        

Total Estimated Project Costs 154,225$      
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Capital Improvement Projects

Cost Estimate CIP # HH Pioneer and Shell Valley

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 8,419$          8,419$          
2 Traffic Control Labor and Equipment LS 1 1,340$          1,340$          
3 Dewatering LS 1 1,340$          1,340$          
4 Sheeting, Shoring and Bracing LS 1 1,340$          1,340$          
5 Sawcutting Pavement LF 736 4$                 2,944$          
6 Pavement Removal SY 264 20$               5,281$          
7 Temporary Sewer Bypass LS 1 1,340$          1,340$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 15-inch Sanitary Sewer LF 268 130$             34,840$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 5 750$             3,750$          
20 Import Trench Backfill TN 448 20$               8,968$          
21 Crushed Surfacing, Base Course TN 105 25$               2,621$          
22 Crushed Surfacing, Top Course TN 52 25$               1,311$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 108 140$             15,109$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,405$          2,405$          
32 Cleanup and Testing LS 1 1,604$          1,604$          

Subtotal 92,611$        
 30% Contingency 27,783$        

Subtotal 120,395$      
9.0% State Sales Tax 10,836$        

Estimated Total Construction Costs 131,230$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 15,748$        

Construction Services 9,186$          
City Project Administration 2,625$          

Legal 1,312$          
Subtotal Project Allied Costs 28,871$        

Total Estimated Project Costs 160,101$      
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Capital Improvement Projects

Cost Estimate CIP # II Maple and 93rd

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 15,257$        15,257$        
2 Traffic Control Labor and Equipment LS 1 3,105$          3,105$          
3 Dewatering LS 1 3,105$          3,105$          
4 Sheeting, Shoring and Bracing LS 1 3,105$          3,105$          
5 Sawcutting Pavement LF 1322 4$                 5,288$          
6 Pavement Removal SY 505 20$               10,107$        
7 Temporary Sewer Bypass LS 1 3,105$          3,105$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 621 90$               55,890$        
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 2 750$             1,500$          
20 Import Trench Backfill TN 904 20$               18,076$        
21 Crushed Surfacing, Base Course TN 211 25$               5,287$          
22 Crushed Surfacing, Top Course TN 106 25$               2,644$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 244 140$             34,097$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 4,359$          4,359$          
32 Cleanup and Testing LS 1 2,906$          2,906$          

Subtotal 167,832$      
 30% Contingency 50,350$        

Subtotal 218,182$      
9.0% State Sales Tax 19,636$        

Estimated Total Construction Costs 237,818$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 28,538$        

Construction Services 16,647$        
City Project Administration 4,756$          

Legal 2,378$          
Subtotal Project Allied Costs 52,320$        

Total Estimated Project Costs 290,138$      
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Capital Improvement Projects

Cost Estimate CIP # JJ 75th and 162nd

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 5,772$          5,772$          
2 Traffic Control Labor and Equipment LS 1 1,070$          1,070$          
3 Dewatering LS 1 1,070$          1,070$          
4 Sheeting, Shoring and Bracing LS 1 1,070$          1,070$          
5 Sawcutting Pavement LF 628 4$                 2,512$          
6 Pavement Removal SY 222 20$               4,441$          
7 Temporary Sewer Bypass LS 1 1,070$          1,070$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 214 80$               17,120$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 5 750$             3,750$          
20 Import Trench Backfill TN 372 20$               7,445$          
21 Crushed Surfacing, Base Course TN 87 25$               2,176$          
22 Crushed Surfacing, Top Course TN 44 25$               1,088$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 87 140$             12,160$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,649$          1,649$          
32 Cleanup and Testing LS 1 1,099$          1,099$          

Subtotal 63,492$        
 30% Contingency 19,048$        

Subtotal 82,539$        
9.0% State Sales Tax 7,429$          

Estimated Total Construction Costs 89,968$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 10,796$        

Construction Services 6,298$          
City Project Administration 1,799$          

Legal 900$             
Subtotal Project Allied Costs 19,793$        

Total Estimated Project Costs 109,761$      
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Capital Improvement Projects

Cost Estimate CIP # KK Edmonds and 12th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 7,207$          7,207$          
2 Traffic Control Labor and Equipment LS 1 1,345$          1,345$          
3 Dewatering LS 1 1,345$          1,345$          
4 Sheeting, Shoring and Bracing LS 1 1,345$          1,345$          
5 Sawcutting Pavement LF 778 4$                 3,112$          
6 Pavement Removal SY 276 20$               5,519$          
7 Temporary Sewer Bypass LS 1 1,345$          1,345$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 269 80$               21,520$        
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 6 750$             4,500$          
20 Import Trench Backfill TN 464 20$               9,278$          
21 Crushed Surfacing, Base Course TN 108 25$               2,711$          
22 Crushed Surfacing, Top Course TN 54 25$               1,356$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 109 140$             15,259$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,059$          2,059$          
32 Cleanup and Testing LS 1 1,373$          1,373$          

Subtotal 79,272$        
 30% Contingency 23,782$        

Subtotal 103,054$      
9.0% State Sales Tax 9,275$          

Estimated Total Construction Costs 112,329$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 13,479$        

Construction Services 7,863$          
City Project Administration 2,247$          

Legal 1,123$          
Subtotal Project Allied Costs 24,712$        

Total Estimated Project Costs 137,041$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # LL Puget and Sound View - easement

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,262$          2,262$          
2 Traffic Control Labor and Equipment LS 1 -$                  
3 Dewatering LS 1 1,750$          1,750$          
4 Sheeting, Shoring and Bracing LS 1 1,750$          1,750$          
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 1,750$          1,750$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  
10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 336 27$               9,072$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 7 750$             5,250$          
20 Import Trench Backfill TN 99 20$               1,974$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 646$             646$             
32 Cleanup and Testing LS 1 431$             431$             

Subtotal 24,886$        
 30% Contingency 7,466$          

Subtotal 32,351$        
9.0% State Sales Tax 2,912$          

Estimated Total Construction Costs 35,263$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 4,232$          

Construction Services 2,468$          
City Project Administration 705$             

Legal 353$             
Subtotal Project Allied Costs 7,758$          

Total Estimated Project Costs 43,021$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # MM SR 99 and 224th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 6,036$          6,036$          
2 Traffic Control Labor and Equipment LS 1 20,000$        20,000$        
3 Dewatering LS 1 650$             650$             
4 Sheeting, Shoring and Bracing LS 1 2,500$          2,500$          
5 Sawcutting Pavement LF 260 4$                 1,040$          
6 Pavement Removal SY 101 20$               2,023$          
7 Temporary Sewer Bypass LS 1 2,000$          2,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 15-inch Sanitary Sewer LF 130 130$             16,900$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 750$             -$                  
20 Import Trench Backfill TN 183 20$               3,666$          
21 Crushed Surfacing, Base Course TN 43 25$               1,073$          
22 Crushed Surfacing, Top Course TN 21 25$               536$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 51 140$             7,098$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,725$          1,725$          
32 Cleanup and Testing LS 1 1,150$          1,150$          

Subtotal 66,396$        
 30% Contingency 19,919$        

Subtotal 86,315$        
9.0% State Sales Tax 7,768$          

Estimated Total Construction Costs 94,083$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 11,290$        

Construction Services 6,586$          
City Project Administration 1,882$          

Legal 941$             
Subtotal Project Allied Costs 20,698$        

Total Estimated Project Costs 114,781$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # NN Dayton and 3rd

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 17,404$        17,404$        
2 Traffic Control Labor and Equipment LS 1 10,000$        10,000$        
3 Dewatering LS 1 3,000$          3,000$          
4 Sheeting, Shoring and Bracing LS 1 3,000$          3,000$          
5 Sawcutting Pavement LF 1146 4$                 4,584$          
6 Pavement Removal SY 397 20$               7,937$          
7 Temporary Sewer Bypass LS 1 3,000$          3,000$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 18-inch LF 159 60$               9,540$          
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 18-inch Sanitary Sewer LF 353 180$             63,540$        
17 48-inch Dia Manhole, 0' to 8' deep EA 3 4,000$          12,000$        
18 48-inch Dia Manhole, extra depth VF 6 300$             1,800$          
19 Lateral Connection, 6-inch PVC EA 11 750$             8,250$          
20 Import Trench Backfill TN 653 20$               13,057$        
21 Crushed Surfacing, Base Course TN 153 25$               3,814$          
22 Crushed Surfacing, Top Course TN 76 25$               1,907$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 145 140$             20,321$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 4,972$          4,972$          
32 Cleanup and Testing LS 1 3,315$          3,315$          

Subtotal 191,441$      
 30% Contingency 57,432$        

Subtotal 248,873$      
9.0% State Sales Tax 22,399$        

Estimated Total Construction Costs 271,272$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 32,553$        

Construction Services 18,989$        
City Project Administration 5,425$          

Legal 2,713$          
Subtotal Project Allied Costs 59,680$        

Total Estimated Project Costs 330,952$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # OO 83rd and 204th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,007$          2,007$          
2 Traffic Control Labor and Equipment LS 2,500$          -$                  
3 Dewatering LS 1 640$             640$             
4 Sheeting, Shoring and Bracing LS 1 640$             640$             
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 640$             640$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 128 90$               11,520$        
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 2 750$             1,500$          
20 Import Trench Backfill TN 209 20$               4,174$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 573$             573$             
32 Cleanup and Testing LS 1 382$             382$             

Subtotal 22,076$        
 30% Contingency 6,623$          

Subtotal 28,699$        
9.0% State Sales Tax 2,583$          

Estimated Total Construction Costs 31,282$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 3,754$          

Construction Services 2,190$          
City Project Administration 626$             

Legal 313$             
Subtotal Project Allied Costs 6,882$          

Total Estimated Project Costs 38,164$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # PP Sound View and Water

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 5,745$          5,745$          
2 Traffic Control Labor and Equipment LS 1 1,500$          1,500$          
3 Dewatering LS 1 1,500$          1,500$          
4 Sheeting, Shoring and Bracing LS 1 1,500$          1,500$          
5 Sawcutting Pavement LF 240 4$                 960$             
6 Pavement Removal SY 67 20$               1,333$          
7 Temporary Sewer Bypass LS 1 1,500$          1,500$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 295 130$             38,350$        

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 6 750$             4,500$          
20 Import Trench Backfill TN 85 20$               1,692$          
21 Crushed Surfacing, Base Course TN 20 25$               492$             
22 Crushed Surfacing, Top Course TN 10 25$               246$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 8 140$             1,142$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 1,641$          1,641$          
32 Cleanup and Testing LS 1 1,094$          1,094$          

Subtotal 63,197$        
 30% Contingency 18,959$        

Subtotal 82,155$        
9.0% State Sales Tax 7,394$          

Estimated Total Construction Costs 89,549$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 10,746$        

Construction Services 6,268$          
City Project Administration 1,791$          

Legal 895$             
Subtotal Project Allied Costs 19,701$        

Total Estimated Project Costs 109,250$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # QQ 83rd and 202nd - easement

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,833$          2,833$          
2 Traffic Control Labor and Equipment LS 2,500$          -$                  
3 Dewatering LS 1 870$             870$             
4 Sheeting, Shoring and Bracing LS 1 870$             870$             
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 870$             870$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 174 100$             17,400$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 2 750$             1,500$          
20 Import Trench Backfill TN 274 20$               5,471$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 809$             809$             
32 Cleanup and Testing LS 1 540$             540$             

Subtotal 31,163$        
 30% Contingency 9,349$          

Subtotal 40,512$        
9.0% State Sales Tax 3,646$          

Estimated Total Construction Costs 44,158$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 5,299$          

Construction Services 3,091$          
City Project Administration 883$             

Legal 442$             
Subtotal Project Allied Costs 9,715$          

Total Estimated Project Costs 53,872$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # RR Maple and 10th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 11,705$        11,705$        
2 Traffic Control Labor and Equipment LS 1 1,660$          1,660$          
3 Dewatering LS 1 1,660$          1,660$          
4 Sheeting, Shoring and Bracing LS 1 1,660$          1,660$          
5 Sawcutting Pavement LF 984 4$                 3,936$          
6 Pavement Removal SY 347 20$               6,944$          
7 Temporary Sewer Bypass LS 1 1,660$          1,660$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 15-inch Sanitary Sewer LF 332 130$             43,160$        
17 48-inch Dia Manhole, 0' to 8' deep EA 2 4,000$          8,000$          
18 48-inch Dia Manhole, extra depth VF 4 300$             1,200$          
19 Lateral Connection, 6-inch PVC EA 8 750$             6,000$          
20 Import Trench Backfill TN 581 20$               11,618$        
21 Crushed Surfacing, Base Course TN 136 25$               3,395$          
22 Crushed Surfacing, Top Course TN 68 25$               1,698$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 135 140$             18,889$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 3,344$          3,344$          
32 Cleanup and Testing LS 1 2,230$          2,230$          

Subtotal 128,758$      
 30% Contingency 38,628$        

Subtotal 167,386$      
9.0% State Sales Tax 15,065$        

Estimated Total Construction Costs 182,451$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 21,894$        

Construction Services 12,772$        
City Project Administration 3,649$          

Legal 1,825$          
Subtotal Project Allied Costs 40,139$        

Total Estimated Project Costs 222,590$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # SS Walnut and 96th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 10,011$        10,011$        
2 Traffic Control Labor and Equipment LS 1 1,655$          1,655$          
3 Dewatering LS 1 1,655$          1,655$          
4 Sheeting, Shoring and Bracing LS 1 1,655$          1,655$          
5 Sawcutting Pavement LF 1062 4$                 4,248$          
6 Pavement Removal SY 369 20$               7,372$          
7 Temporary Sewer Bypass LS 1 1,655$          1,655$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 331 100$             33,100$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 10 750$             7,500$          
20 Import Trench Backfill TN 608 20$               12,154$        
21 Crushed Surfacing, Base Course TN 142 25$               3,551$          
22 Crushed Surfacing, Top Course TN 71 25$               1,775$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 136 140$             19,025$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 2,860$          2,860$          
32 Cleanup and Testing LS 1 1,907$          1,907$          

Subtotal 110,124$      
 30% Contingency 33,037$        

Subtotal 143,161$      
9.0% State Sales Tax 12,884$        

Estimated Total Construction Costs 156,045$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 18,725$        

Construction Services 10,923$        
City Project Administration 3,121$          

Legal 1,560$          
Subtotal Project Allied Costs 34,330$        

Total Estimated Project Costs 190,375$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # TT Pine and SR 104

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 19,037$        19,037$        
2 Traffic Control Labor and Equipment LS 2,500$          -$                  
3 Dewatering LS 1 35,000$        35,000$        
4 Sheeting, Shoring and Bracing LS 1 15,000$        15,000$        
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 15,000$        15,000$        
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 42-inch Sanitary Sewer LF 526 200$             105,200$      
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 3 750$             2,250$          
20 Import Trench Backfill TN 443 20$               8,851$          
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 5,439$          5,439$          
32 Cleanup and Testing LS 1 3,626$          3,626$          

Subtotal 209,403$      
 30% Contingency 62,821$        

Subtotal 272,224$      
9.0% State Sales Tax 24,500$        

Estimated Total Construction Costs 296,724$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 35,607$        

Construction Services 20,771$        
City Project Administration 5,934$          

Legal 2,967$          
Subtotal Project Allied Costs 65,279$        

Total Estimated Project Costs 362,003$      



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # UU 75th and 165th

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,952$          2,952$          
2 Traffic Control Labor and Equipment LS 1 580$             580$             
3 Dewatering LS 1 580$             580$             
4 Sheeting, Shoring and Bracing LS 1 580$             580$             
5 Sawcutting Pavement LF 232 4$                 928$             
6 Pavement Removal SY 112 20$               2,249$          
7 Temporary Sewer Bypass LS 1 580$             580$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 116 80$               9,280$          
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 2 750$             1,500$          
20 Import Trench Backfill TN 192 20$               3,835$          
21 Crushed Surfacing, Base Course TN 44 25$               1,096$          
22 Crushed Surfacing, Top Course TN 22 25$               548$             
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 45 140$             6,360$          
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 844$             844$             
32 Cleanup and Testing LS 1 562$             562$             

Subtotal 32,476$        
 30% Contingency 9,743$          

Subtotal 42,218$        
9.0% State Sales Tax 3,800$          

Estimated Total Construction Costs 46,018$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 5,522$          

Construction Services 3,221$          
City Project Administration 920$             

Legal 460$             
Subtotal Project Allied Costs 10,124$        

Total Estimated Project Costs 56,142$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # VV 7th and Bell

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 1,100$          1,100$          
2 Traffic Control Labor and Equipment LS 1 500$             500$             
3 Dewatering LS 1 500$             500$             
4 Sheeting, Shoring and Bracing LS 1 500$             500$             
5 Sawcutting Pavement LF 80 4$                 320$             
6 Pavement Removal SY 22 20$               444$             
7 Temporary Sewer Bypass LS 1 500$             500$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 186 27$               5,022$          
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 2 750$             1,500$          
20 Import Trench Backfill TN 28 20$               564$             
21 Crushed Surfacing, Base Course TN 7 25$               164$             
22 Crushed Surfacing, Top Course TN 3 25$               82$               
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 3 140$             381$             
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 314$             314$             
32 Cleanup and Testing LS 1 210$             210$             

Subtotal 12,101$        
 30% Contingency 3,630$          

Subtotal 15,732$        
9.0% State Sales Tax 1,416$          

Estimated Total Construction Costs 17,147$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 2,058$          

Construction Services 1,200$          
City Project Administration 343$             

Legal 171$             
Subtotal Project Allied Costs 3,772$          

Total Estimated Project Costs 20,920$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # WW 8th and Driftwood - easement

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 2,609$          2,609$          
2 Traffic Control Labor and Equipment LS 2,500$          -$                  
3 Dewatering LS 1 750$             750$             
4 Sheeting, Shoring and Bracing LS 1 750$             750$             
5 Sawcutting Pavement LF 4$                 -$                  
6 Pavement Removal SY 20$               -$                  
7 Temporary Sewer Bypass LS 1 750$             750$             
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 150 130$             19,500$        

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 12-inch Sanitary Sewer LF 100$             -$                  
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 3 750$             2,250$          
20 Import Trench Backfill TN 42 20$               846$             
21 Crushed Surfacing, Base Course TN 25$               -$                  
22 Crushed Surfacing, Top Course TN 0 25$               -$                  
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 140$             -$                  
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 745$             745$             
32 Cleanup and Testing LS 1 497$             497$             

Subtotal 28,697$        
 30% Contingency 8,609$          

Subtotal 37,306$        
9.0% State Sales Tax 3,358$          

Estimated Total Construction Costs 40,664$        

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 4,880$          

Construction Services 2,846$          
City Project Administration 813$             

Legal 407$             
Subtotal Project Allied Costs 8,946$          

Total Estimated Project Costs 49,610$        



Comprehensive Sewer Plan 2013
Capital Improvement Projects

Cost Estimate CIP # XX 3rd and Walnut

Item Item Description Unit Quantity Unit Amount
No. Price
1 Mobilization LS 1 22,511$        22,511$        
2 Traffic Control Labor and Equipment LS 1 10,000$        10,000$        
3 Dewatering LS 1 35,000$        35,000$        
4 Sheeting, Shoring and Bracing LS 1 5,000$          5,000$          
5 Sawcutting Pavement LF 1282 4$                 5,128$          
6 Pavement Removal SY 454 20$               9,084$          
7 Temporary Sewer Bypass LS 1 7,500$          7,500$          
8 Pipe Bursting, Ex 8" to 12" Dia LF 130$             -$                  
9 Pipe Bursting, Ex 10" to 12" Dia LF 130$             -$                  

10 Pipe Bursting, Ex 12" to 15" Dia LF 150$             -$                  
11 CIPP - 8-inch LF 27$               -$                  
12 CIPP - 10-inch LF 31$               -$                  
13 CIPP - 12-inch LF 45$               -$                  
14 8-inch Sanitary Sewer LF 80$               -$                  
15 10-inch Sanitary Sewer LF 90$               -$                  
16 42-inch Sanitary Sewer LF 441 200$             88,200$        
17 48-inch Dia Manhole, 0' to 8' deep EA 4,000$          -$                  
18 48-inch Dia Manhole, extra depth VF 300$             -$                  
19 Lateral Connection, 6-inch PVC EA 10 750$             7,500$          
20 Import Trench Backfill TN 763 20$               15,256$        
21 Crushed Surfacing, Base Course TN 178 25$               4,458$          
22 Crushed Surfacing, Top Course TN 89 25$               2,229$          
23 HMA Trench Patch, CL 1/2, PG 58-22 TN 179 140$             25,031$        
24 Pump Station - Mechanical LS 100,000$      -$                  
25 Pump Station - Electrical LS 53,000$        -$                  
26 Above Grade Structure LS 125,000$      -$                  
27 Emergency Generator LS 40,000$        -$                  
28 8-inch Force Main LF 45$               -$                  
29 96-inch Dia Manhole, 0' to 8' deep EA 15,000$        -$                  
30 96-inch Dia Manhole, extra depth VF 500$             -$                  
31 Restoration LS 1 6,432$          6,432$          
32 Cleanup and Testing LS 1 4,288$          4,288$          

Subtotal 247,616$      
 30% Contingency 74,285$        

Subtotal 321,901$      
9.0% State Sales Tax 28,971$        

Estimated Total Construction Costs 350,872$      

PROJECT ALLIED COSTS
Engineering Design, Survey, Geotechnical and Permits 42,105$        

Construction Services 24,561$        
City Project Administration 7,017$          

Legal 3,509$          
Subtotal Project Allied Costs 77,192$        

Total Estimated Project Costs 428,064$      
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No. Location Reason Manhole # Pipe Type Sheet No. Other
Description

Red Area Jetting
RA-1 16131 75th Place West Grease 1-36 to 1-36A 211 PVC 1
RA-2 7117 176th St. SW Dirt, Grease, Grit 3-93 to 3-94 150 Conc 3
RA-3 7601 OVD Post Office Grit 5-325 to 5-328 350 Conc 5
RA-4 18209 76th Ave West Grit 5-325 to 5-511-11 80 Conc 5
RA-5 Dellwood Dr. at 78th Ave W Black Water 5-191 to 5-187 200 Conc 5
RA-6 8015 196th St SW 5-334A CO to main 60 PVC 5
RA-7 Admiral Way Grease 7-3 to 7-2 425 Conc 7
RA-8 Admiral Way Grease 7-4 to 7-3 380 Conc 7
RA-9 Admiral Way Grease 7-5 to 7-4 380 Conc 7
RA-10 Admiral Way Grease 7-6 to 7-5 280 Conc 7
RA-11 Admiral Way at West Dayton Grit 7-6 to CO 125 Conc 7
RA-12 Admiral Way at Dayton Grease 7-11 to 7-10 80 Conc 7
RA-13 Admiral Way at Dayton Grease 7-7 to 7-11 37 Conc 7
RA-14 Admiral Way Grease 7-7 to 7-6 35 Conc 7
RA-15 7th at Edmonds St None 8-99 to 8-98 102 Conc 8
RA-16 7th Ave at Edmonds St Black Water 8-99 to 8-101A 207 Conc 8
RA-17 7th Ave at Sprague St None 8-316 to 8-99 290 Conc 8
RA-18 7th Ave N. at Daley Grit, Black Water 8-135 to 8-316 300 Conc 8
RA-19 Alder St at Yost Park Grit (a lot) 8-328 to 8-2 265 Conc 8
RA-20 1053 Alder Street Grit (a lot) 8-32A to 8-32B 55 Conc 8
RA-21 10th at Alder Street Grit (a lot) 8-31 to 8-32 336 Conc 8
RA-22 942 Alder Street Grit (a lot) 8-30 to 8-31 275 Conc 8
RA-23 1048 Walnut Street Grit (a lot) 8-2A to 8-2 205 Conc 8
RA-24 1033 Walnut Street Grit 8-3 to 8-2A 130 Conc 8
RA-25 10th Ave South at Walnut St Grit (a lot) 8-4 to 8-3 335 Conc 8
RA-26 935 Walnut Street Grit (a lot) 8-5 to 8-4 260 Conc 8
RA-27 Pine Ridge Park Black Water 8-202 to 8-201 165 Conc 9
RA-28 Pine Ridge Park Black Water 9-20 to 9-202 430 Conc 9
RA-29 Bpind Ridge Park Black Water 9-202 to 9-224 503 Conc 9
RA-30 8610 Main Street Black Water 9-19 to 9-20 56 Conc 9
RA-31 8610 Main Street Grit 9-16 to 9-19 178 Conc 9
RA-32 7703 203 Street SW Grit 9-314 to 9-313 310 Conc 9
RA-33 7726 202 Place Grit, Black Water 9-366 to 9-314 350 Conc 9
RA-34 7804 200th Street Black Water 9-347 to 9-346 130 Conc 9
RA-35 7907 200th Street (Drop MH) Black Water 9-348 to 9-347 400 Conc 9
RA-36 8705 Maplewood Lane Grit, Black Water 9-137 to 9-138 340 Conc 9
RA-37 8620 Maplewood Lane Grit (a lot) 9-139 to 9-137 155 Conc 9
RA-38 76th at 212th Street S.W. Grease 9-254 to 9-255 305 Conc 9
RA-39 21309 76th Ave W (Drop MH) Grit, Black Water 14-40 to 9-254 330 Conc 9 and 14
RA-40 7122 210th Street Grease 10-23 to 10-25 283 Conc 10
RA-41 1153 8th Ave S. Grit, Black Water 12-189 to 12-190 c/o 120 Conc 12
RA-42 1115 8th Ave S. Grit, Black Water 12-191 to 12-189 285 Conc 12
RA-43 736 Fir Street Black Water 12-192 to 12-191 200 Conc 12
RA-44 9223 216th Street Black Water 12-156 to 13-96 380 Conc 12 and 13
RA-45 9126 Bowdoin N/A C/O C/O PVC 13
RA-46 72nd Ave W. at 215th St Black Water 14-7A to 14-7B 255 Conc 14
RA-47 72nd Ave West at 215th St Grit, Black Water 14-7 to 14-7A 275 Conc 14
RA-48 215th At 72nd Black Water 14-6 to 14-7 260 Conc 14
RA-49 21808 Highway 99 Black Water 14-22 to 14-24 360 Conc 14
RA-50 74th at 228th St Grease 14-65 to 14-66 320 Conc 14
RA-51 240th At Highway 99 None 16-60 to 16-59 330 Conc 16
RA-52 240th St and 78th Ave W Grit, Black Water 16-77 to 16-65 275 Conc 16
RA-53 240th at 78th Ave W Black Water 16-76 to 16-77 160 Conc 16
RA-54 76th Ave W. at 242nd St Black Water 7-81 to 17-80 360 Conc 17
RA-55 24122 76th Ave W Black Water 17-82 to 17-81 105 Conc 17
RA-56 23819 76th Ave W Black Water 17-72 to Main 44 Conc 17
RA-57 23821 76th Ave Grease 17-73 to 17-69 232 Conc 17

Miscellaneous Meter Maintenance
MM-1 Edmonds Way Robinhood Lanes Brush Sensor 15
MM-2 244th and Hwy 99 - NW Corner Clean Flume
MM-3 Denny's on SR 104 and Hwy 99 Clean Flume 16
MM-4 Old Ballinger Pump Station Clean Flume 17
MM-5 East Side, NE Corner of Ballinger PS Clean Flume 17
MM-6 Lake Ballinger Way and 205th St Clean Flume
MM-7 Ballinger Golf Course at 74th Ave Clean Flume 17
MM-8 SE Corner of Hwy 99 and 224th St Clean Flume 14
MM-9 22304 Hwy 99 Clean Flume 14

Table F.1 
Red Area Jetting

Distance of 
Run (ft)



No. Location Reason Manhole # Pipe Type Sheet No. Other
Description

GRANITE Non-CIP
Light Roots

LR-1 Lift Station 1 Light Root Problem 4-170-4-171 0
LR-2 Lift Station 1 Light Root Problem 4-186A-4-186 0
LR-3 Lift Station 1 Light Root Problem 4-221-4-220 0
LR-4 Lift Station 1 Light Root Problem 5-123-4-186A 0
LR-5 Lift Station 3 Light Root Problem 4-69A-4-70 0
LR-6 Lift Station 1 Light Root Problem 4-212-4-213 0
LR-7 Lift Station 1 Light Root Problem 4-137-4-133 0
LR-8 Lift Station 10 Light Root Problem 4-9-4-7 0
LR-9 Lift Station 1 Light Root Problem 5-278-5-271 0

LR-10 Lift Station 3 Light Root Problem 4-45-4-46 0
LR-11 Lift Station 1 Light Root Problem 4-145-4-143 0
LR-12 Lift Station 3 Light Root Problem 4-46-4-47 0
LR-13 Lift Station 1 Light Root Problem 4-115-8-219H 0
LR-14 Lift Station 1 Light Root Problem 5-74-5-72 0
LR-15 Lift Station 1 Light Root Problem 5-278-5-271 0
LR-16 Lift Station 3 Light Root Problem 4-52-4-52A 0
LR-17 Lift Station 1 Light Root Problem 5-122-5-121 0
LR-18 Lift Station 1 Light Root Problem 4-141-4-142 0
LR-19 Lift Station 1 Light Root Problem 5-118C-5-118B 0
LR-20 Lift Station 1 Light Root Problem 4-140-4-139 0
LR-21 Lift Station 1 Light Root Problem 5-278-5-271 0
LR-22 Edmonds WWTP Light Root Problem 8-311-8-312 0
LR-23 Edmonds WWTP Light Root Problem 8-44-8-45 0
LR-24 Edmonds WWTP Light Root Problem 8-44-8-45 0
LR-25 Lift Station 1 Light Root Problem 8-244-8-243 0
LR-26 Lift Station 10 Light Root Problem 5-89-5-99 0
LR-27 Lift Station 10 Light Root Problem 2-112-2-111 8
LR-28 Lift Station 1 Light Root Problem 4-138-4-137 0
LR-29 Edmonds WWTP Light Root Problem 12-175-12-146 0
LR-30 Lift Station 1 Light Root Problem 8-209-8-210 0
LR-31 Lynnwood WWTP Light Root Problem 3-121-3-120 0
LR-32 Lift Station 1 Light Root Problem 4-138-4-137 0
LR-33 Lift Station 4 Light Root Problem 2-31-2-32 0
LR-34 Lift Station 4 Light Root Problem 2-31-2-32 0
LR-35 Lynnwood WWTP Light Root Problem 3-121-3-120 0
LR-36 Lift Station 4 Light Root Problem 2-84-2-83 0
LR-37 Lynnwood WWTP Light Root Problem 3-133-3-134 0
LR-38 Lynnwood WWTP Light Root Problem 3-109H-3-109G 0
LR-39 Lynnwood WWTP Light Root Problem 3-109G-3-109F 0
LR-40 Lift Station 10 Light Root Problem 2-113A-2-113 0
LR-41 Lynnwood WWTP Light Root Problem 3-63-3-64 0
LR-42 Lynnwood WWTP Light Root Problem 3-131-3-132 0
LR-43 Lift Station 1 Light Root Problem 4-110-4-109 0
LR-44 Lift Station 1 Light Root Problem 8-172K-8-172G 0
LR-45 Lift Station 1 Light Root Problem 4-78-8-244 0
LR-46 Edmonds WWTP Light Root Problem 12-175-12-146 0
LR-47 Lift Station 9 Light Root Problem 5-299-5-300 0
LR-48 Edmonds WWTP Light Root Problem 12-175-12-146 0
LR-49 Lift Station 1 Light Root Problem 5-260-5-344 0
LR-50 Lift Station 1 Light Root Problem 5-252A-5-252B 0
LR-51 Lift Station 1 Light Root Problem 4-78-8-244 0
LR-52 Lynnwood WWTP Light Root Problem 5-75-5-74 0
LR-53 Lift Station 1 Light Root Problem 5-246-5-245 0
LR-54 Edmonds WWTP Light Root Problem 12-175-12-146 0
LR-55 Edmonds WWTP Light Root Problem 12-175-12-146 0
LR-56 Edmonds WWTP Light Root Problem 8-311-8-312 0
LR-57 Lift Station 1 Light Root Problem 4-110-4-109 0
LR-58 Lift Station 1 Light Root Problem 4-109-4-108 0
LR-59 Edmonds WWTP Light Root Problem 12-175-12-146 0
LR-60 Edmonds WWTP Light Root Problem 12-175-12-146 0
LR-61 Lift Station 1 Light Root Problem 8-95-8-96 0
LR-62 Lift Station 1 Light Root Problem 4-110-4-109 0
LR-63 Lift Station 1 Light Root Problem 5-260-5-344 0
LR-64 Lift Station 9 Light Root Problem 5-330-5-329 0
LR-65 Lift Station 1 Light Root Problem 5-267-5-261 0
LR-66 Edmonds WWTP Light Root Problem 8-78-8-77 0
LR-67 Edmonds WWTP Light Root Problem 8-72-8-73 0
LR-68 Edmonds WWTP Light Root Problem 8-78-8-77 0

Table F.2
Granite O&M

Distance of 
Run (ft)



No. Location Reason Manhole # Pipe Type Sheet No. Other
Description

Table F.2
Granite O&M

Distance of 
Run (ft)

LR-69 Lift Station 1 Light Root Problem 8-137-8-292A 0
LR-70 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-71 Edmonds WWTP Light Root Problem 8-331-8-330 0
LR-72 Edmonds WWTP Light Root Problem 7-44A-8-331 0
LR-73 Edmonds WWTP Light Root Problem 8-72-8-73 0
LR-74 Lift Station 1 Light Root Problem 8-317-8-316 0
LR-75 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-76 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-77 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-78 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-79 Lift Station 1 Light Root Problem 8-321-7-72 0
LR-80 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-81 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-82 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-83 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-84 Edmonds WWTP Light Root Problem 11-19-11-18 0
LR-85 Edmonds WWTP Light Root Problem 7-34-7-30 0
LR-86 Lift Station 1 Light Root Problem 5-260-5-344 0
LR-87 Edmonds WWTP Light Root Problem 8-2A-8-3 0
LR-88 Edmonds WWTP Light Root Problem 8-331-8-330 0
LR-89 Edmonds WWTP Light Root Problem 8-39A-8-41 0
LR-90 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-91 Lift Station 7 Light Root Problem 7-9-7-10 0
LR-92 Edmonds WWTP Light Root Problem 8-55-8-55A 0
LR-93 Edmonds WWTP Light Root Problem 8-21A-8-51 0
LR-94 Edmonds WWTP Light Root Problem 8-21A-8-51 0
LR-95 Edmonds WWTP Light Root Problem 8-51-8-50 0
LR-96 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-97 Edmonds WWTP Light Root Problem 7-35-7-33B 0
LR-98 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-99 Edmonds WWTP Light Root Problem 8-77-8-76 0

LR-100 Edmonds WWTP Light Root Problem 8-2A-8-3 0
LR-101 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-102 Edmonds WWTP Light Root Problem 8-13-8-21A 0
LR-103 Edmonds WWTP Light Root Problem 8-13-8-21A 0
LR-104 Edmonds WWTP Light Root Problem 8-332-8-331 0
LR-105 Edmonds WWTP Light Root Problem 8-72-8-73 0
LR-106 Edmonds WWTP Light Root Problem 7-9-7-10 0
LR-107 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-108 Edmonds WWTP Light Root Problem 8-2-8-2A 0
LR-109 Edmonds WWTP Light Root Problem 7-44A-8-331 0
LR-110 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-111 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-112 Edmonds WWTP Light Root Problem 8-21-8-21A 0
LR-113 Lift Station 1 Light Root Problem 8-288-8-287 0
LR-114 Edmonds WWTP Light Root Problem 8-64B-8-64A 0
LR-115 Edmonds WWTP Light Root Problem 8-77-8-76 0
LR-116 Edmonds WWTP Light Root Problem 8-21A-8-51 0
LR-117 Edmonds WWTP Light Root Problem 8-69-8-70 0
LR-118 Edmonds WWTP Light Root Problem 8-64B-8-64A 0
LR-119 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-120 Edmonds WWTP Light Root Problem 8-51-8-50 0
LR-121 Edmonds WWTP Light Root Problem 8-72-8-73 0
LR-122 Lift Station 1 Light Root Problem 8-101A-8-100 0
LR-123 Lift Station 1 Light Root Problem 8-101A-8-100 0
LR-124 Lift Station 1 Light Root Problem 8-101A-8-100 0
LR-125 Lift Station 1 Light Root Problem 8-101A-8-100 0
LR-126 Lift Station 7 Light Root Problem 7-9-7-10 0
LR-127 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-128 Lift Station 1 Light Root Problem 8-101A-8-100 0
LR-129 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-130 Lift Station 1 Light Root Problem 8-321-7-72 0
LR-131 Edmonds WWTP Light Root Problem 8-64B-8-64A 0
LR-132 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-133 Edmonds WWTP Light Root Problem 8-332-8-331 0
LR-134 Edmonds WWTP Light Root Problem 8-51-8-50 0
LR-135 Lift Station 1 Light Root Problem 8-101B-8-101A 0
LR-136 Lift Station 1 Light Root Problem 8-101B-8-101A 0
LR-137 Lift Station 1 Light Root Problem 8-288-8-287 0
LR-138 Lift Station 1 Light Root Problem 8-254-8-253 0



No. Location Reason Manhole # Pipe Type Sheet No. Other
Description

Table F.2
Granite O&M

Distance of 
Run (ft)

LR-139 Edmonds WWTP Light Root Problem 8-39A-8-41 0
LR-140 Edmonds WWTP Light Root Problem 8-21A-8-51 0
LR-141 Edmonds WWTP Light Root Problem 8-51-8-50 0
LR-142 Lift Station 1 Light Root Problem 8-317-8-316 0
LR-143 Edmonds WWTP Light Root Problem 8-39A-8-41 0
LR-144 Edmonds WWTP Light Root Problem 8-78-8-77 0
LR-145 Edmonds WWTP Light Root Problem 8-2-8-2A 0
LR-146 Edmonds WWTP Light Root Problem 7-44A-8-331 0
LR-147 Edmonds WWTP Light Root Problem 8-72-8-73 0
LR-148 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-149 Edmonds WWTP Light Root Problem 8-332-8-331 0
LR-150 Edmonds WWTP Light Root Problem 7-34-7-30 0
LR-151 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-152 Lift Station 1 Light Root Problem 8-102-8-101 0
LR-153 Edmonds WWTP Light Root Problem 8-21-8-21A 0
LR-154 Lift Station 1 Light Root Problem 8-321-7-72 0
LR-155 Lift Station 1 Light Root Problem 8-162-8-161 0
LR-156 Edmonds WWTP Light Root Problem 12-16-12-17 0
LR-157 Edmonds WWTP Light Root Problem 8-87-8-86 0
LR-158 Edmonds WWTP Light Root Problem 8-87-8-86 0
LR-159 Edmonds WWTP Light Root Problem 8-87-8-86 0
LR-160 Edmonds WWTP Light Root Problem 8-86-8-112 0
LR-161 Edmonds WWTP Light Root Problem 8-86-8-112 0
LR-162 Edmonds WWTP Light Root Problem 8-86-8-112 0
LR-163 Edmonds WWTP Light Root Problem 8-112-8-117 0
LR-164 Edmonds WWTP Light Root Problem 9-264-9-266 0
LR-165 Edmonds WWTP Light Root Problem 8-87-8-86 0
LR-166 Edmonds WWTP Light Root Problem 8-54-8-56 0
LR-167 Edmonds WWTP Light Root Problem 7-66-8-327 0
LR-168 Edmonds WWTP Light Root Problem 8-112-8-117 0
LR-169 Edmonds WWTP Light Root Problem 8-87-8-86 0
LR-170 Lift Station 1 Light Root Problem 8-249-8-265 0
LR-171 Lift Station 1 Light Root Problem 8-291-8-283 0
LR-172 Lift Station 1 Light Root Problem 8-291A-8-291 0
LR-173 Edmonds WWTP Light Root Problem 8-59A-8-59 0
LR-174 Edmonds WWTP Light Root Problem 7-66-8-327 0
LR-175 Metro Light Root Problem 9-262B-9-262A 0
LR-176 Edmonds WWTP Light Root Problem 12-16-12-17 0
LR-177 Lift Station 1 Light Root Problem 8-167-8-165 0
LR-178 Edmonds WWTP Light Root Problem 8-112-8-117 0
LR-179 Lift Station 1 Light Root Problem 9-109-8-193 3
LR-180 Edmonds WWTP Light Root Problem 7-66-8-327 0
LR-181 Edmonds WWTP Light Root Problem 12-16-12-17 3
LR-182 Lift Station 1 Light Root Problem 8-291-8-283 0
LR-183 Lift Station 1 Light Root Problem 8-291A-8-291 0
LR-184 Lift Station 1 Light Root Problem 8-177-8-176 0
LR-185 Edmonds WWTP Light Root Problem 8-59A-8-59 0
LR-186 Edmonds WWTP Light Root Problem 12-16-12-17 0
LR-187 Edmonds WWTP Light Root Problem 8-54-8-56 0
LR-188 Edmonds WWTP Light Root Problem 8-59A-8-59 0
LR-189 Edmonds WWTP Light Root Problem 8-87-8-86 0
LR-190 Edmonds WWTP Light Root Problem 12-16-12-17 0
LR-191 Edmonds WWTP Light Root Problem 8-87-8-86 0
LR-192 Edmonds WWTP Light Root Problem 8-112-8-117 0
LR-193 Lift Station 1 Light Root Problem 8-321-7-72 0
LR-194 Edmonds WWTP Light Root Problem 8-54-8-56 0
LR-195 Lift Station 1 Light Root Problem 8-281-8-282 0
LR-196 Edmonds WWTP Light Root Problem 12-165-12-164 0
LR-197 Edmonds WWTP Light Root Problem 12-243-12-241 0
LR-198 Edmonds WWTP Light Root Problem 12-243-12-241 0
LR-199 Edmonds WWTP Light Root Problem 8-123-8-120 0
LR-200 Lift Station 1 Light Root Problem 8-291-8-283 0
LR-201 Lift Station 1 Light Root Problem 8-239-8-238 0
LR-202 Edmonds WWTP Light Root Problem 8-123-8-120 0
LR-203 Edmonds WWTP Light Root Problem 8-59A-8-59 0
LR-204 Lift Station 1 Light Root Problem 5-344-5-345 0
LR-205 Edmonds WWTP Light Root Problem 8-112-8-117 0
LR-206 Lynnwood WWTP Light Root Problem 5-195-5-195A 0
LR-207 Lynnwood WWTP Light Root Problem 5-195-5-195A 0
LR-208 Edmonds WWTP Light Root Problem 8-123-8-120 0



No. Location Reason Manhole # Pipe Type Sheet No. Other
Description

Table F.2
Granite O&M

Distance of 
Run (ft)

LR-209 Lift Station 1 Light Root Problem 8-291-8-283 0
LR-210 Lynnwood WWTP Light Root Problem 5-194-5-195 0
LR-211 Edmonds WWTP Light Root Problem 7-66-8-327 0
LR-212 Edmonds WWTP Light Root Problem 8-123-8-120 0
LR-213 Edmonds WWTP Light Root Problem 8-54-8-56 0
LR-214 Lift Station 1 Light Root Problem 8-291-8-283 0
LR-215 Edmonds WWTP Light Root Problem 8-59A-8-59 0
LR-216 Lift Station 1 Light Root Problem 8-219A-8-219C 0
LR-217 Lift Station 1 Light Root Problem 8-152-8-150 0
LR-218 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-219 Edmonds WWTP Light Root Problem 12-87-12-86 0
LR-220 Edmonds WWTP Light Root Problem 7-60-7-56 0
LR-221 Lift Station 1 Light Root Problem 8-188A-8-188C 0
LR-222 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-223 Edmonds WWTP Light Root Problem 12-284F-12-284 0
LR-224 Edmonds WWTP Light Root Problem 12-101-12-95 0
LR-225 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-226 Lift Station 1 Light Root Problem 8-184-8-186 0
LR-227 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-228 Edmonds WWTP Light Root Problem 8-332-8-331 0
LR-229 Edmonds WWTP Light Root Problem 7-46-7-47 0
LR-230 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-231 Edmonds WWTP Light Root Problem 12-78-12-77 0
LR-232 Edmonds WWTP Light Root Problem 8-30-8-29 0
LR-233 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-234 Edmonds WWTP Light Root Problem 7-60-7-56 0
LR-235 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-236 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-237 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-238 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-239 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-240 Edmonds WWTP Light Root Problem 12-151-12-22 0
LR-241 Edmonds WWTP Light Root Problem 7-34-7-30 0
LR-242 Edmonds WWTP Light Root Problem 7-38-7-36 0
LR-243 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-244 Edmonds WWTP Light Root Problem 8-18-8-55 0
LR-245 Edmonds WWTP Light Root Problem 7-86-7-87A 0
LR-246 Edmonds WWTP Light Root Problem 8-18-8-55 0
LR-247 Edmonds WWTP Light Root Problem 7-83-7-84 0
LR-248 Edmonds WWTP Light Root Problem 7-34-7-30 0
LR-249 Edmonds WWTP Light Root Problem 7-35-7-33B 0
LR-250 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-251 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-252 Edmonds WWTP Light Root Problem 7-82-7-83 0
LR-253 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-254 Edmonds WWTP Light Root Problem 7-60-7-56 0
LR-255 Edmonds WWTP Light Root Problem 7-46A-7-46 0
LR-256 Edmonds WWTP Light Root Problem 7-46-7-47 0
LR-257 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-258 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-259 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-260 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-261 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-262 Edmonds WWTP Light Root Problem 7-60-7-56 0
LR-263 Edmonds WWTP Light Root Problem 12-234B-12-234A 0
LR-264 Edmonds WWTP Light Root Problem 7-83-7-84 0
LR-265 Edmonds WWTP Light Root Problem 12-74-12-73 0
LR-266 Edmonds WWTP Light Root Problem 12-72-12-71 0
LR-267 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-268 Edmonds WWTP Light Root Problem 7-34-7-30 0
LR-269 Edmonds WWTP Light Root Problem 7-38-7-36 0
LR-270 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-271 Edmonds WWTP Light Root Problem 7-46-7-47 0
LR-272 Edmonds WWTP Light Root Problem 7-86-7-87A 0
LR-273 Edmonds WWTP Light Root Problem 12-95-12-94 0
LR-274 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-275 Edmonds WWTP Light Root Problem 7-83-7-84 0
LR-276 Edmonds WWTP Light Root Problem 12-89-12-88 0
LR-277 Edmonds WWTP Light Root Problem 7-46-7-47 0
LR-278 Lift Station 1 Light Root Problem 8-136-8-137 0
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LR-279 Edmonds WWTP Light Root Problem 12-71-12-89 0
LR-280 Edmonds WWTP Light Root Problem 7-85-7-86 0
LR-281 Edmonds WWTP Light Root Problem 8-30-8-29 0
LR-282 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-283 Edmonds WWTP Light Root Problem 12-95-12-94 0
LR-284 Edmonds WWTP Light Root Problem 7-46A-7-46 0
LR-285 Edmonds WWTP Light Root Problem 7-62-7-61 0
LR-286 Edmonds WWTP Light Root Problem 12-12-12-13 0
LR-287 Edmonds WWTP Light Root Problem 12-87-12-86 0
LR-288 Edmonds WWTP Light Root Problem 7-83-7-84 0
LR-289 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-290 Edmonds WWTP Light Root Problem 7-35-7-33B 0
LR-291 Edmonds WWTP Light Root Problem 7-46-7-47 0
LR-292 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-293 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-294 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-295 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-296 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-297 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-298 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-299 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-300 Edmonds WWTP Light Root Problem 7-46A-7-46 0
LR-301 Edmonds WWTP Light Root Problem 7-66-8-327 0
LR-302 Edmonds WWTP Light Root Problem 8-30-8-29 0
LR-303 Edmonds WWTP Light Root Problem 12-95-12-94 0
LR-304 Edmonds WWTP Light Root Problem 12-95-12-94 0
LR-305 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-306 Edmonds WWTP Light Root Problem 12-87-12-86 0
LR-307 Edmonds WWTP Light Root Problem 7-83-7-84 0
LR-308 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-309 Edmonds WWTP Light Root Problem 12-72-12-71 0
LR-310 Metro Light Root Problem 9-262A-9-262 0
LR-311 Edmonds WWTP Light Root Problem 7-46-7-47 0
LR-312 Edmonds WWTP Light Root Problem 12-22-12-20 0
LR-313 Edmonds WWTP Light Root Problem 8-30-8-29 0
LR-314 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-315 Edmonds WWTP Light Root Problem 7-60-7-56 0
LR-316 Edmonds WWTP Light Root Problem 12-95-12-94 0
LR-317 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-318 Edmonds WWTP Light Root Problem 7-63-7-62 0
LR-319 Lift Station 1 Light Root Problem 8-136-8-137 0
LR-320 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-321 Edmonds WWTP Light Root Problem 8-17-8-18 0
LR-322 Edmonds WWTP Light Root Problem 7-81-7-82 0
LR-323 Edmonds WWTP Light Root Problem 8-18-8-55 0
LR-324 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-325 Edmonds WWTP Light Root Problem 12-2-12-1 0
LR-326 Edmonds WWTP Light Root Problem 12-70-12-69 0
LR-327 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-328 Edmonds WWTP Light Root Problem 8-43-8-44 0
LR-329 Edmonds WWTP Light Root Problem 12-185G-12-185F 0
LR-330 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-331 Edmonds WWTP Light Root Problem 12-185G-12-185F 0
LR-332 Edmonds WWTP Light Root Problem 12-2-12-1 0
LR-333 Edmonds WWTP Light Root Problem 12-208-12-207 0
LR-334 Edmonds WWTP Light Root Problem 8-43-8-44 0
LR-335 Edmonds WWTP Light Root Problem 12-180A-12-180 0
LR-336 Edmonds WWTP Light Root Problem 12-18-12-19 0
LR-337 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-338 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-339 Edmonds WWTP Light Root Problem 12-226-12-225 0
LR-340 Edmonds WWTP Light Root Problem 8-43-8-44 0
LR-341 Edmonds WWTP Light Root Problem 12-182A-12-215 0
LR-342 Edmonds WWTP Light Root Problem 12-182A-12-215 0
LR-343 Edmonds WWTP Light Root Problem 12-208-12-207 0
LR-344 Lift Station 1 Light Root Problem 8-316-8-135 0
LR-345 Metro Light Root Problem 13-157-13-156 0
LR-346 Edmonds WWTP Light Root Problem 12-2-12-1 0
LR-347 Edmonds WWTP Light Root Problem 12-208-12-207 0
LR-348 Edmonds WWTP Light Root Problem 8-73-8-74 0
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LR-349 Edmonds WWTP Light Root Problem 11-23A-11-21 0
LR-350 Edmonds WWTP Light Root Problem 12-287-12-286 0
LR-351 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-352 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-353 Edmonds WWTP Light Root Problem 12-246-12-243 0
LR-354 Lift Station 1 Light Root Problem 8-316-8-135 0
LR-355 Edmonds WWTP Light Root Problem 12-208-12-207 0
LR-356 Edmonds WWTP Light Root Problem 12-208-12-207 0
LR-357 Metro Light Root Problem 13-157-13-156 0
LR-358 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-359 Edmonds WWTP Light Root Problem 7-46-7-47 0
LR-360 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-361 Edmonds WWTP Light Root Problem 12-84A-12-83 0
LR-362 Edmonds WWTP Light Root Problem 8-43-8-44 0
LR-363 Edmonds WWTP Light Root Problem 12-2-12-1 0
LR-364 Metro Light Root Problem 13-157-13-156 0
LR-365 Edmonds WWTP Light Root Problem 12-246-12-243 0
LR-366 Edmonds WWTP Light Root Problem 8-43-8-44 0
LR-367 Edmonds WWTP Light Root Problem 8-73-8-74 0
LR-368 Edmonds WWTP Light Root Problem 12-208-12-207 0
LR-369 Edmonds WWTP Light Root Problem 12-2-12-1 0
LR-370 Edmonds WWTP Light Root Problem 12-1-8-1 0
LR-371 Edmonds WWTP Light Root Problem 9-159-9-158 0
LR-372 Edmonds WWTP Light Root Problem 9-237-9-236 0
LR-373 Lift Station 1 Light Root Problem 8-188B-8-188A 0
LR-374 Edmonds WWTP Light Root Problem 9-360-9-346 6
LR-375 Lift Station 1 Light Root Problem 8-187A-8-187 0
LR-376 Lift Station 1 Light Root Problem 8-289-8-288 0
LR-377 Lift Station 2 Light Root Problem 8-294-8-295 0
LR-378 Edmonds WWTP Light Root Problem 9-299-9-298 0
LR-379 Lift Station 1 Light Root Problem 8-289-8-288 0
LR-380 Lift Station 1 Light Root Problem 9-134-9-136 0
LR-381 Lift Station 9 Light Root Problem 5-334B-5-334A 0
LR-382 Edmonds WWTP Light Root Problem 9-299-9-298 0
LR-383 Edmonds WWTP Light Root Problem 15-1C-15-2 0
LR-384 Edmonds WWTP Light Root Problem 9-177-9-158A 0
LR-385 Lift Station 9 Light Root Problem 5-334B-5-334A 0
LR-386 Edmonds WWTP Light Root Problem 9-363A-9-363 0
LR-387 Lift Station 1 Light Root Problem 8-135-8-136 0
LR-388 Edmonds WWTP Light Root Problem 8-324-7-68 0
LR-389 Edmonds WWTP Light Root Problem 9-363A-9-363 0
LR-390 Edmonds WWTP Light Root Problem 8-324-7-68 0
LR-391 Edmonds WWTP Light Root Problem 9-11-9-10 0
LR-392 Lift Station 1 Light Root Problem 8-193-8-192 4
LR-393 Edmonds WWTP Light Root Problem 11-21A-11-21 0
LR-394 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-395 Edmonds WWTP Light Root Problem 11-9A-7-35 0
LR-396 Edmonds WWTP Light Root Problem 9-225B-9-225 0
LR-397 Edmonds WWTP Light Root Problem 11-21A-11-21 0
LR-398 Lift Station 1 Light Root Problem 9-84-9-83 0
LR-399 Edmonds WWTP Light Root Problem 11-12-11-11 0
LR-400 Edmonds WWTP Light Root Problem 9-225-9-224 0
LR-401 Lift Station 1 Light Root Problem 9-84-9-83 0
LR-402 Edmonds WWTP Light Root Problem 11-9A-7-35 0
LR-403 Edmonds WWTP Light Root Problem 11-12-11-11 0
LR-404 Edmonds WWTP Light Root Problem 9-225-9-224 10
LR-405 Metro Light Root Problem 16-54-16-57 0
LR-406 Edmonds WWTP Light Root Problem 11-8-11-7 0
LR-407 Lift Station 1 Light Root Problem 9-85-9-86 0
LR-408 Edmonds WWTP Light Root Problem 11-8-11-7 0
LR-409 Lift Station 9 Light Root Problem 9-150-5-336 0
LR-410 Edmonds WWTP Light Root Problem 11-21A-11-21 0
LR-411 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-412 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-413 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-414 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-415 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-416 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-417 Edmonds WWTP Light Root Problem 11-23B-11-21 0
LR-418 Edmonds WWTP Light Root Problem 11-14-11-13 0
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LR-419 Edmonds WWTP Light Root Problem 11-9A-7-35 0
LR-420 Edmonds WWTP Light Root Problem 11-9A-7-35 0
LR-421 Edmonds WWTP Light Root Problem 9-363A-9-363 0
LR-422 Edmonds WWTP Light Root Problem 12-163-12-162 0
LR-423 Edmonds WWTP Light Root Problem 11-8-11-7 0
LR-424 Edmonds WWTP Light Root Problem 11-23B-11-21 0
LR-425 Lift Station 1 Light Root Problem 8-178A-8-177A 0
LR-426 Edmonds WWTP Light Root Problem 12-19-12-28 0
LR-427 Edmonds WWTP Light Root Problem 11-6-11-5 0
LR-428 Edmonds WWTP Light Root Problem 11-5-11-3 0
LR-429 Metro Light Root Problem 17-15-17-16 0
LR-430 Metro Light Root Problem 13-133-13-134 0
LR-431 Edmonds WWTP Light Root Problem 13-67-13-66 0
LR-432 Edmonds WWTP Light Root Problem 12-19-12-28 0
LR-433 Edmonds WWTP Light Root Problem 12-19-12-28 0
LR-434 Edmonds WWTP Light Root Problem 11-5-11-3 0
LR-435 Metro Light Root Problem 16-46-16-47 0
LR-436 Edmonds WWTP Light Root Problem 13-67-13-66 0
LR-437 Lift Station 1 Light Root Problem 8-195-8-196 4
LR-438 Edmonds WWTP Light Root Problem 12-135-12-134 0
LR-439 Edmonds WWTP Light Root Problem 11-5-11-3 0
LR-440 Edmonds WWTP Light Root Problem 12-135-12-134 0
LR-441 Edmonds WWTP Light Root Problem 12-108-12-109 0
LR-442 Edmonds WWTP Light Root Problem 8-85K-8-85F 0
LR-443 Edmonds WWTP Light Root Problem 12-19-12-28 0
LR-444 Edmonds WWTP Light Root Problem 11-5-11-3 0
LR-445 Metro Light Root Problem 17-15-17-16 0
LR-446 Edmonds WWTP Light Root Problem 13-67-13-66 0
LR-447 Edmonds WWTP Light Root Problem 13-89-9-11 0
LR-448 Metro Light Root Problem 13-21A-13-21 0
LR-449 Metro Light Root Problem 13-21A-13-21 0
LR-450 Metro Light Root Problem 13-8-13-8B 0
LR-451 Metro Light Root Problem 13-21A-13-21 0
LR-452 Metro Light Root Problem 13-21A-13-21 0
LR-453 Metro Light Root Problem 13-8A-13-8B 0
LR-454 Lift Station 1 Light Root Problem 8-46-8-47 0
LR-455 Edmonds WWTP Light Root Problem 8-59A-8-59 0
LR-456 Metro Light Root Problem 16-32-16-33 0
LR-457 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-458 Metro Light Root Problem 13-21A-13-21 0
LR-459 Edmonds WWTP Light Root Problem 8-59A-8-59 0
LR-460 Lift Station 1 Light Root Problem 8-289-8-288 0
LR-461 Lift Station 1 Light Root Problem 8-46-8-47 0
LR-462 Edmonds WWTP Light Root Problem 8-60-8-59A 0
LR-463 Metro Light Root Problem 16-33-16-36 0
LR-464 Metro Light Root Problem 14-33-14-32 0
LR-465 Metro Light Root Problem 13-22A-13-22B 0
LR-466 Lift Station 1 Light Root Problem 8-46-8-47 0
LR-467 Lift Station 1 Light Root Problem 8-197-8-199 0
LR-468 Edmonds WWTP Light Root Problem 7-37-7-36 0
LR-469 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-470 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-471 Metro Light Root Problem 16-108-16-109 0
LR-472 Metro Light Root Problem 16-108-16-109 0
LR-473 Metro Light Root Problem 16-91-16-103 0
LR-474 Lift Station 1 Light Root Problem 5-264-5-263 0
LR-475 Edmonds WWTP Light Root Problem 8-71-8-72 0
LR-476 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-477 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-478 Lynnwood WWTP Light Root Problem 5-13-5-12 0
LR-479 Lift Station 1 Light Root Problem 8-323-8-321 0
LR-480 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-481 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-482 Edmonds WWTP Light Root Problem 8-71-8-72 0
LR-483 Edmonds WWTP Light Root Problem 8-41-8-42 0
LR-484 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-485 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-486 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-487 Edmonds WWTP Light Root Problem 11-8-11-7 0
LR-488 Edmonds WWTP Light Root Problem 7-78-7-79 0
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LR-489 Metro Light Root Problem 16-9-16-8 0
LR-490 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-491 Metro Light Root Problem 16-4-16-3 0
LR-492 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-493 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-494 Edmonds WWTP Light Root Problem 8-31-8-30 0
LR-495 Edmonds WWTP Light Root Problem 8-71-8-72 0
LR-496 Lynnwood WWTP Light Root Problem 5-218-5-210 0
LR-497 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-498 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-499 Edmonds WWTP Light Root Problem 11-12-11-11 0
LR-500 Edmonds WWTP Light Root Problem 12-217-12-216 0
LR-501 Edmonds WWTP Light Root Problem 8-31-8-30 0
LR-502 Edmonds WWTP Light Root Problem 8-5-8-6 0
LR-503 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-504 Edmonds WWTP Light Root Problem 12-28-8-2 0
LR-505 Edmonds WWTP Light Root Problem 12-74-12-73 0
LR-506 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-507 Metro Light Root Problem 14-7C-14-7A 0
LR-508 Metro Light Root Problem INLET-13-167 0
LR-509 Edmonds WWTP Light Root Problem 8-71-8-72 0
LR-510 Edmonds WWTP Light Root Problem 8-71-8-72 0
LR-511 Lift Station 1 Light Root Problem 8-291A-8-291 0
LR-512 Lift Station 1 Light Root Problem 4-30-4-28 0
LR-513 Edmonds WWTP Light Root Problem 8-332-8-331 0
LR-514 Edmonds WWTP Light Root Problem 8-70-8-71 0
LR-515 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-516 Edmonds WWTP Light Root Problem 12-74-12-73 0
LR-517 Edmonds WWTP Light Root Problem 7-79-7-80 0
LR-518 Edmonds WWTP Light Root Problem 7-78-7-79 0
LR-519 Metro Light Root Problem 13-8A-13-8B 0
LR-520 Metro Light Root Problem 13-8A-13-8B 0
LR-521 Lift Station 1 Light Root Problem 5-141A-5-141 0

Medium Roots
MR-1 Lift Station 1 Medium Root Problem 4-133-4-132 0
MR-2 Lift Station 1 Medium Root Problem 4-137-4-133 0
MR-3 Lift Station 1 Medium Root Problem 4-210-4-213A 0
MR-4 Lift Station 1 Medium Root Problem 4-143-4-150 0
MR-5 Lift Station 1 Medium Root Problem 5-38-5-39 0
MR-6 Lift Station 1 Medium Root Problem 4-78-8-244 0
MR-7 Lift Station 1 Medium Root Problem 4-78-8-244 0
MR-8 Lynnwood WWTP Medium Root Problem 5-221-5-219A 0
MR-9 Lift Station 10 Medium Root Problem 2-113-2-112 2

MR-10 Lift Station 1 Medium Root Problem 8-244-8-243 0
MR-11 Lynnwood WWTP Medium Root Problem 5-149-5-150 0
MR-12 Lynnwood WWTP Medium Root Problem 5-217-5-216 0
MR-13 Lynnwood WWTP Medium Root Problem 5-148B-5-149 0
MR-14 Lift Station 10 Medium Root Problem 2-113-2-112 4
MR-15 Lift Station 1 Medium Root Problem 4-131-4-100 0
MR-16 Lynnwood WWTP Medium Root Problem 3-109G-3-109F 0
MR-17 Lift Station 10 Medium Root Problem 2-109-2-108 0
MR-18 Lynnwood WWTP Medium Root Problem 5-150-5-151 0
MR-19 Lift Station 1 Medium Root Problem 4-78-8-244 0
MR-20 Lift Station 1 Medium Root Problem 4-110-4-109 0
MR-21 Lynnwood WWTP Medium Root Problem 5-150-5-151 0
MR-22 Lift Station 9 Medium Root Problem 5-317-5-316 0
MR-23 Lift Station 1 Medium Root Problem 5-79-5-70 0
MR-24 Lynnwood WWTP Medium Root Problem 3-120-3N-4 0
MR-25 Lift Station 1 Medium Root Problem 4-78-8-244 0
MR-26 Edmonds WWTP Medium Root Problem 7-35-7-33B 0
MR-27 Edmonds WWTP Medium Root Problem 8-64B-8-64A 0
MR-28 Edmonds WWTP Medium Root Problem 8-41-8-42 0
MR-29 Lift Station 1 Medium Root Problem 8-291A-8-291 0
MR-30 Edmonds WWTP Medium Root Problem 8-59A-8-59 0
MR-31 Lift Station 1 Medium Root Problem 8-250-8-249 0
MR-32 Edmonds WWTP Medium Root Problem 12-160-12-149 0
MR-33 Lift Station 1 Medium Root Problem 8-250-8-249 0
MR-34 Metro Medium Root Problem 9-262B-9-262A 0
MR-35 Lift Station 1 Medium Root Problem 8-265-8-266 0
MR-36 Metro Medium Root Problem 9-262A-9-262 0
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MR-37 Lift Station 1 Medium Root Problem 8-291-8-283 0
MR-38 Metro Medium Root Problem 9-262B-9-262A 3
MR-39 Edmonds WWTP Medium Root Problem 7-66-8-327 0
MR-40 Lift Station 1 Medium Root Problem 8-172J-8-172F 0
MR-41 Lift Station 9 Medium Root Problem 5-330E-5-330D 0
MR-42 Edmonds WWTP Medium Root Problem 7-66-8-327 0
MR-43 Metro Medium Root Problem 9-262A-9-262 0
MR-44 Edmonds WWTP Medium Root Problem 7-83-7-84 0
MR-45 Edmonds WWTP Medium Root Problem 7-37-7-36 0
MR-46 Lift Station 1 Medium Root Problem 8-136-8-137 0
MR-47 Edmonds WWTP Medium Root Problem 12-78-12-77 0
MR-48 Edmonds WWTP Medium Root Problem 7-78-7-79 0
MR-49 Edmonds WWTP Medium Root Problem 7-78-7-79 0
MR-50 Edmonds WWTP Medium Root Problem 12-153-12-150 0
MR-51 Edmonds WWTP Medium Root Problem 7-49-7-49A 0
MR-52 Edmonds WWTP Medium Root Problem 7-78-7-79 0
MR-53 Edmonds WWTP Medium Root Problem 7-83-7-84 0
MR-54 Edmonds WWTP Medium Root Problem 7-46-7-47 0
MR-55 Lift Station 1 Medium Root Problem 9-111-8-189D 0
MR-56 Edmonds WWTP Medium Root Problem 7-78-7-79 0
MR-57 Edmonds WWTP Medium Root Problem 7-38-7-36 0
MR-58 Edmonds WWTP Medium Root Problem 8-18-8-55 0
MR-59 Edmonds WWTP Medium Root Problem 7-83-7-84 0
MR-60 Edmonds WWTP Medium Root Problem 7-46-7-47 0
MR-61 Edmonds WWTP Medium Root Problem 12-250-12-249 0
MR-62 Edmonds WWTP Medium Root Problem 12-288-12-287 0
MR-63 Edmonds WWTP Medium Root Problem 8-73-8-74 0
MR-64 Edmonds WWTP Medium Root Problem 12-185G-12-185F 0
MR-65 Edmonds WWTP Medium Root Problem 13-112-13-114 0
MR-66 Edmonds WWTP Medium Root Problem 12-250-12-249 0
MR-67 Edmonds WWTP Medium Root Problem 12-182A-12-215 0
MR-68 Edmonds WWTP Medium Root Problem 12-246-12-243 27
MR-69 Edmonds WWTP Medium Root Problem 12-289-12-288A 0
MR-70 Edmonds WWTP Medium Root Problem 9-299-9-298 4
MR-71 Lift Station 1 Medium Root Problem 8-188B-8-188A 0
MR-72 Edmonds WWTP Medium Root Problem 9-299-9-298 0
MR-73 Edmonds WWTP Medium Root Problem 9-222A-9-227 0
MR-74 Metro Medium Root Problem 17-44-17-46 0
MR-75 Edmonds WWTP Medium Root Problem 9-363A-9-363 0
MR-76 Edmonds WWTP Medium Root Problem 9-185-9-186 0
MR-77 Edmonds WWTP Medium Root Problem 9-273A-9-273 0
MR-78 Edmonds WWTP Medium Root Problem 7-78-7-79 0
MR-79 Edmonds WWTP Medium Root Problem 11-8-11-7 0
MR-80 Edmonds WWTP Medium Root Problem 11-14A-11-14 0
MR-81 Edmonds WWTP Medium Root Problem 11-14A-11-14 0
MR-82 Lift Station 1 Medium Root Problem 8-195-8-196 0
MR-83 Edmonds WWTP Medium Root Problem 11-10-11-9B 0
MR-84 Lift Station 1 Medium Root Problem 8-195-8-196 0
MR-85 Edmonds WWTP Medium Root Problem 7-78-7-79 0
MR-86 Edmonds WWTP Medium Root Problem 11-21A-11-21 0
MR-87 Edmonds WWTP Medium Root Problem 11-8-11-7 0
MR-88 Edmonds WWTP Medium Root Problem 12-33-12-31 0
MR-89 Metro Medium Root Problem 13-9A-13-166A 0
MR-90 Lift Station 1 Medium Root Problem 8-196-8-196A 0
MR-91 Lift Station 1 Medium Root Problem 8-203-8-202 0
MR-92 Metro Medium Root Problem 13-8D-13-8C 0
MR-93 Metro Medium Root Problem 13-21A-13-21 0
MR-94 Metro Medium Root Problem 13-21A-13-21 0
MR-95 Metro Medium Root Problem 13-21A-13-21 0
MR-96 Metro Medium Root Problem 13-21A-13-21 0
MR-97 Metro Medium Root Problem 13-21A-13-21 0
MR-98 Metro Medium Root Problem 13-21A-13-21 0
MR-99 Edmonds WWTP Medium Root Problem 13-65C-13-65D 0

MR-100 Metro Medium Root Problem 14-56-14-62 0
MR-101 Metro Medium Root Problem 13-21A-13-21 0
MR-102 Edmonds WWTP Medium Root Problem 8-59A-8-59 0
MR-103 Edmonds WWTP Medium Root Problem 8-59A-8-59 0
MR-104 Metro Medium Root Problem 13-22A-13-22B 0
MR-105 Lift Station 1 Medium Root Problem 8-178I-8-178J 0
MR-106 Edmonds WWTP Medium Root Problem 8-60-8-59A 0
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MR-107 Metro Medium Root Problem 14-44-14-43 0
MR-108 Lift Station 1 Medium Root Problem 8-178D-8-178C 0
MR-109 Lift Station 1 Medium Root Problem 4-40-4-39 0
MR-110 Edmonds WWTP Medium Root Problem 7-83-7-84 0
MR-111 Edmonds WWTP Medium Root Problem 11-8-11-7 0
MR-112 Edmonds WWTP Medium Root Problem 7-37-7-36 0
MR-113 Lift Station 3 Medium Root Problem 4-56-4-57 0
MR-114 Lift Station 1 Medium Root Problem 8-188B-8-188A 0
MR-115 Edmonds WWTP Medium Root Problem 12-74-12-73 0
MR-116 Lift Station 3 Medium Root Problem 4-60-4-62 7
MR-117 Edmonds WWTP Medium Root Problem 8-311-8-312 0
MR-118 Edmonds WWTP Medium Root Problem 11-8-11-7 0
MR-119 Lift Station 10 Medium Root Problem 5-88A-5-88B 0

Roots - General 
R-1 Lift Station 12 Roots 1-36A-1-36 0
R-2 Lift Station 1 Roots 5-52-5-51 0
R-3 Lynnwood WWTP Roots 5-324A-5N-3 0
R-4 Lift Station 4 Roots 2-90-2-89 0
R-5 Lynnwood WWTP Roots 5-156-5-151 0
R-6 Lynnwood WWTP Roots 2-27-2-25 0
R-7 Lynnwood WWTP Roots 5-14-5-15 0
R-8 Lift Station 1 Roots 5-246-5-245 0
R-9 Edmonds WWTP Roots 8-72-8-73 0

R-10 Edmonds WWTP Roots 8-73-8-74 0
R-11 Lift Station 1 Roots 8-246-8-247 0
R-12 Edmonds WWTP Roots 9-270-9-308 0
R-13 Edmonds WWTP Roots 12-243-12-241 0
R-14 Metro Roots 9-262B-9-262A 0
R-15 Lift Station 1 Roots 8-189B-8-189A 0
R-16 Lift Station 10 Roots 5-88B-5-88C 0
R-17 Edmonds WWTP Roots 7-49-7-49A 0
R-18 Edmonds WWTP Roots 8-17-8-18 0
R-19 Edmonds WWTP Roots 7-49-7-49A 0
R-20 Edmonds WWTP Roots 7-49-7-49A 0
R-21 Edmonds WWTP Roots 12-95-12-94 0
R-22 Edmonds WWTP Roots 8-18-8-55 0
R-23 Edmonds WWTP Roots 12-87-12-86 4
R-24 Edmonds WWTP Roots 12-87-12-86 0
R-25 Edmonds WWTP Roots 7-79-7-80 0
R-26 Edmonds WWTP Roots 7-83-7-84 0
R-27 Edmonds WWTP Roots 12-89-12-88 0
R-28 Edmonds WWTP Roots 12-84-12-84A 42
R-29 Edmonds WWTP Roots 7-63-7-62 0
R-30 Edmonds WWTP Roots 8-17-8-18 0
R-31 Edmonds WWTP Roots 8-18-8-55 0
R-32 Edmonds WWTP Roots 12-101-12-95 10
R-33 Metro Roots 9-262A-9-262 0
R-34 Metro Roots 9-262A-9-262 0
R-35 Metro Roots 9-262A-9-262 0
R-36 Edmonds WWTP Roots 8-18-8-55 0
R-37 Edmonds WWTP Roots 12-246-12-243 0
R-38 Edmonds WWTP Roots 8-43-8-44 0
R-39 Edmonds WWTP Roots 12-84A-12-83 49
R-40 Edmonds WWTP Roots 8-43-8-44 0
R-41 Edmonds WWTP Roots 12-246-12-243 0
R-42 Edmonds WWTP Roots 9-276-9-277 0
R-43 Edmonds WWTP Roots 9-363A-9-363 0
R-44 Edmonds WWTP Roots 9-289-9-290 0
R-45 Edmonds WWTP Roots 9-363A-9-363 0
R-46 Edmonds WWTP Roots 9-273C-9-273B 0
R-47 Lift Station 1 Roots 9-117-9-116 0
R-48 Edmonds WWTP Roots 9-363A-9-363 0
R-49 Edmonds WWTP Roots 9-273-9-274 0
R-50 Edmonds WWTP Roots 9-287-9-286 0
R-51 Edmonds WWTP Roots 9-273A-9-273 0
R-52 Lift Station 9 Roots 9-150-5-336 0
R-53 Edmonds WWTP Roots 11-14-11-13 0
R-54 Lift Station 1 Roots 8-193-8-192 0
R-55 Metro Roots 13-8E-13-166A 0
R-56 Metro Roots 13-139-13-142 0
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R-57 Metro Roots 17-55-17-58 0
R-58 Metro Roots 17-24-17-25 0
R-59 Metro Roots 17-57-17-58 0
R-60 Metro Roots 13-22A-13-22B 0
R-61 Edmonds WWTP Roots 15-3A-15-2A 0
R-62 Metro Roots 17-25-17-26 0
R-63 Metro Roots 16-37-16-38 0

Depressions in Pipe
DP-1 Lift Station 1 Depressions in Pipe 4-132-4-131 0 Camera Under Water
DP-2 Lift Station 1 Depressions in Pipe 4-163-4-162 8 Camera Under Water
DP-3 Lift Station 12 Depressions in Pipe 1-31-1-30 0 Camera Under Water
DP-4 Lift Station 3 Depressions in Pipe 4-60-4-62 6 Camera Under Water
DP-5 Lift Station 1 Depressions in Pipe 4-100-4-100A 9 Camera Under Water
DP-6 Lift Station 3 Depressions in Pipe 4-60-4-62 2 Water Level
DP-7 Lynnwood WWTP Depressions in Pipe 5-144-5-145 1 Camera Under Water
DP-8 Lift Station 1 Depressions in Pipe 5-42-5-41 0 Water Level
DP-9 Lynnwood WWTP Depressions in Pipe 5-322-5N-2 0 Camera Under Water
DP-10 Lift Station 1 Depressions in Pipe 4-79-4-78 0 Camera Under Water
DP-11 Lynnwood WWTP Depressions in Pipe 3-23-3-24 0 Camera Under Water
DP-12 Lynnwood WWTP Depressions in Pipe 5-321A-5-322 0 Camera Under Water
DP-13 Lift Station 1 Depressions in Pipe 5-42-5-41 0 Water Level
DP-14 Lift Station 1 Depressions in Pipe 4-78-8-244 0 Camera Under Water
DP-15 Lift Station 1 Depressions in Pipe 4-86-4-85 36 Camera Under Water
DP-16 Lift Station 3 Depressions in Pipe 4-70A-4-71-LIFT 3 0 Camera Under Water
DP-17 Lift Station 3 Depressions in Pipe 4-65-4-67 0 Camera Under Water
DP-18 Lynnwood WWTP Depressions in Pipe 5-177-5-176 0 Camera Under Water
DP-19 Lynnwood WWTP Depressions in Pipe 5-325-5N-11 6 Camera Under Water
DP-20 Metro Depressions in Pipe 17-97-17-96 0 Camera Under Water
DP-21 Lynnwood WWTP Depressions in Pipe 5-7-5-8 0 Camera Under Water
DP-22 Lift Station 1 Depressions in Pipe 5-267-5-261 12 Camera Under Water
DP-23 Lift Station 12 Depressions in Pipe 3-2H-3-2I 24 Sag
DP-24 Lift Station 9 Depressions in Pipe 5-300-5-301 0 Camera Under Water
DP-25 Metro Depressions in Pipe 17-98-17-97 0 Camera Under Water
DP-26 Lynnwood WWTP Depressions in Pipe 5-7-5-8 0 Camera Under Water
DP-27 Lynnwood WWTP Depressions in Pipe 5-187-5-191 0 Camera Under Water
DP-28 Edmonds WWTP Depressions in Pipe 8-4-8-5 30 Camera Under Water
DP-29 Metro Depressions in Pipe 17-96-17-95 0 Camera Under Water
DP-30 Lynnwood WWTP Depressions in Pipe 5-325-5N-11 9 Camera Under Water
DP-31 Lift Station 12 Depressions in Pipe 1-43-1-24 0 Camera Under Water
DP-32 Lynnwood WWTP Depressions in Pipe 2-47-2-49 0 Camera Under Water
DP-33 Edmonds WWTP Depressions in Pipe 8-4-8-5 46 Camera Under Water
DP-34 Metro Depressions in Pipe 16-101-16-102 3 Sag
DP-35 Lift Station 1 Depressions in Pipe 5-267-5-261 11 Camera Under Water
DP-36 Edmonds WWTP Depressions in Pipe 7-47-7-50 0 Camera Under Water
DP-37 Lift Station 1 Depressions in Pipe 5-260-5-344 6 Camera Under Water
DP-38 Lift Station 1 Depressions in Pipe 5-267-5-261 6 Camera Under Water
DP-39 Lift Station 1 Depressions in Pipe 5-261-5-260 25 Camera Under Water
DP-40 Lift Station 1 Depressions in Pipe 5-267-5-261 12 Camera Under Water
DP-41 Lift Station 9 Depressions in Pipe 5-283-5-288 0 Camera Under Water
DP-42 Lynnwood WWTP Depressions in Pipe 3-8-3-9 0 Camera Under Water
DP-43 Lift Station 1 Depressions in Pipe 5-267-5-261 5 Camera Under Water
DP-44 Lift Station 1 Depressions in Pipe 5-260-5-344 7 Camera Under Water
DP-45 Lift Station 1 Depressions in Pipe 5-260-5-344 5 Camera Under Water
DP-46 Lift Station 1 Depressions in Pipe 5-261-5-260 4 Camera Under Water
DP-47 Lift Station 1 Depressions in Pipe 8-99-8-316 0 Camera Under Water
DP-48 Lynnwood WWTP Depressions in Pipe 3-12-2-2 0 Camera Under Water
DP-49 Lift Station 1 Depressions in Pipe 5-261-5-260 39 Camera Under Water
DP-50 Lift Station 1 Depressions in Pipe 5-260-5-344 7 Camera Under Water
DP-51 Lift Station 1 Depressions in Pipe 5-260-5-344 8 Camera Under Water
DP-52 Lift Station 1 Depressions in Pipe 8-182-8-179 10 Camera Under Water
DP-53 Lift Station 1 Depressions in Pipe 8-99-8-316 0 Camera Under Water
DP-54 Edmonds WWTP Depressions in Pipe 8-3-8-4 33 Camera Under Water
DP-55 Edmonds WWTP Depressions in Pipe 8-4-8-5 97 Camera Under Water
DP-56 Edmonds WWTP Depressions in Pipe 8-3-8-4 26 Camera Under Water
DP-57 Edmonds WWTP Depressions in Pipe 8-34-8-35 0 Camera Under Water
DP-58 Edmonds WWTP Depressions in Pipe 8-3-8-4 5 Camera Under Water
DP-59 Edmonds WWTP Depressions in Pipe 8-31-8-30 0 Camera Under Water
DP-60 Lift Station 1 Depressions in Pipe 8-268-8-267 0 Sag
DP-61 Edmonds WWTP Depressions in Pipe 8-31-8-30 0 Camera Under Water
DP-62 Edmonds WWTP Depressions in Pipe 8-37-8-39 0 Camera Under Water
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DP-63 Edmonds WWTP Depressions in Pipe 8-73-8-74 0 Camera Under Water
DP-64 Edmonds WWTP Depressions in Pipe 8-49-8-53 0 Camera Under Water
DP-65 Lift Station 1 Depressions in Pipe 8-182-8-179 5 Camera Under Water
DP-66 Edmonds WWTP Depressions in Pipe 8-107-8-106 0 Camera Under Water
DP-67 Lift Station 1 Depressions in Pipe 8-167-8-165 0 Camera Under Water
DP-68 Edmonds WWTP Depressions in Pipe 8-89-8-108 0 Camera Under Water
DP-69 Edmonds WWTP Depressions in Pipe 8-91-8-106 0 Camera Under Water
DP-70 Lift Station 1 Depressions in Pipe 5-267-5-261 8 Camera Under Water
DP-71 Lift Station 1 Depressions in Pipe 8-147-8-146 0 Camera Under Water
DP-72 Lift Station 1 Depressions in Pipe 8-265-8-266 0 Camera Under Water
DP-73 Lynnwood WWTP Depressions in Pipe 5-195A-5-196 0 Camera Under Water
DP-74 Edmonds WWTP Depressions in Pipe 8-29-8-43 0 Camera Under Water
DP-75 Lift Station 9 Depressions in Pipe 5-334A-5-334 0 Camera Under Water
DP-76 Edmonds WWTP Depressions in Pipe 9-270-9-308 0 Camera Under Water
DP-77 Edmonds WWTP Depressions in Pipe 12-149A-12-149 0 Camera Under Water
DP-78 Edmonds WWTP Depressions in Pipe 7-48-7-47 0 Camera Under Water
DP-79 Edmonds WWTP Depressions in Pipe 7-23-7-53D 0 Camera Under Water
DP-80 Edmonds WWTP Depressions in Pipe 12-180-12-181 0 Sag
DP-81 Edmonds WWTP Depressions in Pipe 7-30C-7-30 0 Camera Under Water
DP-82 Edmonds WWTP Depressions in Pipe 7-50-7-52 0 Camera Under Water
DP-83 Edmonds WWTP Depressions in Pipe 12-84A-12-83 20 Camera Under Water
DP-84 Edmonds WWTP Depressions in Pipe 12-84A-12-83 13 Camera Under Water
DP-85 Edmonds WWTP Depressions in Pipe 12-102-12-101 0 Camera Under Water
DP-86 Edmonds WWTP Depressions in Pipe 12-133-12-134 0 Camera Under Water
DP-87 Lift Station 1 Depressions in Pipe 8-340-8-339 0 Sag
DP-88 Edmonds WWTP Depressions in Pipe 12-133-12-134 0 Camera Under Water
DP-89 Edmonds WWTP Depressions in Pipe 8-3-8-4 44 Camera Under Water
DP-90 Edmonds WWTP Depressions in Pipe 11-23A-11-21 0 Camera Under Water
DP-91 Edmonds WWTP Depressions in Pipe 8-81B-8-81 0 Camera Under Water
DP-92 Edmonds WWTP Depressions in Pipe 12-185F-12-185A 108 Water Level
DP-93 Metro Depressions in Pipe 14-49-14-49D 0 Camera Under Water
DP-94 Metro Depressions in Pipe 13-4A-13-4 0 Camera Under Water
DP-95 Lift Station 1 Depressions in Pipe 9-137-9-139 0 Camera Under Water
DP-96 Edmonds WWTP Depressions in Pipe 9-346-9-347 0 Camera Under Water
DP-97 Edmonds WWTP Depressions in Pipe 13-120-13-121 11 Sag
DP-98 Edmonds WWTP Depressions in Pipe 12-133-12-134 0 Camera Under Water
DP-99 Lift Station 1 Depressions in Pipe 8-155-8-352 0 Sag

DP-100 Edmonds WWTP Depressions in Pipe 9-347-9-348 0 Camera Under Water
DP-101 Edmonds WWTP Depressions in Pipe 12-133-12-134 0 Camera Under Water
DP-102 Edmonds WWTP Depressions in Pipe 12-204-12-203 0 Sag
DP-103 Edmonds WWTP Depressions in Pipe 12-189-12-191 0 Camera Under Water
DP-104 Lift Station 1 Depressions in Pipe 9-100-9-101 0 Camera Under Water
DP-105 Edmonds WWTP Depressions in Pipe 9-314-9-366 0 Camera Under Water
DP-106 Lift Station 1 Depressions in Pipe 8-222B-8-222A 0 Camera Under Water
DP-107 Edmonds WWTP Depressions in Pipe 9-188-9-189 4 Camera Under Water
DP-108 Edmonds WWTP Depressions in Pipe 9-319-9-319A 0 Camera Under Water
DP-109 Lift Station 9 Depressions in Pipe 5-334B-5-334A 0 Camera Under Water
DP-110 Edmonds WWTP Depressions in Pipe 9-157-9-156 0 Camera Under Water
DP-111 Edmonds WWTP Depressions in Pipe 9-159-9-158 0 Camera Under Water
DP-112 Metro Depressions in Pipe 14-7G-14-7F 26 Camera Under Water
DP-113 Lift Station 7 Depressions in Pipe 7-9-7-10 0 Water Level
DP-114 Lift Station 1 Depressions in Pipe 8-303D-8-303C 0 Camera Under Water
DP-115 Edmonds WWTP Depressions in Pipe 7-34-7-30 0 Camera Under Water
DP-116 Edmonds WWTP Depressions in Pipe 9-175-9-177 0 Camera Under Water
DP-117 Lift Station 9 Depressions in Pipe 5-334B-5-334A 0 Camera Under Water
DP-118 Edmonds WWTP Depressions in Pipe 11-23C-11-21 0 Camera Under Water
DP-119 Edmonds WWTP Depressions in Pipe 9-321-9-322 0 Camera Under Water
DP-120 Edmonds WWTP Depressions in Pipe 9-175-9-177 0 Camera Under Water
DP-121 Lift Station 7 Depressions in Pipe 7-9-7-10 0 Camera Under Water
DP-122 Edmonds WWTP Depressions in Pipe 9-289-9-290 0 Water Level
DP-123 Lift Station 1 Depressions in Pipe 9-120-9-121 0 Camera Under Water
DP-124 Edmonds WWTP Depressions in Pipe 9-193-9-196 0 Camera Under Water
DP-125 Edmonds WWTP Depressions in Pipe 9-364-9-363 8 Camera Under Water
DP-126 Edmonds WWTP Depressions in Pipe 9-271-9-270 0 Camera Under Water
DP-127 Lift Station 7 Depressions in Pipe 7-9-7-10 0 Water Level
DP-128 Edmonds WWTP Depressions in Pipe 9-364-9-363 13 Camera Under Water
DP-129 Edmonds WWTP Depressions in Pipe 9-279-9-278 16 Camera Under Water
DP-130 Edmonds WWTP Depressions in Pipe 9-314-9-366 0 Camera Under Water
DP-131 Edmonds WWTP Depressions in Pipe 9-224-9-202 0 Camera Under Water
DP-132 Lift Station 1 Depressions in Pipe 9-55A-9-55 0 Camera Under Water
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DP-133 Edmonds WWTP Depressions in Pipe 9-20-9-19 0 Camera Under Water
DP-134 Metro Depressions in Pipe 10-25-10-26 0 Camera Under Water
DP-135 Edmonds WWTP Depressions in Pipe 11-15-11-14 0 Camera Under Water
DP-136 Lift Station 12 Depressions in Pipe 1-36A-1-36 0 Sag
DP-137 Edmonds WWTP Depressions in Pipe 11-9A-7-35 0 Water Level
DP-138 Edmonds WWTP Depressions in Pipe 9-201-9-202 0 Camera Under Water
DP-139 Edmonds WWTP Depressions in Pipe 12-52-12-53 0 Camera Under Water
DP-140 Edmonds WWTP Depressions in Pipe 9-274A-9-274 15 Camera Under Water
DP-141 Metro Depressions in Pipe 9-253-9-254 0 Camera Under Water
DP-142 Edmonds WWTP Depressions in Pipe 8-3-8-4 29 Camera Under Water
DP-143 Edmonds WWTP Depressions in Pipe 8-3-8-4 44 Camera Under Water
DP-144 Edmonds WWTP Depressions in Pipe 9-19-9-18 0 Camera Under Water
DP-145 Edmonds WWTP Depressions in Pipe 9-20-9-19 0 Sag
DP-146 Edmonds WWTP Depressions in Pipe 11-9A-7-35 0 Water Level
DP-147 Edmonds WWTP Depressions in Pipe 9-202-9-20 0 Camera Under Water
DP-148 Edmonds WWTP Depressions in Pipe 12-109A-12-111 0 Camera Under Water
DP-149 Metro Depressions in Pipe 17-61-17-84 0 Camera Under Water
DP-150 Edmonds WWTP Depressions in Pipe 12-190-12-189 0 Camera Under Water
DP-151 Metro Depressions in Pipe 17-75-17-78 0 Camera Under Water
DP-152 Edmonds WWTP Depressions in Pipe 7-37-7-36 16 Camera Under Water
DP-153 Metro Depressions in Pipe 17-39-17-46 0 Camera Under Water
DP-154 Metro Depressions in Pipe 17-19-17-23 0 Camera Under Water
DP-155 Metro Depressions in Pipe 16-57-16-75 0 Camera Under Water
DP-156 Metro Depressions in Pipe 17-61-17-84 0 Camera Under Water
DP-157 Metro Depressions in Pipe 17-87-17-88 0 Camera Under Water
DP-158 Edmonds WWTP Depressions in Pipe 12-135-12-134 0 Camera Under Water
DP-159 Metro Depressions in Pipe 17-46-17-47 0 Camera Under Water
DP-160 Metro Depressions in Pipe 17-61-17-84 0 Camera Under Water
DP-161 Edmonds WWTP Depressions in Pipe 12-26-12-24 0 Camera Under Water
DP-162 Metro Depressions in Pipe 17-61-17-84 0 Camera Under Water
DP-163 Metro Depressions in Pipe 14-34-14-33 0 Camera Under Water
DP-164 Metro Depressions in Pipe 17-95-17-94 0 Camera Under Water
DP-165 Metro Depressions in Pipe 14-21-14-4 0 Camera Under Water
DP-166 Metro Depressions in Pipe 13-4-14-49 0 Camera Under Water
DP-167 Edmonds WWTP Depressions in Pipe 13-39-13-37 12 Sag
DP-168 Metro Depressions in Pipe 14-34-14-33 0 Camera Under Water
DP-169 Metro Depressions in Pipe 17-23-17-39 4 Camera Under Water
DP-170 Metro Depressions in Pipe 17-23-17-39 16 Camera Under Water
DP-171 Metro Depressions in Pipe 14-3E-14-3F 0 Camera Under Water
DP-172 Metro Depressions in Pipe 17-61-17-84 0 Camera Under Water
DP-173 Edmonds WWTP Depressions in Pipe 13-36-13-35 5 Sag
DP-174 Edmonds WWTP Depressions in Pipe 13-59-13-60 9 Sag
DP-175 Metro Depressions in Pipe 14-66-14-65 0 Camera Under Water
DP-176 Metro Depressions in Pipe 14-46-14-METER 0 Camera Under Water
DP-177 Metro Depressions in Pipe 14-35-14-34 0 Camera Under Water
DP-178 Metro Depressions in Pipe 14-11-14-10 0 Camera Under Water
DP-179 Metro Depressions in Pipe 17-86-17-87 0 Camera Under Water
DP-180 Metro Depressions in Pipe 14-48-14-50 0 Camera Under Water
DP-181 Metro Depressions in Pipe 17-23-17-39 0 Camera Under Water
DP-182 Metro Depressions in Pipe 14-16-14-11 9 Camera Under Water
DP-183 Metro Depressions in Pipe 17-85-17-86 0 Camera Under Water
DP-184 Metro Depressions in Pipe 14-38-14-37 0 Camera Under Water
DP-185 Metro Depressions in Pipe 14-7A-14-7 0 Camera Under Water
DP-186 Metro Depressions in Pipe 14-66-14-65 0 Camera Under Water
DP-187 Metro Depressions in Pipe 17-60-17-61 45 Camera Under Water
DP-188 Metro Depressions in Pipe 13-4-14-49 0 Camera Under Water
DP-189 Edmonds WWTP Depressions in Pipe 13-57-13-59 14 Sag
DP-190 Edmonds WWTP Depressions in Pipe 13-53-9-212 9 Sag
DP-191 Metro Depressions in Pipe 17-88-17-89 0 Camera Under Water
DP-192 Metro Depressions in Pipe 17-23-17-39 23 Camera Under Water
DP-193 Metro Depressions in Pipe 17-48-17-59 0 Camera Under Water
DP-194 Metro Depressions in Pipe 17-47-17-48 0 Camera Under Water
DP-195 Metro Depressions in Pipe 17-38-17-37 4 Camera Under Water
DP-196 Lift Station 3 Depressions in Pipe 4-60-4-62 1 Water Level
DP-197 Lift Station 9 Depressions in Pipe 5-334B-5-334A 0 Camera Under Water
DP-198 Metro Depressions in Pipe 14-66-14-65 0 Camera Under Water
DP-199 Metro Depressions in Pipe 14-69-14-68 0 Camera Under Water
DP-200 Lift Station 2 Depressions in Pipe 8-296-8-297 0 Camera Under Water
DP-201 Edmonds WWTP Depressions in Pipe 12-160-12-149 0 Camera Under Water
DP-202 Metro Depressions in Pipe 14-67-14-66 0 Camera Under Water
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DP-203 Metro Depressions in Pipe 14-67-14-66 0 Camera Under Water
DP-204 Metro Depressions in Pipe 17-61-17-84 0 Camera Under Water
DP-205 Metro Depressions in Pipe 14-67-14-66 0 Camera Under Water
DP-206 Metro Depressions in Pipe 14-67-14-66 0 Camera Under Water
DP-207 Metro Depressions in Pipe 17-61-17-84 0 Camera Under Water
DP-208 Metro Depressions in Pipe 14-66-14-65 0 Camera Under Water
DP-209 Metro Depressions in Pipe 17-77-17-78 0 Camera Under Water
DP-210 Edmonds WWTP Depressions in Pipe 7-32C-7-32D 0 Camera Under Water
DP-211 Metro Depressions in Pipe 14-65-14-64 0 Camera Under Water
DP-212 Metro Depressions in Pipe 13-4-14-49 0 Camera Under Water
DP-213 Metro Depressions in Pipe 13-4-14-49 0 Camera Under Water
DP-214 Metro Depressions in Pipe 17-84-17-85 0 Camera Under Water
DP-215 Lynnwood WWTP Depressions in Pipe 3-94-3-93 0 Camera Under Water
DP-216 Lynnwood WWTP Depressions in Pipe 3-94-3-93 0 Camera Under Water

Problem Joints - Offset General
PJ-1 Lift Station 1 Problem Joints - Offset 8-97-8-98
PJ-2 Edmonds WWTP Problem Joints - Offset 12-204J-12-204I
PJ-3 Edmonds WWTP Problem Joints - Offset 12-204I-12-204H
PJ-4 Lift Station 1 Problem Joints - Offset 9-44-9-43
PJ-5 Lift Station 1 Problem Joints - Offset 8-178A-8-177A

Problem Joints - Offset Small
PJ-6 Lift Station 1 Problem Joint - Offset Small 5-281A-5-278 N/A
PJ-7 Lift Station 1 Problem Joint - Offset Small 5-281A-5-278 N/A
PJ-8 Lift Station 1 Problem Joint - Offset Small 4-134-4-133 N/A
PJ-9 Lynnwood WWTP Problem Joint - Offset Small 3-140-3-137 N/A

PJ-10 Lift Station 10 Problem Joint - Offset Small 2-112-2-111 N/A
PJ-11 Lift Station 10 Problem Joint - Offset Small 2-111-2-110 N/A
PJ-12 Lift Station 12 Problem Joint - Offset Small 3-8F-3-8A N/A
PJ-13 Lynnwood WWTP Problem Joint - Offset Small 3-162-3-163 N/A
PJ-14 Lift Station 12 Problem Joint - Offset Small 3-12F-3-12E N/A
PJ-15 Lift Station 1 Problem Joint - Offset Small 8-273-8-272 N/A
PJ-16 Edmonds WWTP Problem Joint - Offset Small 13-55-13-56 N/A
PJ-17 Edmonds WWTP Problem Joint - Offset Small 9-235B-9-217 N/A
PJ-18 Edmonds WWTP Problem Joint - Offset Small 9-235A-9-235B N/A
PJ-19 Edmonds WWTP Problem Joint - Offset Small 13-56-13-57 N/A
PJ-20 Lift Station 12 Problem Joint - Offset Small 3-12H-3-12I N/A
PJ-21 Lift Station 1 Problem Joint - Offset Small 4-134-4-133 N/A
PJ-22 Lift Station 1 Problem Joint - Offset Small 5-122-5-121 N/A
PJ-23 Lift Station 12 Problem Joint - Offset Small 3-12H-3-12I N/A
PJ-24 Lynnwood WWTP Problem Joint - Offset Small 3-66E-3-66D N/A
PJ-25 Lift Station 12 Problem Joint - Offset Small 3-2I-3-2J N/A
PJ-26 Lift Station 12 Problem Joint - Offset Small 3-2I-3-2J N/A

Problem Joints - Offset Medium
PJ-27 Lift Station 10 Problem Joint - Offset Medium 4-9-4-7 N/A
PJ-28 Lift Station 1 Problem Joint - Offset Medium 4-140-4-139 N/A
PJ-29 Edmonds WWTP Problem Joint - Offset Medium 7-44-7-44A N/A
PJ-30 Lift Station 12 Problem Joint - Offset Medium 3-1D-3-2G N/A
PJ-31 Edmonds WWTP Problem Joint - Offset Medium 8-18A-8-18 N/A
PJ-32 Lift Station 4 Problem Joint - Offset Medium 2-84-2-83 N/A
PJ-33 Lift Station 10 Problem Joint - Offset Medium 2-112-2-111 N/A
PJ-34 Lift Station 12 Problem Joint - Offset Medium 3-1D-3-2G N/A
PJ-35 Edmonds WWTP Problem Joint - Offset Medium 8-107-8-106 N/A
PJ-36 Edmonds WWTP Problem Joint - Offset Medium 12-266-12-265 N/A
PJ-37 Edmonds WWTP Problem Joint - Offset Medium 12-140-12-139 N/A
PJ-38 Edmonds WWTP Problem Joint - Offset Medium 13-56-13-57 N/A
PJ-39 Lift Station 1 Problem Joint - Offset Medium 8-185-8-186 N/A
PJ-40 Edmonds WWTP Problem Joint - Offset Medium 9-184-9-185 N/A
PJ-41 Edmonds WWTP Problem Joint - Offset Medium 8-UNK 1-8-330A N/A
PJ-42 Edmonds WWTP Problem Joint - Offset Medium 8-UNK 1-8-330A N/A
PJ-43 Lift Station 1 Problem Joint - Offset Medium 8-178A-8-177A N/A
PJ-44 Metro Problem Joint - Offset Medium 16-116-16-98 N/A
PJ-45 Lynnwood WWTP Problem Joint - Offset Medium 3-60-3-68 N/A

Problem Joints - Gaskets Light
PJ-46 Lynnwood WWTP Joint Gasket Exposed - Light 3-89-3-72 N/A Light
PJ-47 Edmonds WWTP Joint Gasket Exposed - Light 8-54-8-56 N/A Light
PJ-48 Edmonds WWTP Joint Gasket Exposed - Light 8-81B-8-81 N/A Light

Problem Joints - Gaskets Medium
PJ-49 Lynnwood WWTP Joint Gasket Exposed - Medium 3-66E-3-66D N/A Medium
PJ-50 Edmonds WWTP Joint Gasket Exposed - Medium 13-100-13-98 N/A Medium

Problem Joints - Gaskets Severe
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PJ-51 Edmonds WWTP Joint Gasket Exposed - Severe 12-134-12-132 N/A Severe
PJ-52 Metro Joint Gasket Exposed - Severe 16-59-16-60 N/A Severe

Problem Joints - Separation General 
PJ-53 Lift Station 1 Joint separated 8-263-8-252 N/A

Problem Joints - Separation Small
JS-1 Edmonds WWTP Joint separated - Small 8-39A-8-41 N/A Small
JS-2 Edmonds WWTP Joint separated - Small 8-68-8-68A N/A Small
JS-3 Edmonds WWTP Joint separated - Small 12-207-12-206 N/A Small
JS-4 Lift Station 1 Joint separated - Small 8-197-8-199 N/A Small
JS-5 Lift Station 1 Joint separated - Small 8-197-8-199 N/A Small
JS-6 Metro Joint separated - Small 16-115-16-116 N/A Small

Problem Joints - Separation Medium
JS-7 Edmonds WWTP Joint separated - Medium 8-68B-8-68 N/A Medium
JS-8 Edmonds WWTP Joint separated - Medium 12-140-12-139 N/A Medium
JS-9 Edmonds WWTP Joint separated - Medium 12-52-12-53 N/A Medium

JS-10 Metro Joint separated - Medium 16-106-16-110 N/A Medium
Debris and Deposits

D/D-1 Lift Station 3 Debris and Deposits 4-60-4-62 N/A
D/D-2 Lift Station 12 Debris and Deposits 1-67-1-66 N/A
D/D-3 Lift Station 1 Debris and Deposits 4-163-4-162 N/A
D/D-4 Lift Station 1 Debris and Deposits 4-100-4-100A N/A
D/D-5 Lift Station 12 Debris and Deposits 1-51-1-50 N/A
D/D-6 Lift Station 1 Debris and Deposits 4-39-4-41 N/A
D/D-7 Lift Station 1 Debris and Deposits 4-135-4-136 N/A
D/D-8 Lift Station 1 Debris and Deposits 4-34-4-36 N/A
D/D-9 Lift Station 1 Debris and Deposits 4-98-4-97 N/A

D/D-10 Lift Station 3 Debris and Deposits 4-72A-4-72 N/A
D/D-11 Lift Station 1 Debris and Deposits 4-196-4-200 N/A
D/D-12 Lift Station 1 Debris and Deposits 4-83-4-82 N/A
D/D-13 Lift Station 1 Debris and Deposits 4-86-4-85 N/A
D/D-14 Lynnwood WWTP Debris and Deposits 2-11-2-10 N/A
D/D-15 Edmonds WWTP Debris and Deposits 12-10-12-11 N/A
D/D-16 Lift Station 12 Debris and Deposits 1-57-1-56 N/A
D/D-17 Lynnwood WWTP Debris and Deposits 3-66E-3-66D N/A
D/D-18 Lynnwood WWTP Debris and Deposits 5-164-5-163 N/A
D/D-19 Edmonds WWTP Debris and Deposits 7-33-7-32 N/A
D/D-20 Edmonds WWTP Debris and Deposits 8-331-8-330 N/A
D/D-21 Edmonds WWTP Debris and Deposits 8-73-8-74 N/A
D/D-22 Edmonds WWTP Debris and Deposits 12-28-8-2 N/A
D/D-23 Edmonds WWTP Debris and Deposits 11-18-7-33 N/A
D/D-24 Lift Station 1 Debris and Deposits 8-291B-8-291A N/A
D/D-25 Edmonds WWTP Debris and Deposits 12-160-12-149 N/A
D/D-26 Edmonds WWTP Debris and Deposits 8-50-8-52 N/A
D/D-27 Edmonds WWTP Debris and Deposits 9-270-9-308 N/A
D/D-28 Lift Station 1 Debris and Deposits 8-178I-8-178J N/A
D/D-29 Edmonds WWTP Debris and Deposits 8-87-8-86 N/A
D/D-30 Lift Station 1 Debris and Deposits 8-172J-8-172F N/A
D/D-31 Edmonds WWTP Debris and Deposits 12-177-12-176 N/A
D/D-32 Edmonds WWTP Debris and Deposits 7-65-7-66 N/A
D/D-33 Edmonds WWTP Debris and Deposits 12-98-12-96 N/A
D/D-34 Edmonds WWTP Debris and Deposits 12-102-12-101 N/A
D/D-35 Edmonds WWTP Debris and Deposits 7-39A-7-39B N/A
D/D-36 Lift Station 7 Debris and Deposits 7-9-7-10 N/A
D/D-37 Edmonds WWTP Debris and Deposits 12-151A-12-151 N/A
D/D-38 Edmonds WWTP Debris and Deposits 12-144-12-146 N/A
D/D-39 Edmonds WWTP Debris and Deposits 12-292-12-293 N/A
D/D-40 Edmonds WWTP Debris and Deposits 12-180A-12-180 N/A
D/D-41 Edmonds WWTP Debris and Deposits 12-289-12-288A N/A
D/D-42 Edmonds WWTP Debris and Deposits 12-151A-12-151 N/A
D/D-43 Edmonds WWTP Debris and Deposits 12-185D-12-130 N/A
D/D-44 Edmonds WWTP Debris and Deposits 12-292-12-293 N/A
D/D-45 Lift Station 1 Debris and Deposits 5-239-5-238 N/A
D/D-46 Edmonds WWTP Debris and Deposits 15-1B-15-1C N/A
D/D-47 Edmonds WWTP Debris and Deposits 9-188-9-189 N/A
D/D-48 Lift Station 2 Debris and Deposits 8-298-8-297 N/A
D/D-49 Lift Station 1 Debris and Deposits 9-109-8-193 N/A
D/D-50 Edmonds WWTP Debris and Deposits 12-100-12-99 N/A
D/D-51 Edmonds WWTP Debris and Deposits 11-23C-11-21 N/A
D/D-52 Edmonds WWTP Debris and Deposits 9-272-9-271 N/A
D/D-53 Edmonds WWTP Debris and Deposits 9-273C-9-273B N/A
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D/D-54 Edmonds WWTP Debris and Deposits 9-181-9-182 N/A
D/D-55 Edmonds WWTP Debris and Deposits 9-273-9-274 N/A
D/D-56 Metro Debris and Deposits 9-247-9-248 N/A
D/D-57 Lift Station 1 Debris and Deposits 9-62-9-61 N/A
D/D-58 Metro Debris and Deposits 16-65-16-77 N/A
D/D-59 Lift Station 9 Debris and Deposits 9-150-5-336 N/A
D/D-60 Edmonds WWTP Debris and Deposits 7-37-7-36 N/A
D/D-61 Edmonds WWTP Debris and Deposits 8-85J-8-85F N/A
D/D-62 Edmonds WWTP Debris and Deposits 12-148-12-141 N/A
D/D-63 Edmonds WWTP Debris and Deposits 12-140-12-139 N/A
D/D-64 Edmonds WWTP Debris and Deposits 11-1-11-2 N/A
D/D-65 Metro Debris and Deposits 16-82-16-83 N/A
D/D-66 Metro Debris and Deposits 17-43-17-42 N/A
D/D-67 Edmonds WWTP Debris and Deposits 12-106-12-107 N/A
D/D-68 Edmonds WWTP Debris and Deposits 12-52-12-53 N/A
D/D-69 Metro Debris and Deposits 17-75-17-78 N/A
D/D-70 Edmonds WWTP Debris and Deposits 13-47-13-46 N/A
D/D-71 Metro Debris and Deposits 17-23-17-39 N/A
D/D-72 Metro Debris and Deposits 14-19-14-18 N/A
D/D-73 Metro Debris and Deposits 13-23B-9-250 N/A
D/D-74 Metro Debris and Deposits 14-35-14-34 N/A
D/D-75 Metro Debris and Deposits 16-33-16-36 N/A
D/D-76 Metro Debris and Deposits 16-39-16-40 N/A
D/D-77 Metro Debris and Deposits 17-23-17-39 N/A
D/D-78 Edmonds WWTP Debris and Deposits 7-64-7-62 N/A
D/D-79 Metro Debris and Deposits 16-95-16-96 N/A
D/D-80 Edmonds WWTP Debris and Deposits 7-34-7-30 N/A
D/D-81 Metro Debris and Deposits 10-4-10-5 N/A
D/D-82 Lift Station 1 Debris and Deposits 4-132-4-131 N/A
D/D-83 Lift Station 4 Debris and Deposits 2-62-2-63 N/A

Grease - General
G-1 Edmonds WWTP Grease 9-224-9-202 0
G-2 Edmonds WWTP Grease 9-224-9-202 0

Grease - Light
G-3 Edmonds WWTP Grease - Light 7-44A-8-331 5 Light
G-4 Edmonds WWTP Grease - Light 9-225-9-224 0 Light

Grease - Medium
G-5 Lift Station 3 Grease - Medium 4-72A-4-72 0 Medium
G-6 Lift Station 1 Grease - Medium 4-100-4-100A 12 Medium
G-7 Edmonds WWTP Grease - Medium 9-364-9-363 105 Medium
G-8 Metro Grease - Medium 10-4-10-5 0 Medium

Grease - Severe
G-9 Edmonds WWTP Grease - Severe 7-65-7-66 10 Severe

Problem Laterals - Abandoned
PL-1 Lynnwood WWTP Problem Laterals - Abandoned 5-203-5-201 N/A
PL-2 Metro Problem Laterals - Abandoned 10-27-10-28 N/A
PL-3 Metro Problem Laterals - Abandoned 10-27-10-28 N/A
PL-4 Metro Problem Laterals - Abandoned 10-27-10-28 N/A
PL-5 Edmonds WWTP Problem Laterals - Abandoned 8-21A-8-51 N/A
PL-6 Edmonds WWTP Problem Laterals - Abandoned 8-76-8-75 N/A
PL-7 Edmonds WWTP Problem Laterals - Abandoned 8-76-8-75 N/A
PL-8 Edmonds WWTP Problem Laterals - Abandoned 8-76-8-75 N/A
PL-9 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-10 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-11 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-12 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-13 Edmonds WWTP Problem Laterals - Abandoned 8-77-8-76 N/A
PL-14 Edmonds WWTP Problem Laterals - Abandoned 8-52-8-59 N/A
PL-15 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-16 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-17 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-18 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-19 Edmonds WWTP Problem Laterals - Abandoned 8-50-8-52 N/A
PL-20 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-21 Edmonds WWTP Problem Laterals - Abandoned 8-77-8-76 N/A
PL-22 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-23 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-24 Edmonds WWTP Problem Laterals - Abandoned 8-50-8-52 N/A
PL-25 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-26 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
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PL-27 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-28 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-29 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-30 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-31 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-32 Edmonds WWTP Problem Laterals - Abandoned 8-52-8-59 N/A
PL-33 Edmonds WWTP Problem Laterals - Abandoned 8-78-8-77 N/A
PL-34 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-35 Edmonds WWTP Problem Laterals - Abandoned 8-78-8-77 N/A
PL-36 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-37 Edmonds WWTP Problem Laterals - Abandoned 8-77-8-76 N/A
PL-38 Edmonds WWTP Problem Laterals - Abandoned 8-77-8-76 N/A
PL-39 Edmonds WWTP Problem Laterals - Abandoned 8-68-8-68A N/A
PL-40 Edmonds WWTP Problem Laterals - Abandoned 8-76-8-75 N/A
PL-41 Edmonds WWTP Problem Laterals - Abandoned 8-77-8-76 N/A
PL-42 Edmonds WWTP Problem Laterals - Abandoned 8-21A-8-51 N/A
PL-43 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-44 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-45 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-46 Edmonds WWTP Problem Laterals - Abandoned 8-68-8-68A N/A
PL-47 Edmonds WWTP Problem Laterals - Abandoned 8-77-8-76 N/A
PL-48 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-49 Edmonds WWTP Problem Laterals - Abandoned 8-52-8-59 N/A
PL-50 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-51 Edmonds WWTP Problem Laterals - Abandoned 8-58-8-57 N/A
PL-52 Edmonds WWTP Problem Laterals - Abandoned 8-77-8-76 N/A
PL-53 Edmonds WWTP Problem Laterals - Abandoned 8-50-8-52 N/A
PL-54 Edmonds WWTP Problem Laterals - Abandoned 8-50-8-52 N/A
PL-55 Edmonds WWTP Problem Laterals - Abandoned 8-68-8-68A N/A
PL-56 Edmonds WWTP Problem Laterals - Abandoned 7-37-7-36 N/A
PL-57 Edmonds WWTP Problem Laterals - Abandoned 8-68-8-68A N/A
PL-58 Edmonds WWTP Problem Laterals - Abandoned 8-68-8-68A N/A

Problem Laterals - Connections
PL-59 Lift Station 12 Problem Laterals - Connections 1-39-1-38 N/A Lateral Blocked
PL-60 Lynnwood WWTP Problem Laterals - Connections 5-324-5-324A N/A Connection Damaged
PL-61 Edmonds WWTP Problem Laterals - Connections 8-59-8-58 N/A Connection Damaged
PL-62 Edmonds WWTP Problem Laterals - Connections 8-50-8-52 N/A Connection Damaged
PL-63 Edmonds WWTP Problem Laterals - Connections 8-54-8-56 N/A Connection Damaged
PL-64 Edmonds WWTP Problem Laterals - Connections 8-52-8-59 N/A Connection Damaged
PL-65 Edmonds WWTP Problem Laterals - Connections 8-58-8-57 N/A Connection Damaged
PL-66 Edmonds WWTP Problem Laterals - Connections 8-58-8-57 N/A Connection Damaged
PL-67 Edmonds WWTP Problem Laterals - Connections 8-114-8-113 N/A Connection Damaged
PL-68 Edmonds WWTP Problem Laterals - Connections 8-50-8-52 N/A Connection Damaged
PL-69 Lift Station 1 Problem Laterals - Connections 8-240-8-239 N/A Connection Damaged
PL-70 Edmonds WWTP Problem Laterals - Connections 7-66-8-327 N/A Connection Damaged
PL-71 Edmonds WWTP Problem Laterals - Connections 12-90-12-87 N/A Connection Damaged
PL-72 Edmonds WWTP Problem Laterals - Connections 7-79-7-80 N/A Connection Damaged
PL-73 Edmonds WWTP Problem Laterals - Connections 12-154-12-153 N/A Connection Damaged
PL-74 Edmonds WWTP Problem Laterals - Connections 7-65-7-66 N/A Connection Damaged
PL-75 Edmonds WWTP Problem Laterals - Connections 12-17-12-18 N/A Connection Damaged
PL-76 Edmonds WWTP Problem Laterals - Connections 8-18-8-55 N/A Connection Damaged
PL-77 Edmonds WWTP Problem Laterals - Connections 12-156-12-155 N/A Connection Damaged
PL-78 Edmonds WWTP Problem Laterals - Connections 12-151A-12-151 N/A Connection Damaged
PL-79 Metro Problem Laterals - Connections 9-259-9-251 N/A Connection Damaged
PL-80 Edmonds WWTP Problem Laterals - Connections 12-144-12-146 N/A Connection Damaged
PL-81 Edmonds WWTP Problem Laterals - Connections 12-287-12-286 N/A Connection Damaged
PL-82 Lift Station 1 Problem Laterals - Connections 8-257-8-257A N/A Connection Damaged
PL-83 Lift Station 1 Problem Laterals - Connections 8-150-8-149 N/A Connection Damaged
PL-84 Edmonds WWTP Problem Laterals - Connections 12-1-8-1 N/A Connection Damaged
PL-85 Edmonds WWTP Problem Laterals - Connections 9-242-9-241 N/A Connection Damaged
PL-86 Metro Problem Laterals - Connections 16-59-16-60 N/A Connection Damaged
PL-87 Edmonds WWTP Problem Laterals - Connections 12-109-12-110 N/A Connection Damaged
PL-88 Edmonds WWTP Problem Laterals - Connections 12-148-12-141 N/A Connection Damaged
PL-89 Edmonds WWTP Problem Laterals - Connections 12-13-12-14 N/A Connection Damaged
PL-90 Edmonds WWTP Problem Laterals - Connections 12-14-12-15 N/A Connection Damaged
PL-91 Edmonds WWTP Problem Laterals - Connections 12-137-12-136 N/A Connection Damaged
PL-92 Edmonds WWTP Problem Laterals - Connections 12-6-12-5 N/A Connection Damaged
PL-93 Edmonds WWTP Problem Laterals - Connections 12-139-12-138 N/A Connection Damaged
PL-94 Edmonds WWTP Problem Laterals - Connections 11-2-11-7 N/A Connection Damaged
PL-95 Lift Station 3 Problem Laterals - Connections 4-58-4-59 N/A Connection Protruding
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PL-96 Lift Station 12 Problem Laterals - Connections 1-9-1-9A N/A Connection Protruding
PL-97 Lift Station 1 Problem Laterals - Connections 4-171-4-173A N/A Connection Protruding
PL-98 Lift Station 1 Problem Laterals - Connections 5-74-5-72 N/A Connection Protruding
PL-99 Lift Station 1 Problem Laterals - Connections 5-240B-5-240A N/A Connection Protruding

PL-100 Lift Station 1 Problem Laterals - Connections 5-67-5-66 N/A Connection Protruding
PL-101 Lift Station 9 Problem Laterals - Connections 5-309-5-304 N/A Connection Protruding
PL-102 Lift Station 1 Problem Laterals - Connections 5-81-5-80 N/A Connection Protruding
PL-103 Lift Station 1 Problem Laterals - Connections 4-13-4-42 N/A Connection Protruding
PL-104 Lift Station 1 Problem Laterals - Connections 5-87-5-86 N/A Connection Protruding
PL-105 Lift Station 1 Problem Laterals - Connections 4-134-4-133 N/A Connection Protruding
PL-106 Lift Station 1 Problem Laterals - Connections 5-55-5-54 N/A Connection Protruding
PL-107 Lynnwood WWTP Problem Laterals - Connections 5-14-5-15 N/A Connection Protruding
PL-108 Lift Station 1 Problem Laterals - Connections 5-113-5-111 N/A Connection Protruding
PL-109 Lift Station 3 Problem Laterals - Connections 4-62-4-63 N/A Connection Protruding
PL-110 Lift Station 1 Problem Laterals - Connections 4-119-4-121 N/A Connection Protruding
PL-111 Lift Station 1 Problem Laterals - Connections 5-137-5-136 N/A Connection Protruding
PL-112 Lynnwood WWTP Problem Laterals - Connections 5-160-5-159 N/A Connection Protruding
PL-113 Lift Station 4 Problem Laterals - Connections 2-91-2-90 N/A Connection Protruding
PL-114 Lynnwood WWTP Problem Laterals - Connections 3-157-3-156 N/A Connection Protruding
PL-115 Lynnwood WWTP Problem Laterals - Connections 2-27-2-25 N/A Connection Protruding
PL-116 Lift Station 1 Problem Laterals - Connections 4-131-4-100 N/A Connection Protruding
PL-117 Lynnwood WWTP Problem Laterals - Connections 3-130-3-129 N/A Connection Protruding
PL-118 Lynnwood WWTP Problem Laterals - Connections 2-29-2-28 N/A Connection Protruding
PL-119 Lift Station 1 Problem Laterals - Connections 8-172A-8-172 N/A Connection Protruding
PL-120 Lift Station 1 Problem Laterals - Connections 5-261-5-260 N/A Connection Protruding
PL-121 Lift Station 1 Problem Laterals - Connections 5-239-5-238 N/A Connection Protruding
PL-122 Lynnwood WWTP Problem Laterals - Connections 3-66E-3-66D N/A Connection Protruding
PL-123 Lift Station 1 Problem Laterals - Connections 8-183-8-182 N/A Connection Protruding
PL-124 Edmonds WWTP Problem Laterals - Connections 8-53-8-54 N/A Connection Protruding
PL-125 Edmonds WWTP Problem Laterals - Connections 8-31-8-30 N/A Connection Protruding
PL-126 Edmonds WWTP Problem Laterals - Connections 8-28-8-27 N/A Connection Protruding
PL-127 Lift Station 1 Problem Laterals - Connections 8-257A-8-254 N/A Connection Protruding
PL-128 Edmonds WWTP Problem Laterals - Connections 8-35-8-36 N/A Connection Protruding
PL-129 Edmonds WWTP Problem Laterals - Connections 8-64-8-63 N/A Connection Protruding
PL-130 Edmonds WWTP Problem Laterals - Connections 8-32-8-31 N/A Connection Protruding
PL-131 Lift Station 1 Problem Laterals - Connections 8-269-8-267 N/A Connection Protruding
PL-132 Edmonds WWTP Problem Laterals - Connections 8-329A-8-329 N/A Connection Protruding
PL-133 Lift Station 1 Problem Laterals - Connections 8-178-8-177A N/A Connection Protruding
PL-134 Lift Station 1 Problem Laterals - Connections 8-255-8-254 N/A Connection Protruding
PL-135 Edmonds WWTP Problem Laterals - Connections 8-58-8-57 N/A Connection Protruding
PL-136 Edmonds WWTP Problem Laterals - Connections 8-58-8-57 N/A Connection Protruding
PL-137 Lift Station 1 Problem Laterals - Connections 8-180-8-179 N/A Connection Protruding
PL-138 Edmonds WWTP Problem Laterals - Connections 8-112-8-117 N/A Connection Protruding
PL-139 Edmonds WWTP Problem Laterals - Connections 12-1-8-1 N/A Connection Protruding
PL-140 Edmonds WWTP Problem Laterals - Connections 8-54-8-56 N/A Connection Protruding
PL-141 Edmonds WWTP Problem Laterals - Connections 8-87-8-86 N/A Connection Protruding
PL-142 Edmonds WWTP Problem Laterals - Connections 12-13-12-14 N/A Connection Protruding
PL-143 Lift Station 1 Problem Laterals - Connections 9-109-8-193 N/A Connection Protruding
PL-144 Lift Station 1 Problem Laterals - Connections 8-167-8-165 N/A Connection Protruding
PL-145 Edmonds WWTP Problem Laterals - Connections 12-147-12-148 N/A Connection Protruding
PL-146 Lift Station 1 Problem Laterals - Connections 8-285-8-284 N/A Connection Protruding
PL-147 Lift Station 1 Problem Laterals - Connections 8-163-8-162 N/A Connection Protruding
PL-148 Edmonds WWTP Problem Laterals - Connections 8-335-8-UNK 1 N/A Connection Protruding
PL-149 Lift Station 10 Problem Laterals - Connections 5-88G-5-88E N/A Connection Protruding
PL-150 Edmonds WWTP Problem Laterals - Connections 12-122-12-121 N/A Connection Protruding
PL-151 Edmonds WWTP Problem Laterals - Connections 7-59-7-57 N/A Connection Protruding
PL-152 Edmonds WWTP Problem Laterals - Connections 7-43-7-40 N/A Connection Protruding
PL-153 Lift Station 1 Problem Laterals - Connections 9-36-9-37 N/A Connection Protruding
PL-154 Edmonds WWTP Problem Laterals - Connections 7-61-7-60 N/A Connection Protruding
PL-155 Edmonds WWTP Problem Laterals - Connections 7-79-7-80 N/A Connection Protruding
PL-156 Edmonds WWTP Problem Laterals - Connections 12-98-12-96 N/A Connection Protruding
PL-157 Edmonds WWTP Problem Laterals - Connections 7-80-7-61 N/A Connection Protruding
PL-158 Edmonds WWTP Problem Laterals - Connections 12-94A-12-94 N/A Connection Protruding
PL-159 Edmonds WWTP Problem Laterals - Connections 12-87-12-86 N/A Connection Protruding
PL-160 Edmonds WWTP Problem Laterals - Connections 7-43-7-40 N/A Connection Protruding
PL-161 Edmonds WWTP Problem Laterals - Connections 12-156-12-155 N/A Connection Protruding
PL-162 Edmonds WWTP Problem Laterals - Connections 7-34-7-30 N/A Connection Protruding
PL-163 Edmonds WWTP Problem Laterals - Connections 12-69-12-67 N/A Connection Protruding
PL-164 Edmonds WWTP Problem Laterals - Connections 12-209-12-207 N/A Connection Protruding
PL-165 Edmonds WWTP Problem Laterals - Connections 15-3C-15-3B N/A Connection Protruding
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PL-166 Metro Problem Laterals - Connections 13-157-13-156 N/A Connection Protruding
PL-167 Edmonds WWTP Problem Laterals - Connections 12-1-8-1 N/A Connection Protruding
PL-168 Lift Station 1 Problem Laterals - Connections 9-109-8-193 N/A Connection Protruding
PL-169 Lift Station 1 Problem Laterals - Connections 8-291A-8-291 N/A Connection Protruding
PL-170 Lift Station 1 Problem Laterals - Connections 5-135-5-134 N/A Connection Protruding
PL-171 Lift Station 2 Problem Laterals - Connections 8-298-8-297 N/A Connection Protruding
PL-172 Edmonds WWTP Problem Laterals - Connections 9-234-9-233 N/A Connection Protruding
PL-173 Edmonds WWTP Problem Laterals - Connections 7-56-7-55 N/A Connection Protruding
PL-174 Edmonds WWTP Problem Laterals - Connections 9-235-9-235A N/A Connection Protruding
PL-175 Metro Problem Laterals - Connections 13-166A-13-166 N/A Connection Protruding
PL-176 Edmonds WWTP Problem Laterals - Connections 9-287-9-286 N/A Connection Protruding
PL-177 Edmonds WWTP Problem Laterals - Connections 9-273-9-274 N/A Connection Protruding
PL-178 Edmonds WWTP Problem Laterals - Connections 8-329A-8-329 N/A Connection Protruding
PL-179 Lift Station 9 Problem Laterals - Connections 9-150-5-336 N/A Connection Protruding
PL-180 Edmonds WWTP Problem Laterals - Connections 12-143-12-142 N/A Connection Protruding
PL-181 Edmonds WWTP Problem Laterals - Connections 12-127-12-125 N/A Connection Protruding
PL-182 Edmonds WWTP Problem Laterals - Connections 12-129-12-127 N/A Connection Protruding
PL-183 Metro Problem Laterals - Connections 9-262C-9-262B N/A Connection Protruding
PL-184 Edmonds WWTP Problem Laterals - Connections 8-UNK 1-8-330A N/A Connection Protruding
PL-185 Edmonds WWTP Problem Laterals - Connections 8-UNK 1-8-330A N/A Connection Protruding
PL-186 Edmonds WWTP Problem Laterals - Connections 12-54-12-53 N/A Connection Protruding
PL-187 Edmonds WWTP Problem Laterals - Connections 12-47-12-49 N/A Connection Protruding
PL-188 Lift Station 1 Problem Laterals - Connections 8-165-8-164 N/A Connection Protruding
PL-189 Edmonds WWTP Problem Laterals - Connections 11-7-11-9 N/A Connection Protruding
PL-190 Edmonds WWTP Problem Laterals - Connections 12-119-12-117 N/A Connection Protruding
PL-191 Edmonds WWTP Problem Laterals - Connections 12-14-12-15 N/A Connection Protruding
PL-192 Edmonds WWTP Problem Laterals - Connections 12-121-12-119 N/A Connection Protruding
PL-193 Edmonds WWTP Problem Laterals - Connections 12-46-12-46A N/A Connection Protruding
PL-194 Edmonds WWTP Problem Laterals - Connections 12-121-12-119 N/A Connection Protruding
PL-195 Edmonds WWTP Problem Laterals - Connections 12-123-12-121 N/A Connection Protruding
PL-196 Edmonds WWTP Problem Laterals - Connections 12-5-12-2 N/A Connection Protruding
PL-197 Edmonds WWTP Problem Laterals - Connections 12-124-12-123 N/A Connection Protruding
PL-198 Edmonds WWTP Problem Laterals - Connections 12-111-12-68 N/A Connection Protruding
PL-199 Edmonds WWTP Problem Laterals - Connections 12-125-12-123 N/A Connection Protruding
PL-200 Edmonds WWTP Problem Laterals - Connections 7-69-7-70 N/A Connection Protruding
PL-201 Edmonds WWTP Problem Laterals - Connections 13-99-13-98 N/A Connection Protruding
PL-202 Lift Station 1 Problem Laterals - Connections 8-197-8-199 N/A Connection Protruding
PL-203 Lift Station 1 Problem Laterals - Connections 8-203-8-202 N/A Connection Protruding
PL-204 Metro Problem Laterals - Connections 16-37-16-38 N/A Connection Protruding
PL-205 Metro Problem Laterals - Connections 14-34-14-33 N/A Connection Protruding
PL-206 Edmonds WWTP Problem Laterals - Connections 13-56-13-57 N/A Connection Protruding
PL-207 Metro Problem Laterals - Connections 14-7L-14-7B N/A Connection Protruding
PL-208 Lift Station 1 Problem Laterals - Connections 8-178-8-177A N/A Connection Protruding
PL-209 Metro Problem Laterals - Connections 13-166A-13-166 N/A Connection Protruding
PL-210 Edmonds WWTP Problem Laterals - Connections 13-87-13-88 N/A Connection Protruding
PL-211 Metro Problem Laterals - Connections 14-29-14-28 N/A Connection Protruding
PL-212 Edmonds WWTP Problem Laterals - Connections 13-81A-13-81B N/A Connection Protruding
PL-213 Metro Problem Laterals - Connections 13-146-13-145 N/A Connection Protruding
PL-214 Metro Problem Laterals - Connections 14-47-14-48 N/A Connection Protruding
PL-215 Metro Problem Laterals - Connections 10-6-10-5 N/A Connection Protruding
PL-216 Lift Station 3 Problem Laterals - Connections 4-60-4-62 N/A Connection Protruding
PL-217 Lift Station 1 Problem Laterals - Connections 4-30-4-28 N/A Connection Protruding
PL-218 Lift Station 1 Problem Laterals - Connections 4-196-4-200 N/A Connection Protruding
PL-219 Metro Problem Laterals - Connections 16-106-16-110 N/A Connection Protruding
PL-220 Metro Problem Laterals - Connections 16-99-16-102 N/A Connection Protruding
PL-221 Metro Problem Laterals - Connections 14-70-14-69 N/A Connection Protruding
PL-222 Lynnwood WWTP Problem Laterals - Connections 5-152-5-151 N/A Connection Protruding
PL-223 Edmonds WWTP Problem Laterals - Connections 7-61-7-60 N/A Connection Protruding
PL-224 Lift Station 2 Problem Laterals - Connections 8-298-8-297 N/A Connection Protruding
PL-225 Lift Station 1 Problem Laterals - Connections 5-261-5-260 N/A Connection Protruding
PL-226 Edmonds WWTP Problem Laterals - Connections 7-56-7-55 N/A Connection Protruding
PL-227 Edmonds WWTP Problem Laterals - Connections 8-76-8-75 N/A Lateral Blocked
PL-228 Edmonds WWTP Problem Laterals - Connections 8-55-8-55A N/A Lateral Blocked
PL-229 Edmonds WWTP Problem Laterals - Connections 9-266-9-267 N/A Lateral Blocked
PL-230 Lift Station 1 Problem Laterals - Connections 8-160-8-159 N/A Lateral Blocked
PL-231 Lift Station 1 Problem Laterals - Connections 8-303-8-303A N/A Lateral Blocked
PL-232 Edmonds WWTP Problem Laterals - Connections 8-55A-8-57 N/A Lateral Blocked
PL-233 Edmonds WWTP Problem Laterals - Connections 12-105B-12-105A N/A Lateral Blocked
PL-234 Edmonds WWTP Problem Laterals - Connections 9-347-9-348 N/A Lateral Blocked
PL-235 Lift Station 1 Problem Laterals - Connections 8-155-8-352 N/A Lateral Blocked



No. Location Reason Manhole # Pipe Type Sheet No. Other
Description

Table F.2
Granite O&M

Distance of 
Run (ft)

PL-236 Lift Station 1 Problem Laterals - Connections 8-257-8-257A N/A Lateral Blocked
PL-237 Edmonds WWTP Problem Laterals - Connections 9-11-9-10 N/A Lateral Blocked
PL-238 Edmonds WWTP Problem Laterals - Connections 11-6-11-5 N/A Lateral Blocked
PL-239 Lift Station 1 Problem Laterals - Connections 8-269-8-267 N/A TV from other end
PL-240 Lift Station 1 Problem Laterals - Connections 8-178-8-177A N/A TV from other end
PL-241 Lift Station 1 Problem Laterals - Connections 8-180-8-179 N/A TV from other end
PL-242 Edmonds WWTP Problem Laterals - Connections 7-43-7-40 N/A TV from other end
PL-243 Edmonds WWTP Problem Laterals - Connections 7-61-7-60 N/A TV from other end
PL-244 Edmonds WWTP Problem Laterals - Connections 7-79-7-80 N/A TV from other end
PL-245 Edmonds WWTP Problem Laterals - Connections 13-81A-13-81B N/A TV from other end
PL-246 Metro Problem Laterals - Connections 14-7L-14-7B N/A TV from other end
PL-247 Lift Station 4 Problem Laterals - Connections 2-131-2-132 N/A
PL-248 Edmonds WWTP Problem Laterals - Connections 8-UNK 1-8-330A N/A



Problem Category Identifier Location Reason Manhole # Comments CIP No.

Roots - Heavy
ROOTS HR-1 Lift Station 1 Heavy Root Problem 4-141-4-142 0
ROOTS HR-2 Lift Station 1 Heavy Root Problem 5-30-5-28 0
ROOTS HR-3 Lift Station 1 Heavy Root Problem 4-196-4-200 0
ROOTS HR-4 Lift Station 10 Heavy Root Problem 2-113A-2-113 0
ROOTS HR-5 Lift Station 1 Heavy Root Problem 4-144-4-145 0
ROOTS HR-6 Lift Station 10 Heavy Root Problem 2-112-2-111 0
ROOTS HR-7 Lynnwood WWTP Heavy Root Problem 5-148B-5-149 0
ROOTS HR-8 Lift Station 10 Heavy Root Problem 2-113E-2-113 1
ROOTS HR-9 Lynnwood WWTP Heavy Root Problem 3-109H-3-109G 0
ROOTS HR-10 Lynnwood WWTP Heavy Root Problem 3-84A-3-85 0
ROOTS HR-11 Lynnwood WWTP Heavy Root Problem 3-103-3-105 0
ROOTS HR-12 Lift Station 1 Heavy Root Problem 5-37-5-38 0
ROOTS HR-13 Lift Station 1 Heavy Root Problem 8-136-8-137 0
ROOTS HR-14 Lift Station 1 Heavy Root Problem 8-136-8-137 0
ROOTS HR-15 Edmonds WWTP Heavy Root Problem 8-78-8-77 0
ROOTS HR-16 Lift Station 1 Heavy Root Problem 8-249-8-265 0
ROOTS HR-17 Edmonds WWTP Heavy Root Problem 12-159-12-160 0
ROOTS HR-18 Lift Station 1 Heavy Root Problem 8-178I-8-178J 0
ROOTS HR-19 Edmonds WWTP Heavy Root Problem 12-243-12-241 0
ROOTS HR-20 Metro Heavy Root Problem 16-25-16-26 0
ROOTS HR-21 Lift Station 1 Heavy Root Problem 8-136-8-137 0
ROOTS HR-22 Edmonds WWTP Heavy Root Problem 7-49-7-49A 0
ROOTS HR-23 Edmonds WWTP Heavy Root Problem 12-105B-12-105A 0
ROOTS HR-24 Edmonds WWTP Heavy Root Problem 12N-79-13-65B 0
ROOTS HR-25 Lift Station 1 Heavy Root Problem 8-136-8-137 0
ROOTS HR-26 Metro Heavy Root Problem 14-19-14-18 0
ROOTS HR-27 Metro Heavy Root Problem 13-113-13-112 0
ROOTS HR-28 Metro Heavy Root Problem 13-113-13-112 0
ROOTS HR-29 Edmonds WWTP Heavy Root Problem 12-246-12-243 0
ROOTS HR-30 Lift Station 9 Heavy Root Problem 9-341-9-340A 0
ROOTS HR-31 Lift Station 9 Heavy Root Problem 9-342-9-341 0
ROOTS HR-32 Edmonds WWTP Heavy Root Problem 12-289-12-288A 0
ROOTS HR-33 Edmonds WWTP Heavy Root Problem 12-293-12-293A 0
ROOTS HR-34 Lift Station 1 Heavy Root Problem 5-135-5-134 0
ROOTS HR-35 Lift Station 1 Heavy Root Problem 8-175-8-174 0
ROOTS HR-36 Edmonds WWTP Heavy Root Problem 15-1B-15-1C 0
ROOTS HR-37 Edmonds WWTP Heavy Root Problem 15-3B-15-3A 0
ROOTS HR-38 Lift Station 1 Heavy Root Problem 8-207-8-206 0
ROOTS HR-39 Edmonds WWTP Heavy Root Problem 9-299-9-298 0
ROOTS HR-40 Edmonds WWTP Heavy Root Problem 9-276-9-277 0
ROOTS HR-41 Edmonds WWTP Heavy Root Problem 9-363A-9-363 0
ROOTS HR-42 Edmonds WWTP Heavy Root Problem 9-363A-9-363 0
ROOTS HR-43 Edmonds WWTP Heavy Root Problem 9-363A-9-363 0
ROOTS HR-44 Edmonds WWTP Heavy Root Problem 8-85K-8-85F 0
ROOTS HR-45 Edmonds WWTP Heavy Root Problem 9-363A-9-363 0
ROOTS HR-46 Edmonds WWTP Heavy Root Problem 9-225-9-224 0
ROOTS HR-47 Metro Heavy Root Problem 10-19-10-19B 0
ROOTS HR-48 Edmonds WWTP Heavy Root Problem 11-8-11-7 0
ROOTS HR-49 Metro Heavy Root Problem 13-8E-13-166A 0
ROOTS HR-50 Edmonds WWTP Heavy Root Problem 8-85K-8-85F 0
ROOTS HR-51 Metro Heavy Root Problem 13-21A-13-21 0
ROOTS HR-52 Edmonds WWTP Heavy Root Problem 13-63B-13-63C 0
ROOTS HR-53 Metro Heavy Root Problem 14-56-14-62 0
ROOTS HR-54 Edmonds WWTP Heavy Root Problem 11-8-11-7 0
Problem Joints - Infiltration
PROBLEM JOINTS PJ-54 Edmonds WWTP Infiltration in the Joint 8-72-8-73 N/A Light
PROBLEM JOINTS PJ-55 Lift Station 1 Infiltration in the Joint 9-170-9-172 N/A Light
PROBLEM JOINTS PJ-56 Lift Station 1 Infiltration in the Joint 9-136-9-136A N/A Medium
Problem Joints - Joint Separation - Large
PROBLEM JOINTS PJ-57 Lift Station 10 Joint separated - Large 4-3-2-113B N/A
PROBLEM JOINTS PJ-58 Lynnwood WWTP Joint separated - Large 3-66E-3-66D N/A
PROBLEM JOINTS PJ-59 Lift Station 1 Joint separated - Large 8-346-8-343 N/A
PROBLEM JOINTS PJ-60 Edmonds WWTP Joint separated - Large 8-2D-8-2B N/A
PROBLEM JOINTS PJ-61 Edmonds WWTP Joint separated - Large 8-2D-8-2B N/A
Breach - Crack, Circular Narrow
BREACH B-1 Lift Station 3 Crack 4-52-4-52A 0 Circular - Narrow
BREACH B-2 Lynnwood WWTP Crack 3-109B-3-109A 0 Circular - Narrow
BREACH B-3 Lynnwood WWTP Crack 3-1H-3-3A2 0 Circular - Narrow
BREACH B-4 Lynnwood WWTP Crack 5-319-5-320 0 Circular - Narrow
BREACH B-5 Lift Station 1 Crack 8-287-8-286 0 Circular - Narrow
BREACH B-6 Edmonds WWTP Crack 8-58-8-57 0 Circular - Narrow
BREACH B-7 Edmonds WWTP Crack 8-332-8-331 1 Circular - Narrow
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BREACH B-8 Edmonds WWTP Crack 8-50-8-52 0 Circular - Narrow
BREACH B-9 Edmonds WWTP Crack 8-107-8-106 0 Circular - Narrow
BREACH B-10 Edmonds WWTP Crack 12-16-12-17 0 Circular - Narrow
BREACH B-11 Lift Station 1 Crack 8-287-8-286 0 Circular - Narrow
BREACH B-12 Lift Station 1 Crack 8-243-8-242 0 Circular - Narrow
BREACH B-13 Lift Station 1 Crack 7-77-7-76 0 Circular - Narrow
BREACH B-14 Lift Station 1 Crack 7-77-7-76 0 Circular - Narrow
BREACH B-15 Lift Station 1 Crack 8-243-8-242 1 Circular - Narrow
BREACH B-16 Edmonds WWTP Crack 12-84A-12-83 0 Circular - Narrow
BREACH B-17 Lift Station 1 Crack 7-76-7-75 0 Circular - Narrow
BREACH B-18 Edmonds WWTP Crack 9-274-9-275 0 Circular - Narrow
BREACH B-19 Lift Station 1 Crack 8-178A-8-177A 0 Circular - Narrow
BREACH B-20 Edmonds WWTP Crack 9-225-9-224 1 Circular - Narrow
BREACH B-21 Edmonds WWTP Crack 12-143-12-142 0 Circular - Narrow
BREACH B-22 Edmonds WWTP Crack 11-1A-7-39A 0 Circular - Narrow
BREACH B-23 Edmonds WWTP Crack 12-109-12-110 0 Circular - Narrow
BREACH B-24 Edmonds WWTP Crack 11-1-11-2 0 Circular - Narrow
BREACH B-25 Metro Crack 13-22-13-22A 0 Circular - Narrow
BREACH B-26 Edmonds WWTP Crack 13-53-9-212 0 Circular - Narrow
BREACH B-27 Edmonds WWTP Crack 13-53-9-212 0 Circular - Narrow
BREACH B-28 Edmonds WWTP Crack 13-53-9-212 0 Circular - Narrow
BREACH B-29 Edmonds WWTP Crack 11-3-11-2 0 Circular - Narrow
BREACH B-30 Edmonds WWTP Crack 13-53-9-212 0 Circular - Narrow
BREACH B-31 Lift Station 1 Crack 8-303B-8-303D 0 Circular - Narrow
BREACH B-32 Lift Station 1 Crack 8-303B-8-303D 0 Circular - Narrow
BREACH B-33 Edmonds WWTP Crack 7-34-7-30 0 Circular - Narrow
BREACH B-34 Metro Crack 16-103-16-106 1 Circular - Narrow
BREACH B-35 Lift Station 4 Crack 2-91-2-90 0 Circular - Narrow
BREACH B-36 Lift Station 1 Crack 4-124-4-123 0 Circular - Wider
BREACH B-37 Lift Station 1 Crack 8-98-8-99 0 Circular - Wider
Breach - Crack, Longitudinal Narrow
BREACH B-38 Lift Station 1 Crack 4-217A-4-217 0 Longitudinal - Narrow
BREACH B-39 Lynnwood WWTP Crack 5-221-5-219A 0 Longitudinal - Narrow
BREACH B-40 Lift Station 1 Crack 5-260-5-344 1 Longitudinal - Narrow
BREACH B-41 Edmonds WWTP Crack 8-58-8-57 5 Longitudinal - Narrow
BREACH B-42 Lift Station 1 Crack 8-285-8-284 0 Longitudinal - Narrow
BREACH B-43 Edmonds WWTP Crack 8-76-8-75 0 Longitudinal - Narrow
BREACH B-44 Lift Station 1 Crack 5-261-5-260 1 Longitudinal - Narrow
BREACH B-45 Edmonds WWTP Crack 8-332-8-331 7 Longitudinal - Narrow
BREACH B-46 Edmonds WWTP Crack 8-332-8-331 2 Longitudinal - Narrow
BREACH B-47 Edmonds WWTP Crack 8-50-8-52 8 Longitudinal - Narrow
BREACH B-48 Edmonds WWTP Crack 8-331-8-330 0 Longitudinal - Narrow
BREACH B-49 Edmonds WWTP Crack 8-75-8-57 2 Longitudinal - Narrow
BREACH B-50 Edmonds WWTP Crack 8-77-8-76 2 Longitudinal - Narrow
BREACH B-51 Edmonds WWTP Crack 8-58-8-57 3 Longitudinal - Narrow
BREACH B-52 Edmonds WWTP Crack 8-58-8-57 12 Longitudinal - Narrow
BREACH B-53 Lift Station 1 Crack 8-101A-8-100 0 Longitudinal - Narrow
BREACH B-54 Lift Station 1 Crack 8-98-8-99 2 Longitudinal - Narrow
BREACH B-55 Edmonds WWTP Crack 8-51-8-50 7 Longitudinal - Narrow
BREACH B-56 Edmonds WWTP Crack 8-50-8-52 13 Longitudinal - Narrow
BREACH B-57 Edmonds WWTP Crack 8-58-8-57 2 Longitudinal - Narrow
BREACH B-58 Edmonds WWTP Crack 8-107-8-106 2 Longitudinal - Narrow
BREACH B-59 Lift Station 1 Crack 8-97-8-98 0 Longitudinal - Narrow
BREACH B-60 Lift Station 1 Crack 8-281-8-282 1 Longitudinal - Narrow
BREACH B-61 Edmonds WWTP Crack 9-264-9-266 1 Longitudinal - Narrow
BREACH B-62 Lift Station 1 Crack 8-285-8-284 0 Longitudinal - Narrow
BREACH B-63 Edmonds WWTP Crack 12-95-12-94 0 Longitudinal - Narrow
BREACH B-64 Edmonds WWTP Crack 12-134-12-132 0 Longitudinal - Narrow
BREACH B-65 Edmonds WWTP Crack 12-93-12-90 0 Longitudinal - Narrow
BREACH B-66 Edmonds WWTP Crack 12-72-12-71 0 Longitudinal - Narrow
BREACH B-67 Edmonds WWTP Crack 7-35-7-33B 1 Longitudinal - Narrow
BREACH B-68 Edmonds WWTP Crack 12-93-12-90 0 Longitudinal - Narrow
BREACH B-69 Edmonds WWTP Crack 7-79-7-80 5 Longitudinal - Narrow
BREACH B-70 Edmonds WWTP Crack 7-79-7-80 0 Longitudinal - Narrow
BREACH B-71 Edmonds WWTP Crack 7-65-7-66 1 Longitudinal - Narrow
BREACH B-72 Edmonds WWTP Crack 8-75-8-57 2 Longitudinal - Narrow
BREACH B-73 Edmonds WWTP Crack 12-226-12-225 0 Longitudinal - Narrow
BREACH B-74 Edmonds WWTP Crack 8-75-8-57 2 Longitudinal - Narrow
BREACH B-75 Edmonds WWTP Crack 12-71-12-89 3 Longitudinal - Narrow
BREACH B-76 Edmonds WWTP Crack 12-51-8-11 1 Longitudinal - Narrow
BREACH B-77 Lift Station 1 Crack 8-206-8-205 0 Longitudinal - Narrow
BREACH B-78 Metro Crack 17-31-17-28 1 Longitudinal - Narrow
BREACH B-79 Lift Station 9 Crack 9-326-9-327 1 Longitudinal - Narrow
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BREACH B-80 Edmonds WWTP Crack 11-8-11-7 0 Longitudinal - Narrow
BREACH B-81 Edmonds WWTP Crack 12-126-12-125 1 Longitudinal - Narrow
BREACH B-82 Edmonds WWTP Crack 9-224-9-202 7 Longitudinal - Narrow
BREACH B-83 Edmonds WWTP Crack 9-224-9-202 2 Longitudinal - Narrow
BREACH B-84 Edmonds WWTP Crack 12-128-12-127 0 Longitudinal - Narrow
BREACH B-85 Edmonds WWTP Crack 12-8-12-6 1 Longitudinal - Narrow
BREACH B-86 Edmonds WWTP Crack 12-37-12-38 0 Longitudinal - Narrow
BREACH B-87 Edmonds WWTP Crack 7-37-7-36 1 Longitudinal - Narrow
BREACH B-88 Edmonds WWTP Crack 12-143-12-142 0 Longitudinal - Narrow
BREACH B-89 Edmonds WWTP Crack 12-143-12-142 1 Longitudinal - Narrow
BREACH B-90 Edmonds WWTP Crack 12-139-12-138 0 Longitudinal - Narrow
BREACH B-91 Edmonds WWTP Crack 12-55-12-56 0 Longitudinal - Narrow
BREACH B-92 Edmonds WWTP Crack 13-65C-13-65D 8 Longitudinal - Narrow
BREACH B-93 Metro Crack 13-22-13-22A 1 Longitudinal - Narrow
Breach - Crack, Longitudinal Wider
BREACH B-94 Lift Station 4 Crack 2-83-2-82 0 Longitudinal - Wider
BREACH B-95 Edmonds WWTP Crack 8-58-8-57 5 Longitudinal - Wider
BREACH B-96 Edmonds WWTP Crack 8-30-8-29 0 Longitudinal - Wider
BREACH B-97 Lift Station 1 Crack 8-240-8-239 1 Longitudinal - Wider
BREACH B-98 Edmonds WWTP Crack 8-112-8-117 1 Longitudinal - Wider
BREACH B-99 Edmonds WWTP Crack 7-46-7-47 0 Longitudinal - Wider
BREACH B-100 Lift Station 1 Crack 8-135-8-136 0 Longitudinal - Wider
BREACH B-101 Edmonds WWTP Crack 7-38-7-36 0 Longitudinal - Wider
BREACH B-102 Metro Crack 17-78-17-82 0 Longitudinal - Wider
BREACH B-103 Metro Crack 13-20-13-15 0 Longitudinal - Wider
BREACH B-104 Metro Crack 16-9-16-8 1 Longitudinal - Wider
Breach - Crack, Multiple Narrow 
BREACH B-105 Edmonds WWTP Crack 8-59-8-58 0 Multiple - Narrow
BREACH B-106 Lift Station 1 Crack 5-263-5-262 1 Multiple - Narrow
BREACH B-107 Lift Station 9 Crack 5-299-5-300 1 Multiple - Narrow
BREACH B-108 Edmonds WWTP Crack 8-59-8-58 18 Multiple - Narrow
BREACH B-109 Lynnwood WWTP Crack 2-29-2-28 0 Multiple - Narrow
BREACH B-110 Lynnwood WWTP Crack 3-131-3-132 0 Multiple - Narrow
BREACH B-111 Lift Station 1 Crack 8-219H-8-219G 0 Multiple - Narrow
BREACH B-112 Edmonds WWTP Crack 8-332-8-331 4 Multiple - Narrow
BREACH B-113 Edmonds WWTP Crack 8-75-8-57 2 Multiple - Narrow
BREACH B-114 Edmonds WWTP Crack 8-75-8-57 12 Multiple - Narrow
BREACH B-115 Lift Station 1 Crack 8-285-8-284 0 Multiple - Narrow
BREACH B-116 Lift Station 1 Crack 8-286-8-285 0 Multiple - Narrow
BREACH B-117 Lift Station 1 Crack 8-280-8-281 0 Multiple - Narrow
BREACH B-118 Edmonds WWTP Crack 12-185D-12-130 0 Multiple - Narrow
BREACH B-119 Lift Station 1 Crack 8-280-8-281 0 Multiple - Narrow
BREACH B-120 Edmonds WWTP Crack 12-185D-12-130 0 Multiple - Narrow
BREACH B-121 Lift Station 1 Crack 7-75-7-74 1 Multiple - Narrow
BREACH B-122 Edmonds WWTP Crack 7-79-7-80 5 Multiple - Narrow
BREACH B-123 Edmonds WWTP Crack 7-50-7-52 20 Multiple - Narrow
BREACH B-124 Edmonds WWTP Crack 7-50-7-52 5 Multiple - Narrow
BREACH B-125 Metro Crack 9-262A-9-262 0 Multiple - Narrow
BREACH B-126 Edmonds WWTP Crack 12-132-12-131 2 Multiple - Narrow
BREACH B-127 Edmonds WWTP Crack 12-249-12-248 0 Multiple - Narrow
BREACH B-128 Edmonds WWTP Crack 8-74-8-75 4 Multiple - Narrow
BREACH B-129 Edmonds WWTP Crack 12-107-12-108 0 Multiple - Narrow
BREACH B-130 Edmonds WWTP Crack 12-248-12-247 0 Multiple - Narrow
BREACH B-131 Lift Station 7 Crack 7-9-7-10 0 Multiple - Narrow
BREACH B-132 Lift Station 1 Crack 9-117-9-116 0 Multiple - Narrow
BREACH B-133 Edmonds WWTP Crack 9-273A-9-273 1 Multiple - Narrow
BREACH B-134 Lift Station 9 Crack 9-150-5-336 0 Multiple - Narrow
BREACH B-135 Edmonds WWTP Crack 11-8-11-7 0 Multiple - Narrow
BREACH B-136 Edmonds WWTP Crack 12-128-12-127 1 Multiple - Narrow
BREACH B-137 Edmonds WWTP Crack 12-196-12-198 1 Multiple - Narrow
BREACH B-138 Edmonds WWTP Crack 12-143-12-142 1 Multiple - Narrow
BREACH B-139 Edmonds WWTP Crack 12-126-12-125 1 Multiple - Narrow
BREACH B-140 Edmonds WWTP Crack 12-106-12-107 0 Multiple - Narrow
BREACH B-141 Edmonds WWTP Crack 12-109-12-110 0 Multiple - Narrow
BREACH B-142 Edmonds WWTP Crack 12-24-12-23 2 Multiple - Narrow
BREACH B-143 Edmonds WWTP Crack 12-143-12-142 1 Multiple - Narrow
BREACH B-144 Edmonds WWTP Crack 12-126-12-125 1 Multiple - Narrow
BREACH B-145 Edmonds WWTP Crack 12-109-12-110 0 Multiple - Narrow
BREACH B-146 Edmonds WWTP Crack 12-107-12-108 0 Multiple - Narrow
BREACH B-147 Lift Station 1 Crack 9-59-9-60 0 Multiple - Narrow
BREACH B-148 Edmonds WWTP Crack 13-65C-13-65D 0 Multiple - Narrow
BREACH B-149 Metro Crack 14-66-14-65 0 Multiple - Narrow
BREACH B-150 Metro Crack 10-10-10-7 1 Multiple - Narrow
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BREACH B-151 Metro Crack 14-66-14-65 0 Multiple - Narrow
BREACH B-152 Metro Crack 17-63-17-64 0 Multiple - Narrow
BREACH B-153 Edmonds WWTP Crack 13-53-9-212 0 Multiple - Narrow
Breach - Crack, Multiple Wider
BREACH B-154 Edmonds WWTP Crack 8-75-8-57 1 Multiple - Wider
BREACH B-155 Lift Station 1 Crack 7-76-7-75 5 Multiple - Wider
BREACH B-156 Edmonds WWTP Crack 12-101-12-95 2 Multiple - Wider
BREACH B-157 Edmonds WWTP Crack 12-109-12-110 0 Multiple - Wider
BREACH B-158 Edmonds WWTP Crack 12-106-12-107 0 Multiple - Wider
Breach - Crack, Spiral Narrow
BREACH B-159 Lift Station 1 Crack 8-97-8-98 0 Spiral - Narrow
BREACH B-160 Lift Station 1 Crack 8-189-8-194 0 Spiral - Narrow
BREACH B-161 Edmonds WWTP Crack 11-8-11-7 0 Spiral - Narrow
BREACH B-162 Edmonds WWTP Crack 11-8-11-7 0 Spiral - Narrow
Breach - Crack General
BREACH B-163 Lift Station 12 Crack 1-31-1-30 0
BREACH B-164 Lift Station 1 Crack 8-240-8-239 0
Breach - Hole in Pipe
BREACH B-165 Edmonds WWTP Hole in Pipe 11-4-11-3 0
BREACH B-166 Edmonds WWTP Hole in Pipe 11-6-11-5 0
Breach - Hole in Pipe Small
BREACH B-167 Lift Station 1 Hole in Pipe - Small 4-186-4-185 0 SMALL
BREACH B-168 Lift Station 4 Hole in Pipe - Small 2-89-2-88 0 SMALL
BREACH B-169 Lift Station 10 Hole in Pipe - Small 2-113A-2-113 0 SMALL
BREACH B-170 Lift Station 1 Hole in Pipe - Small 5-269-5-267 0 SMALL
BREACH B-171 Edmonds WWTP Hole in Pipe - Small 8-68-8-68A 0 SMALL
BREACH B-172 Edmonds WWTP Hole in Pipe - Small 8-75-8-57 0 SMALL
BREACH B-173 Lift Station 1 Hole in Pipe - Small 8-202-8-201 0 SMALL
BREACH B-174 Edmonds WWTP Hole in Pipe - Small INLET-7-61 0 SMALL
BREACH B-175 Edmonds WWTP Hole in Pipe - Small 12-248-12-247 0 SMALL
BREACH B-176 Lift Station 1 Hole in Pipe - Small 9-80A-9-80 0 SMALL
BREACH B-177 Edmonds WWTP Hole in Pipe - Small 8-68B-8-68 0 SMALL
BREACH B-178 Edmonds WWTP Hole in Pipe - Small 12-49-12-50 0 SMALL
BREACH B-179 Metro Hole in Pipe - Small 14-29-14-28 0 SMALL
BREACH B-180 Metro Hole in Pipe - Small 13-22-13-22A 0 SMALL
BREACH B-181 Metro Hole in Pipe - Small 10-6-10-5 0 SMALL
BREACH B-182 Edmonds WWTP Hole in Pipe - Small 12-200-12-112 0 SMALL
Breach - Hole in Pipe Medium
BREACH B-183 Edmonds WWTP Hole in Pipe - Medium 8-68B-8-68 0 MEDIUM
BREACH B-184 Lift Station 7 Hole in Pipe - Medium 7-9-7-10 0 MEDIUM
BREACH B-185 Edmonds WWTP Hole in Pipe - Medium 8-71-8-72 0 MEDIUM
BREACH B-186 Edmonds WWTP Hole in Pipe - Medium 12-134-12-132 0 MEDIUM
BREACH B-187 Metro Hole in Pipe - Medium 10-3-10-4 0 MEDIUM
BREACH B-188 Edmonds WWTP Hole in Pipe - Medium 12-132-12-131 0 MEDIUM
BREACH B-189 Edmonds WWTP Hole in Pipe - Medium 9-301-9-300 0 MEDIUM
BREACH B-190 Lift Station 12 Hole in Pipe - Medium 1-16-1-20 0 MEDIUM
BREACH B-191 Lift Station 1 Hole in Pipe - Medium 8-245A-8-245 0 MEDIUM
BREACH B-192 Edmonds WWTP Hole in Pipe - Medium 8-59A-8-59 0 MEDIUM
BREACH B-193 Metro Hole in Pipe - Medium 14-3-14-3A 0 MEDIUM
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Distance of 

Run (ft)
Miscellaneous Meters SE Corner of Hwy 99 and 224th St Clean Flume 14 F.1
Miscellaneous Meters 22304 Hwy 99 Clean Flume 14 F.1
Miscellaneous Meters Edmonds Way Robinhood Lanes Brush Sensor 15 F.1
Miscellaneous Meters 244th and Hwy 99 - NW Corner Clean Flume 16 F.1
Miscellaneous Meters Denny's on SR 104 and Hwy 99 Clean Flume 17 F.1
Miscellaneous Meters Old Ballinger Pump Station Clean Flume 17 F.1
Miscellaneous Meters East Side, NE Corner of Ballinger PS Clean Flume 17 F.1
Miscellaneous Meters Ballinger Golf Course at 74th Ave Clean Flume 17 F.1
BREACH B-150 Metro Crack 10-10-10-7 1 Multiple - Narrow F.2
ROOTS HR-47 Metro Heavy Root Problem 10-19-10-19B 0 F.2

7122 210th Street Grease 10-23-10-25 283 Conc F.1
Metro Depressions in Pipe 10-25-10-26 0 F.1 Camera Und  

 Metro Problem Laterals - Abandoned 10-27-10-28 N/A F.1
Metro Problem Laterals - Abandoned 10-27-10-28 N/A F.1
Metro Problem Laterals - Abandoned 10-27-10-28 N/A F.1

SUM of Reach 10-27-10-29
BREACH B-187 Metro Hole in Pipe - Medium 10-3-10-4 0 MEDIUM F.2

Metro Debris and Deposits 10-4-10-5 N/A F.1
Metro Grease - Medium 10-4-10-5 0 Medium F.1

SUM of Reach 10-4-10-5
BREACH B-181 Metro Hole in Pipe - Small 10-6-10-5 0 SMALL F.2

Metro Problem Laterals - Connections 10-6-10-5 N/A F.1 Connection P
SUM of Reach 10-6-10-5

Edmonds WWTP Medium Root Problem 11-10-11-9B 0 F.1
BREACH B-24 Edmonds WWTP Crack 11-1-11-2 0 Circular - Narrow F.2

Edmonds WWTP Debris and Deposits 11-1-11-2 N/A F.1
SUM of Reach 11-1-11-2

BREACH B-194 Lift Station 12 Deformed 1-11-1-15 0 F.3
Edmonds WWTP Light Root Problem 11-12-11-11 0 F.1
Edmonds WWTP Light Root Problem 11-12-11-11 0 F.1
Edmonds WWTP Light Root Problem 11-12-11-11 0 F.1

SUM of Reach 11-12-11-11
Edmonds WWTP Light Root Problem 11-14-11-13 0 F.1
Edmonds WWTP Roots 11-14-11-13 0 F.1

SUM of Reach 11-14-11-13
Edmonds WWTP Medium Root Problem 11-14A-11-14 0 F.1
Edmonds WWTP Medium Root Problem 11-14A-11-14 0 F.1

SUM of Reach 11-14A-11-14
Edmonds WWTP Depressions in Pipe 11-15-11-14 0 F.1 Camera Und  
Edmonds WWTP Debris and Deposits 11-18-7-33 N/A F.1
Edmonds WWTP Light Root Problem 11-19-11-18 0 F.1

BREACH B-22 Edmonds WWTP Crack 11-1A-7-39A 0 Circular - Narrow F.2
Edmonds WWTP Problem Laterals - Connections 11-2-11-7 N/A F.1 Connection D
Edmonds WWTP Light Root Problem 11-21A-11-21 0 F.1
Edmonds WWTP Light Root Problem 11-21A-11-21 0 F.1
Edmonds WWTP Light Root Problem 11-21A-11-21 0 F.1
Edmonds WWTP Medium Root Problem 11-21A-11-21 0 F.1

SUM of Reach 11-21A-11-21
BREACH B-201 Edmonds WWTP Broken 11-23A-11-21 0 F.3

Edmonds WWTP Light Root Problem 11-23A-11-21 0 F.1
Edmonds WWTP Depressions in Pipe 11-23A-11-21 0 F.1 Camera Und  

SUM of Reach 11-23A-11-21
Edmonds WWTP Light Root Problem 11-23B-11-21 0 F.1
Edmonds WWTP Light Root Problem 11-23B-11-21 0 F.1

SUM of Reach 11-23B-11-21
Edmonds WWTP Depressions in Pipe 11-23C-11-21 0 F.1 Camera Und  
Edmonds WWTP Debris and Deposits 11-23C-11-21 N/A F.1

SUM of Reach 11-23C-11-21
BREACH B-29 Edmonds WWTP Crack 11-3-11-2 0 Circular - Narrow F.2
BREACH B-165 Edmonds WWTP Hole in Pipe 11-4-11-3 0 F.2

Edmonds WWTP Light Root Problem 11-5-11-3 0 F.1
Edmonds WWTP Light Root Problem 11-5-11-3 0 F.1
Edmonds WWTP Light Root Problem 11-5-11-3 0 F.1
Edmonds WWTP Light Root Problem 11-5-11-3 0 F.1

SUM of Reach 11-5-11-3
BREACH B-166 Edmonds WWTP Hole in Pipe 11-6-11-5 0 F.2

Edmonds WWTP Light Root Problem 11-6-11-5 0 F.1
Edmonds WWTP Problem Laterals - Connections 11-6-11-5 N/A F.1 Lateral Block

SUM of Reach 11-6-11-5
BREACH B-190 Lift Station 12 Hole in Pipe - Medium 1-16-1-20 0 MEDIUM F.2

Edmonds WWTP Problem Laterals - Connections 11-7-11-9 N/A F.1 Connection P
ROOTS HR-48 Edmonds WWTP Heavy Root Problem 11-8-11-7 0 F.2
ROOTS HR-54 Edmonds WWTP Heavy Root Problem 11-8-11-7 0 F.2
BREACH B-80 Edmonds WWTP Crack 11-8-11-7 0 Longitudinal - Narrow F.2
BREACH B-135 Edmonds WWTP Crack 11-8-11-7 0 Multiple - Narrow F.2
BREACH B-161 Edmonds WWTP Crack 11-8-11-7 0 Spiral - Narrow F.2
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BREACH B-162 Edmonds WWTP Crack 11-8-11-7 0 Spiral - Narrow F.2

Edmonds WWTP Light Root Problem 11-8-11-7 0 F.1
Edmonds WWTP Light Root Problem 11-8-11-7 0 F.1
Edmonds WWTP Light Root Problem 11-8-11-7 0 F.1
Edmonds WWTP Light Root Problem 11-8-11-7 0 F.1
Edmonds WWTP Medium Root Problem 11-8-11-7 0 F.1
Edmonds WWTP Medium Root Problem 11-8-11-7 0 F.1
Edmonds WWTP Medium Root Problem 11-8-11-7 0 F.1
Edmonds WWTP Medium Root Problem 11-8-11-7 0 F.1

SUM of Reach 11-8-11-7
Edmonds WWTP Light Root Problem 11-9A-7-35 0 F.1
Edmonds WWTP Light Root Problem 11-9A-7-35 0 F.1
Edmonds WWTP Light Root Problem 11-9A-7-35 0 F.1
Edmonds WWTP Light Root Problem 11-9A-7-35 0 F.1
Edmonds WWTP Depressions in Pipe 11-9A-7-35 0 F.1 Water Level
Edmonds WWTP Depressions in Pipe 11-9A-7-35 0 F.1 Water Level

SUM of Reach 11-9A-7-35
Edmonds WWTP Debris and Deposits 12-100-12-99 N/A F.1

BREACH B-156 Edmonds WWTP Crack 12-101-12-95 2 Multiple - Wider F.2
BREACH B-206 Edmonds WWTP Broken Hole 12-101-12-95 0 F.3
PIPE REPAIR PR-19 Edmonds WWTP Pipe Repair 12-101-12-95 1 F.3

Edmonds WWTP Light Root Problem 12-101-12-95 0 F.1
Edmonds WWTP Roots 12-101-12-95 10 F.1

SUM of Reach 12-101-12-95
Edmonds WWTP Debris and Deposits 12-10-12-11 N/A F.1

BREACH B-199 Edmonds WWTP Broken 12-102-12-101 0 F.3
Edmonds WWTP Depressions in Pipe 12-102-12-101 0 F.1 Camera Und  
Edmonds WWTP Debris and Deposits 12-102-12-101 N/A F.1

SUM of Reach 12-102-12-101
ROOTS HR-23 Edmonds WWTP Heavy Root Problem 12-105B-12-105A 0 F.2

Edmonds WWTP Problem Laterals - Connections 12-105B-12-105A N/A F.1 Lateral Block
SUM of Reach 12-105B-12-105A

BREACH B-216 Edmonds WWTP Hole in Pipe - Large 12-105M-12-105K 1 F.3
PROBLEM JOINTS PJ-75 Edmonds WWTP Joint Offset - Large 12-105N-12-105M N/A Large F.3
PROBLEM JOINTS PJ-76 Edmonds WWTP Joint Offset - Large 12-105N-12-105M N/A Large F.3

SUM of Reach 12-105N-12-105M
BREACH B-140 Edmonds WWTP Crack 12-106-12-107 0 Multiple - Narrow F.2
BREACH B-158 Edmonds WWTP Crack 12-106-12-107 0 Multiple - Wider F.2

Edmonds WWTP Debris and Deposits 12-106-12-107 N/A F.1
SUM of Reach 12-106-12-107

BREACH B-129 Edmonds WWTP Crack 12-107-12-108 0 Multiple - Narrow F.2
BREACH B-146 Edmonds WWTP Crack 12-107-12-108 0 Multiple - Narrow F.2

SUM of Reach 12-107-12-108
Edmonds WWTP Light Root Problem 12-108-12-109 0 F.1

BREACH B-23 Edmonds WWTP Crack 12-109-12-110 0 Circular - Narrow F.2
BREACH B-141 Edmonds WWTP Crack 12-109-12-110 0 Multiple - Narrow F.2
BREACH B-145 Edmonds WWTP Crack 12-109-12-110 0 Multiple - Narrow F.2
BREACH B-157 Edmonds WWTP Crack 12-109-12-110 0 Multiple - Wider F.2

Edmonds WWTP Problem Laterals - Connections 12-109-12-110 N/A F.1 Connection D
SUM of Reach 12-109-12-110

Edmonds WWTP Depressions in Pipe 12-109A-12-111 0 F.1 Camera Und  
Edmonds WWTP Problem Laterals - Connections 12-111-12-68 N/A F.1 Connection P
Edmonds WWTP Problem Laterals - Connections 12-119-12-117 N/A F.1 Connection P
Edmonds WWTP Problem Laterals - Connections 12-121-12-119 N/A F.1 Connection P
Edmonds WWTP Problem Laterals - Connections 12-121-12-119 N/A F.1 Connection P

SUM of Reach 12-121-12-119
Edmonds WWTP Light Root Problem 12-12-12-13 0 F.1
Edmonds WWTP Problem Laterals - Connections 12-122-12-121 N/A F.1 Connection P
Edmonds WWTP Problem Laterals - Connections 12-123-12-121 N/A F.1 Connection P

SUM of Reach 12-123-12-121
Edmonds WWTP Problem Laterals - Connections 12-124-12-123 N/A F.1 Connection P
Edmonds WWTP Problem Laterals - Connections 12-125-12-123 N/A F.1 Connection P

BREACH B-81 Edmonds WWTP Crack 12-126-12-125 1 Longitudinal - Narrow F.2
BREACH B-139 Edmonds WWTP Crack 12-126-12-125 1 Multiple - Narrow F.2
BREACH B-144 Edmonds WWTP Crack 12-126-12-125 1 Multiple - Narrow F.2

SUM of Reach 12-126-12-125
Edmonds WWTP Problem Laterals - Connections 12-127-12-125 N/A F.1 Connection P

BREACH B-84 Edmonds WWTP Crack 12-128-12-127 0 Longitudinal - Narrow F.2
BREACH B-136 Edmonds WWTP Crack 12-128-12-127 1 Multiple - Narrow F.2

SUM of Reach 12-128-12-127
Edmonds WWTP Problem Laterals - Connections 12-129-12-127 N/A F.1 Connection P
Edmonds WWTP Problem Laterals - Connections 12-13-12-14 N/A F.1 Connection D
Edmonds WWTP Problem Laterals - Connections 12-13-12-14 N/A F.1 Connection P

SUM of Reach 12-13-12-14
BREACH B-126 Edmonds WWTP Crack 12-132-12-131 2 Multiple - Narrow F.2
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BREACH B-188 Edmonds WWTP Hole in Pipe - Medium 12-132-12-131 0 MEDIUM F.2

SUM of Reach 12-132-12-131
BREACH B-214 Edmonds WWTP Hole in Pipe - Large 12-133-12-134 0 F.3

Edmonds WWTP Depressions in Pipe 12-133-12-134 0 F.1 Camera Und  
Edmonds WWTP Depressions in Pipe 12-133-12-134 0 F.1 Camera Und  
Edmonds WWTP Depressions in Pipe 12-133-12-134 0 F.1 Camera Und  
Edmonds WWTP Depressions in Pipe 12-133-12-134 0 F.1 Camera Und  

SUM of Reach 12-133-12-134
BREACH B-64 Edmonds WWTP Crack 12-134-12-132 0 Longitudinal - Narrow F.2
BREACH B-186 Edmonds WWTP Hole in Pipe - Medium 12-134-12-132 0 MEDIUM F.2

Edmonds WWTP Joint Gasket Exposed - Severe 12-134-12-132 N/A F.1 Severe
SUM of Reach 12-134-12-132

Edmonds WWTP Light Root Problem 12-135-12-134 0 F.1
Edmonds WWTP Light Root Problem 12-135-12-134 0 F.1
Edmonds WWTP Depressions in Pipe 12-135-12-134 0 F.1 Camera Und  

SUM of Reach 12-135-12-134
Edmonds WWTP Problem Laterals - Connections 12-137-12-136 N/A F.1 Connection D

BREACH B-90 Edmonds WWTP Crack 12-139-12-138 0 Longitudinal - Narrow F.2
Edmonds WWTP Problem Laterals - Connections 12-139-12-138 N/A F.1 Connection D

SUM of Reach 12-139-12-138
Edmonds WWTP Problem Joint - Offset Medium 12-140-12-139 N/A F.1
Edmonds WWTP Joint separated - Medium 12-140-12-139 N/A F.1 Medium
Edmonds WWTP Debris and Deposits 12-140-12-139 N/A F.1

SUM of Reach 12-140-12-139
Edmonds WWTP Problem Laterals - Connections 12-14-12-15 N/A F.1 Connection D
Edmonds WWTP Problem Laterals - Connections 12-14-12-15 N/A F.1 Connection P

SUM of Reach 12-14-12-15
BREACH B-21 Edmonds WWTP Crack 12-143-12-142 0 Circular - Narrow F.2
BREACH B-88 Edmonds WWTP Crack 12-143-12-142 0 Longitudinal - Narrow F.2
BREACH B-89 Edmonds WWTP Crack 12-143-12-142 1 Longitudinal - Narrow F.2
BREACH B-138 Edmonds WWTP Crack 12-143-12-142 1 Multiple - Narrow F.2
BREACH B-143 Edmonds WWTP Crack 12-143-12-142 1 Multiple - Narrow F.2

Edmonds WWTP Problem Laterals - Connections 12-143-12-142 N/A F.1 Connection P
SUM of Reach 12-143-12-142

Edmonds WWTP Debris and Deposits 12-144-12-146 N/A F.1
Edmonds WWTP Problem Laterals - Connections 12-144-12-146 N/A F.1 Connection D

SUM of Reach 12-144-12-146
Edmonds WWTP Problem Laterals - Connections 12-147-12-148 N/A F.1 Connection P
Edmonds WWTP Debris and Deposits 12-148-12-141 N/A F.1
Edmonds WWTP Problem Laterals - Connections 12-148-12-141 N/A F.1 Connection D

SUM of Reach 12-148-12-141
Edmonds WWTP Depressions in Pipe 12-149A-12-149 0 F.1 Camera Und  
Edmonds WWTP Light Root Problem 12-151-12-22 0 F.1
Edmonds WWTP Debris and Deposits 12-151A-12-151 N/A F.1
Edmonds WWTP Debris and Deposits 12-151A-12-151 N/A F.1
Edmonds WWTP Problem Laterals - Connections 12-151A-12-151 N/A F.1 Connection D

SUM of Reach 12-151A-12-151  
Edmonds WWTP Medium Root Problem 12-153-12-150 0 F.1
Edmonds WWTP Problem Laterals - Connections 12-154-12-153 N/A F.1 Connection D
Edmonds WWTP Problem Laterals - Connections 12-156-12-155 N/A F.1 Connection D
Edmonds WWTP Problem Laterals - Connections 12-156-12-155 N/A F.1 Connection P

SUM of Reach 12-156-12-155  
9223 216th Street Black Water 12-156-13-96 380 Conc F.1

ROOTS HR-17 Edmonds WWTP Heavy Root Problem 12-159-12-160 0 F.2
Edmonds WWTP Medium Root Problem 12-160-12-149 0 F.1
Edmonds WWTP Depressions in Pipe 12-160-12-149 0 F.1 Camera Und  
Edmonds WWTP Debris and Deposits 12-160-12-149 N/A F.1

SUM of Reach 12-160-12-149  
BREACH B-10 Edmonds WWTP Crack 12-16-12-17 0 Circular - Narrow F.2

Edmonds WWTP Light Root Problem 12-16-12-17 0 F.1
Edmonds WWTP Light Root Problem 12-16-12-17 0 F.1
Edmonds WWTP Light Root Problem 12-16-12-17 3 F.1
Edmonds WWTP Light Root Problem 12-16-12-17 0 F.1
Edmonds WWTP Light Root Problem 12-16-12-17 0 F.1

SUM of Reach 12-16-12-17  
Edmonds WWTP Light Root Problem 12-163-12-162 0 F.1
Edmonds WWTP Light Root Problem 12-165-12-164 0 F.1
Edmonds WWTP Problem Laterals - Connections 12-17-12-18 N/A F.1 Connection D
Edmonds WWTP Light Root Problem 12-175-12-146 0 F.1
Edmonds WWTP Light Root Problem 12-175-12-146 0 F.1
Edmonds WWTP Light Root Problem 12-175-12-146 0 F.1
Edmonds WWTP Light Root Problem 12-175-12-146 0 F.1
Edmonds WWTP Light Root Problem 12-175-12-146 0 F.1
Edmonds WWTP Light Root Problem 12-175-12-146 0 F.1
Edmonds WWTP Light Root Problem 12-175-12-146 0 F.1
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SUM of Reach 12-175-12-146  

Edmonds WWTP Debris and Deposits 12-177-12-176 N/A F.1
BREACH B-210 Edmonds WWTP Broken Hole 12-178-12-179 0 F.3

Edmonds WWTP Depressions in Pipe 12-180-12-181 0 F.1 Sag
Edmonds WWTP Light Root Problem 12-180A-12-180 0 F.1
Edmonds WWTP Debris and Deposits 12-180A-12-180 N/A F.1

SUM of Reach 12-180A-12-180  
Edmonds WWTP Light Root Problem 12-1-8-1 0 F.1
Edmonds WWTP Problem Laterals - Connections 12-1-8-1 N/A F.1 Connection D
Edmonds WWTP Problem Laterals - Connections 12-1-8-1 N/A F.1 Connection P
Edmonds WWTP Problem Laterals - Connections 12-1-8-1 N/A F.1 Connection P

SUM of Reach 12-1-8-1  
PIPE REPAIR PR-12 Edmonds WWTP Pipe Repair 12-181-12-182 0 F.3

Edmonds WWTP Light Root Problem 12-18-12-19 0 F.1
Edmonds WWTP Light Root Problem 12-182A-12-215 0 F.1
Edmonds WWTP Light Root Problem 12-182A-12-215 0 F.1
Edmonds WWTP Medium Root Problem 12-182A-12-215 0 F.1

SUM of Reach 12-182A-12-215  
BREACH B-118 Edmonds WWTP Crack 12-185D-12-130 0 Multiple - Narrow F.2
BREACH B-120 Edmonds WWTP Crack 12-185D-12-130 0 Multiple - Narrow F.2

Edmonds WWTP Debris and Deposits 12-185D-12-130 N/A F.1
SUM of Reach 12-185D-12-130  

Edmonds WWTP Depressions in Pipe 12-185F-12-185A 108 F.1 Water Level
Edmonds WWTP Light Root Problem 12-185G-12-185F 0 F.1
Edmonds WWTP Light Root Problem 12-185G-12-185F 0 F.1
Edmonds WWTP Medium Root Problem 12-185G-12-185F 0 F.1

SUM of Reach 12-185G-12-185F  
1153 8th Ave S. Grit, Black Water 12-189-12-190 c/o 120 Conc F.1
Edmonds WWTP Depressions in Pipe 12-189-12-191 0 F.1 Camera Und  
Edmonds WWTP Depressions in Pipe 12-190-12-189 0 F.1 Camera Und  
1115 8th Ave S. Grit, Black Water 12-191-12-189 285 Conc F.1
Edmonds WWTP Light Root Problem 12-19-12-28 0 F.1
Edmonds WWTP Light Root Problem 12-19-12-28 0 F.1
Edmonds WWTP Light Root Problem 12-19-12-28 0 F.1
Edmonds WWTP Light Root Problem 12-19-12-28 0 F.1

SUM of Reach 12-19-12-28  
736 Fir Street Black Water 12-192-12-191 200 Conc F.1

BREACH B-137 Edmonds WWTP Crack 12-196-12-198 1 Multiple - Narrow F.2
BREACH B-182 Edmonds WWTP Hole in Pipe - Small 12-200-12-112 0 SMALL F.2

Edmonds WWTP Depressions in Pipe 12-204-12-203 0 F.1 Sag
Edmonds WWTP Problem Joints - Offset 12-204I-12-204H F.1
Edmonds WWTP Problem Joints - Offset 12-204J-12-204I F.1
Edmonds WWTP Joint separated - Small 12-207-12-206 N/A F.1 Small
Edmonds WWTP Light Root Problem 12-208-12-207 0 F.1
Edmonds WWTP Light Root Problem 12-208-12-207 0 F.1
Edmonds WWTP Light Root Problem 12-208-12-207 0 F.1
Edmonds WWTP Light Root Problem 12-208-12-207 0 F.1
Edmonds WWTP Light Root Problem 12-208-12-207 0 F.1
Edmonds WWTP Light Root Problem 12-208-12-207 0 F.1

SUM of Reach 12-208-12-207  
Edmonds WWTP Problem Laterals - Connections 12-209-12-207 N/A F.1 Connection P
Edmonds WWTP Light Root Problem 12-2-12-1 0 F.1
Edmonds WWTP Light Root Problem 12-2-12-1 0 F.1
Edmonds WWTP Light Root Problem 12-2-12-1 0 F.1
Edmonds WWTP Light Root Problem 12-2-12-1 0 F.1
Edmonds WWTP Light Root Problem 12-2-12-1 0 F.1

SUM of Reach 12-2-12-1  
BREACH B-200 Edmonds WWTP Broken 12-212-12-211 0 F.3

Edmonds WWTP Light Root Problem 12-217-12-216 0 F.1
Edmonds WWTP Light Root Problem 12-22-12-20 0 F.1

BREACH B-73 Edmonds WWTP Crack 12-226-12-225 0 Longitudinal - Narrow F.2
Edmonds WWTP Light Root Problem 12-226-12-225 0 F.1

SUM of Reach 12-226-12-225  
Edmonds WWTP Light Root Problem 12-234B-12-234A 0 F.1

BREACH B-142 Edmonds WWTP Crack 12-24-12-23 2 Multiple - Narrow F.2
ROOTS HR-19 Edmonds WWTP Heavy Root Problem 12-243-12-241 0 F.2

Edmonds WWTP Light Root Problem 12-243-12-241 0 F.1
Edmonds WWTP Light Root Problem 12-243-12-241 0 F.1
Edmonds WWTP Roots 12-243-12-241 0 F.1

SUM of Reach 12-243-12-241  
ROOTS HR-29 Edmonds WWTP Heavy Root Problem 12-246-12-243 0 F.2

Edmonds WWTP Light Root Problem 12-246-12-243 0 F.1
Edmonds WWTP Light Root Problem 12-246-12-243 0 F.1
Edmonds WWTP Medium Root Problem 12-246-12-243 27 F.1
Edmonds WWTP Roots 12-246-12-243 0 F.1



Problem Category Identifier Location Reason Manhole # Comments Table CIP No.

Table F.4 
Composite Capital Improvement Projects

Distance of 
Run (ft)        

  

 
 

 

  

 
 

   

  

 
 

 
 

 

 

  

 
  

 

 

  

 

  

 

  

 

 

  

 
  

 

  
 

 
 

  

 
 

  

 
 

 

  

 
 

 

 
  

 
  

 

  
 

 
Distance of 

Run (ft)
Edmonds WWTP Roots 12-246-12-243 0 F.1

SUM of Reach 12-246-12-243  
BREACH B-130 Edmonds WWTP Crack 12-248-12-247 0 Multiple - Narrow F.2
BREACH B-175 Edmonds WWTP Hole in Pipe - Small 12-248-12-247 0 SMALL F.2

SUM of Reach 12-248-12-247  
BREACH B-127 Edmonds WWTP Crack 12-249-12-248 0 Multiple - Narrow F.2

Edmonds WWTP Medium Root Problem 12-250-12-249 0 F.1
Edmonds WWTP Medium Root Problem 12-250-12-249 0 F.1

SUM of Reach 12-250-12-249  
Edmonds WWTP Depressions in Pipe 12-26-12-24 0 F.1 Camera Und  
Edmonds WWTP Problem Joint - Offset Medium 12-266-12-265 N/A F.1

BREACH B-217 Edmonds WWTP Broken 12-269C-12-269D 0 Soil Visible - Large F.3
Edmonds WWTP Light Root Problem 12-284F-12-284 0 F.1
Edmonds WWTP Light Root Problem 12-287-12-286 0 F.1
Edmonds WWTP Problem Laterals - Connections 12-287-12-286 N/A F.1 Connection D

SUM of Reach 12-287-12-286  
Edmonds WWTP Medium Root Problem 12-288-12-287 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1
Edmonds WWTP Light Root Problem 12-28-8-2 0 F.1



Problem Category Identifier Location Reason Manhole # Comments CIP No.

Problem Joints - Offset Large
PROBLEM JOINTS PJ-62 Lift Station 1 Joint Offset - Large 5-122-5-121 N/A Large
PROBLEM JOINTS PJ-63 Lift Station 3 Joint Offset - Large 4-52A-4-53 N/A Large
PROBLEM JOINTS PJ-64 Lift Station 1 Joint Offset - Large 5-42-5-41 N/A Large
PROBLEM JOINTS PJ-65 Lift Station 3 Joint Offset - Large 4-52A-4-53 N/A Large
PROBLEM JOINTS PJ-66 Lynnwood WWTP Joint Offset - Large 3-66E-3-66D N/A Large
PROBLEM JOINTS PJ-67 Lynnwood WWTP Joint Offset - Large 3-66A-3-66 N/A Large
PROBLEM JOINTS PJ-68 Lift Station 7 Joint Offset - Large 7-11-7-7 N/A Large
PROBLEM JOINTS PJ-69 Edmonds WWTP Joint Offset - Large 8-107-8-106 N/A Large
PROBLEM JOINTS PJ-70 Edmonds WWTP Joint Offset - Large 8-107-8-106 N/A Large
PROBLEM JOINTS PJ-71 Edmonds WWTP Joint Offset - Large 12-51-8-11 N/A Large
PROBLEM JOINTS PJ-72 Edmonds WWTP Joint Offset - Large 9-349-9-350 N/A Large
PROBLEM JOINTS PJ-73 Lift Station 1 Joint Offset - Large 8-175-8-174 N/A Large
PROBLEM JOINTS PJ-74 Edmonds WWTP Joint Offset - Large 9-181-9-182 N/A Large
PROBLEM JOINTS PJ-75 Edmonds WWTP Joint Offset - Large 12-105N-12-105M N/A Large
PROBLEM JOINTS PJ-76 Edmonds WWTP Joint Offset - Large 12-105N-12-105M N/A Large
PROBLEM JOINTS PJ-77 Metro Joint Offset - Large 14-3-14-3A N/A Large
PROBLEM JOINTS PJ-78 Lift Station 1 Joint Offset - Large 5-122-5-121 N/A Large
Breach - Deformed  
BREACH B-194 Lift Station 12 Deformed 1-11-1-15 0
Breach Broken General
BREACH B-195 Edmonds WWTP Broken 8-50-8-52 0
BREACH B-196 Edmonds WWTP Broken 8-54-8-56 0
BREACH B-197 Edmonds WWTP Broken 8-78-8-77 0
BREACH B-198 Edmonds WWTP Broken 8-29-8-43 0
BREACH B-199 Edmonds WWTP Broken 12-102-12-101 0
BREACH B-200 Edmonds WWTP Broken 12-212-12-211 0
BREACH B-201 Edmonds WWTP Broken 11-23A-11-21 0
BREACH B-202 Metro Broken 13-14-13-13 0
BREACH B-203 Metro Broken 14-7G-14-7F 0
Breach - Broken Hole
BREACH B-204 Lift Station 3 Broken Hole 4-75-4-74 0
BREACH B-205 Edmonds WWTP Broken Hole 7-39C-7-40 0
BREACH B-206 Edmonds WWTP Broken Hole 12-101-12-95 0
BREACH B-207 Edmonds WWTP Broken Hole 8-17-8-18 0
BREACH B-208 Edmonds WWTP Broken Hole 12N-79-13-65B 0
BREACH B-209 Edmonds WWTP Broken Hole 12-75-8-14 0
BREACH B-210 Edmonds WWTP Broken Hole 12-178-12-179 0
BREACH B-211 Edmonds WWTP Broken Hole 12-75-8-14 0
BREACH B-212 Lift Station 1 Broken Hole 9-59-9-60 0
Breach - Broken Hole Large
BREACH B-213 Lift Station 4 Hole in Pipe - Large 2-64B-2-68 0
BREACH B-214 Edmonds WWTP Hole in Pipe - Large 12-133-12-134 0
BREACH B-215 Edmonds WWTP Hole in Pipe - Large 12-49-12-50 0
BREACH B-216 Edmonds WWTP Hole in Pipe - Large 12-105M-12-105K 1
Breach - Broken Soil Visable Large 
BREACH B-217 Edmonds WWTP Broken 12-269C-12-269D 0 Soil Visible - Large
BREACH B-218 Metro Broken 14-28-14-27 0 Soil Visible - Large
Breach - Broken Soil Visable Medium
BREACH B-219 Lift Station 1 Broken 4-115-8-219H 0 Soil Visible - Medium
BREACH B-220 Lynnwood WWTP Broken 2-29-2-28 0 Soil Visible - Medium
BREACH B-221 Edmonds WWTP Broken 8-22-8-21 0 Soil Visible - Medium
BREACH B-222 Edmonds WWTP Broken 8-337-8-336A 0 Soil Visible - Medium
BREACH B-223 Lift Station 1 Broken 5-246-5-245 0 Soil Visible - Medium
Breach - Broken Soil Visable Small
BREACH B-224 Edmonds WWTP Broken 8-50-8-52 0 Soil Visible - Small
BREACH B-225 Edmonds WWTP Broken 15-4E-15-4C 0 Soil Visible - Small
Breach - Broken Void Visable Medium
BREACH B-226 Lift Station 1 Broken 8-162-8-161 0 Void Visible - Medium
BREACH B-227 Lift Station 1 Broken 8-351-8-350 0 Void Visible - Medium
Breach - Broken Void Visable Small
BREACH B-228 Edmonds WWTP Broken 7-35-7-33B 0 Void Visible - Small
BREACH B-229 Edmonds WWTP Broken 12-84A-12-83 0 Void Visible - Small
BREACH B-230 Lift Station 1 Broken 8-203-8-202 0 Void Visible - Small
Pipe Repair - General
PIPE REPAIR PR-1 Lift Station 12 Pipe Repair 1-75-1-74 4
PIPE REPAIR PR-2 Lift Station 12 Pipe Repair 1-46-1-45 0
PIPE REPAIR PR-3 Lift Station 12 Pipe Repair 1-36A-1-36 8
PIPE REPAIR PR-4 Lift Station 12 Pipe Repair 1-55-1-52 5
PIPE REPAIR PR-5 Lift Station 12 Pipe Repair 1-55-1-52 4
PIPE REPAIR PR-6 Lift Station 12 Pipe Repair 1-79-1-78 8
PIPE REPAIR PR-7 Lift Station 12 Pipe Repair 1-46-1-45 0
PIPE REPAIR PR-8 Edmonds WWTP Pipe Repair 7-39B-7-39C 0

Table F.4
Granite Known Deficiencies - Dig up and Replace

Distance of 
Run (ft)



Problem Category Identifier Location Reason Manhole # Comments CIP No.

Table F.4
Granite Known Deficiencies - Dig up and Replace

Distance of 
Run (ft)

PIPE REPAIR PR-9 Lynnwood WWTP Pipe Repair 3-65-3-66A 0
PIPE REPAIR PR-10 Lift Station 12 Pipe Repair 3-12F-3-12E 2
PIPE REPAIR PR-11 Edmonds WWTP Pipe Repair 8-114-8-113 0
PIPE REPAIR PR-12 Edmonds WWTP Pipe Repair 12-181-12-182 0
PIPE REPAIR PR-13 Storm Lines Pipe Repair 8-322 0
PIPE REPAIR PR-14 Edmonds WWTP Pipe Repair 12-84A-12-83 0
PIPE REPAIR PR-15 Edmonds WWTP Pipe Repair 12-71-12-73 0
PIPE REPAIR PR-16 Edmonds WWTP Pipe Repair 12-75-8-14 0
PIPE REPAIR PR-17 Edmonds WWTP Pipe Repair 12-73-12-75 0
PIPE REPAIR PR-18 Edmonds WWTP Pipe Repair 12N-79-13-65B 3
PIPE REPAIR PR-19 Edmonds WWTP Pipe Repair 12-101-12-95 1
PIPE REPAIR PR-20 Edmonds WWTP Pipe Repair 12-75-8-14 0
PIPE REPAIR PR-21 Edmonds WWTP Pipe Repair 12-57-12-58 0
PIPE REPAIR PR-22 Edmonds WWTP Pipe Repair 9-299-9-298 0
PIPE REPAIR PR-23 Metro Pipe Repair 16-27-16-31 0
PIPE REPAIR PR-24 Edmonds WWTP Pipe Repair 13-65A-12-7 0
PIPE REPAIR PR-25 Edmonds WWTP Pipe Repair 12-42-12-43 0
PIPE REPAIR PR-26 Edmonds WWTP Pipe Repair 16-133-16-134 0
PIPE REPAIR PR-27 Metro Pipe Repair 14-73-14-72 0
PIPE REPAIR PR-28 Edmonds WWTP Pipe Repair 16-128-16-129 0
PIPE REPAIR PR-29 Metro Pipe Repair 14-65-14-64 0



Improvements Needed CIP No.
Anticipated 2013 -

2019 Anticipated 2019 - 2033
Anticipated 2033 - 

Buildout

Pipe Segment Exisitng Diameter 
(inches)

7-32D-ED-WWTP 36 42 Increase Pipe Diameter
11-20-11-19 24 42 Increase Pipe Diameter
11-18-7-33 24 42 Increase Pipe Diameter

16-127-16-128 24 42 Increase Pipe Diameter
11-19-11-18 24 42 Increase Pipe Diameter
17-87-17-88 24 36 Increase Pipe Diameter
17-48-17-59 24 36 Increase Pipe Diameter
17-88-17-89 24 36 Increase Pipe Diameter
17-47-17-48 24 36 Increase Pipe Diameter
17-59-17-60 24 36 Increase Pipe Diameter
17-61-17-84 24 36 Increase Pipe Diameter
17-60-17-61 24 36 Increase Pipe Diameter
17-85-17-86 24 36 Increase Pipe Diameter
17-84-17-85 24 36 Increase Pipe Diameter
17-86-17-87 24 36 Increase Pipe Diameter

16-132-16-133 24 36 Increase Pipe Diameter
16-128-16-129 24 36 Increase Pipe Diameter
12-268-12-278 24 36 Increase Pipe Diameter
16-135-16-136 24 36 Increase Pipe Diameter
16-136-16-137 24 36 Increase Pipe Diameter
16-129-16-130 24 36 Increase Pipe Diameter
16-131-16-132 24 36 Increase Pipe Diameter

15-7-15-5A 24 36 Increase Pipe Diameter
15-13-15-13A 24 36 Increase Pipe Diameter
12-267-12-268 24 36 Increase Pipe Diameter
15-11-15-10 24 36 Increase Pipe Diameter

15-8-15-7 24 36 Increase Pipe Diameter
16-135A-16-135 24 36 Increase Pipe Diameter
12-265-12-267 24 36 Increase Pipe Diameter
16-133-16-134 24 36 Increase Pipe Diameter

15-3-15-2A 24 36 Increase Pipe Diameter
15-11A-15-11 24 36 Increase Pipe Diameter
11-25-11-24 24 36 Increase Pipe Diameter
15-5A-15-4A 24 36 Increase Pipe Diameter
15-4A-15-4 24 36 Increase Pipe Diameter
15-10-15-9 24 36 Increase Pipe Diameter

11-28A-11-27 24 36 Increase Pipe Diameter
8-265-8-266 15 21 Increase Pipe Diameter
8-280-8-281 15 21 Increase Pipe Diameter
8-281-8-282 15 21 Increase Pipe Diameter
8-278-8-279 15 21 Increase Pipe Diameter
8-275-8-278 15 21 Increase Pipe Diameter
8-266-8-275 15 21 Increase Pipe Diameter
8-279-8-280 15 21 Increase Pipe Diameter

7-84-7-85 15 18 Increase Pipe Diameter
14-62-14-63 12 18 Increase Pipe Diameter
14-64-17-14 12 18 Increase Pipe Diameter
17-9-17-10 12 18 Increase Pipe Diameter

17-11-17-17 12 18 Increase Pipe Diameter
17-14-17-9 12 18 Increase Pipe Diameter

17-10-17-11 12 18 Increase Pipe Diameter
14-63-14-64 12 18 Increase Pipe Diameter

7-40-7-48 12 18 Increase Pipe Diameter
7-41-7-40 12 18 Increase Pipe Diameter

14-53-14-55 12 18 Increase Pipe Diameter
14-56-14-62 12 18 Increase Pipe Diameter

7-48-7-47 12 18 Increase Pipe Diameter
7-47-7-50 12 18 Increase Pipe Diameter

12-105T-12-105U 8 18 Increase Pipe Diameter
12-105D-12-105E 8 18 Increase Pipe Diameter
12-105E-12-105F 8 18 Increase Pipe Diameter
12-105F-12-105T 8 18 Increase Pipe Diameter

Table F.5 (similar to Table B.1)
Over Capacity

Proposed Diameter (inches)

Expected Year of Improvement



Improvements Needed CIP No.
Anticipated 2013 -

2019 Anticipated 2019 - 2033
Anticipated 2033 - 

Buildout

Table F.5 (similar to Table B.1)
Over Capacity

  

Expected Year of Improvement

12-105U-11-28B 8 18 Increase Pipe Diameter
14-50-14-50C 12 15 Increase Pipe Diameter
14-25-14-41 10 15 Increase Pipe Diameter

8-35-8-36 10 15 Increase Pipe Diameter
9-202-9-20 10 15 Increase Pipe Diameter
9-2-9-1A 10 15 Increase Pipe Diameter

9-193-9-196 10 15 Increase Pipe Diameter
9-19-9-18 10 15 Increase Pipe Diameter

9-201-9-202 10 15 Increase Pipe Diameter
9-196-9-196A 10 15 Increase Pipe Diameter

9-16-9-15 10 15 Increase Pipe Diameter
9-17-9-16 10 15 Increase Pipe Diameter
9-18-9-17 10 15 Increase Pipe Diameter

9-200-9-201 10 15 Increase Pipe Diameter
9-199-9-200 10 15 Increase Pipe Diameter
9-198-9-199 10 15 Increase Pipe Diameter
9-197-9-198 10 15 Increase Pipe Diameter

9-196A-9-197 10 15 Increase Pipe Diameter
9-20-9-19 10 15 Increase Pipe Diameter
9-15-9-14 10 15 Increase Pipe Diameter
8-33-8-34 10 15 Increase Pipe Diameter
8-34-8-35 10 15 Increase Pipe Diameter

14-48-14-50 10 15 Increase Pipe Diameter
9-224-9-202 8 15 Increase Pipe Diameter
14-26-14-25 8 15 Increase Pipe Diameter

8-41-8-42 8 15 Increase Pipe Diameter
4-94-4-93 10 12 Increase Pipe Diameter
4-91-4-90 10 12 Increase Pipe Diameter

4-161-4-95 10 12 Increase Pipe Diameter
4-162-4-161 10 12 Increase Pipe Diameter
4-163-4-162 10 12 Increase Pipe Diameter
4-173-4-163 10 12 Increase Pipe Diameter
9-189-9-190 10 12 Increase Pipe Diameter

4-92-4-91 10 12 Increase Pipe Diameter
14-48A-14-48 10 12 Increase Pipe Diameter

4-93-4-92 10 12 Increase Pipe Diameter
4-83-4-82 10 12 Increase Pipe Diameter
4-89-4-86 10 12 Increase Pipe Diameter
4-84-4-83 10 12 Increase Pipe Diameter
4-81-4-80 10 12 Increase Pipe Diameter

8-243-8-242 10 12 Increase Pipe Diameter
8-50-8-52 10 12 Increase Pipe Diameter

14-40-14-39 8 12 Increase Pipe Diameter
14-34-14-33 8 12 Increase Pipe Diameter
9-188-9-189 8 12 Increase Pipe Diameter
14-30-14-27 8 12 Increase Pipe Diameter
14-31-14-30 8 12 Increase Pipe Diameter

8-4-8-5 8 12 Increase Pipe Diameter
8-2A-8-3 8 12 Increase Pipe Diameter

12-105I-12-105H 8 12 Increase Pipe Diameter
8-2-8-2A 8 12 Increase Pipe Diameter

12-73-12-75 8 12 Increase Pipe Diameter
8-51-8-50 8 12 Increase Pipe Diameter

16-125-16-127 30 42 Increase Pipe Diameter
16-124-16-125 30 42 Increase Pipe Diameter
16-123-16-124 30 42 Increase Pipe Diameter

7-33-7-32 30 42 Increase Pipe Diameter
11-21-11-20 24 42 Increase Pipe Diameter

16-134-16-135A 24 36 Increase Pipe Diameter
16-130A-16-131 24 36 Increase Pipe Diameter
16-130-16-130A 24 36 Increase Pipe Diameter

16-137-15-13 24 36 Increase Pipe Diameter
15-13A-15-12 24 36 Increase Pipe Diameter

15-2-15-2B 24 36 Increase Pipe Diameter



Improvements Needed CIP No.
Anticipated 2013 -

2019 Anticipated 2019 - 2033
Anticipated 2033 - 

Buildout

Table F.5 (similar to Table B.1)
Over Capacity

  

Expected Year of Improvement

15-2B-12-265 24 36 Increase Pipe Diameter
15-4-15-3 24 36 Increase Pipe Diameter

12-295A-12-295B 24 36 Increase Pipe Diameter
7-52-7-51 12 18 Increase Pipe Diameter

17-82-17-83 10 18 Increase Pipe Diameter
9-193A-9-193 10 15 Increase Pipe Diameter

14-METER3-14-47 10 15 Increase Pipe Diameter
9-14-9-13 10 15 Increase Pipe Diameter
9-10-9-9 10 15 Increase Pipe Diameter

9-9-13-63F 10 15 Increase Pipe Diameter
9-11-9-10 10 15 Increase Pipe Diameter
9-12-9-11 10 15 Increase Pipe Diameter
9-13-9-12 10 15 Increase Pipe Diameter
9-1A-8-33 10 15 Increase Pipe Diameter
8-42-8-43 8 15 Increase Pipe Diameter
4-80-4-78 10 12 Increase Pipe Diameter

8-244-8-243 10 12 Increase Pipe Diameter
17-78-17-82 8 12 Increase Pipe Diameter
17-89-17-90 24 36 Increase Pipe Diameter

15-12-15-11A 24 36 Increase Pipe Diameter
9-190-9-193A 10 12 Increase Pipe Diameter
17-81-17-82 8 12 Increase Pipe Diameter
17-80-17-81 8 12 Increase Pipe Diameter
7-32C-7-32D 36 42 Increase Pipe Diameter
7-32-7-32A 24 42 Increase Pipe Diameter

16-METER2-16-12 30 36 Increase Pipe Diameter
16-119-16-METER 30 36 Increase Pipe Diameter

16-122-16-123 30 36 Increase Pipe Diameter
16-121-16-122 30 36 Increase Pipe Diameter
16-120-16-121 30 36 Increase Pipe Diameter
16-117-16-118 30 36 Increase Pipe Diameter

15-2A-15-2 24 36 Increase Pipe Diameter
11-24A-11-23 24 36 Increase Pipe Diameter
11-23-11-21 24 36 Increase Pipe Diameter
11-27-11-26 24 36 Increase Pipe Diameter
17-93-17-90 24 30 Increase Pipe Diameter
8-249-8-265 15 21 Increase Pipe Diameter

12-294A-12-295 8 18 Increase Pipe Diameter
11-28B-11-28 8 18 Increase Pipe Diameter

14-50C-14-50D 12 15 Increase Pipe Diameter
14-52A-14-53 12 15 Increase Pipe Diameter
14-50E-14-51 12 15 Increase Pipe Diameter

14-50D-14-50E 12 15 Increase Pipe Diameter
14-52-14-52A 12 15 Increase Pipe Diameter

14-46-14-METER3 10 15 Increase Pipe Diameter
14-47-14-48 10 15 Increase Pipe Diameter

8-40-8-41 10 15 Increase Pipe Diameter
8-39-8-40 10 15 Increase Pipe Diameter
8-36-8-37 10 15 Increase Pipe Diameter
8-37-8-39 10 15 Increase Pipe Diameter

4-173A-4-173 10 12 Increase Pipe Diameter
4-78-8-244 10 12 Increase Pipe Diameter
4-82-4-81 10 12 Increase Pipe Diameter

8-21A-8-51 10 12 Increase Pipe Diameter
8-52-8-59 10 12 Increase Pipe Diameter

16-83-17-69 8 12 Increase Pipe Diameter
14-7A-14-7 8 12 Increase Pipe Diameter

4-100-4-100A 8 12 Increase Pipe Diameter
17-69-17-73 8 12 Increase Pipe Diameter

8-3-8-4 8 12 Increase Pipe Diameter
17-75-17-78 8 12 Increase Pipe Diameter
14-27-14-26 8 12 Increase Pipe Diameter
17-74-17-75 8 12 Increase Pipe Diameter
12-75-8-14 8 12 Increase Pipe Diameter



Improvements Needed CIP No.
Anticipated 2013 -

2019 Anticipated 2019 - 2033
Anticipated 2033 - 

Buildout

Table F.5 (similar to Table B.1)
Over Capacity

  

Expected Year of Improvement

16-118-16-119 30 36 Increase Pipe Diameter
11-25A-11-25 30 36 Increase Pipe Diameter
11-26-11-25A 24 36 Increase Pipe Diameter

17-90-SHORELINE 24 36 Increase Pipe Diameter
17-92-17-93 24 30 Increase Pipe Diameter
17-46-17-47 24 36 Increase Pipe Diameter

15-9-15-8 24 36 Increase Pipe Diameter
12-277-12-298 24 36 Increase Pipe Diameter
11-24-11-24A 24 36 Increase Pipe Diameter
12-298-12-297 24 36 Increase Pipe Diameter
12-278-12-277 24 36 Increase Pipe Diameter

12-295-12-295A 24 36 Increase Pipe Diameter
12-297-12-295 24 36 Increase Pipe Diameter
12-295B-11-28 24 36 Increase Pipe Diameter
11-24B-11-24A 8 24 Increase Pipe Diameter
14-62B-14-63A 15 18 Increase Pipe Diameter
14-63B-14-64A 15 18 Increase Pipe Diameter
14-63A-14-63B 15 18 Increase Pipe Diameter
14-64A-17-15 15 18 Increase Pipe Diameter

8-57-7-41 12 18 Increase Pipe Diameter
14-55-14-56 12 18 Increase Pipe Diameter

7-50-7-52 12 18 Increase Pipe Diameter
17-83-17-84 10 18 Increase Pipe Diameter
14-41-14-42 10 15 Increase Pipe Diameter
14-42-14-46 10 15 Increase Pipe Diameter
13-63F-9-7 10 15 Increase Pipe Diameter

4-174-4-173A 10 12 Increase Pipe Diameter
4-85-4-84 10 12 Increase Pipe Diameter
4-86-4-85 10 12 Increase Pipe Diameter
4-90-4-89 10 12 Increase Pipe Diameter

8-13-8-21A 10 12 Increase Pipe Diameter
14-38-14-37 8 12 Increase Pipe Diameter
13-3-14-48B 8 12 Increase Pipe Diameter
14-35-14-34 8 12 Increase Pipe Diameter
17-73-17-74 8 12 Increase Pipe Diameter

8-56-7-41 24 18 Increase Pipe Diameter
9-7-9-2 10 15 Increase Pipe Diameter



Problem Category Location Reason Manhole # Comments Table
Red 
Area

Granite 
O&M

Granite - 
Trechless

Granite - 
Dig up 

and 
Replace

Capacity - 
Model

Observed 
Surcharged 
Conditions TOTAL

SUM of Reach 8-58-8-57  0 176 30 0 0 206
SUM of Reach 8-50-8-52 Increase 10" to 12" F.5 0 34 15 8 10 67
SUM of Reach 17-61-17-84 484 Increase 24" to 36" F.5 0 28 0 0 10 20 58
SUM of Reach 8-77-8-76  0 44 5 0 0 49
SUM of Reach 7-79-7-80  0 30 15 0 0 45
SUM of Reach 8-68-8-68A  0 31 8 0 0 39
SUM of Reach 11-8-11-7 0 12 26 0 0 38
SUM of Reach 8-75-8-57  0 0 38 0 0 38
SUM of Reach 8-265-8-266 438 Increase 15" to 21" F.5 0 6 0 0 10 20 36

Metro SUM of Reach 17-47-17-48 500 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 20 34
Metro SUM of Reach 17-48-17-59 506 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 20 34
Metro SUM of Reach 17-60-17-61 179 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 20 34
Metro SUM of Reach 17-84-17-85 457 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 20 34
Metro SUM of Reach 17-85-17-86 111 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 20 34
Metro SUM of Reach 17-86-17-87 43 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 20 34
Metro SUM of Reach 17-87-17-88 35 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 20 34

SUM of Reach 9-224-9-202 Increase 8" to 15" F.5 10 4 10 0 10 34
SUM of Reach 8-76-8-75  0 29 5 0 0 34
SUM of Reach 8-244-8-243 305 Increase 10" to 12" F.5 0 3 0 0 10 20 33
Capacity - Model 17-59-17-60 463 Increase 24" to 36" F.5 10 20 30
SUM of Reach 12-143-12-142 0 5 25 0 0 30
SUM of Reach 12-84A-12-83  0 10 5 14 0 29
SUM of Reach 13-53-9-212  0 4 25 0 0 29
SUM of Reach 7-9-7-10  0 15 14 0 0 29
SUM of Reach 12-75-8-14  0 0 0 28 0 28
SUM of Reach 5-260-5-344  0 23 5 0 0 28
SUM of Reach 7-78-7-79  0 28 0 0 0 28
SUM of Reach 5-261-5-260  0 22 5 0 0 27
SUM of Reach 12-133-12-134 0 16 0 10 0 26
SUM of Reach 14-66-14-65  0 16 10 0 0 26
SUM of Reach 8-136-8-137  0 14 12 0 0 26
SUM of Reach 12-109-12-110 0 5 20 0 0 25
SUM of Reach 5-267-5-261  0 25 0 0 0 25
SUM of Reach 8-332-8-331  0 5 20 0 0 25
SUM of Reach 8-249-8-265 98 0 1 3 0 0 20 24
SUM of Reach 8-3-8-4  0 24 0 0 0 24
SUM of Reach 14-34-14-33 Increase 10" to 12" F.5 0 13 0 0 10 23
SUM of Reach 8-52-8-59  0 23 0 0 0 23
SUM of Reach 8-4-8-5 Increase 8" to 12" F.5 0 12 0 0 10 22
SUM of Reach 13-21A-13-21  0 19 3 0 0 22
SUM of Reach 8-107-8-106  0 6 10 6 0 22
SUM of Reach 8-59A-8-59  0 13 9 0 0 22
SUM of Reach 8-78-8-77  0 15 3 4 0 22

Lift Station 1 Roots 8-246-8-247 180 F.1 0 1 0 0 0 20 21
SUM of Reach 12-101-12-95 0 2 5 14 0 21

Edmonds WWTP SUM of Reach 16-128-16-129 0 Increase 24" to 36" F.3 0 0 0 10 10 20
Edmonds WWTP SUM of Reach 12-73-12-75 Increase 8 to 12" F.3 and F.5 0 0 0 10 10 20
Edmonds WWTP SUM of Reach 16-133-16-134 0 Increase 24" to 36" F.3 and F.5 0 0 0 10 10 20

SUM of Reach 8-243-8-242 Increase 10" to 12" F.5 0 0 10 0 10 20
SUM of Reach 8-280-8-281 Increase 15" to 21" F.5 0 0 10 0 10 20
SUM of Reach 1-55-1-52  0 0 0 20 0 20
SUM of Reach 7-37-7-36  0 15 5 0 0 20

Table F.6 
Composite Capital Improvement Projects - All categories

Distance of 
Run (ft)

Ranking and Point Assignment



Problem Category Location Reason Manhole # Comments Table
Red 
Area

Granite 
O&M

Granite - 
Trechless

Granite - 
Dig up 

and 
Replace

Capacity - 
Model

Observed 
Surcharged 
Conditions TOTAL

Table F.6 
Composite Capital Improvement Projects - All categories

Distance of 
Run (ft)

Ranking and Point Assignment

Observed Surcharge 8-242-8-245 78 20 20
Observed Surcharge 8-245-8-246 173 20 20
Observed Surcharge 8-247-8-248 71 20 20
Observed Surcharge 8-248-8-249 147 20 20
SUM of Reach 8-285-8-284  0 5 15 0 0 20
SUM of Reach 9-363A-9-363  0 8 12 0 0 20
SUM of Reach 8-51-8-50 Increase 10" to 12" F.5 0 4 5 0 10 19
SUM of Reach 4-60-4-62  0 19 0 0 0 19
SUM of Reach 7-34-7-30  0 14 5 0 0 19
SUM of Reach 8-135-8-316  5 9 5 0 0 19
SUM of Reach 8-68B-8-68  0 2 17 0 0 19
SUM of Reach 8-UNK 1-8-330A  0 19 0 0 0 19
SUM of Reach 9-299-9-298  0 6 3 10 0 19
SUM of Reach 10-27-10-28 0 18 0 0 0 18
SUM of Reach 12-49-12-50  0 0 8 10 0 18
SUM of Reach 13-22-13-22A  0 0 18 0 0 18
SUM of Reach 8-182-8-179  0 18 0 0 0 18
SUM of Reach 9-20-9-19 Increase 10" to 15" 0 8 0 0 10 18
SUM of Reach 12N-79-13-65B  0 0 3 14 0 17
SUM of Reach 8-73-8-74  0 17 0 0 0 17
SUM of Reach 8-281-8-282 Increase 15" to 21" F.5 0 1 5 0 10 16
SUM of Reach 9-11-9-10 Increase 10" to 15" F.5 0 6 0 0 10 16
SUM of Reach 12-134-12-132 0 2 14 0 0 16
SUM of Reach 12-1-8-1  0 16 0 0 0 16
SUM of Reach 13-4-14-49  0 16 0 0 0 16
SUM of Reach 14-67-14-66  0 16 0 0 0 16
SUM of Reach 17-23-17-39  0 16 0 0 0 16
SUM of Reach 7-46-7-47  0 11 5 0 0 16
SUM of Reach 8-21A-8-51  0 16 0 0 0 16

Edmonds WWTP SUM of Reach 8-35-8-36 N/A Increase 10" to 15" F.1 and F.5 0 5 0 0 10 15
Metro SUM of Reach 17-78-17-82 0 Longitudinal - Wider (8" - 12") F.2 and F.5 0 0 5 0 10 15

SUM of Reach 14-56-14-62 Increase 12" to 18" F.5 0 2 3 0 10 15
SUM of Reach 12-126-12-125 0 0 15 0 0 15
SUM of Reach 1-36A-1-36  0 5 0 10 0 15
SUM of Reach 7-43-7-40  0 15 0 0 0 15
SUM of Reach 7-61-7-60  0 15 0 0 0 15
SUM of Reach 7-81-7-82  0 15 0 0 0 15
SUM of Reach 8-112-8-117  0 10 5 0 0 15
SUM of Reach 8-114-8-113  0 5 0 10 0 15
SUM of Reach 8-178-8-177A  0 15 0 0 0 15
SUM of Reach 8-240-8-239  0 5 10 0 0 15
SUM of Reach 8-31-8-30  0 15 0 0 0 15
SUM of Reach 8-59-8-58  0 5 10 0 0 15

Metro SUM of Reach 14-48-14-50 0 Increase 10" to 15" F.1 and F.5 0 4 0 0 10 14
Metro SUM of Reach 17-88-17-89 0 Increase 24" to 36" F.1 and F.5 0 4 0 0 10 14
Edmonds WWTP SUM of Reach 7-47-7-50 0 Increase 12" to 18" F.1 and F.5 0 4 0 0 10 14
Edmonds WWTP SUM of Reach 7-48-7-47 0 Increase 12" to 18" F.1 and F.5 0 4 0 0 10 14
Edmonds WWTP SUM of Reach 8-34-8-35 0 Increase 10" to 15" F.1 and F.5 0 4 0 0 10 14
Edmonds WWTP SUM of Reach 9-193-9-196 Increase 10" to 15" F.1 and F.5 0 4 0 0 10 14
Edmonds WWTP SUM of Reach 9-19-9-18 Increase 10" to 15" F.1 and F.5 0 4 0 0 10 14
Edmonds WWTP SUM of Reach 9-201-9-202 Increase 10" to 15" F.1 and F.5 0 4 0 0 10 14
Edmonds WWTP SUM of Reach 9-202-9-20 Increase 10" to 15" F.1 and F.5 0 4 0 0 10 14
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SUM of Reach 4-163-4-162 Increase 10" to 12" F.5 0 4 0 0 10 14
SUM of Reach 9-188-9-189 Increase 8" to 12" F.5 0 4 0 0 10 14
SUM of Reach 11-6-11-5 0 6 8 0 0 14
SUM of Reach 12-132-12-131 0 0 14 0 0 14
SUM of Reach 14-65-14-64  0 4 0 10 0 14
SUM of Reach 2-29-2-28 0 5 5 4 0 14
SUM of Reach 3-66E-3-66D  0 8 3 3 0 14
SUM of Reach 4-78-8-244  0 14 0 0 0 14
SUM of Reach 5-334B-5-334A  0 14 0 0 0 14
SUM of Reach 7-35-7-33B  0 5 5 4 0 14
SUM of Reach 7-50-7-52  0 4 10 0 0 14
SUM of Reach 7-66-8-327  0 14 0 0 0 14
SUM of Reach 7-83-7-84  0 14 0 0 0 14
SUM of Reach 8-269-8-267  0 14 0 0 0 14
SUM of Reach 8-54-8-56  0 14 0 0 0 14
SUM of Reach 8-71-8-72  0 5 9 0 0 14
SUM of Reach 8-41-8-42 Increase 8" to 15" F.5 0 3 0 0 10 13
SUM of Reach 10-6-10-5 0 5 8 0 0 13
SUM of Reach 12-248-12-247  0 0 13 0 0 13
SUM of Reach 14-29-14-28  0 5 8 0 0 13
SUM of Reach 8-18-8-55  0 13 0 0 0 13
SUM of Reach 9-262A-9-262  0 8 5 0 0 13
SUM of Reach 8-2-8-2A Increase 8" to 12" F.5 0 2 0 0 10 12
SUM of Reach 8-2A-8-3 Increase 8" to 12" F.5 0 2 0 0 10 12
SUM of Reach 11-9A-7-35 0 12 0 0 0 12
SUM of Reach 14-3-14-3A  0 0 9 3 0 12
SUM of Reach 2-113A-2-113  0 1 11 0 0 12
SUM of Reach 8-60-8-59A  0 12 0 0 0 12
SUM of Reach 8-87-8-86  0 12 0 0 0 12
SUM of Reach 9-150-5-336  0 7 5 0 0 12

Edmonds WWTP SUM of Reach 11-19-11-18 0 Increase from 24 to 42 F.5 0 1 0 0 10 11
SUM of Reach 12-54-12-53  0 11 0 0 0 11
SUM of Reach 12-95-12-94  0 6 5 0 0 11
SUM of Reach 3-12F-3-12E  0 1 0 10 0 11
SUM of Reach 5-42-5-41  0 8 0 3 0 11
SUM of Reach 8-203-8-202  0 7 0 4 0 11
SUM of Reach 8-72-8-73  0 6 5 0 0 11
SUM of Reach 8-97-8-98  0 1 10 0 0 11
SUM of Reach 9-109-8-193  0 11 0 0 0 11

Lift Station 1 SUM of Reach 4-83-4-82 N/A Increase 10" to 12" F.1 and F.5 0 0 0 0 10 10
Edmonds WWTP SUM of Reach 7-33-7-32 Increase 30" to 42" F.1 and F.5 0 0 0 0 10 10
Edmonds WWTP Hole in Pipe - Large 12-105M-12-105K 1 F.3 0 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-181-12-182 0 F.3 0 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-42-12-43 0 F.3 0 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-57-12-58 0 F.3 0 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-71-12-73 0 F.3 0 0 0 10 0 10
Edmonds WWTP Pipe Repair 13-65A-12-7 0 F.3 0 0 0 10 0 10
Metro Pipe Repair 14-73-14-72 0 F.3 0 0 0 10 0 10
Metro Pipe Repair 16-27-16-31 0 F.3 0 0 0 10 0 10
Lift Station 12 Pipe Repair 1-79-1-78 8 F.3 0 0 0 10 0 10
Lift Station 4 Hole in Pipe - Large 2-64B-2-68 0 F.3 0 0 0 10 0 10
Lynnwood WWTP Pipe Repair 3-65-3-66A 0 F.3 0 0 0 10 0 10
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Edmonds WWTP Pipe Repair 7-39B-7-39C 0 F.3 0 0 0 10 0 10
Storm Lines Pipe Repair 8-322 0 F.3 0 0 0 10 0 10
Edmonds WWTP Capacity - Model 11-18-7-33 N/A Increase from 24 to 42 F.5 0 0 0 0 10 10

Capacity - Model 11-20-11-19 Increase from 24 to 42 F.5 10 10
Capacity - Model 11-21-11-20 Increase from 24 to 42 F.5 10 10
Capacity - Model 11-25-11-24 Increase from 24 to 36 F.5 10 10
Capacity - Model 11-28A-11-27 Increase from 24 to 36 F.5 10 10
Capacity - Model 12-105D-12-105E Increase from 8 to 18 F.5 10 10
Capacity - Model 12-105E-12-105F Increase from 8 to 18 F.5 10 10
Capacity - Model 12-105F-12-105T Increase from 8 to 18 F.5 10 10
Capacity - Model 12-105I-12-105H Increase from 8 to 12 F.5 10 10
Capacity - Model 12-105T-12-105U Increase from 8 to 18 F.5 10 10
Capacity - Model 12-105U-11-28B Increase from 8 to 18 F.5 10 10
Capacity - Model 12-265-12-267 Increase 24 to 36 F.5 10 10
Capacity - Model 12-267-12-268 Increase 24 to 36 F.5 10 10
Capacity - Model 12-268-12-278 Increase 24 to 36 F.5 10 10
Capacity - Model 12-295A-12-295B Increase 24 to 36 F.5 10 10
Capacity - Model 14-25-14-41 Increase 10" to 15" F.5 10 10
Capacity - Model 14-26-14-25 Increase 8 " to 15" F.5 10 10
Capacity - Model 14-30-14-27 Increase 10" to 12" F.5 10 10
Capacity - Model 14-31-14-30 Increase 10" to 12" F.5 10 10
Capacity - Model 14-40-14-39 Increase 8 " to 12" F.5 10 10
Capacity - Model 14-48A-14-48 Increase 10" to 12" F.5 10 10
Capacity - Model 14-50-14-50C Increase 12" to 18" F.5 10 10
Capacity - Model 14-53-14-55 Increase 12" to 15" F.5 10 10
Capacity - Model 14-62-14-63 Increase 12" to 18" F.5 10 10
Capacity - Model 14-63-14-64 Increase 12" to 18" F.5 10 10
Capacity - Model 14-64-17-14 Increase 12" to 18" F.5 10 10
Capacity - Model 14-METER3-14-47 Increase 10" to 15" F.5 0 0 0 0 10 10
Capacity - Model 15-10-15-9 Increase 24" to 36" F.5 0 0 0 0 10 10
Capacity - Model 15-11-15-10 Increase 24" to 36" F.5 0 0 0 0 10 10
Capacity - Model 15-11A-15-11 Increase 24" to 36" F.5 10 10
Capacity - Model 15-12-15-11A Increase 24" to 36" F.5 10 10
Capacity - Model 15-13-15-13A Increase 24" to 36" F.5 10 10
Capacity - Model 15-13A-15-12 Increase 24" to 36" F.5 10 10
Capacity - Model 15-2-15-2B Increase 24" to 36" F.5 10 10
Capacity - Model 15-2B-12-265 Increase 24" to 36" F.5 10 10
Capacity - Model 15-3-15-2A Increase 24" to 36" F.5 10 10
Capacity - Model 15-4-15-3 Increase 24" to 36" F.5 10 10
Capacity - Model 15-4A-15-4 Increase 24" to 36" F.5 10 10
Capacity - Model 15-5A-15-4A Increase 24" to 36" F.5 10 10
Capacity - Model 15-7-15-5A Increase 24" to 36" F.5 10 10
Capacity - Model 15-8-15-7 Increase 24" to 36" F.5 10 10
Capacity - Model 16-123-16-124 Increase 30" to 42" F.5 10 10
Capacity - Model 16-124-16-125 Increase 30" to 42" F.5 10 10
Capacity - Model 16-125-16-127 Increase 30" to 42" F.5 10 10
Capacity - Model 16-127-16-128 Increase 24" to 42" F.5 10 10
Capacity - Model 16-129-16-130 Increase 24" to 36" F.5 10 10
Capacity - Model 16-130-16-130A Increase 24" to 36" F.5 10 10
Capacity - Model 16-130A-16-131 Increase 24" to 36" F.5 10 10
Capacity - Model 16-131-16-132 Increase 24" to 36" F.5 10 10
Capacity - Model 16-132-16-133 Increase 24" to 36" F.5 10 10
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Capacity - Model 16-134-16-135A 24 Increase 24" to 36" F.5 10 10
Capacity - Model 16-135-16-136 24 Increase 24" to 36" F.5 10 10
Capacity - Model 16-135A-16-135 24 Increase 24" to 36" F.5 10 10
Capacity - Model 16-136-16-137 24 Increase 24" to 36" F.5 10 10
Capacity - Model 16-137-15-13 24 Increase 24" to 36" F.5 10 10
Capacity - Model 17-10-17-11 Increase 12" to 18" F.5 10 10
Capacity - Model 17-11-17-17 Increase 12" to 18" F.5 10 10
Capacity - Model 17-14-17-9 Increase 12" to 18" F.5 10 10
Capacity - Model 17-80-17-81 Increase 8" to 12" F.5 10 10
Capacity - Model 17-81-17-82 Increase 8" to 12" F.5 10 10
Capacity - Model 17-82-17-83 Increase 10" to 18" F.5 10 10
Capacity - Model 17-89-17-90 Increase 24" to 36" F.5 10 10
Capacity - Model 17-9-17-10 Increase 12" to 18" F.5 10 10
Capacity - Model 4-161-4-95 Increase 10" to 12" F.5 10 10
Capacity - Model 4-162-4-161 Increase 10" to 12" F.5 10 10
Capacity - Model 4-173-4-163 Increase 10" to 12" F.5 10 10
Capacity - Model 4-80-4-78 Increase 10" to 12" F.5 10 10
Capacity - Model 4-81-4-80 Increase 10" to 12" F.5 10 10
Capacity - Model 4-84-4-83 Increase 10" to 12" F.5 10 10
Capacity - Model 4-89-4-86 Increase 10" to 12" F.5 10 10
Capacity - Model 4-91-4-90 Increase 10" to 12" F.5 10 10
Capacity - Model 4-92-4-91 Increase 10" to 12" F.5 10 10
Capacity - Model 4-93-4-92 Increase 10" to 12" F.5 10 10
Capacity - Model 4-94-4-93 Increase 10" to 12" F.5 10 10
Capacity - Model 7-32D-ED-WWTP Increase 36" to 42" F.5 0 10 10
Capacity - Model 7-40-7-48 Increase 12" to 18" F.5 10 10
Capacity - Model 7-41-7-40 Increase 12" to 18" F.5 10 10
Capacity - Model 7-52-7-51 Increase 12" to 18" F.5 10 10
Capacity - Model 7-84-7-85 Increase 15" to 18" F.5 10 10
Capacity - Model 8-266-8-275 Increase 15" to 21" F.5 10 10
Capacity - Model 8-275-8-278 Increase 15" to 21" F.5 10 10
Capacity - Model 8-278-8-279 Increase 15" to 21" F.5 10 10
Capacity - Model 8-279-8-280 Increase 15" to 21" F.5 10 10
Capacity - Model 8-33-8-34 Increase 10" to 15" F.5 10 10
Capacity - Model 8-42-8-43 Increase 8" to 15" F.5 10 10
Capacity - Model 9-10-9-9 Increase 10" to 15" F.5 10 10
Capacity - Model 9-12-9-11 10 Increase 10" to 15" F.5 10 10
Capacity - Model 9-13-9-12 10 Increase 10" to 15" F.5 10 10
Capacity - Model 9-14-9-13 10 Increase 10" to 15" F.5 10 10
Capacity - Model 9-15-9-14 Increase 10" to 15" F.5 10 10
Capacity - Model 9-16-9-15 Increase 10" to 15" F.5 10 10
Capacity - Model 9-17-9-16 Increase 10" to 15" F.5 10 10
Capacity - Model 9-18-9-17 Increase 10" to 15" F.5 10 10
Capacity - Model 9-189-9-190 Increase 10" to 12" F.5 10 10
Capacity - Model 9-190-9-193A Increase 10" to 12" F.5 10 10
Capacity - Model 9-193A-9-193 Increase 10" to 15" F.5 10 10
Capacity - Model 9-196-9-196A Increase 10" to 15" F.5 10 10
Capacity - Model 9-196A-9-197 Increase 10" to 15" F.5 10 10
Capacity - Model 9-197-9-198 Increase 10" to 15" F.5 10 10
Capacity - Model 9-198-9-199 Increase 10" to 15" F.5 10 10
Capacity - Model 9-199-9-200 Increase 10" to 15" F.5 10 10
Capacity - Model 9-1A-8-33 Increase 10" to 15" F.5 10 10
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Capacity - Model 9-200-9-201 Increase 10" to 15" F.5 10 10
Capacity -Model 9-2-9-1A Increase 10" to 15" F.5 10 10
Capacity - Model 9-9-13-63F Increase 10" to 15" F.5 0 0 0 0 10 10
SUM of Reach 12-106-12-107 0 0 10 0 0 10
SUM of Reach 12-107-12-108 0 0 10 0 0 10
SUM of Reach 12-121-12-119 0 10 0 0 0 10
SUM of Reach 12-123-12-121 0 10 0 0 0 10
SUM of Reach 12-128-12-127  0 0 10 0 0 10
SUM of Reach 12-13-12-14 0 10 0 0 0 10
SUM of Reach 12-139-12-138 0 5 5 0 0 10
SUM of Reach 12-14-12-15 0 10 0 0 0 10
SUM of Reach 12-156-12-155  0 10 0 0 0 10
SUM of Reach 12-16-12-17  0 5 5 0 0 10
SUM of Reach 12-185D-12-130  0 0 10 0 0 10
SUM of Reach 12-87-12-86  0 10 0 0 0 10
SUM of Reach 12-93-12-90  0 0 10 0 0 10
SUM of Reach 13-166A-13-166  0 10 0 0 0 10
SUM of Reach 13-81A-13-81B  0 10 0 0 0 10
SUM of Reach 14-7L-14-7B  0 10 0 0 0 10
SUM of Reach 2-91-2-90  0 5 5 0 0 10
SUM of Reach 5-156-5-151  0 10 0 0 0 10
SUM of Reach 7-56-7-55  0 10 0 0 0 10
SUM of Reach 7-65-7-66  0 5 5 0 0 10
SUM of Reach 7-76-7-75  0 0 10 0 0 10
SUM of Reach 7-77-7-76  0 0 10 0 0 10
SUM of Reach 8-101A-8-100  0 5 5 0 0 10
SUM of Reach 8-167-8-165  0 10 0 0 0 10
SUM of Reach 8-257-8-257A  0 10 0 0 0 10
SUM of Reach 8-287-8-286  0 0 10 0 0 10
SUM of Reach 8-291A-8-291  0 10 0 0 0 10
SUM of Reach 8-298-8-297  0 10 0 0 0 10
SUM of Reach 8-303B-8-303D  0 0 10 0 0 10
SUM of Reach 8-329A-8-329  0 10 0 0 0 10
SUM of Reach 8-5-8-6  0 10 0 0 0 10
SUM of Reach 8-98-8-99  0 0 10 0 0 10
SUM of Reach 9-225-9-224  0 2 8 0 0 10

Metro Hole in Pipe - Medium 10-3-10-4 0 MEDIUM F.2 0 0 9 0 0 9
Lift Station 12 Hole in Pipe - Medium 1-16-1-20 0 MEDIUM F.2 0 0 9 0 0 9
Lift Station 1 Hole in Pipe - Medium 8-245A-8-245 0 MEDIUM F.2 0 0 9 0 0 9
Edmonds WWTP Hole in Pipe - Medium 9-301-9-300 0 MEDIUM F.2 0 0 9 0 0 9

SUM of Reach 11-23A-11-21 0 5 0 4 0 9
SUM of Reach 12-246-12-243  0 6 3 0 0 9
SUM of Reach 1-31-1-30  0 4 5 0 0 9
SUM of Reach 14-7-14-7A  5 4 0 0 0 9
SUM of Reach 7-38-7-36  0 4 5 0 0 9
SUM of Reach 8-155-8-352  0 9 0 0 0 9
SUM of Reach 8-178A-8-177A  0 4 5 0 0 9
SUM of Reach 8-30-8-29  0 4 5 0 0 9
SUM of Reach 9-347-9-348  0 9 0 0 0 9
SUM of Reach 9-59-9-60  0 0 5 4 0 9

Edmonds WWTP Hole in Pipe - Small 12-200-12-112 0 SMALL F.2 0 0 8 0 0 8
Lift Station 4 Hole in Pipe - Small 2-89-2-88 0 SMALL F.2 0 0 8 0 0 8
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Lift Station 1 Hole in Pipe - Small 4-186-4-185 0 SMALL F.2 0 0 8 0 0 8
Lift Station 1 Hole in Pipe - Small 5-269-5-267 0 SMALL F.2 0 0 8 0 0 8
Lift Station 1 Hole in Pipe - Small 8-202-8-201 0 SMALL F.2 0 0 8 0 0 8
Lift Station 1 Hole in Pipe - Small 9-80A-9-80 0 SMALL F.2 0 0 8 0 0 8
Edmonds WWTP Hole in Pipe - Small INLET-7-61 0 SMALL F.2 0 0 8 0 0 8

SUM of Reach 12-105B-12-105A 0 5 3 0 0 8
SUM of Reach 12-28-8-2  0 8 0 0 0 8
SUM of Reach 12-51-8-11  0 0 5 3 0 8
SUM of Reach 13-157-13-156  0 8 0 0 0 8
SUM of Reach 13-56-13-57  0 8 0 0 0 8
SUM of Reach 14-7G-14-7F  0 4 0 4 0 8
SUM of Reach 3-94-3-93  0 8 0 0 0 8
SUM of Reach 4-196-4-200  0 5 3 0 0 8
SUM of Reach 5-122-5-121  0 2 0 6 0 8
SUM of Reach 5-135-5-134  0 5 3 0 0 8
SUM of Reach 5-325-5N-11  0 8 0 0 0 8
SUM of Reach 5-7-5-8  0 8 0 0 0 8
SUM of Reach 7-49-7-49A  0 5 3 0 0 8
SUM of Reach 8-197-8-199  0 8 0 0 0 8
SUM of Reach 8-70-8-71  0 8 0 0 0 8
SUM of Reach 8-99-8-316  0 8 0 0 0 8
SUM of Reach 9-175-9-177  0 8 0 0 0 8
SUM of Reach 9-273A-9-273  0 3 5 0 0 8
SUM of Reach 9-314-9-366  0 8 0 0 0 8
SUM of Reach 9-364-9-363  0 8 0 0 0 8

Lift Station 12 Deformed 1-11-1-15 0 F.3 0 0 0 7 0 7
SUM of Reach 12-175-12-146  0 7 0 0 0 7
SUM of Reach 12-72-12-71  0 2 5 0 0 7
SUM of Reach 16-106-16-110  0 7 0 0 0 7
SUM of Reach 16-59-16-60  0 7 0 0 0 7
SUM of Reach 2-112-2-111  0 4 3 0 0 7
SUM of Reach 4-131-4-100  0 7 0 0 0 7
SUM of Reach 4-134-4-133  0 7 0 0 0 7
SUM of Reach 8-17-8-18  0 3 0 4 0 7
SUM of Reach 8-291-8-283  0 7 0 0 0 7
SUM of Reach 8-331-8-330  0 2 5 0 0 7
SUM of Reach 8-43-8-44  0 7 0 0 0 7
SUM of Reach 8-85K-8-85F  0 1 6 0 0 7

Lynnwood WWTP Problem Laterals - Abandoned 5-203-5-201 N/A F.1 0 6 0 0 0 6
1048 Walnut Street Grit (a lot) 8-2A-8-2 205 Conc F.1 6 0 0 0 0 6
942 Alder Street Grit (a lot) 8-30-8-31 275 Conc F.1 6 0 0 0 0 6
10th at Alder Street Grit (a lot) 8-31-8-32 336 Conc F.1 6 0 0 0 0 6
Alder St at Yost Park Grit (a lot) 8-328-8-2 265 Conc F.1 6 0 0 0 0 6
1053 Alder Street Grit (a lot) 8-32A-8-32B 55 Conc F.1 6 0 0 0 0 6
10th Ave South at Walnut St Grit (a lot) 8-4-8-3 335 Conc F.1 6 0 0 0 0 6
935 Walnut Street Grit (a lot) 8-5-8-4 260 Conc F.1 6 0 0 0 0 6
8620 Maplewood Lane Grit (a lot) 9-139-9-137 155 Conc F.1 6 0 0 0 0 6

SUM of Reach 12-105N-12-105M 0 0 0 6 0 6
SUM of Reach 12-135-12-134 0 6 0 0 0 6
SUM of Reach 12-160-12-149  0 6 0 0 0 6
SUM of Reach 12-208-12-207  0 6 0 0 0 6
SUM of Reach 12-226-12-225  0 1 5 0 0 6
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SUM of Reach 12-243-12-241  0 3 3 0 0 6
SUM of Reach 12-287-12-286  0 6 0 0 0 6
SUM of Reach 12-71-12-89  0 1 5 0 0 6
SUM of Reach 13-113-13-112  0 0 6 0 0 6
SUM of Reach 16-37-16-38  0 6 0 0 0 6
SUM of Reach 16-9-16-8  0 1 5 0 0 6
SUM of Reach 2-27-2-25  0 6 0 0 0 6
SUM of Reach 3-131-3-132  0 1 5 0 0 6
SUM of Reach 4-30-4-28  0 6 0 0 0 6
SUM of Reach 4-52-4-52A  0 1 5 0 0 6
SUM of Reach 4-52A-4-53  0 0 0 6 0 6
SUM of Reach 5-14-5-15  0 6 0 0 0 6
SUM of Reach 5-299-5-300  0 1 5 0 0 6
SUM of Reach 5-74-5-72  0 6 0 0 0 6
SUM of Reach 8-175-8-174  0 0 3 3 0 6
SUM of Reach 8-2D-8-2B  0 0 6 0 0 6
SUM of Reach 8-55-8-55A  0 6 0 0 0 6
SUM of Reach 9-117-9-116  0 1 5 0 0 6
SUM of Reach 9-262B-9-262A  0 6 0 0 0 6
SUM of Reach 9-264-9-266  0 1 5 0 0 6
SUM of Reach 9-273-9-274  0 6 0 0 0 6
SUM of Reach 9-287-9-286  0 6 0 0 0 6

7122 210th Street Grease 10-23-10-25 283 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 11-2-11-7 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 11-7-11-9 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-111-12-68 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-119-12-117 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-124-12-123 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-125-12-123 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-127-12-125 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-129-12-127 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-137-12-136 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-144-12-146 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-147-12-148 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-154-12-153 N/A F.1 0 5 0 0 0 5
9223 216th Street Black Water 12-156-13-96 380 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-17-12-18 N/A F.1 0 5 0 0 0 5
1153 8th Ave S. Grit, Black Water 12-189-12-190 c/o 120 Conc F.1 5 0 0 0 0 5

PIPE REPAIR 1115 8th Ave S. Grit, Black Water 12-191-12-189 285 Conc F.1 5 0 0 0 0 5
736 Fir Street Black Water 12-192-12-191 200 Conc F.1 5 0 0 0 0 5

PIPE REPAIR Edmonds WWTP Problem Laterals - Connections 12-209-12-207 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-46-12-46A N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-47-12-49 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-5-12-2 N/A F.1 0 5 0 0 0 5

BREACH Edmonds WWTP Problem Laterals - Connections 12-6-12-5 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-69-12-67 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-90-12-87 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 12-94A-12-94 N/A F.1 0 5 0 0 0 5

BREACH Metro Problem Laterals - Connections 13-146-13-145 N/A F.1 0 5 0 0 0 5
16131 75th Place West Grease 1-36-1-36A 211 PVC F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 13-87-13-88 N/A F.1 0 5 0 0 0 5
Lift Station 12 Problem Laterals - Connections 1-39-1-38 N/A F.1 0 5 0 0 0 5
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Edmonds WWTP Problem Laterals - Connections 13-99-13-98 N/A F.1 0 5 0 0 0 5
21808 Highway 99 Black Water 14-22-14-24 360 Conc F.1 5 0 0 0 0 5
21309 76th Ave W (Drop MH) Grit, Black Water 14-40-9-254 330 Conc F.1 5 0 0 0 0 5
Metro Problem Laterals - Connections 14-47-14-48 N/A F.1 0 5 0 0 0 5
215th At 72nd Black Water 14-6-14-7 260 Conc F.1 5 0 0 0 0 5
74th at 228th St Grease 14-65-14-66 320 Conc F.1 5 0 0 0 0 5
Metro Problem Laterals - Connections 14-70-14-69 N/A F.1 0 5 0 0 0 5
72nd Ave W. at 215th St Black Water 14-7A-14-7B 255 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 15-3C-15-3B N/A F.1 0 5 0 0 0 5
240th at 78th Ave W Black Water 16-76-16-77 160 Conc F.1 5 0 0 0 0 5
240th St and 78th Ave W Grit, Black Water 16-77-16-65 275 Conc F.1 5 0 0 0 0 5
Metro Problem Laterals - Connections 16-99-16-102 N/A F.1 0 5 0 0 0 5
23819 76th Ave W Black Water 17-72-Main 44 Conc F.1 5 0 0 0 0 5
23821 76th Ave Grease 17-73-17-69 232 Conc F.1 5 0 0 0 0 5
76th Ave W. at 242nd St Black Water 17-81-17-80 360 Conc F.1 5 0 0 0 0 5
24122 76th Ave W Black Water 17-82-17-81 105 Conc F.1 5 0 0 0 0 5

PROBLEM JOINTS Lift Station 12 Problem Laterals - Connections 1-9-1-9A N/A F.1 0 5 0 0 0 5
Lift Station 4 Problem Laterals - Connections 2-131-2-132 N/A F.1 0 5 0 0 0 5

BREACH Lynnwood WWTP Problem Laterals - Connections 3-130-3-129 N/A F.1 0 5 0 0 0 5
Lynnwood WWTP Problem Laterals - Connections 3-157-3-156 N/A F.1 0 5 0 0 0 5
7117 176th St. SW Dirt, Grease, Grit 3-93-3-94 150 Conc F.1 5 0 0 0 0 5
Lift Station 1 Problem Laterals - Connections 4-119-4-121 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 4-13-4-42 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 4-171-4-173A N/A F.1 0 5 0 0 0 5
Lift Station 3 Problem Laterals - Connections 4-58-4-59 N/A F.1 0 5 0 0 0 5
Lift Station 3 Problem Laterals - Connections 4-62-4-63 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 5-113-5-111 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 5-137-5-136 N/A F.1 0 5 0 0 0 5
Lynnwood WWTP Problem Laterals - Connections 5-160-5-159 N/A F.1 0 5 0 0 0 5
Dellwood Dr. at 78th Ave W Black Water 5-191-5-187 200 Conc F.1 5 0 0 0 0 5
Lift Station 1 Problem Laterals - Connections 5-240B-5-240A N/A F.1 0 5 0 0 0 5

ROOTS Lift Station 9 Problem Laterals - Connections 5-309-5-304 N/A F.1 0 5 0 0 0 5
ROOTS Lynnwood WWTP Problem Laterals - Connections 5-324-5-324A N/A F.1 0 5 0 0 0 5
ROOTS 7601 OVD Post Office Grit 5-325-5-328 350 Conc F.1 5 0 0 0 0 5

18209 76th Ave West Grit 5-325-5-511-11 80 Conc F.1 5 0 0 0 0 5
ROOTS Lift Station 1 Problem Laterals - Connections 5-55-5-54 N/A F.1 0 5 0 0 0 5
PROBLEM JOINTS Lift Station 1 Problem Laterals - Connections 5-67-5-66 N/A F.1 0 5 0 0 0 5

Lift Station 1 Problem Laterals - Connections 5-81-5-80 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 5-87-5-86 N/A F.1 0 5 0 0 0 5
Lift Station 10 Problem Laterals - Connections 5-88G-5-88E N/A F.1 0 5 0 0 0 5
Admiral Way at Dayton Grease 7-11-7-10 80 Conc F.1 5 0 0 0 0 5
Admiral Way Grease 7-3-7-2 425 Conc F.1 5 0 0 0 0 5
Admiral Way Grease 7-4-7-3 380 Conc F.1 5 0 0 0 0 5
Admiral Way Grease 7-5-7-4 380 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 7-59-7-57 N/A F.1 0 5 0 0 0 5
Admiral Way Grease 7-6-7-5 280 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 7-69-7-70 N/A F.1 0 5 0 0 0 5
Admiral Way at West Dayton Grit 7-6-CO 125 Conc F.1 5 0 0 0 0 5
Admiral Way at Dayton Grease 7-7-7-11 37 Conc F.1 5 0 0 0 0 5
Admiral Way Grease 7-7-7-6 35 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 7-80-7-61 N/A F.1 0 5 0 0 0 5

Miscellaneous Meters Lift Station 1 Problem Laterals - Connections 8-150-8-149 N/A F.1 0 5 0 0 0 5
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Miscellaneous Meters Lift Station 1 Problem Laterals - Connections 8-160-8-159 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-163-8-162 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-165-8-164 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-172A-8-172 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-183-8-182 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-255-8-254 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-257A-8-254 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-285-8-284 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 8-28-8-27 N/A F.1 0 5 0 0 0 5
Lift Station 1 Problem Laterals - Connections 8-303-8-303A N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 8-32-8-31 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 8-335-8-UNK 1 N/A F.1 0 5 0 0 0 5
1033 Walnut Street Grit 8-3-8-2A 130 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 8-53-8-54 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 8-55A-8-57 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 8-59-8-58 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 8-64-8-63 N/A F.1 0 5 0 0 0 5
7th Ave at Edmonds St Black Water 8-99-8-101A 207 Conc F.1 5 0 0 0 0 5
8705 Maplewood Lane Grit, Black Water 9-137-9-138 340 Conc F.1 5 0 0 0 0 5
8610 Main Street Grit 9-16-9-19 178 Conc F.1 5 0 0 0 0 5
8610 Main Street Black Water 9-19-9-20 56 Conc F.1 5 0 0 0 0 5
Pine Ridge Park Black Water 9-202-9-201+ 165 Conc F.1 5 0 0 0 0 5
Bpind Ridge Park Black Water 9-202-9-224 503 Conc F.1 5 0 0 0 0 5
Pine Ridge Park Black Water 9-20-9-202 430 Conc F.1 5 0 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 9-234-9-233 N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 9-235-9-235A N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 9-242-9-241 N/A F.1 0 5 0 0 0 5
76th at 212th Street S.W. Grease 9-254-9-255 305 Conc F.1 5 0 0 0 0 5
Metro Problem Laterals - Connections 9-259-9-251 N/A F.1 0 5 0 0 0 5
Metro Problem Laterals - Connections 9-262C-9-262B N/A F.1 0 5 0 0 0 5
Edmonds WWTP Problem Laterals - Connections 9-266-9-267 N/A F.1 0 5 0 0 0 5
7703 203 Street SW Grit 9-314-9-313 310 Conc F.1 5 0 0 0 0 5
7804 200th Street Black Water 9-347-9-346 130 Conc F.1 5 0 0 0 0 5
7907 200th Street (Drop MH) Black Water 9-348-9-347 400 Conc F.1 5 0 0 0 0 5
7726 202 Place Grit, Black Water 9-366-9-314 350 Conc F.1 5 0 0 0 0 5
Lift Station 1 Problem Laterals - Connections 9-36-9-37 N/A F.1 0 5 0 0 0 5
Metro Crack 10-10-10-7 1 Multiple - Narrow F.2 0 0 5 0 0 5
Edmonds WWTP Crack 11-1A-7-39A 0 Circular - Narrow F.2 0 0 5 0 0 5
Edmonds WWTP Crack 11-3-11-2 0 Circular - Narrow F.2 0 0 5 0 0 5
Edmonds WWTP Crack 12-196-12-198 1 Multiple - Narrow F.2 0 0 5 0 0 5

PIPE REPAIR Edmonds WWTP Crack 12-24-12-23 2 Multiple - Narrow F.2 0 0 5 0 0 5
Edmonds WWTP Crack 12-249-12-248 0 Multiple - Narrow F.2 0 0 5 0 0 5

BREACH Edmonds WWTP Crack 12-37-12-38 0 Longitudinal - Narrow F.2 0 0 5 0 0 5
Edmonds WWTP Crack 12-55-12-56 0 Longitudinal - Narrow F.2 0 0 5 0 0 5

BREACH Edmonds WWTP Crack 12-8-12-6 1 Longitudinal - Narrow F.2 0 0 5 0 0 5
Metro Crack 13-20-13-15 0 Longitudinal - Wider F.2 0 0 5 0 0 5
Metro Crack 16-103-16-106 1 Circular - Narrow F.2 0 0 5 0 0 5
Metro Crack 17-31-17-28 1 Longitudinal - Narrow F.2 0 0 5 0 0 5
Metro Crack 17-63-17-64 0 Multiple - Narrow F.2 0 0 5 0 0 5
Lift Station 4 Crack 2-83-2-82 0 Longitudinal - Wider F.2 0 0 5 0 0 5
Lynnwood WWTP Crack 3-109B-3-109A 0 Circular - Narrow F.2 0 0 5 0 0 5
Lynnwood WWTP Crack 3-1H-3-3A2 0 Circular - Narrow F.2 0 0 5 0 0 5
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Lift Station 1 Crack 4-124-4-123 0 Circular - Wider F.2 0 0 5 0 0 5
Lift Station 1 Crack 4-217A-4-217 0 Longitudinal - Narrow F.2 0 0 5 0 0 5
Lift Station 1 Crack 5-263-5-262 1 Multiple - Narrow F.2 0 0 5 0 0 5
Lift Station 9 Crack 5-299-5-300 1 Multiple - Narrow F.2 0 0 5 0 0 5
Lynnwood WWTP Crack 5-319-5-320 0 Circular - Narrow F.2 0 0 5 0 0 5
Lift Station 1 Crack 7-75-7-74 1 Multiple - Narrow F.2 0 0 5 0 0 5
Lift Station 1 Crack 8-189-8-194 0 Spiral - Narrow F.2 0 0 5 0 0 5
Lift Station 1 Crack 8-206-8-205 0 Longitudinal - Narrow F.2 0 0 5 0 0 5
Lift Station 1 Crack 8-219H-8-219G 0 Multiple - Narrow F.2 0 0 5 0 0 5
Lift Station 1 Crack 8-286-8-285 0 Multiple - Narrow F.2 0 0 5 0 0 5
Edmonds WWTP Crack 8-74-8-75 4 Multiple - Narrow F.2 0 0 5 0 0 5
Lift Station 1 Infiltration in the Joint 9-136-9-136A N/A Medium F.2 0 0 5 0 0 5
Lift Station 1 Infiltration in the Joint 9-170-9-172 N/A Light F.2 0 0 5 0 0 5
Edmonds WWTP Crack 9-274-9-275 0 Circular - Narrow F.2 0 0 5 0 0 5
Lift Station 9 Crack 9-326-9-327 1 Longitudinal - Narrow F.2 0 0 5 0 0 5

SUM of Reach 11-1-11-2 0 0 5 0 0 5
SUM of Reach 11-21A-11-21 0 5 0 0 0 5
SUM of Reach 12-144-12-146 0 5 0 0 0 5
SUM of Reach 12-148-12-141 0 5 0 0 0 5
SUM of Reach 12-151A-12-151  0 5 0 0 0 5
SUM of Reach 12-2-12-1  0 5 0 0 0 5
SUM of Reach 12-289-12-288A  0 2 3 0 0 5
SUM of Reach 12-74-12-73  0 5 0 0 0 5
SUM of Reach 12-98-12-96  0 5 0 0 0 5
SUM of Reach 4-110-4-109  0 5 0 0 0 5
SUM of Reach 4-115-8-219H  0 1 0 4 0 5
SUM of Reach 5-148B-5-149  0 2 3 0 0 5
SUM of Reach 5-239-5-238  0 5 0 0 0 5
SUM of Reach 7-60-7-56  0 5 0 0 0 5
SUM of Reach 8-162-8-161  0 1 0 4 0 5
SUM of Reach 8-188B-8-188A  0 5 0 0 0 5
SUM of Reach 8-195-8-196  0 5 0 0 0 5
SUM of Reach 8-64B-8-64A  0 5 0 0 0 5
SUM of Reach 9-159-9-158  0 5 0 0 0 5
SUM of Reach 9-270-9-308  0 5 0 0 0 5
SUM of Reach 9-289-9-290  0 5 0 0 0 5

Metro Depressions in Pipe 10-25-10-26 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 11-15-11-14 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 12-109A-12-111 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 12-149A-12-149 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 12-180-12-181 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 12-185F-12-185A 108 F.1 0 4 0 0 0 4

PIPE REPAIR Edmonds WWTP Depressions in Pipe 12-189-12-191 0 F.1 0 4 0 0 0 4
PIPE REPAIR Edmonds WWTP Depressions in Pipe 12-190-12-189 0 F.1 0 4 0 0 0 4
PIPE REPAIR Edmonds WWTP Depressions in Pipe 12-204-12-203 0 F.1 0 4 0 0 0 4

Edmonds WWTP Depressions in Pipe 12-26-12-24 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 13-120-13-121 11 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 13-36-13-35 5 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 13-39-13-37 12 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 13-4A-13-4 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 13-57-13-59 14 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 13-59-13-60 F.1 0 4 0 0 0 4
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Metro Depressions in Pipe 14-11-14-10 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 14-16-14-11 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 14-21-14-4 0 F.1 0 4 0 0 0 4
Lift Station 12 Depressions in Pipe 1-43-1-24 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 14-38-14-37 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 14-3E-14-3F 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 14-46-14-METER 3 0 F.1 0 4 0 0 0 4

BREACH Metro Depressions in Pipe 14-49-14-49D 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 14-69-14-68 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 16-101-16-102 3 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 16-57-16-75 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 17-19-17-23 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 17-38-17-37 4 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 17-39-17-46 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 17-46-17-47 0 F.1 0 4 0 0 0 4

BREACH Metro Depressions in Pipe 17-77-17-78 0 F.1 0 4 0 0 0 4
PROBLEM JOINTS Metro Depressions in Pipe 17-95-17-94 0 F.1 0 4 0 0 0 4

Metro Depressions in Pipe 17-96-17-95 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 17-97-17-96 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 17-98-17-97 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 2-47-2-49 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 3-12-2-2 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 3-23-3-24 0 F.1 0 4 0 0 0 4

BREACH Lift Station 12 Depressions in Pipe 3-2H-3-2I 24 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 3-8-3-9 0 F.1 0 4 0 0 0 4

BREACH Lift Station 3 Depressions in Pipe 4-65-4-67 0 F.1 0 4 0 0 0 4
Lift Station 3 Depressions in Pipe 4-70A-4-71-LIFT 3 0 F.1 0 4 0 0 0 4
Lift Station 1 Depressions in Pipe 4-79-4-78 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 5-144-5-145 1 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 5-177-5-176 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 5-187-5-191 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 5-195A-5-196 0 F.1 0 4 0 0 0 4
Lift Station 9 Depressions in Pipe 5-283-5-288 0 F.1 0 4 0 0 0 4

ROOTS Lift Station 9 Depressions in Pipe 5-300-5-301 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 5-321A-5-322 0 F.1 0 4 0 0 0 4
Lynnwood WWTP Depressions in Pipe 5-322-5N-2 0 F.1 0 4 0 0 0 4
Lift Station 9 Depressions in Pipe 5-334A-5-334 0 F.1 0 4 0 0 0 4

ROOTS Edmonds WWTP Depressions in Pipe 7-23-7-53D 0 F.1 0 4 0 0 0 4
PROBLEM JOINTS Edmonds WWTP Depressions in Pipe 7-30C-7-30 0 F.1 0 4 0 0 0 4

Edmonds WWTP Depressions in Pipe 7-32C-7-32D 0 F.1 0 4 0 0 0 4
Miscellaneous Meters Lift Station 1 Depressions in Pipe 8-147-8-146 0 F.1 0 4 0 0 0 4

Lift Station 1 Depressions in Pipe 8-222B-8-222A 0 F.1 0 4 0 0 0 4
Lift Station 2 Depressions in Pipe 8-296-8-297 0 F.1 0 4 0 0 0 4
Lift Station 1 Depressions in Pipe 8-303D-8-303C 0 F.1 0 4 0 0 0 4
Lift Station 1 Depressions in Pipe 8-340-8-339 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 8-37-8-39 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 8-49-8-53 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 8-89-8-108 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 8-91-8-106 0 F.1 0 4 0 0 0 4
Lift Station 1 Depressions in Pipe 9-100-9-101 0 F.1 0 4 0 0 0 4
Lift Station 1 Depressions in Pipe 9-120-9-121 0 F.1 0 4 0 0 0 4
Lift Station 1 Depressions in Pipe 9-137-9-139 0 F.1 0 4 0 0 0 4
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Edmonds WWTP Depressions in Pipe 9-157-9-156 0 F.1 0 4 0 0 0 4
Metro Depressions in Pipe 9-253-9-254 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 9-271-9-270 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 9-274A-9-274 15 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 9-279-9-278 16 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 9-319-9-319A 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 9-321-9-322 0 F.1 0 4 0 0 0 4
Edmonds WWTP Depressions in Pipe 9-346-9-347 0 F.1 0 4 0 0 0 4
Lift Station 1 Depressions in Pipe 9-55A-9-55 0 F.1 0 4 0 0 0 4
Edmonds WWTP Broken Hole 12-178-12-179 0 F.3 0 0 0 4 0 4

PIPE REPAIR Edmonds WWTP Broken 12-212-12-211 0 F.3 0 0 0 4 0 4
Edmonds WWTP Broken 12-269C-12-269D 0 Soil Visible - Large F.3 0 0 0 4 0 4
Metro Broken 13-14-13-13 0 F.3 0 0 0 4 0 4
Metro Broken 14-28-14-27 0 Soil Visible - Large F.3 0 0 0 4 0 4
Edmonds WWTP Broken 15-4E-15-4C 0 Soil Visible - Small F.3 0 0 0 4 0 4
Lift Station 3 Broken Hole 4-75-4-74 0 F.3 0 0 0 4 0 4
Edmonds WWTP Broken Hole 7-39C-7-40 0 F.3 0 0 0 4 0 4
Edmonds WWTP Broken 8-22-8-21 0 Soil Visible - Medium F.3 0 0 0 4 0 4
Edmonds WWTP Broken 8-337-8-336A 0 Soil Visible - Medium F.3 0 0 0 4 0 4
Lift Station 1 Broken 8-351-8-350 0 Void Visible - Medium F.3 0 0 0 4 0 4

SUM of Reach 11-14A-11-14 0 4 0 0 0 4
SUM of Reach 11-23C-11-21 0 4 0 0 0 4
SUM of Reach 11-5-11-3 0 4 0 0 0 4
SUM of Reach 12-140-12-139 0 4 0 0 0 4
SUM of Reach 12-182A-12-215  0 4 0 0 0 4
SUM of Reach 12-185G-12-185F  0 4 0 0 0 4
SUM of Reach 12-19-12-28  0 4 0 0 0 4
SUM of Reach 12-250-12-249  0 4 0 0 0 4
SUM of Reach 13-22A-13-22B  0 4 0 0 0 4
SUM of Reach 13-8E-13-166A  0 1 3 0 0 4
SUM of Reach 14-35-14-34  0 4 0 0 0 4
SUM of Reach 17-75-17-78  0 4 0 0 0 4
SUM of Reach 2-113-2-112  0 4 0 0 0 4
SUM of Reach 3-109H-3-109G  0 1 3 0 0 4
SUM of Reach 3-1D-3-2G  0 4 0 0 0 4
SUM of Reach 4-100-4-100A  0 4 0 0 0 4
SUM of Reach 4-132-4-131  0 4 0 0 0 4
SUM of Reach 4-141-4-142  0 1 3 0 0 4
SUM of Reach 4-86-4-85  0 4 0 0 0 4
SUM of Reach 8-123-8-120  0 4 0 0 0 4
SUM of Reach 8-250-8-249  0 4 0 0 0 4
SUM of Reach 8-29-8-43  0 4 0 0 0 4
SUM of Reach 8-311-8-312  0 4 0 0 0 4
SUM of Reach 8-321-7-72  0 4 0 0 0 4
SUM of Reach 8-39A-8-41  0 4 0 0 0 4
SUM of Reach 8-81B-8-81  0 4 0 0 0 4
SUM of Reach 9-276-9-277  0 1 3 0 0 4

Metro Heavy Root Problem 10-19-10-19B 0 F.2 0 0 3 0 0 3
Edmonds WWTP Heavy Root Problem 12-159-12-160 0 F.2 0 0 3 0 0 3
Edmonds WWTP Heavy Root Problem 12-293-12-293A 0 F.2 0 0 3 0 0 3
Edmonds WWTP Heavy Root Problem 13-63B-13-63C 0 F.2 0 0 3 0 0 3
Edmonds WWTP Heavy Root Problem 15-3B-15-3A 0 F.2 0 0 3 0 0 3
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BREACH Metro Heavy Root Problem 16-25-16-26 0 F.2 0 0 3 0 0 3
Lift Station 10 Heavy Root Problem 2-113E-2-113 1 F.2 0 0 3 0 0 3
Lynnwood WWTP Heavy Root Problem 3-103-3-105 0 F.2 0 0 3 0 0 3
Lynnwood WWTP Heavy Root Problem 3-84A-3-85 0 F.2 0 0 3 0 0 3
Lift Station 1 Heavy Root Problem 4-144-4-145 0 F.2 0 0 3 0 0 3
Lift Station 10 Joint separated - Large 4-3-2-113B N/A F.2 0 0 3 0 0 3
Lift Station 1 Heavy Root Problem 5-30-5-28 0 F.2 0 0 3 0 0 3

PROBLEM JOINTS Lift Station 1 Heavy Root Problem 5-37-5-38 0 F.2 0 0 3 0 0 3
Lift Station 1 Heavy Root Problem 8-207-8-206 0 F.2 0 0 3 0 0 3
Lift Station 1 Joint separated - Large 8-346-8-343 N/A F.2 0 0 3 0 0 3
Lift Station 9 Heavy Root Problem 9-341-9-340A 0 F.2 0 0 3 0 0 3
Lift Station 9 Heavy Root Problem 9-342-9-341 0 F.2 0 0 3 0 0 3

BREACH Lynnwood WWTP Joint Offset - Large 3-66A-3-66 N/A Large F.3 0 0 0 3 0 3
ROOTS Lift Station 7 Joint Offset - Large 7-11-7-7 N/A Large F.3 0 0 0 3 0 3

Edmonds WWTP Joint Offset - Large 9-349-9-350 N/A Large F.3 0 0 0 3 0 3
SUM of Reach 11-12-11-11 0 3 0 0 0 3
SUM of Reach 12-78-12-77  0 3 0 0 0 3
SUM of Reach 13-67-13-66  0 3 0 0 0 3
SUM of Reach 13-8A-13-8B  0 3 0 0 0 3
SUM of Reach 14-19-14-18  0 0 3 0 0 3
SUM of Reach 15-1B-15-1C  0 0 3 0 0 3
SUM of Reach 2-84-2-83  0 3 0 0 0 3
SUM of Reach 3-109G-3-109F  0 3 0 0 0 3
SUM of Reach 4-137-4-133  0 3 0 0 0 3
SUM of Reach 4-140-4-139  0 3 0 0 0 3
SUM of Reach 4-9-4-7  0 3 0 0 0 3
SUM of Reach 5-278-5-271  0 3 0 0 0 3
SUM of Reach 7-44A-8-331  0 3 0 0 0 3
SUM of Reach 7-46A-7-46  0 3 0 0 0 3
SUM of Reach 8-185-8-186  0 3 0 0 0 3
SUM of Reach 8-289-8-288  0 3 0 0 0 3
SUM of Reach 8-46-8-47  0 3 0 0 0 3
SUM of Reach 8-86-8-112  0 3 0 0 0 3
SUM of Reach 9-181-9-182  0 0 0 3 0 3

Edmonds WWTP Medium Root Problem 11-10-11-9B 0 F.1 0 2 0 0 0 2
Edmonds WWTP Medium Root Problem 12-153-12-150 0 F.1 0 2 0 0 0 2
Edmonds WWTP Problem Joint - Offset Medium 12-266-12-265 N/A F.1 0 2 0 0 0 2

PIPE REPAIR Edmonds WWTP Medium Root Problem 12-288-12-287 0 F.1 0 2 0 0 0 2
Edmonds WWTP Medium Root Problem 12-33-12-31 0 F.1 0 2 0 0 0 2

BREACH Edmonds WWTP Joint Gasket Exposed - Medium 13-100-13-98 N/A F.1 0 2 0 0 0 2
Edmonds WWTP Medium Root Problem 13-112-13-114 0 F.1 0 2 0 0 0 2
Metro Medium Root Problem 13-8D-13-8C 0 F.1 0 2 0 0 0 2
Metro Medium Root Problem 13-9A-13-166A 0 F.1 0 2 0 0 0 2

BREACH Metro Medium Root Problem 14-44-14-43 0 F.1 0 2 0 0 0 2
Metro Problem Joint - Offset Medium 16-116-16-98 N/A F.1 0 2 0 0 0 2
Metro Medium Root Problem 17-44-17-46 0 F.1 0 2 0 0 0 2
Lift Station 10 Medium Root Problem 2-109-2-108 0 F.1 0 2 0 0 0 2
Lynnwood WWTP Medium Root Problem 3-120-3N-4 0 F.1 0 2 0 0 0 2
Lynnwood WWTP Problem Joint - Offset Medium 3-60-3-68 N/A F.1 0 2 0 0 0 2
Lift Station 1 Medium Root Problem 4-133-4-132 0 F.1 0 2 0 0 0 2
Lift Station 1 Medium Root Problem 4-143-4-150 0 F.1 0 2 0 0 0 2
Lift Station 1 Medium Root Problem 4-210-4-213A 0 F.1 0 2 0 0 0 2
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Lift Station 1 Medium Root Problem 4-40-4-39 0 F.1 0 2 0 0 0 2
Lift Station 3 Medium Root Problem 4-56-4-57 0 F.1 0 2 0 0 0 2
Lynnwood WWTP Medium Root Problem 5-149-5-150 0 F.1 0 2 0 0 0 2
Lynnwood WWTP Medium Root Problem 5-217-5-216 0 F.1 0 2 0 0 0 2
Lift Station 9 Medium Root Problem 5-317-5-316 0 F.1 0 2 0 0 0 2

PROBLEM JOINTS Lift Station 9 Medium Root Problem 5-330E-5-330D 0 F.1 0 2 0 0 0 2
Lift Station 1 Medium Root Problem 5-38-5-39 0 F.1 0 2 0 0 0 2

ROOTS Lift Station 1 Medium Root Problem 5-79-5-70 0 F.1 0 2 0 0 0 2
PROBLEM JOINTS Lift Station 10 Medium Root Problem 5-88A-5-88B 0 F.1 0 2 0 0 0 2

Edmonds WWTP Problem Joint - Offset Medium 7-44-7-44A N/A F.1 0 2 0 0 0 2
Lift Station 1 Medium Root Problem 8-178D-8-178C 0 F.1 0 2 0 0 0 2
Edmonds WWTP Problem Joint - Offset Medium 8-18A-8-18 N/A F.1 0 2 0 0 0 2
Lift Station 1 Medium Root Problem 8-196-8-196A 0 F.1 0 2 0 0 0 2
Lift Station 1 Medium Root Problem 9-111-8-189D 0 F.1 0 2 0 0 0 2
Edmonds WWTP Problem Joint - Offset Medium 9-184-9-185 N/A F.1 0 2 0 0 0 2
Edmonds WWTP Medium Root Problem 9-185-9-186 0 F.1 0 2 0 0 0 2
Edmonds WWTP Medium Root Problem 9-222A-9-227 0 F.1 0 2 0 0 0 2

SUM of Reach 11-14-11-13 0 2 0 0 0 2
SUM of Reach 11-23B-11-21 0 2 0 0 0 2
SUM of Reach 12-89-12-88  0 2 0 0 0 2
SUM of Reach 16-108-16-109  0 2 0 0 0 2
SUM of Reach 17-15-17-16  0 2 0 0 0 2
SUM of Reach 2-31-2-32  0 2 0 0 0 2
SUM of Reach 3-121-3-120  0 2 0 0 0 2
SUM of Reach 3-12H-3-12I  0 2 0 0 0 2
SUM of Reach 3-2I-3-2J  0 2 0 0 0 2
SUM of Reach 4-138-4-137  0 2 0 0 0 2
SUM of Reach 5-195-5-195A  0 2 0 0 0 2
SUM of Reach 5-281A-5-278  0 2 0 0 0 2
SUM of Reach 7-64-7-62  0 2 0 0 0 2
SUM of Reach 7-86-7-87A  0 2 0 0 0 2
SUM of Reach 8-101B-8-101A  0 2 0 0 0 2
SUM of Reach 8-13-8-21A  0 2 0 0 0 2
SUM of Reach 8-172J-8-172F  0 2 0 0 0 2
SUM of Reach 8-193-8-192  0 2 0 0 0 2
SUM of Reach 8-21-8-21A  0 2 0 0 0 2
SUM of Reach 8-288-8-287  0 2 0 0 0 2
SUM of Reach 8-316-8-135  0 2 0 0 0 2
SUM of Reach 8-317-8-316  0 2 0 0 0 2
SUM of Reach 8-324-7-68  0 2 0 0 0 2
SUM of Reach 8-44-8-45  0 2 0 0 0 2
SUM of Reach 9-84-9-83  0 2 0 0 0 2

SE Corner of Hwy 99 and 224th Clean Flume 14 F.1 0 1 0 0 0 1
22304 Hwy 99 Clean Flume 14 F.1 0 1 0 0 0 1
Edmonds Way Robinhood Lane Brush Sensor 15 F.1 0 1 0 0 0 1
244th and Hwy 99 - NW Corner Clean Flume 16 F.1 0 1 0 0 0 1
Denny's on SR 104 and Hwy 99 Clean Flume 17 F.1 0 1 0 0 0 1
Old Ballinger Pump Station Clean Flume 17 F.1 0 1 0 0 0 1
East Side, NE Corner of Balling  Clean Flume 17 F.1 0 1 0 0 0 1
Ballinger Golf Course at 74th A Clean Flume 17 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-108-12-109 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-12-12-13 0 F.1 0 1 0 0 0 1



Problem Category Location Reason Manhole # Comments Table
Red 
Area

Granite 
O&M

Granite - 
Trechless

Granite - 
Dig up 

and 
Replace

Capacity - 
Model

Observed 
Surcharged 
Conditions TOTAL

Table F.6 
Composite Capital Improvement Projects - All categories

Distance of 
Run (ft)

Ranking and Point Assignment

Edmonds WWTP Light Root Problem 12-151-12-22 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-163-12-162 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-165-12-164 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-18-12-19 0 F.1 0 1 0 0 0 1
Edmonds WWTP Problem Joints - Offset 12-204I-12-204H F.1 0 1 0 0 0 1

PIPE REPAIR Edmonds WWTP Problem Joints - Offset 12-204J-12-204I F.1 0 1 0 0 0 1
Edmonds WWTP Joint separated - Small 12-207-12-206 N/A F.1 0 1 0 0 0 1

BREACH Edmonds WWTP Light Root Problem 12-217-12-216 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-22-12-20 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-234B-12-234A 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-284F-12-284 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 12-70-12-69 0 F.1 0 1 0 0 0 1
Edmonds WWTP Roots 12-84-12-84A 42 F.1 0 1 0 0 0 1
Metro Light Root Problem 13-133-13-134 0 F.1 0 1 0 0 0 1
Metro Roots 13-139-13-142 0 F.1 0 1 0 0 0 1
Edmonds WWTP Problem Joint - Offset Small 13-55-13-56 N/A F.1 0 1 0 0 0 1
Metro Light Root Problem 13-8-13-8B 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 13-89-9-11 0 F.1 0 1 0 0 0 1
Metro Light Root Problem 14-33-14-32 0 F.1 0 1 0 0 0 1
Metro Light Root Problem 14-7C-14-7A 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 15-1C-15-2 0 F.1 0 1 0 0 0 1
Edmonds WWTP Roots 15-3A-15-2A 0 F.1 0 1 0 0 0 1
Metro Joint separated - Small 16-115-16-116 N/A F.1 0 1 0 0 0 1
Metro Light Root Problem 16-32-16-33 0 F.1 0 1 0 0 0 1
Metro Light Root Problem 16-4-16-3 0 F.1 0 1 0 0 0 1
Metro Light Root Problem 16-46-16-47 0 F.1 0 1 0 0 0 1

BREACH Metro Light Root Problem 16-54-16-57 0 F.1 0 1 0 0 0 1
Metro Light Root Problem 16-91-16-103 0 F.1 0 1 0 0 0 1
Metro Roots 17-24-17-25 0 F.1 0 1 0 0 0 1
Metro Roots 17-25-17-26 0 F.1 0 1 0 0 0 1
Metro Roots 17-55-17-58 0 F.1 0 1 0 0 0 1
Metro Roots 17-57-17-58 0 F.1 0 1 0 0 0 1
Lift Station 10 Problem Joint - Offset Small 2-111-2-110 N/A F.1 0 1 0 0 0 1
Lift Station 4 Roots 2-90-2-89 0 F.1 0 1 0 0 0 1
Lynnwood WWTP Light Root Problem 3-133-3-134 0 F.1 0 1 0 0 0 1
Lynnwood WWTP Problem Joint - Offset Small 3-140-3-137 N/A F.1 0 1 0 0 0 1
Lynnwood WWTP Problem Joint - Offset Small 3-162-3-163 N/A F.1 0 1 0 0 0 1

BREACH Lynnwood WWTP Light Root Problem 3-63-3-64 0 F.1 0 1 0 0 0 1
Lift Station 12 Problem Joint - Offset Small 3-8F-3-8A N/A F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 4-109-4-108 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 4-115-8-219H 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 4-145-4-143 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 4-170-4-171 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 4-186A-4-186 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 4-212-4-213 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 4-221-4-220 0 F.1 0 1 0 0 0 1
Lift Station 3 Light Root Problem 4-45-4-46 0 F.1 0 1 0 0 0 1
Lift Station 3 Light Root Problem 4-46-4-47 0 F.1 0 1 0 0 0 1
Lift Station 3 Light Root Problem 4-69A-4-70 0 F.1 0 1 0 0 0 1

BREACH Lift Station 1 Light Root Problem 5-118C-5-118B 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 5-123-4-186A 0 F.1 0 1 0 0 0 1
Lynnwood WWTP Light Root Problem 5-13-5-12 0 F.1 0 1 0 0 0 1
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Lift Station 1 Light Root Problem 5-141A-5-141 0 F.1 0 1 0 0 0 1
Lynnwood WWTP Light Root Problem 5-194-5-195 0 F.1 0 1 0 0 0 1
Lynnwood WWTP Light Root Problem 5-218-5-210 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 5-252A-5-252B 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 5-264-5-263 0 F.1 0 1 0 0 0 1

ROOTS Lift Station 9 Light Root Problem 5-299-5-300 0 F.1 0 1 0 0 0 1
ROOTS Lynnwood WWTP Roots 5-324A-5N-3 0 F.1 0 1 0 0 0 1

Lift Station 9 Light Root Problem 5-330-5-329 0 F.1 0 1 0 0 0 1
ROOTS Lift Station 1 Light Root Problem 5-344-5-345 0 F.1 0 1 0 0 0 1
ROOTS Lift Station 1 Roots 5-52-5-51 0 F.1 0 1 0 0 0 1

Lynnwood WWTP Light Root Problem 5-75-5-74 0 F.1 0 1 0 0 0 1
Lift Station 10 Roots 5-88B-5-88C 0 F.1 0 1 0 0 0 1
Lift Station 10 Light Root Problem 5-89-5-99 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 7-62-7-61 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 7-82-7-83 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 7-85-7-86 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-102-8-101 0 F.1 0 1 0 0 0 1

Miscellaneous Meters Lift Station 1 Light Root Problem 8-137-8-292A 0 F.1 0 1 0 0 0 1
Miscellaneous Meters Lift Station 1 Light Root Problem 8-152-8-150 0 F.1 0 1 0 0 0 1

Lift Station 1 Light Root Problem 8-172K-8-172G 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-177-8-176 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-187A-8-187 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-188A-8-188C 0 F.1 0 1 0 0 0 1
Lift Station 1 Roots 8-189B-8-189A 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-209-8-210 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-219A-8-219C 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-239-8-238 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-254-8-253 0 F.1 0 1 0 0 0 1
Lift Station 1 Joint Separated 8-263-8-252 N/A F.1 0 1 0 0 0 1
Lift Station 1 Problem Joint - Offset Small 8-273-8-272 N/A F.1 0 1 0 0 0 1
Lift Station 2 Light Root Problem 8-294-8-295 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-323-8-321 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 8-69-8-70 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 8-95-8-96 0 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 9-134-9-136 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 9-177-9-158A 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 9-225B-9-225 0 F.1 0 1 0 0 0 1
Edmonds WWTP Problem Joint - Offset Small 9-235A-9-235B N/A F.1 0 1 0 0 0 1
Edmonds WWTP Problem Joint - Offset Small 9-235B-9-217 N/A F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 9-237-9-236 0 F.1 0 1 0 0 0 1
Edmonds WWTP Light Root Problem 9-360-9-346 6 F.1 0 1 0 0 0 1
Lift Station 1 Problem Joints - Offset 9-44-9-43 F.1 0 1 0 0 0 1
Lift Station 1 Light Root Problem 9-85-9-86 0 F.1 0 1 0 0 0 1
Metro Light Root Problem INLET-13-167 0 F.1 0 1 0 0 0 1
Lake Ballinger Way and 205th SClean Flume F.1 0 1 0 0 0 1

SUM of Reach 12-180A-12-180  0 1 0 0 0 1
SUM of Reach 16-33-16-36  0 1 0 0 0 1
SUM of Reach 9-273C-9-273B  0 1 0 0 0 1

Edmonds WWTP Debris and Deposits 12-100-12-99 N/A F.1 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 12-10-12-11 N/A F.1 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 12-144-12-146 N/A F.1 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 12-177-12-176 N/A F.1 0 0 0 0 0 0
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Metro Debris and Deposits 13-23B-9-250 N/A F.1 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 13-47-13-46 N/A F.1 0 0 0 0 0 0
9126 Bowdoin N/A 13-C/O C/O PVC F.1 0 0 0 0 0 0
Lift Station 12 Debris and Deposits 1-51-1-50 N/A F.1 0 0 0 0 0 0
Lift Station 12 Debris and Deposits 1-57-1-56 N/A F.1 0 0 0 0 0 0

BREACH Metro Debris and Deposits 16-39-16-40 N/A F.1 0 0 0 0 0 0
240th At Highway 99 None 16-60-16-59 330 Conc F.1 0 0 0 0 0 0
Metro Debris and Deposits 16-65-16-77 N/A F.1 0 0 0 0 0 0
Lift Station 12 Debris and Deposits 1-67-1-66 N/A F.1 0 0 0 0 0 0
Metro Debris and Deposits 16-82-16-83 N/A F.1 0 0 0 0 0 0

BREACH Metro Debris and Deposits 16-95-16-96 N/A F.1 0 0 0 0 0 0
Metro Debris and Deposits 17-43-17-42 N/A F.1 0 0 0 0 0 0
Lynnwood WWTP Debris and Deposits 2-11-2-10 N/A F.1 0 0 0 0 0 0

BREACH Lift Station 4 Debris and Deposits 2-62-2-63 N/A F.1 0 0 0 0 0 0
Lynnwood WWTP Joint Gasket Exposed - Light 3-89-3-72 N/A F.1 0 0 0 0 0 0

BREACH Lift Station 1 Debris and Deposits 4-135-4-136 N/A F.1 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 4-34-4-36 N/A F.1 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 4-39-4-41 N/A F.1 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 4-98-4-97 N/A F.1 0 0 0 0 0 0
Lynnwood WWTP Debris and Deposits 5-164-5-163 N/A F.1 0 0 0 0 0 0

ROOTS 8015 196th St SW 5-334A CO to main 60 PVC F.1 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 7-39A-7-39B N/A F.1 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 8-291B-8-291A N/A F.1 0 0 0 0 0 0
7th Ave at Sprague St None 8-316-8-99 290 Conc F.1 0 0 0 0 0 0
7th at Edmonds St None 8-99-8-98 102 Conc F.1 0 0 0 0 0 0
Metro Debris and Deposits 9-247-9-248 N/A F.1 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 9-272-9-271 N/A F.1 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 9-62-9-61 N/A F.1 0 0 0 0 0 0

BREACH Lift Station 12 Pipe Repair 1-75-1-74 4 F.3 0 0 0 0 0 0
SUM of Reach 10-4-10-5 0 0 0 0 0 0
SUM of Reach 12-102-12-101 0 0 0 0 0 0
SUM of Reach 12-292-12-293  0 0 0 0 0 0
SUM of Reach 1-46-1-45  0 0 0 0 0 0
SUM of Reach 4-72A-4-72  0 0 0 0 0 0
SUM of Reach 5-246-5-245  0 0 0 0 0 0



CIP Ranking 
and Number Location Reason Manhole # Comments Table

Red 
Area

Granite - 
Trechless

Granite - 
Dig up 

and 
Replace

Capacity -
Model

Observed 
Surcharged 
Conditions TOTAL

Coll -1 SUM of Reach 8-75-8-57 144  0 38 0 0 38
Coll -2 SUM of Reach 8-50-8-52 213 Increase 10" to 12" F.5 0 15 8 10 33
Coll -3 SUM of Reach 8-58-8-57 657  0 30 0 0 30
Coll -4 SUM of Reach 17-61-17-84 484 Increase 24" to 36" F.5 0 0 0 10 20 30
Coll -5 SUM of Reach 8-265-8-266 438 Increase 15" to 21" F.5 0 0 0 10 20 30
Coll -6 Metro SUM of Reach 17-47-17-48 500 Increase 24" to 36" F.1 and F.5 0 0 0 10 20 30
Coll -7 Metro SUM of Reach 17-48-17-59 506 Increase 24" to 36" F.1 and F.5 0 0 0 10 20 30
Coll -8 Metro SUM of Reach 17-60-17-61 179 Increase 24" to 36" F.1 and F.5 0 0 0 10 20 30
Coll -9 Metro SUM of Reach 17-84-17-85 457 Increase 24" to 36" F.1 and F.5 0 0 0 10 20 30
Coll -10 Metro SUM of Reach 17-85-17-86 111 Increase 24" to 36" F.1 and F.5 0 0 0 10 20 30
Coll -11 Metro SUM of Reach 17-86-17-87 43 Increase 24" to 36" F.1 and F.5 0 0 0 10 20 30
Coll -12 Metro SUM of Reach 17-87-17-88 35 Increase 24" to 36" F.1 and F.5 0 0 0 10 20 30
Coll -13 SUM of Reach 9-224-9-202 591 Increase 8" to 15" F.5 10 10 0 10 30
Coll -14 SUM of Reach 8-244-8-243 305 Increase 10" to 12" F.5 0 0 0 10 20 30
Coll -15 Capacity - Model 17-59-17-60 463 Increase 24" to 36" F.5 0 0 0 10 20 30
Coll -16 SUM of Reach 12-75-8-14 349  0 0 28 0 28
Coll -17 SUM of Reach 11-8-11-7 207 0 26 0 0 26
Coll -18 SUM of Reach 12-143-12-142 475 0 25 0 0 25
Coll -19 SUM of Reach 13-53-9-212 325  0 25 0 0 25
Coll -20 SUM of Reach 8-249-8-265 98 0 3 0 0 20 23
Coll -21 SUM of Reach 12-109-12-110 319 0 20 0 0 20
Coll -22 SUM of Reach 8-332-8-331 144  0 20 0 0 20
Coll -23 Lift Station 1 Roots 8-246-8-247 180 F.1 0 0 0 0 20 20
Coll -24 Edmonds WWTP SUM of Reach 16-128-16-129 252 Increase 24" to 36" F.3 0 0 10 10 20
Coll -25 Edmonds WWTP SUM of Reach 12-73-12-75 247 Increase 8 to 12" F.3 and F.5 0 0 10 10 20
Coll -26 Edmonds WWTP SUM of Reach 16-133-16-134 379 Increase 24" to 36" F.3 and F.5 0 0 10 10 20
Coll -27 SUM of Reach 8-243-8-242 305 Increase 10" to 12" F.5 0 10 0 10 20
Coll -28 SUM of Reach 8-280-8-281 371 Increase 15" to 21" F.5 0 10 0 10 20
Coll -29 SUM of Reach 1-55-1-52 297  0 0 20 0 20
Coll -30 Observed Surcharge 8-242-8-245 78 20 20
Coll -31 Observed Surcharge 8-245-8-246 173 20 20
Coll -32 Observed Surcharge 8-247-8-248 71 20 20
Coll -33 Observed Surcharge 8-248-8-249 147 20 20
Coll -34 SUM of Reach 12-84A-12-83 189  0 5 14 0 19
Coll -35 SUM of Reach 12-101-12-95 406 0 5 14 0 19
Coll -36 SUM of Reach 12-49-12-50 220  0 8 10 0 18
Coll -37 SUM of Reach 13-22-13-22A 247  0 18 0 0 18
Coll -38 SUM of Reach 8-68B-8-68 217  0 17 0 0 17
Coll -39 SUM of Reach 12N-79-13-65B 109  0 3 14 0 17
Coll -40 SUM of Reach 8-107-8-106 201  0 10 6 0 16
Coll -41 SUM of Reach 7-79-7-80 419  0 15 0 0 15
Coll -42 SUM of Reach 8-285-8-284 319  0 15 0 0 15
Coll -43 SUM of Reach 8-51-8-50 150 Increase 10" to 12" F.5 0 5 0 10 15
Coll -44 SUM of Reach 8-281-8-282 281 Increase 15" to 21" F.5 0 5 0 10 15
Coll -45 Metro SUM of Reach 17-78-17-82 266 Longitudinal - Wider (8" - 12") F.2 and F.5 0 5 0 10 15
Coll -46 SUM of Reach 12-126-12-125 443 0 15 0 0 15
Coll -47 SUM of Reach 7-9-7-10 304  0 14 0 0 14

Table F.7 Ranking and Point Assignment
Composite Capital Improvement Projects - Without Granite O&M Only

Distance of 
Run (ft)



Coll -48 SUM of Reach 12-134-12-132 159 0 14 0 0 14
Coll -49 SUM of Reach 12-132-12-131 129 0 14 0 0 14
Coll -50 SUM of Reach 9-299-9-298 145  0 3 10 0 13
Coll -51 SUM of Reach 14-56-14-62 406 Increase 12" to 18" F.5 0 3 0 10 13
Coll -52 SUM of Reach 12-248-12-247 128  0 13 0 0 13
Coll -53 SUM of Reach 8-136-8-137 401  0 12 0 0 12
Coll -54 SUM of Reach 9-363A-9-363 318  0 12 0 0 12
Coll -55 SUM of Reach 14-3-14-3A 105  0 9 3 0 12
Coll -56 SUM of Reach 2-113A-2-113 336  0 11 0 0 11
Coll -57 SUM of Reach 12-133-12-134 197 0 0 10 0 10
Coll -58 SUM of Reach 14-66-14-65 348  0 10 0 0 10
Coll -59 SUM of Reach 14-34-14-33 328 Increase 10" to 12" F.5 0 0 0 10 10
Coll -60 SUM of Reach 8-4-8-5 262 Increase 8" to 12" F.5 0 0 0 10 10
Coll -61 SUM of Reach 8-135-8-316 96  5 5 0 0 10
Coll -62 SUM of Reach 9-20-9-19 268 Increase 10" to 15" 0 0 0 10 10
Coll -63 SUM of Reach 9-11-9-10 268 Increase 10" to 15" F.5 0 0 0 10 10
Coll -64 Edmonds WWTP SUM of Reach 8-35-8-36 287 Increase 10" to 15" F.1 and F.5 0 0 0 10 10
Coll -65 SUM of Reach 1-36A-1-36 214  0 0 10 0 10
Coll -66 SUM of Reach 8-114-8-113 269  0 0 10 0 10
Coll -67 SUM of Reach 8-240-8-239 336  0 10 0 0 10
Coll -68 SUM of Reach 8-59-8-58 148  0 10 0 0 10
Coll -69 Metro SUM of Reach 14-48-14-50 130 Increase 10" to 15" F.1 and F.5 0 0 0 10 10
Coll -70 Metro SUM of Reach 17-88-17-89 19 Increase 24" to 36" F.1 and F.5 0 0 0 10 10
Coll -71 Edmonds WWTP SUM of Reach 7-47-7-50 187 Increase 12" to 18" F.1 and F.5 0 0 0 10 10
Coll -72 Edmonds WWTP SUM of Reach 7-48-7-47 166 Increase 12" to 18" F.1 and F.5 0 0 0 10 10
Coll -73 Edmonds WWTP SUM of Reach 8-34-8-35 334 Increase 10" to 15" F.1 and F.5 0 0 0 10 10
Coll -74 Edmonds WWTP SUM of Reach 9-193-9-196 128 Increase 10" to 15" F.1 and F.5 0 0 0 10 10
Coll -75 Edmonds WWTP SUM of Reach 9-19-9-18 50 Increase 10" to 15" F.1 and F.5 0 0 0 10 10
Coll -76 Edmonds WWTP SUM of Reach 9-201-9-202 280 Increase 10" to 15" F.1 and F.5 0 0 0 10 10
Coll -77 Edmonds WWTP SUM of Reach 9-202-9-20 299 Increase 10" to 15" F.1 and F.5 0 0 0 10 10
Coll -78 SUM of Reach 4-163-4-162 295 Increase 10" to 12" F.5 0 0 0 10 10
Coll -79 SUM of Reach 9-188-9-189 174 Increase 8" to 12" F.5 0 0 0 10 10
Coll -80 SUM of Reach 14-65-14-64 175  0 0 10 0 10
Coll -81 SUM of Reach 7-50-7-52 159  0 10 0 0 10
Coll -82 SUM of Reach 8-41-8-42 332 Increase 8" to 15" F.5 0 0 0 10 10
Coll -83 SUM of Reach 8-2-8-2A 197 Increase 8" to 12" F.5 0 0 0 10 10
Coll -84 SUM of Reach 8-2A-8-3 134 Increase 8" to 12" F.5 0 0 0 10 10
Coll -85 Edmonds WWTP SUM of Reach 11-19-11-18 526 Increase from 24 to 42 F.5 0 0 0 10 10
Coll -86 SUM of Reach 3-12F-3-12E 116  0 0 10 0 10
Coll -87 SUM of Reach 8-97-8-98 186  0 10 0 0 10
Coll -88 Lift Station 1 SUM of Reach 4-83-4-82 150 Increase 10" to 12" F.1 and F.5 0 0 0 10 10
Coll -89 Edmonds WWTP SUM of Reach 7-33-7-32 441 Increase 30" to 42" F.1 and F.5 0 0 0 10 10

Edmonds WWTP Hole in Pipe - Large 12-105M-12-105K 1 F.3 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-181-12-182 0 F.3 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-42-12-43 0 F.3 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-57-12-58 0 F.3 0 0 10 0 10
Edmonds WWTP Pipe Repair 12-71-12-73 0 F.3 0 0 10 0 10
Edmonds WWTP Pipe Repair 13-65A-12-7 0 F.3 0 0 10 0 10
Metro Pipe Repair 14-73-14-72 0 F.3 0 0 10 0 10
Metro Pipe Repair 16-27-16-31 0 F.3 0 0 10 0 10
Lift Station 12 Pipe Repair 1-79-1-78 8 F.3 0 0 10 0 10
Lift Station 4 Hole in Pipe - Large 2-64B-2-68 0 F.3 0 0 10 0 10
Lynnwood WWTP Pipe Repair 3-65-3-66A 0 F.3 0 0 10 0 10
Edmonds WWTP Pipe Repair 7-39B-7-39C 0 F.3 0 0 10 0 10
Storm Lines Pipe Repair 8-322 0 F.3 0 0 10 0 10



Problem Category Location Reason Manhole # Comments Table CIP No. Red Area
Granite 
O&M

Granite - 
Trechless

Granite - 
Dig up 

and 
Replace Capacity TOTAL

Granite 
O&M

SUM of Reach 8-58-8-57  0 176 30 0 0 206 176
SUM of Reach 8-77-8-76  0 44 5 0 0 49 44
SUM of Reach 8-50-8-52  0 34 15 8 0 57 34
SUM of Reach 8-68-8-68A  0 31 8 0 0 39 31
SUM of Reach 7-79-7-80  0 30 15 0 0 45 30
SUM of Reach 8-76-8-75  0 29 5 0 0 34 29
SUM of Reach 17-61-17-84  0 28 0 0 0 28 28
SUM of Reach 7-78-7-79  0 28 0 0 0 28 28
SUM of Reach 5-267-5-261  0 25 0 0 0 25 25
SUM of Reach 8-3-8-4  0 24 0 0 0 24 24
SUM of Reach 5-260-5-344  0 23 5 0 0 28 23
SUM of Reach 8-52-8-59  0 23 0 0 0 23 23
SUM of Reach 5-261-5-260  0 22 5 0 0 27 22
SUM of Reach 13-21A-13-21  0 19 3 0 0 22 19
SUM of Reach 4-60-4-62  0 19 0 0 0 19 19
SUM of Reach 8-UNK 1-8-330A  0 19 0 0 0 19 19
SUM of Reach 10-27-10-28 0 18 0 0 0 18 18
SUM of Reach 8-182-8-179  0 18 0 0 0 18 18
SUM of Reach 8-73-8-74  0 17 0 0 0 17 17
SUM of Reach 12-133-12-134 0 16 0 10 0 26 16
SUM of Reach 14-66-14-65  0 16 10 0 0 26 16
SUM of Reach 12-1-8-1  0 16 0 0 0 16 16
SUM of Reach 13-4-14-49  0 16 0 0 0 16 16
SUM of Reach 14-67-14-66  0 16 0 0 0 16 16
SUM of Reach 17-23-17-39  0 16 0 0 0 16 16
SUM of Reach 8-21A-8-51  0 16 0 0 0 16 16
SUM of Reach 7-9-7-10  0 15 14 0 0 29 15
SUM of Reach 8-78-8-77  0 15 3 4 0 22 15
SUM of Reach 7-37-7-36  0 15 5 0 0 20 15
SUM of Reach 7-43-7-40  0 15 0 0 0 15 15
SUM of Reach 7-61-7-60  0 15 0 0 0 15 15
SUM of Reach 7-81-7-82  0 15 0 0 0 15 15
SUM of Reach 8-178-8-177A  0 15 0 0 0 15 15
SUM of Reach 8-31-8-30  0 15 0 0 0 15 15
SUM of Reach 8-136-8-137  0 14 12 0 0 26 14
SUM of Reach 7-34-7-30  0 14 5 0 0 19 14
SUM of Reach 4-78-8-244  0 14 0 0 0 14 14
SUM of Reach 5-334B-5-334A  0 14 0 0 0 14 14
SUM of Reach 7-66-8-327  0 14 0 0 0 14 14
SUM of Reach 7-83-7-84  0 14 0 0 0 14 14
SUM of Reach 8-269-8-267  0 14 0 0 0 14 14
SUM of Reach 8-54-8-56  0 14 0 0 0 14 14
SUM of Reach 8-59A-8-59  0 13 9 0 0 22 13
SUM of Reach 14-34-14-33  0 13 0 0 0 13 13
SUM of Reach 8-18-8-55  0 13 0 0 0 13 13
SUM of Reach 11-8-11-7 0 12 26 0 0 38 12
SUM of Reach 11-9A-7-35 0 12 0 0 0 12 12
SUM of Reach 8-4-8-5  0 12 0 0 0 12 12
SUM of Reach 8-60-8-59A  0 12 0 0 0 12 12
SUM of Reach 8-87-8-86  0 12 0 0 0 12 12
SUM of Reach 7-46-7-47  0 11 5 0 0 16 11
SUM of Reach 12-54-12-53  0 11 0 0 0 11 11
SUM of Reach 9-109-8-193  0 11 0 0 0 11 11

Table F.8 Ranking and Point Assignment
Composite Capital Improvement Projects - Granite O&M Only

Distance of 
Run (ft)



Problem Category Location Reason Manhole # Comments Table CIP No. Red Area
Granite 
O&M

Granite - 
Trechless

Granite - 
Dig up 

and 
Replace Capacity TOTAL

Granite 
O&M

Table F.8 Ranking and Point Assignment
Composite Capital Improvement Projects - Granite O&M Only

Distance of 
Run (ft)

SUM of Reach 12-84A-12-83  0 10 5 14 0 29 10
SUM of Reach 8-112-8-117  0 10 5 0 0 15 10
SUM of Reach 12-121-12-119 0 10 0 0 0 10 10
SUM of Reach 12-123-12-121 0 10 0 0 0 10 10
SUM of Reach 12-13-12-14 0 10 0 0 0 10 10
SUM of Reach 12-14-12-15 0 10 0 0 0 10 10
SUM of Reach 12-156-12-155  0 10 0 0 0 10 10
SUM of Reach 12-87-12-86  0 10 0 0 0 10 10
SUM of Reach 13-166A-13-166  0 10 0 0 0 10 10
SUM of Reach 13-81A-13-81B  0 10 0 0 0 10 10
SUM of Reach 14-7L-14-7B  0 10 0 0 0 10 10
SUM of Reach 5-156-5-151  0 10 0 0 0 10 10
SUM of Reach 7-56-7-55  0 10 0 0 0 10 10
SUM of Reach 8-167-8-165  0 10 0 0 0 10 10
SUM of Reach 8-257-8-257A  0 10 0 0 0 10 10
SUM of Reach 8-291A-8-291  0 10 0 0 0 10 10
SUM of Reach 8-298-8-297  0 10 0 0 0 10 10
SUM of Reach 8-329A-8-329  0 10 0 0 0 10 10
SUM of Reach 8-5-8-6  0 10 0 0 0 10 10
SUM of Reach 8-135-8-316  5 9 5 0 0 19 9
SUM of Reach 8-155-8-352  0 9 0 0 0 9 9
SUM of Reach 9-347-9-348  0 9 0 0 0 9 9
SUM of Reach 9-363A-9-363  0 8 12 0 0 20 8
SUM of Reach 3-66E-3-66D  0 8 3 3 0 14 8
SUM of Reach 9-262A-9-262  0 8 5 0 0 13 8
SUM of Reach 5-42-5-41  0 8 0 3 0 11 8
SUM of Reach 12-28-8-2  0 8 0 0 0 8 8
SUM of Reach 13-157-13-156  0 8 0 0 0 8 8
SUM of Reach 13-56-13-57  0 8 0 0 0 8 8
SUM of Reach 3-94-3-93  0 8 0 0 0 8 8
SUM of Reach 5-325-5N-11  0 8 0 0 0 8 8
SUM of Reach 5-7-5-8  0 8 0 0 0 8 8
SUM of Reach 8-197-8-199  0 8 0 0 0 8 8
SUM of Reach 8-70-8-71  0 8 0 0 0 8 8
SUM of Reach 8-99-8-316  0 8 0 0 0 8 8
SUM of Reach 9-175-9-177  0 8 0 0 0 8 8
SUM of Reach 9-20-9-19  0 8 0 0 0 8 8
SUM of Reach 9-314-9-366  0 8 0 0 0 8 8
SUM of Reach 9-364-9-363  0 8 0 0 0 8 8
SUM of Reach 9-150-5-336  0 7 5 0 0 12 7
SUM of Reach 8-203-8-202  0 7 0 4 0 11 7
SUM of Reach 12-175-12-146  0 7 0 0 0 7 7
SUM of Reach 16-106-16-110  0 7 0 0 0 7 7
SUM of Reach 16-59-16-60  0 7 0 0 0 7 7
SUM of Reach 4-131-4-100  0 7 0 0 0 7 7
SUM of Reach 4-134-4-133  0 7 0 0 0 7 7
SUM of Reach 8-291-8-283  0 7 0 0 0 7 7
SUM of Reach 8-43-8-44  0 7 0 0 0 7 7
SUM of Reach 8-107-8-106  0 6 10 6 0 22 6
SUM of Reach 9-299-9-298  0 6 3 10 0 19 6
SUM of Reach 11-6-11-5 0 6 8 0 0 14 6
SUM of Reach 12-95-12-94  0 6 5 0 0 11 6
SUM of Reach 8-72-8-73  0 6 5 0 0 11 6
SUM of Reach 12-246-12-243  0 6 3 0 0 9 6



Problem Category Location Reason Manhole # Comments Table CIP No. Red Area
Granite 
O&M

Granite - 
Trechless

Granite - 
Dig up 

and 
Replace Capacity TOTAL

Granite 
O&M

Table F.8 Ranking and Point Assignment
Composite Capital Improvement Projects - Granite O&M Only

Distance of 
Run (ft)

SUM of Reach 12-135-12-134 0 6 0 0 0 6 6
SUM of Reach 12-160-12-149  0 6 0 0 0 6 6
SUM of Reach 12-208-12-207  0 6 0 0 0 6 6
SUM of Reach 12-287-12-286  0 6 0 0 0 6 6
SUM of Reach 16-37-16-38  0 6 0 0 0 6 6
SUM of Reach 2-27-2-25  0 6 0 0 0 6 6
SUM of Reach 4-30-4-28  0 6 0 0 0 6 6
SUM of Reach 5-14-5-15  0 6 0 0 0 6 6

Lynnwood WWTP Problem Laterals - Abandoned 5-203-5-201 N/A F.1 0 6 0 0 0 6 6
SUM of Reach 5-74-5-72  0 6 0 0 0 6 6
SUM of Reach 8-265-8-266  0 6 0 0 0 6 6
SUM of Reach 8-55-8-55A  0 6 0 0 0 6 6
SUM of Reach 9-11-9-10  0 6 0 0 0 6 6
SUM of Reach 9-262B-9-262A  0 6 0 0 0 6 6
SUM of Reach 9-273-9-274  0 6 0 0 0 6 6
SUM of Reach 9-287-9-286  0 6 0 0 0 6 6
SUM of Reach 12-143-12-142 0 5 25 0 0 30 5
SUM of Reach 12-109-12-110 0 5 20 0 0 25 5
SUM of Reach 8-332-8-331  0 5 20 0 0 25 5
SUM of Reach 8-285-8-284  0 5 15 0 0 20 5
SUM of Reach 1-36A-1-36  0 5 0 10 0 15 5
SUM of Reach 8-114-8-113  0 5 0 10 0 15 5
SUM of Reach 8-240-8-239  0 5 10 0 0 15 5
SUM of Reach 8-59-8-58  0 5 10 0 0 15 5
SUM of Reach 2-29-2-28 0 5 5 4 0 14 5
SUM of Reach 7-35-7-33B  0 5 5 4 0 14 5
SUM of Reach 8-71-8-72  0 5 9 0 0 14 5
SUM of Reach 10-6-10-5 0 5 8 0 0 13 5
SUM of Reach 14-29-14-28  0 5 8 0 0 13 5
SUM of Reach 12-139-12-138 0 5 5 0 0 10 5
SUM of Reach 12-16-12-17  0 5 5 0 0 10 5
SUM of Reach 2-91-2-90  0 5 5 0 0 10 5
SUM of Reach 7-65-7-66  0 5 5 0 0 10 5
SUM of Reach 8-101A-8-100  0 5 5 0 0 10 5
SUM of Reach 11-23A-11-21 0 5 0 4 0 9 5
SUM of Reach 12-105B-12-105A 0 5 3 0 0 8 5
SUM of Reach 4-196-4-200  0 5 3 0 0 8 5
SUM of Reach 5-135-5-134  0 5 3 0 0 8 5
SUM of Reach 7-49-7-49A  0 5 3 0 0 8 5

Edmonds WWTP Problem Laterals - Connections 11-2-11-7 N/A F.1 Connection D 0 5 0 0 0 5 5
SUM of Reach 11-21A-11-21 0 5 0 0 0 5 5

Edmonds WWTP Problem Laterals - Connections 11-7-11-9 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-111-12-68 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-119-12-117 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-124-12-123 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-125-12-123 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-127-12-125 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-129-12-127 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-137-12-136 N/A F.1 Connection D 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-144-12-146 N/A F.1 Connection D 0 5 0 0 0 5 5

SUM of Reach 12-144-12-146 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-147-12-148 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 12-148-12-141 0 5 0 0 0 5 5
SUM of Reach 12-151A-12-151  0 5 0 0 0 5 5



Problem Category Location Reason Manhole # Comments Table CIP No. Red Area
Granite 
O&M

Granite - 
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Granite - 
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Table F.8 Ranking and Point Assignment
Composite Capital Improvement Projects - Granite O&M Only

Distance of 
Run (ft)

Edmonds WWTP Problem Laterals - Connections 12-154-12-153 N/A F.1 Connection D 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-17-12-18 N/A F.1 Connection D 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-209-12-207 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 12-2-12-1  0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-46-12-46A N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-47-12-49 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-5-12-2 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-6-12-5 N/A F.1 Connection D 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-69-12-67 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 12-74-12-73  0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-90-12-87 N/A F.1 Connection D 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 12-94A-12-94 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 12-98-12-96  0 5 0 0 0 5 5
Metro Problem Laterals - Connections 13-146-13-145 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 13-87-13-88 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 12 Problem Laterals - Connections 1-39-1-38 N/A F.1 Lateral Block 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 13-99-13-98 N/A F.1 Connection P 0 5 0 0 0 5 5
Metro Problem Laterals - Connections 14-47-14-48 N/A F.1 Connection P 0 5 0 0 0 5 5
Metro Problem Laterals - Connections 14-70-14-69 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 15-3C-15-3B N/A F.1 Connection P 0 5 0 0 0 5 5
Metro Problem Laterals - Connections 16-99-16-102 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 12 Problem Laterals - Connections 1-9-1-9A N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 4 Problem Laterals - Connections 2-131-2-132 N/A F.1 0 5 0 0 0 5 5
Lynnwood WWTP Problem Laterals - Connections 3-130-3-129 N/A F.1 Connection P 0 5 0 0 0 5 5
Lynnwood WWTP Problem Laterals - Connections 3-157-3-156 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 4-110-4-109  0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 4-119-4-121 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 4-13-4-42 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 4-171-4-173A N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 3 Problem Laterals - Connections 4-58-4-59 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 3 Problem Laterals - Connections 4-62-4-63 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 5-113-5-111 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 5-137-5-136 N/A F.1 Connection P 0 5 0 0 0 5 5
Lynnwood WWTP Problem Laterals - Connections 5-160-5-159 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 5-239-5-238  0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 5-240B-5-240A N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 9 Problem Laterals - Connections 5-309-5-304 N/A F.1 Connection P 0 5 0 0 0 5 5
Lynnwood WWTP Problem Laterals - Connections 5-324-5-324A N/A F.1 Connection D 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 5-55-5-54 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 5-67-5-66 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 5-81-5-80 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 5-87-5-86 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 10 Problem Laterals - Connections 5-88G-5-88E N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 7-59-7-57 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 7-60-7-56  0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 7-69-7-70 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 7-80-7-61 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-150-8-149 N/A F.1 Connection D 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-160-8-159 N/A F.1 Lateral Block 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-163-8-162 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-165-8-164 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-172A-8-172 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-183-8-182 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 8-188B-8-188A  0 5 0 0 0 5 5
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SUM of Reach 8-195-8-196  0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-255-8-254 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-257A-8-254 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-285-8-284 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-28-8-27 N/A F.1 Connection P 0 5 0 0 0 5 5
Lift Station 1 Problem Laterals - Connections 8-303-8-303A N/A F.1 Lateral Block 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-32-8-31 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-335-8-UNK 1 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-35-8-36 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-53-8-54 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-55A-8-57 N/A F.1 Lateral Block 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-59-8-58 N/A F.1 Connection D 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 8-64-8-63 N/A F.1 Connection P 0 5 0 0 0 5 5

SUM of Reach 8-64B-8-64A  0 5 0 0 0 5 5
SUM of Reach 9-159-9-158  0 5 0 0 0 5 5

Edmonds WWTP Problem Laterals - Connections 9-234-9-233 N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 9-235-9-235A N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 9-242-9-241 N/A F.1 Connection D 0 5 0 0 0 5 5
Metro Problem Laterals - Connections 9-259-9-251 N/A F.1 Connection D 0 5 0 0 0 5 5
Metro Problem Laterals - Connections 9-262C-9-262B N/A F.1 Connection P 0 5 0 0 0 5 5
Edmonds WWTP Problem Laterals - Connections 9-266-9-267 N/A F.1 Lateral Block 0 5 0 0 0 5 5

SUM of Reach 9-270-9-308  0 5 0 0 0 5 5
SUM of Reach 9-289-9-290  0 5 0 0 0 5 5

Lift Station 1 Problem Laterals - Connections 9-36-9-37 N/A F.1 Connection P 0 5 0 0 0 5 5
SUM of Reach 13-53-9-212  0 4 25 0 0 29 4
SUM of Reach 9-224-9-202  10 4 10 0 0 24 4
SUM of Reach 14-65-14-64  0 4 0 10 0 14 4
SUM of Reach 7-50-7-52  0 4 10 0 0 14 4
SUM of Reach 1-31-1-30  0 4 5 0 0 9 4
SUM of Reach 14-7-14-7A  5 4 0 0 0 9 4
SUM of Reach 7-38-7-36  0 4 5 0 0 9 4
SUM of Reach 8-178A-8-177A  0 4 5 0 0 9 4
SUM of Reach 8-30-8-29  0 4 5 0 0 9 4
SUM of Reach 8-51-8-50  0 4 5 0 0 9 4
SUM of Reach 14-7G-14-7F  0 4 0 4 0 8 4
SUM of Reach 2-112-2-111  0 4 3 0 0 7 4

Metro Depressions in Pipe 10-25-10-26 0 F.1 Camera Und 0 4 0 0 0 4 4
SUM of Reach 11-14A-11-14 0 4 0 0 0 4 4

Edmonds WWTP Depressions in Pipe 11-15-11-14 0 F.1 Camera Und 0 4 0 0 0 4 4
SUM of Reach 11-23C-11-21 0 4 0 0 0 4 4
SUM of Reach 11-5-11-3 0 4 0 0 0 4 4

Edmonds WWTP Depressions in Pipe 12-109A-12-111 0 F.1 Camera Und 0 4 0 0 0 4 4
SUM of Reach 12-140-12-139 0 4 0 0 0 4 4

Edmonds WWTP Depressions in Pipe 12-149A-12-149 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 12-180-12-181 0 F.1 Sag 0 4 0 0 0 4 4

SUM of Reach 12-182A-12-215  0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 12-185F-12-185A 108 F.1 Water Level 0 4 0 0 0 4 4

SUM of Reach 12-185G-12-185F  0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 12-189-12-191 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 12-190-12-189 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 12-19-12-28  0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 12-204-12-203 0 F.1 Sag 0 4 0 0 0 4 4

SUM of Reach 12-250-12-249  0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 12-26-12-24 0 F.1 Camera Und 0 4 0 0 0 4 4
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Edmonds WWTP Depressions in Pipe 13-120-13-121 11 F.1 Sag 0 4 0 0 0 4 4
SUM of Reach 13-22A-13-22B  0 4 0 0 0 4 4

Edmonds WWTP Depressions in Pipe 13-36-13-35 5 F.1 Sag 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 13-39-13-37 12 F.1 Sag 0 4 0 0 0 4 4
Metro Depressions in Pipe 13-4A-13-4 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 13-57-13-59 14 F.1 Sag 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 13-59-13-60 F.1 Sag 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-11-14-10 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-16-14-11 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-21-14-4 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 12 Depressions in Pipe 1-43-1-24 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 14-35-14-34  0 4 0 0 0 4 4
Metro Depressions in Pipe 14-38-14-37 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-3E-14-3F 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-46-14-METER 3 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-48-14-50 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-49-14-49D 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 14-69-14-68 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 16-101-16-102 3 F.1 Sag 0 4 0 0 0 4 4
Metro Depressions in Pipe 16-57-16-75 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-19-17-23 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-38-17-37 4 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-39-17-46 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-46-17-47 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-47-17-48 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-48-17-59 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-60-17-61 45 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 17-75-17-78  0 4 0 0 0 4 4
Metro Depressions in Pipe 17-77-17-78 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-84-17-85 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-85-17-86 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-86-17-87 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-87-17-88 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-88-17-89 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-95-17-94 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-96-17-95 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-97-17-96 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 17-98-17-97 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 2-113-2-112  0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 2-47-2-49 0 F.1 Camera Und 0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 3-12-2-2 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 3-1D-3-2G  0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 3-23-3-24 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 12 Depressions in Pipe 3-2H-3-2I 24 F.1 Sag 0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 3-8-3-9 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 4-100-4-100A  0 4 0 0 0 4 4
SUM of Reach 4-132-4-131  0 4 0 0 0 4 4
SUM of Reach 4-163-4-162  0 4 0 0 0 4 4

Lift Station 3 Depressions in Pipe 4-65-4-67 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 3 Depressions in Pipe 4-70A-4-71-LIFT 3 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 4-79-4-78 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 4-86-4-85  0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 5-144-5-145 1 F.1 Camera Und 0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 5-177-5-176 0 F.1 Camera Und 0 4 0 0 0 4 4
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Lynnwood WWTP Depressions in Pipe 5-187-5-191 0 F.1 Camera Und 0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 5-195A-5-196 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 9 Depressions in Pipe 5-283-5-288 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 9 Depressions in Pipe 5-300-5-301 0 F.1 Camera Und 0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 5-321A-5-322 0 F.1 Camera Und 0 4 0 0 0 4 4
Lynnwood WWTP Depressions in Pipe 5-322-5N-2 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 9 Depressions in Pipe 5-334A-5-334 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 7-23-7-53D 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 7-30C-7-30 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 7-32C-7-32D 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 7-47-7-50 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 7-48-7-47 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 8-123-8-120  0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 8-147-8-146 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 8-222B-8-222A 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 8-250-8-249  0 4 0 0 0 4 4
Lift Station 2 Depressions in Pipe 8-296-8-297 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 8-29-8-43  0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 8-303D-8-303C 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 8-311-8-312  0 4 0 0 0 4 4
SUM of Reach 8-321-7-72  0 4 0 0 0 4 4

Lift Station 1 Depressions in Pipe 8-340-8-339 0 F.1 Sag 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 8-34-8-35 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 8-37-8-39 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 8-39A-8-41  0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 8-49-8-53 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 8-81B-8-81  0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 8-89-8-108 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 8-91-8-106 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 9-100-9-101 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 9-120-9-121 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 9-137-9-139 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-157-9-156 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 9-188-9-189  0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-193-9-196 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-19-9-18 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-201-9-202 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-202-9-20 0 F.1 Camera Und 0 4 0 0 0 4 4
Metro Depressions in Pipe 9-253-9-254 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-271-9-270 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-274A-9-274 15 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-279-9-278 16 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-319-9-319A 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-321-9-322 0 F.1 Camera Und 0 4 0 0 0 4 4
Edmonds WWTP Depressions in Pipe 9-346-9-347 0 F.1 Camera Und 0 4 0 0 0 4 4
Lift Station 1 Depressions in Pipe 9-55A-9-55 0 F.1 Camera Und 0 4 0 0 0 4 4

SUM of Reach 9-273A-9-273  0 3 5 0 0 8 3
SUM of Reach 8-17-8-18  0 3 0 4 0 7 3
SUM of Reach 12-243-12-241  0 3 3 0 0 6 3
SUM of Reach 11-12-11-11 0 3 0 0 0 3 3
SUM of Reach 12-78-12-77  0 3 0 0 0 3 3
SUM of Reach 13-67-13-66  0 3 0 0 0 3 3
SUM of Reach 13-8A-13-8B  0 3 0 0 0 3 3
SUM of Reach 2-84-2-83  0 3 0 0 0 3 3
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SUM of Reach 3-109G-3-109F  0 3 0 0 0 3 3
SUM of Reach 4-137-4-133  0 3 0 0 0 3 3
SUM of Reach 4-140-4-139  0 3 0 0 0 3 3
SUM of Reach 4-9-4-7  0 3 0 0 0 3 3
SUM of Reach 5-278-5-271  0 3 0 0 0 3 3
SUM of Reach 7-44A-8-331  0 3 0 0 0 3 3
SUM of Reach 7-46A-7-46  0 3 0 0 0 3 3
SUM of Reach 8-185-8-186  0 3 0 0 0 3 3
SUM of Reach 8-244-8-243  0 3 0 0 0 3 3
SUM of Reach 8-289-8-288  0 3 0 0 0 3 3
SUM of Reach 8-41-8-42  0 3 0 0 0 3 3
SUM of Reach 8-46-8-47  0 3 0 0 0 3 3
SUM of Reach 8-86-8-112  0 3 0 0 0 3 3
SUM of Reach 12-101-12-95 0 2 5 14 0 21 2
SUM of Reach 8-68B-8-68  0 2 17 0 0 19 2
SUM of Reach 12-134-12-132 0 2 14 0 0 16 2
SUM of Reach 9-225-9-224  0 2 8 0 0 10 2
SUM of Reach 5-122-5-121  0 2 0 6 0 8 2
SUM of Reach 12-72-12-71  0 2 5 0 0 7 2
SUM of Reach 8-331-8-330  0 2 5 0 0 7 2
SUM of Reach 12-289-12-288A  0 2 3 0 0 5 2
SUM of Reach 14-56-14-62  0 2 3 0 0 5 2
SUM of Reach 5-148B-5-149  0 2 3 0 0 5 2

Edmonds WWTP Medium Root Problem 11-10-11-9B 0 F.1 0 2 0 0 0 2 2
SUM of Reach 11-14-11-13 0 2 0 0 0 2 2
SUM of Reach 11-23B-11-21 0 2 0 0 0 2 2

Edmonds WWTP Medium Root Problem 12-153-12-150 0 F.1 0 2 0 0 0 2 2
Edmonds WWTP Problem Joint - Offset Medium 12-266-12-265 N/A F.1 0 2 0 0 0 2 2
Edmonds WWTP Medium Root Problem 12-288-12-287 0 F.1 0 2 0 0 0 2 2
Edmonds WWTP Medium Root Problem 12-33-12-31 0 F.1 0 2 0 0 0 2 2

SUM of Reach 12-89-12-88  0 2 0 0 0 2 2
Edmonds WWTP Joint Gasket Exposed - Medium13-100-13-98 N/A F.1 Medium 0 2 0 0 0 2 2
Edmonds WWTP Medium Root Problem 13-112-13-114 0 F.1 0 2 0 0 0 2 2
Metro Medium Root Problem 13-8D-13-8C 0 F.1 0 2 0 0 0 2 2
Metro Medium Root Problem 13-9A-13-166A 0 F.1 0 2 0 0 0 2 2
Metro Medium Root Problem 14-44-14-43 0 F.1 0 2 0 0 0 2 2

SUM of Reach 16-108-16-109  0 2 0 0 0 2 2
Metro Problem Joint - Offset Medium 16-116-16-98 N/A F.1 0 2 0 0 0 2 2

SUM of Reach 17-15-17-16  0 2 0 0 0 2 2
Metro Medium Root Problem 17-44-17-46 0 F.1 0 2 0 0 0 2 2
Lift Station 10 Medium Root Problem 2-109-2-108 0 F.1 0 2 0 0 0 2 2

SUM of Reach 2-31-2-32  0 2 0 0 0 2 2
Lynnwood WWTP Medium Root Problem 3-120-3N-4 0 F.1 0 2 0 0 0 2 2

SUM of Reach 3-121-3-120  0 2 0 0 0 2 2
SUM of Reach 3-12H-3-12I  0 2 0 0 0 2 2
SUM of Reach 3-2I-3-2J  0 2 0 0 0 2 2

Lynnwood WWTP Problem Joint - Offset Medium 3-60-3-68 N/A F.1 0 2 0 0 0 2 2
Lift Station 1 Medium Root Problem 4-133-4-132 0 F.1 0 2 0 0 0 2 2

SUM of Reach 4-138-4-137  0 2 0 0 0 2 2
Lift Station 1 Medium Root Problem 4-143-4-150 0 F.1 0 2 0 0 0 2 2
Lift Station 1 Medium Root Problem 4-210-4-213A 0 F.1 0 2 0 0 0 2 2
Lift Station 1 Medium Root Problem 4-40-4-39 0 F.1 0 2 0 0 0 2 2
Lift Station 3 Medium Root Problem 4-56-4-57 0 F.1 0 2 0 0 0 2 2
Lynnwood WWTP Medium Root Problem 5-149-5-150 0 F.1 0 2 0 0 0 2 2
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SUM of Reach 5-195-5-195A  0 2 0 0 0 2 2
Lynnwood WWTP Medium Root Problem 5-217-5-216 0 F.1 0 2 0 0 0 2 2

SUM of Reach 5-281A-5-278  0 2 0 0 0 2 2
Lift Station 9 Medium Root Problem 5-317-5-316 0 F.1 0 2 0 0 0 2 2
Lift Station 9 Medium Root Problem 5-330E-5-330D 0 F.1 0 2 0 0 0 2 2
Lift Station 1 Medium Root Problem 5-38-5-39 0 F.1 0 2 0 0 0 2 2
Lift Station 1 Medium Root Problem 5-79-5-70 0 F.1 0 2 0 0 0 2 2
Lift Station 10 Medium Root Problem 5-88A-5-88B 0 F.1 0 2 0 0 0 2 2
Edmonds WWTP Problem Joint - Offset Medium 7-44-7-44A N/A F.1 0 2 0 0 0 2 2

SUM of Reach 7-64-7-62  0 2 0 0 0 2 2
SUM of Reach 7-86-7-87A  0 2 0 0 0 2 2
SUM of Reach 8-101B-8-101A  0 2 0 0 0 2 2
SUM of Reach 8-13-8-21A  0 2 0 0 0 2 2
SUM of Reach 8-172J-8-172F  0 2 0 0 0 2 2

Lift Station 1 Medium Root Problem 8-178D-8-178C 0 F.1 0 2 0 0 0 2 2
Edmonds WWTP Problem Joint - Offset Medium 8-18A-8-18 N/A F.1 0 2 0 0 0 2 2

SUM of Reach 8-193-8-192  0 2 0 0 0 2 2
Lift Station 1 Medium Root Problem 8-196-8-196A 0 F.1 0 2 0 0 0 2 2

SUM of Reach 8-21-8-21A  0 2 0 0 0 2 2
SUM of Reach 8-2-8-2A  0 2 0 0 0 2 2
SUM of Reach 8-288-8-287  0 2 0 0 0 2 2
SUM of Reach 8-2A-8-3  0 2 0 0 0 2 2
SUM of Reach 8-316-8-135  0 2 0 0 0 2 2
SUM of Reach 8-317-8-316  0 2 0 0 0 2 2
SUM of Reach 8-324-7-68  0 2 0 0 0 2 2
SUM of Reach 8-44-8-45  0 2 0 0 0 2 2

Lift Station 1 Medium Root Problem 9-111-8-189D 0 F.1 0 2 0 0 0 2 2
Edmonds WWTP Problem Joint - Offset Medium 9-184-9-185 N/A F.1 0 2 0 0 0 2 2
Edmonds WWTP Medium Root Problem 9-185-9-186 0 F.1 0 2 0 0 0 2 2
Edmonds WWTP Medium Root Problem 9-222A-9-227 0 F.1 0 2 0 0 0 2 2

SUM of Reach 9-84-9-83  0 2 0 0 0 2 2
SUM of Reach 2-113A-2-113  0 1 11 0 0 12 1
SUM of Reach 3-12F-3-12E  0 1 0 10 0 11 1
SUM of Reach 8-97-8-98  0 1 10 0 0 11 1
SUM of Reach 8-85K-8-85F  0 1 6 0 0 7 1
SUM of Reach 12-226-12-225  0 1 5 0 0 6 1
SUM of Reach 12-71-12-89  0 1 5 0 0 6 1
SUM of Reach 16-9-16-8  0 1 5 0 0 6 1
SUM of Reach 3-131-3-132  0 1 5 0 0 6 1
SUM of Reach 4-52-4-52A  0 1 5 0 0 6 1
SUM of Reach 5-299-5-300  0 1 5 0 0 6 1
SUM of Reach 8-281-8-282  0 1 5 0 0 6 1
SUM of Reach 9-117-9-116  0 1 5 0 0 6 1
SUM of Reach 9-264-9-266  0 1 5 0 0 6 1
SUM of Reach 4-115-8-219H  0 1 0 4 0 5 1
SUM of Reach 8-162-8-161  0 1 0 4 0 5 1
SUM of Reach 13-8E-13-166A  0 1 3 0 0 4 1
SUM of Reach 3-109H-3-109G  0 1 3 0 0 4 1
SUM of Reach 4-141-4-142  0 1 3 0 0 4 1
SUM of Reach 8-249-8-265  0 1 3 0 0 4 1
SUM of Reach 9-276-9-277  0 1 3 0 0 4 1

Miscellaneous Me
SE Corner of Hwy 99 and 
224th St Clean Flume 14 F.1 0 1 0 0 0 1 1

Miscellaneous Me22304 Hwy 99 Clean Flume 14 F.1 0 1 0 0 0 1 1
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Miscellaneous Me
Edmonds Way Robinhood 
Lanes Brush Sensor 15 F.1 0 1 0 0 0 1 1

Miscellaneous Me
244th and Hwy 99 - NW 
Corner Clean Flume 16 F.1 0 1 0 0 0 1 1

Miscellaneous Me
Denny's on SR 104 and Hwy 
99 Clean Flume 17 F.1 0 1 0 0 0 1 1

Miscellaneous MeOld Ballinger Pump Station Clean Flume 17 F.1 0 1 0 0 0 1 1

Miscellaneous Me
East Side, NE Corner of 
Ballinger PS Clean Flume 17 F.1 0 1 0 0 0 1 1

Miscellaneous Me
Ballinger Golf Course at 74th 
Ave Clean Flume 17 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 11-19-11-18 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-108-12-109 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-12-12-13 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-151-12-22 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-163-12-162 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-165-12-164 0 F.1 0 1 0 0 0 1 1

SUM of Reach 12-180A-12-180  0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-18-12-19 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Problem Joints - Offset 12-204I-12-204H F.1 0 1 0 0 0 1 1
Edmonds WWTP Problem Joints - Offset 12-204J-12-204I F.1 0 1 0 0 0 1 1
Edmonds WWTP Joint separated - Small 12-207-12-206 N/A F.1 Small 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-217-12-216 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-22-12-20 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-234B-12-234A 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-284F-12-284 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 12-70-12-69 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Roots 12-84-12-84A 42 F.1 0 1 0 0 0 1 1
Metro Light Root Problem 13-133-13-134 0 F.1 0 1 0 0 0 1 1
Metro Roots 13-139-13-142 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Problem Joint - Offset Small 13-55-13-56 N/A F.1 0 1 0 0 0 1 1
Metro Light Root Problem 13-8-13-8B 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 13-89-9-11 0 F.1 0 1 0 0 0 1 1
Metro Light Root Problem 14-33-14-32 0 F.1 0 1 0 0 0 1 1
Metro Light Root Problem 14-7C-14-7A 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 15-1C-15-2 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Roots 15-3A-15-2A 0 F.1 0 1 0 0 0 1 1
Metro Joint separated - Small 16-115-16-116 N/A F.1 Small 0 1 0 0 0 1 1
Metro Light Root Problem 16-32-16-33 0 F.1 0 1 0 0 0 1 1

SUM of Reach 16-33-16-36  0 1 0 0 0 1 1
Metro Light Root Problem 16-4-16-3 0 F.1 0 1 0 0 0 1 1
Metro Light Root Problem 16-46-16-47 0 F.1 0 1 0 0 0 1 1
Metro Light Root Problem 16-54-16-57 0 F.1 0 1 0 0 0 1 1
Metro Light Root Problem 16-91-16-103 0 F.1 0 1 0 0 0 1 1
Metro Roots 17-24-17-25 0 F.1 0 1 0 0 0 1 1
Metro Roots 17-25-17-26 0 F.1 0 1 0 0 0 1 1
Metro Roots 17-55-17-58 0 F.1 0 1 0 0 0 1 1
Metro Roots 17-57-17-58 0 F.1 0 1 0 0 0 1 1
Lift Station 10 Problem Joint - Offset Small 2-111-2-110 N/A F.1 0 1 0 0 0 1 1
Lift Station 4 Roots 2-90-2-89 0 F.1 0 1 0 0 0 1 1
Lynnwood WWTP Light Root Problem 3-133-3-134 0 F.1 0 1 0 0 0 1 1
Lynnwood WWTP Problem Joint - Offset Small 3-140-3-137 N/A F.1 0 1 0 0 0 1 1
Lynnwood WWTP Problem Joint - Offset Small 3-162-3-163 N/A F.1 0 1 0 0 0 1 1
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Lynnwood WWTP Light Root Problem 3-63-3-64 0 F.1 0 1 0 0 0 1 1
Lift Station 12 Problem Joint - Offset Small 3-8F-3-8A N/A F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 4-109-4-108 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 4-115-8-219H 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 4-145-4-143 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 4-170-4-171 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 4-186A-4-186 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 4-212-4-213 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 4-221-4-220 0 F.1 0 1 0 0 0 1 1
Lift Station 3 Light Root Problem 4-45-4-46 0 F.1 0 1 0 0 0 1 1
Lift Station 3 Light Root Problem 4-46-4-47 0 F.1 0 1 0 0 0 1 1
Lift Station 3 Light Root Problem 4-69A-4-70 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 5-118C-5-118B 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 5-123-4-186A 0 F.1 0 1 0 0 0 1 1
Lynnwood WWTP Light Root Problem 5-13-5-12 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 5-141A-5-141 0 F.1 0 1 0 0 0 1 1
Lynnwood WWTP Light Root Problem 5-194-5-195 0 F.1 0 1 0 0 0 1 1
Lynnwood WWTP Light Root Problem 5-218-5-210 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 5-252A-5-252B 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 5-264-5-263 0 F.1 0 1 0 0 0 1 1
Lift Station 9 Light Root Problem 5-299-5-300 0 F.1 0 1 0 0 0 1 1
Lynnwood WWTP Roots 5-324A-5N-3 0 F.1 0 1 0 0 0 1 1
Lift Station 9 Light Root Problem 5-330-5-329 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 5-344-5-345 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Roots 5-52-5-51 0 F.1 0 1 0 0 0 1 1
Lynnwood WWTP Light Root Problem 5-75-5-74 0 F.1 0 1 0 0 0 1 1
Lift Station 10 Roots 5-88B-5-88C 0 F.1 0 1 0 0 0 1 1
Lift Station 10 Light Root Problem 5-89-5-99 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 7-62-7-61 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 7-82-7-83 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 7-85-7-86 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-102-8-101 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-137-8-292A 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-152-8-150 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-172K-8-172G 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-177-8-176 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-187A-8-187 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-188A-8-188C 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Roots 8-189B-8-189A 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-209-8-210 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-219A-8-219C 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-239-8-238 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Roots 8-246-8-247 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-254-8-253 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Joint Separated 8-263-8-252 N/A F.1 0 1 0 0 0 1 1
Lift Station 1 Problem Joint - Offset Small 8-273-8-272 N/A F.1 0 1 0 0 0 1 1
Lift Station 2 Light Root Problem 8-294-8-295 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-323-8-321 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 8-69-8-70 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 8-95-8-96 0 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 9-134-9-136 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 9-177-9-158A 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 9-225B-9-225 0 F.1 0 1 0 0 0 1 1
Edmonds WWTP Problem Joint - Offset Small 9-235A-9-235B N/A F.1 0 1 0 0 0 1 1
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Edmonds WWTP Problem Joint - Offset Small 9-235B-9-217 N/A F.1 0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 9-237-9-236 0 F.1 0 1 0 0 0 1 1

SUM of Reach 9-273C-9-273B  0 1 0 0 0 1 1
Edmonds WWTP Light Root Problem 9-360-9-346 6 F.1 0 1 0 0 0 1 1
Lift Station 1 Problem Joints - Offset 9-44-9-43 F.1 0 1 0 0 0 1 1
Lift Station 1 Light Root Problem 9-85-9-86 0 F.1 0 1 0 0 0 1 1
Metro Light Root Problem INLET-13-167 0 F.1 0 1 0 0 0 1 1
Lake Ballinger Way and 205thClean Flume F.1 0 1 0 0 0 1 1

SUM of Reach 8-75-8-57  0 0 38 0 0 38 0
SUM of Reach 12-75-8-14  0 0 0 28 0 28 0
SUM of Reach 1-46-1-45  0 0 0 0 0 20 0
SUM of Reach 1-55-1-52  0 0 0 20 0 20 0
SUM of Reach 12-49-12-50  0 0 8 10 0 18 0
SUM of Reach 13-22-13-22A  0 0 18 0 0 18 0
SUM of Reach 12N-79-13-65B  0 0 3 14 0 17 0
SUM of Reach 12-126-12-125 0 0 15 0 0 15 0
SUM of Reach 12-132-12-131 0 0 14 0 0 14 0
SUM of Reach 12-248-12-247  0 0 13 0 0 13 0
SUM of Reach 14-3-14-3A  0 0 9 3 0 12 0

BREACH Edmonds WWTP Hole in Pipe - Large 12-105M-12-105K 1 F.3 0 0 0 10 0 10 0
SUM of Reach 12-106-12-107 0 0 10 0 0 10 0
SUM of Reach 12-107-12-108 0 0 10 0 0 10 0
SUM of Reach 12-128-12-127 0 0 10 0 0 10 0

PIPE REPAIR Edmonds WWTP Pipe Repair 12-181-12-182 0 F.3 0 0 0 10 0 10 0
SUM of Reach 12-185D-12-130  0 0 10 0 0 10 0

PIPE REPAIR Edmonds WWTP Pipe Repair 12-42-12-43 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Edmonds WWTP Pipe Repair 12-57-12-58 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Edmonds WWTP Pipe Repair 12-71-12-73 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Edmonds WWTP Pipe Repair 12-73-12-75 0 F.3 0 0 0 10 0 10 0

SUM of Reach 12-93-12-90  0 0 10 0 0 10 0
PIPE REPAIR Edmonds WWTP Pipe Repair 13-65A-12-7 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Metro Pipe Repair 14-73-14-72 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Edmonds WWTP Pipe Repair 16-128-16-129 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Edmonds WWTP Pipe Repair 16-133-16-134 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Metro Pipe Repair 16-27-16-31 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Lift Station 12 Pipe Repair 1-79-1-78 8 F.3 0 0 0 10 0 10 0
BREACH Lift Station 4 Hole in Pipe - Large 2-64B-2-68 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Lynnwood WWTP Pipe Repair 3-65-3-66A 0 F.3 0 0 0 10 0 10 0
PIPE REPAIR Edmonds WWTP Pipe Repair 7-39B-7-39C 0 F.3 0 0 0 10 0 10 0

SUM of Reach 7-76-7-75  0 0 10 0 0 10 0
SUM of Reach 7-77-7-76  0 0 10 0 0 10 0
SUM of Reach 8-243-8-242  0 0 10 0 0 10 0
SUM of Reach 8-280-8-281  0 0 10 0 0 10 0
SUM of Reach 8-287-8-286  0 0 10 0 0 10 0
SUM of Reach 8-303B-8-303D  0 0 10 0 0 10 0

PIPE REPAIR Storm Lines Pipe Repair 8-322 0 F.3 0 0 0 10 0 10 0
SUM of Reach 8-98-8-99  0 0 10 0 0 10 0

BREACH Metro Hole in Pipe - Medium 10-3-10-4 0 MEDIUM F.2 0 0 9 0 0 9 0
BREACH Lift Station 12 Hole in Pipe - Medium 1-16-1-20 0 MEDIUM F.2 0 0 9 0 0 9 0
BREACH Lift Station 1 Hole in Pipe - Medium 8-245A-8-245 0 MEDIUM F.2 0 0 9 0 0 9 0
BREACH Edmonds WWTP Hole in Pipe - Medium 9-301-9-300 0 MEDIUM F.2 0 0 9 0 0 9 0

SUM of Reach 9-59-9-60  0 0 5 4 0 9 0
SUM of Reach 12-102-12-101 0 0 0 0 0 8 0

BREACH Edmonds WWTP Hole in Pipe - Small 12-200-12-112 0 SMALL F.2 0 0 8 0 0 8 0
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SUM of Reach 12-51-8-11  0 0 5 3 0 8 0
BREACH Lift Station 4 Hole in Pipe - Small 2-89-2-88 0 SMALL F.2 0 0 8 0 0 8 0
BREACH Lift Station 1 Hole in Pipe - Small 4-186-4-185 0 SMALL F.2 0 0 8 0 0 8 0
BREACH Lift Station 1 Hole in Pipe - Small 5-269-5-267 0 SMALL F.2 0 0 8 0 0 8 0
BREACH Lift Station 1 Hole in Pipe - Small 8-202-8-201 0 SMALL F.2 0 0 8 0 0 8 0
BREACH Lift Station 1 Hole in Pipe - Small 9-80A-9-80 0 SMALL F.2 0 0 8 0 0 8 0
BREACH Edmonds WWTP Hole in Pipe - Small INLET-7-61 0 SMALL F.2 0 0 8 0 0 8 0
BREACH Lift Station 12 Deformed 1-11-1-15 0 F.3 0 0 0 7 0 7 0

SUM of Reach 12-105N-12-105M 0 0 0 6 0 6 0
SUM of Reach 13-113-13-112  0 0 6 0 0 6 0
SUM of Reach 4-52A-4-53  0 0 0 6 0 6 0
SUM of Reach 5-246-5-245  0 0 0 0 0 6 0
SUM of Reach 8-175-8-174  0 0 3 3 0 6 0

1048 Walnut Street Grit (a lot) 8-2A-8-2 205 Conc F.1 6 0 0 0 0 6 0
SUM of Reach 8-2D-8-2B  0 0 6 0 0 6 0

942 Alder Street Grit (a lot) 8-30-8-31 275 Conc F.1 6 0 0 0 0 6 0
10th at Alder Street Grit (a lot) 8-31-8-32 336 Conc F.1 6 0 0 0 0 6 0
Alder St at Yost Park Grit (a lot) 8-328-8-2 265 Conc F.1 6 0 0 0 0 6 0
1053 Alder Street Grit (a lot) 8-32A-8-32B 55 Conc F.1 6 0 0 0 0 6 0
10th Ave South at Walnut St Grit (a lot) 8-4-8-3 335 Conc F.1 6 0 0 0 0 6 0
935 Walnut Street Grit (a lot) 8-5-8-4 260 Conc F.1 6 0 0 0 0 6 0
8620 Maplewood Lane Grit (a lot) 9-139-9-137 155 Conc F.1 6 0 0 0 0 6 0

BREACH Metro Crack 10-10-10-7 1 Multiple - Narrow F.2 0 0 5 0 0 5 0
7122 210th Street Grease 10-23-10-25 283 Conc F.1 5 0 0 0  5 0

SUM of Reach 11-1-11-2 0 0 5 0 0 5 0
BREACH Edmonds WWTP Crack 11-1A-7-39A 0 Circular - Narrow F.2 0 0 5 0 0 5 0
BREACH Edmonds WWTP Crack 11-3-11-2 0 Circular - Narrow F.2 0 0 5 0 0 5 0

9223 216th Street Black Water 12-156-13-96 380 Conc F.1 5 0 0 0 0 5 0
1153 8th Ave S. Grit, Black Water 12-189-12-190 c/o 120 Conc F.1 5 0 0 0 0 5 0
1115 8th Ave S. Grit, Black Water 12-191-12-189 285 Conc F.1 5 0 0 0 0 5 0
736 Fir Street Black Water 12-192-12-191 200 Conc F.1 5 0 0 0 0 5 0

BREACH Edmonds WWTP Crack 12-196-12-198 1 Multiple - Narrow F.2 0 0 5 0 0 5 0
BREACH Edmonds WWTP Crack 12-24-12-23 2 Multiple - Narrow F.2 0 0 5 0 0 5 0
BREACH Edmonds WWTP Crack 12-249-12-248 0 Multiple - Narrow F.2 0 0 5 0 0 5 0
BREACH Edmonds WWTP Crack 12-37-12-38 0 Longitudinal - Narrow F.2 0 0 5 0 0 5 0
BREACH Edmonds WWTP Crack 12-55-12-56 0 Longitudinal - Narrow F.2 0 0 5 0 0 5 0
BREACH Edmonds WWTP Crack 12-8-12-6 1 Longitudinal - Narrow F.2 0 0 5 0 0 5 0
BREACH Metro Crack 13-20-13-15 0 Longitudinal - Wider F.2 0 0 5 0 0 5 0

16131 75th Place West Grease 1-36-1-36A 211 PVC F.1 5 0 0 0 0 5 0
21808 Highway 99 Black Water 14-22-14-24 360 Conc F.1 5 0 0 0 0 5 0
21309 76th Ave W (Drop MH) Grit, Black Water 14-40-9-254 330 Conc F.1 5 0 0 0 0 5 0
215th At 72nd Black Water 14-6-14-7 260 Conc F.1 5 0 0 0 0 5 0
74th at 228th St Grease 14-65-14-66 320 Conc F.1 5 0 0 0 0 5 0
72nd Ave W. at 215th St Black Water 14-7A-14-7B 255 Conc F.1 5 0 0 0 0 5 0

BREACH Metro Crack 16-103-16-106 1 Circular - Narrow F.2 0 0 5 0 0 5 0
240th at 78th Ave W Black Water 16-76-16-77 160 Conc F.1 5 0 0 0 0 5 0
240th St and 78th Ave W Grit, Black Water 16-77-16-65 275 Conc F.1 5 0 0 0 0 5 0

BREACH Metro Crack 17-31-17-28 1 Longitudinal - Narrow F.2 0 0 5 0 0 5 0
BREACH Metro Crack 17-63-17-64 0 Multiple - Narrow F.2 0 0 5 0 0 5 0

23819 76th Ave W Black Water 17-72-Main 44 Conc F.1 5 0 0 0 0 5 0
23821 76th Ave Grease 17-73-17-69 232 Conc F.1 5 0 0 0 0 5 0

BREACH Metro Crack 17-78-17-82 0 Longitudinal - Wider F.2 0 0 5 0 0 5 0
76th Ave W. at 242nd St Black Water 17-81-17-80 360 Conc F.1 5 0 0 0 0 5 0
24122 76th Ave W Black Water 17-82-17-81 105 Conc F.1 5 0 0 0 0 5 0
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BREACH Lift Station 4 Crack 2-83-2-82 0 Longitudinal - Wider F.2 0 0 5 0 0 5 0
BREACH Lynnwood WWTP Crack 3-109B-3-109A 0 Circular - Narrow F.2 0 0 5 0 0 5 0
BREACH Lynnwood WWTP Crack 3-1H-3-3A2 0 Circular - Narrow F.2 0 0 5 0 0 5 0

7117 176th St. SW Dirt, Grease, Grit 3-93-3-94 150 Conc F.1 5 0 0 0 0 5 0
BREACH Lift Station 1 Crack 4-124-4-123 0 Circular - Wider F.2 0 0 5 0 0 5 0
BREACH Lift Station 1 Crack 4-217A-4-217 0 Longitudinal - Narrow F.2 0 0 5 0 0 5 0

Dellwood Dr. at 78th Ave W Black Water 5-191-5-187 200 Conc F.1 5 0 0 0 0 5 0
BREACH Lift Station 1 Crack 5-263-5-262 1 Multiple - Narrow F.2 0 0 5 0 0 5 0
BREACH Lift Station 9 Crack 5-299-5-300 1 Multiple - Narrow F.2 0 0 5 0 0 5 0
BREACH Lynnwood WWTP Crack 5-319-5-320 0 Circular - Narrow F.2 0 0 5 0 0 5 0

7601 OVD Post Office Grit 5-325-5-328 350 Conc F.1 5 0 0 0 0 5 0
18209 76th Ave West Grit 5-325-5-511-11 80 Conc F.1 5 0 0 0 0 5 0
Admiral Way at Dayton Grease 7-11-7-10 80 Conc F.1 5 0 0 0 0 5 0
Admiral Way Grease 7-3-7-2 425 Conc F.1 5 0 0 0 0 5 0
Admiral Way Grease 7-4-7-3 380 Conc F.1 5 0 0 0 0 5 0
Admiral Way Grease 7-5-7-4 380 Conc F.1 5 0 0 0 0 5 0
Admiral Way Grease 7-6-7-5 280 Conc F.1 5 0 0 0 0 5 0
Admiral Way at West Dayton Grit 7-6-CO 125 Conc F.1 5 0 0 0 0 5 0

BREACH Lift Station 1 Crack 7-75-7-74 1 Multiple - Narrow F.2 0 0 5 0 0 5 0
Admiral Way at Dayton Grease 7-7-7-11 37 Conc F.1 5 0 0 0 0 5 0
Admiral Way Grease 7-7-7-6 35 Conc F.1 5 0 0 0 0 5 0

BREACH Lift Station 1 Crack 8-189-8-194 0 Spiral - Narrow F.2 0 0 5 0 0 5 0
BREACH Lift Station 1 Crack 8-206-8-205 0 Longitudinal - Narrow F.2 0 0 5 0 0 5 0
BREACH Lift Station 1 Crack 8-219H-8-219G 0 Multiple - Narrow F.2 0 0 5 0 0 5 0
BREACH Lift Station 1 Crack 8-286-8-285 0 Multiple - Narrow F.2 0 0 5 0 0 5 0

1033 Walnut Street Grit 8-3-8-2A 130 Conc F.1 5 0 0 0 0 5 0
BREACH Edmonds WWTP Crack 8-74-8-75 4 Multiple - Narrow F.2 0 0 5 0 0 5 0

7th Ave at Edmonds St Black Water 8-99-8-101A 207 Conc F.1 5 0 0 0 0 5 0
PROBLEM 
JOINTS Lift Station 1 Infiltration in the Joint 9-136-9-136A N/A Medium F.2 0 0 5 0 0 5 0

8705 Maplewood Lane Grit, Black Water 9-137-9-138 340 Conc F.1 5 0 0 0 0 5 0
8610 Main Street Grit 9-16-9-19 178 Conc F.1 5 0 0 0 0 5 0

PROBLEM 
JOINTS Lift Station 1 Infiltration in the Joint 9-170-9-172 N/A Light F.2 0 0 5 0 0 5 0

8610 Main Street Black Water 9-19-9-20 56 Conc F.1 5 0 0 0 0 5 0
Pine Ridge Park Black Water 9-202-9-201+ 165 Conc F.1 5 0 0 0 0 5 0
Bpind Ridge Park Black Water 9-202-9-224 503 Conc F.1 5 0 0 0 0 5 0
Pine Ridge Park Black Water 9-20-9-202 430 Conc F.1 5 0 0 0 0 5 0
76th at 212th Street S.W. Grease 9-254-9-255 305 Conc F.1 5 0 0 0 0 5 0

BREACH Edmonds WWTP Crack 9-274-9-275 0 Circular - Narrow F.2 0 0 5 0 0 5 0
7703 203 Street SW Grit 9-314-9-313 310 Conc F.1 5 0 0 0 0 5 0

BREACH Lift Station 9 Crack 9-326-9-327 1 Longitudinal - Narrow F.2 0 0 5 0 0 5 0
7804 200th Street Black Water 9-347-9-346 130 Conc F.1 5 0 0 0 0 5 0
7907 200th Street (Drop MH) Black Water 9-348-9-347 400 Conc F.1 5 0 0 0 0 5 0
7726 202 Place Grit, Black Water 9-366-9-314 350 Conc F.1 5 0 0 0 0 5 0

BREACH Edmonds WWTP Broken Hole 12-178-12-179 0 F.3 0 0 0 4 0 4 0
BREACH Edmonds WWTP Broken 12-212-12-211 0 F.3 0 0 0 4 0 4 0
BREACH Edmonds WWTP Broken 12-269C-12-269D 0 Soil Visible - Large F.3 0 0 0 4 0 4 0
BREACH Metro Broken 13-14-13-13 0 F.3 0 0 0 4 0 4 0
BREACH Metro Broken 14-28-14-27 0 Soil Visible - Large F.3 0 0 0 4 0 4 0
BREACH Edmonds WWTP Broken 15-4E-15-4C 0 Soil Visible - Small F.3 0 0 0 4 0 4 0
BREACH Lift Station 3 Broken Hole 4-75-4-74 0 F.3 0 0 0 4 0 4 0
BREACH Edmonds WWTP Broken Hole 7-39C-7-40 0 F.3 0 0 0 4 0 4 0
BREACH Edmonds WWTP Broken 8-22-8-21 0 Soil Visible - Medium F.3 0 0 0 4 0 4 0
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BREACH Edmonds WWTP Broken 8-337-8-336A 0 Soil Visible - Medium F.3 0 0 0 4 0 4 0
BREACH Lift Station 1 Broken 8-351-8-350 0 Void Visible - Medium F.3 0 0 0 4 0 4 0
ROOTS Metro Heavy Root Problem 10-19-10-19B 0 F.2 0 0 3 0 0 3 0
ROOTS Edmonds WWTP Heavy Root Problem 12-159-12-160 0 F.2 0 0 3 0 0 3 0
ROOTS Edmonds WWTP Heavy Root Problem 12-293-12-293A 0 F.2 0 0 3 0 0 3 0
ROOTS Edmonds WWTP Heavy Root Problem 13-63B-13-63C 0 F.2 0 0 3 0 0 3 0

SUM of Reach 14-19-14-18  0 0 3 0 0 3 0
SUM of Reach 15-1B-15-1C  0 0 3 0 0 3 0

ROOTS Edmonds WWTP Heavy Root Problem 15-3B-15-3A 0 F.2 0 0 3 0 0 3 0
ROOTS Metro Heavy Root Problem 16-25-16-26 0 F.2 0 0 3 0 0 3 0
ROOTS Lift Station 10 Heavy Root Problem 2-113E-2-113 1 F.2 0 0 3 0 0 3 0
ROOTS Lynnwood WWTP Heavy Root Problem 3-103-3-105 0 F.2 0 0 3 0 0 3 0
PROBLEM 
JOINTS Lynnwood WWTP Joint Offset - Large 3-66A-3-66 N/A Large F.3 0 0 0 3 0 3 0
ROOTS Lynnwood WWTP Heavy Root Problem 3-84A-3-85 0 F.2 0 0 3 0 0 3 0
ROOTS Lift Station 1 Heavy Root Problem 4-144-4-145 0 F.2 0 0 3 0 0 3 0
PROBLEM 
JOINTS Lift Station 10 Joint separated - Large 4-3-2-113B N/A F.2 0 0 3 0 0 3 0
ROOTS Lift Station 1 Heavy Root Problem 5-30-5-28 0 F.2 0 0 3 0 0 3 0
ROOTS Lift Station 1 Heavy Root Problem 5-37-5-38 0 F.2 0 0 3 0 0 3 0
PROBLEM 
JOINTS Lift Station 7 Joint Offset - Large 7-11-7-7 N/A Large F.3 0 0 0 3 0 3 0
ROOTS Lift Station 1 Heavy Root Problem 8-207-8-206 0 F.2 0 0 3 0 0 3 0
PROBLEM 
JOINTS Lift Station 1 Joint separated - Large 8-346-8-343 N/A F.2 0 0 3 0 0 3 0

SUM of Reach 9-181-9-182  0 0 0 3 0 3 0
ROOTS Lift Station 9 Heavy Root Problem 9-341-9-340A 0 F.2 0 0 3 0 0 3 0
ROOTS Lift Station 9 Heavy Root Problem 9-342-9-341 0 F.2 0 0 3 0 0 3 0
PROBLEM 
JOINTS Edmonds WWTP Joint Offset - Large 9-349-9-350 N/A Large F.3 0 0 0 3 0 3 0

SUM of Reach 10-4-10-5 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 11-18-7-33 N/A F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 12-100-12-99 N/A F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 12-10-12-11 N/A F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 12-144-12-146 N/A F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 12-177-12-176 N/A F.1 0 0 0 0 0 0 0

SUM of Reach 12-292-12-293  0 0 0 0 0 0 0
Metro Debris and Deposits 13-23B-9-250 N/A F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 13-47-13-46 N/A F.1 0 0 0 0 0 0 0
9126 Bowdoin N/A 13-C/O C/O PVC F.1 0 0 0 0 0 0 0
Lift Station 12 Debris and Deposits 1-51-1-50 N/A F.1 0 0 0 0 0 0 0
Lift Station 12 Debris and Deposits 1-57-1-56 N/A F.1 0 0 0 0 0 0 0
Metro Debris and Deposits 16-39-16-40 N/A F.1 0 0 0 0 0 0 0
240th At Highway 99 None 16-60-16-59 330 Conc F.1 0 0 0 0 0 0 0
Metro Debris and Deposits 16-65-16-77 N/A F.1 0 0 0 0 0 0 0
Lift Station 12 Debris and Deposits 1-67-1-66 N/A F.1 0 0 0 0 0 0 0
Metro Debris and Deposits 16-82-16-83 N/A F.1 0 0 0 0 0 0 0
Metro Debris and Deposits 16-95-16-96 N/A F.1 0 0 0 0 0 0 0
Metro Debris and Deposits 17-43-17-42 N/A F.1 0 0 0 0 0 0 0

PIPE REPAIR Lift Station 12 Pipe Repair 1-75-1-74 4 F.3 0 0 0 0 0 0 0
Lynnwood WWTP Debris and Deposits 2-11-2-10 N/A F.1 0 0 0 0 0 0 0
Lift Station 4 Debris and Deposits 2-62-2-63 N/A F.1 0 0 0 0 0 0 0
Lynnwood WWTP Joint Gasket Exposed - Light 3-89-3-72 N/A F.1 Light 0 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 4-135-4-136 N/A F.1 0 0 0 0 0 0 0
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Lift Station 1 Debris and Deposits 4-34-4-36 N/A F.1 0 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 4-39-4-41 N/A F.1 0 0 0 0 0 0 0

SUM of Reach 4-72A-4-72  0 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 4-83-4-82 N/A F.1 0 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 4-98-4-97 N/A F.1 0 0 0 0 0 0 0
Lynnwood WWTP Debris and Deposits 5-164-5-163 N/A F.1 0 0 0 0 0 0 0
8015 196th St SW 5-334A CO to main 60 PVC F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 7-33-7-32 N/A F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 7-39A-7-39B N/A F.1 0 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 8-291B-8-291A N/A F.1 0 0 0 0 0 0 0
7th Ave at Sprague St None 8-316-8-99 290 Conc F.1 0 0 0 0 0 0 0
7th at Edmonds St None 8-99-8-98 102 Conc F.1 0 0 0 0 0 0 0
Metro Debris and Deposits 9-247-9-248 N/A F.1 0 0 0 0 0 0 0
Edmonds WWTP Debris and Deposits 9-272-9-271 N/A F.1 0 0 0 0 0 0 0
Lift Station 1 Debris and Deposits 9-62-9-61 N/A F.1 0 0 0 0 0 0 0



 

 

APPENDIX G 

Sewer Service Agreements 
 

G.1   Agreement for Wastewater Treatment, Disposal and Transport services – City of 
Edmonds, City of Mountlake Terrace and Olympic View Water and Sewer 
District – May 17, 1988 

G.2  Agreement between City of Edmonds and Municipality of Seattle – July 20, 1988 

G.3   Agreement between City of Edmonds and King County – October 6, 2000 

G.4 Agreement between City of Edmonds and City of Lynnwood – October 26, 1982 

G.5 Agreement between City of Edmonds and City of Lynnwood – November 19, 
1987 

G.6 Agreement between City of Edmonds and City of Lynnwood – May 4, 1990 

G.7 Agreement between City of Edmonds and City of Lynnwood – August 15, 2011 
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APPENDIX H 

Pre-Treatment Policy 



Chapter 7.90 
WASTEWATER PRETREATMENT – GENERAL PROVISIONS 

Sections: 
7.90.010 Purpose and policy. 
7.90.020 Administration. 
7.90.030 Definitions. 
7.90.040 Abbreviations. 

7.90.010 Purpose and policy. 
A. Chapters 7.90 through 7.102 ECC set forth uniform requirements for users of the publicly owned 
treatment works (POTW) operated by the city of Edmonds, and enables the city to comply with all 
applicable state and federal laws, including the Clean Water Act (33 USC 1251 et seq.) and the General 
Pretreatment Regulations (40 CFR Part 403). The objectives of Chapters 7.90 through 7.102 ECC are: 

1. To prevent the introduction of pollutants into the POTW that will interfere with the operation of 
the POTW; 

2. To prevent the introduction of pollutants into the POTW which will pass through the POTW, 
inadequately treated, into receiving waters or otherwise be incompatible with the POTW; 

3. To ensure that the quality of POTW sludge is maintained at a level which allows its use and 
disposal in compliance with applicable statutes and regulations; 

4. To protect POTW personnel who may be affected by wastewater and sludge in the course of 
their employment and to protect the general public; 

5. To improve the opportunity to recycle and reclaim wastewater and biosolids from the POTW; 
and 

6. To promote strategies that reduce the amounts of pollution generated by users, thereby 
reducing the associated hazards to the POTW and receiving waters. 

B. Chapters 7.90 through 7.102 ECC shall apply to all users of the POTW. Chapters 7.90 through 7.102 
ECC define certain prohibited discharges; set forth local limits for use by state agencies in the issuance of 
wastewater discharge permits; authorize monitoring, compliance, and enforcement activities; establish 
administrative review procedures; require user reporting; and provide for the recovery of liquidated 
damages and collection of penalties. [Ord. 3401 § 1, 2002]. 

7.90.020 Administration. 
Except as otherwise provided herein, the director shall administer, implement, and enforce the provisions 
of Chapters 7.90 through 7.102 ECC. Any powers granted to or duties imposed upon the director may be 
delegated by the director to other city of Edmonds personnel. [Ord. 3401 § 1, 2002]. 
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7.90.030 Definitions. 
Unless a provision explicitly states otherwise, the following terms and phrases, as used in Chapters 7.90 
through 7.102 ECC, shall have the meanings hereinafter designated. 

1. “Accessible,” when applied to required pretreatment monitoring or treatment equipment, shall mean 
direct access without the necessity of removing any panel, door, vehicle, equipment, materials, or other 
similar obstruction. 

2. “Act” or “the Act” means the Federal Water Pollution Control Act, also known as the Clean Water Act, 
33 USC 1251 et seq., as now exists or may hereafter be amended. 

3. “Administrative penalty (fine)” means a punitive monetary charge unrelated to treatment cost, which is 
assessed by the director rather than by a court. 

4. “AKART” is an acronym for “all known, available, and reasonable technology (prevention, control, and 
treatment) to prevent and control pollution of the waters of the state of Washington.” AKART shall 
represent the most current methodology that can be reasonably required for preventing, controlling, or 
abating the pollutants associated with a discharge. AKART shall be applied by all users of the POTW. 
AKART includes best management practices and may be required by the director for any discharge to the 
POTW. 

5. “Applicable pretreatment standards” means for any specified pollutant, the more stringent of the city's 
prohibitive standards, the city's specific pretreatment standards, the state of Washington's pretreatment 
standards, or applicable National Categorical Pretreatment Standards. 

6. “Approval authority” means the state of Washington Department of Ecology. 

7. Authorized Representative of the User. 

a. If the user is a corporation: 

i. The president, secretary, treasurer, or a vice-president of the corporation in charge of a 
principal business function, or any other person who performs similar policy or decision-
making functions for the corporation; or 

ii. The manager of one or more manufacturing, production, or operation facilities, if 
authority to sign documents has been assigned or delegated to the manager in accordance 
with corporate procedures; 

b. If the user is a partnership or sole proprietorship: a general partner or proprietor, respectively; 

c. If the user is a federal, state or local governmental facility: a director or highest official 
appointed or designated to oversee the operation and performance of the activities of the 
government facility, or his/her authorized designee; 
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d. The individuals described in subsections (a) through (c) of this definition may designate 
another authorized representative if the authorization is in writing, the authorization specifies the 
individual or position responsible for the overall operation of the facility from which the discharge 
originates or having overall responsibility for environmental matters for the company, and the 
written authorization is submitted to the city. 

8. “Average daily flow” shall be defined as the arithmetical mean of the total process wastewater flow over 
a one-year period. This mean shall be calculated based on days when a discharge occurs. 

9. “Best management practices (BMPs)” means the schedules of activities, prohibitions of practices, 
maintenance procedures, and other management practices to prevent or reduce the pollution of “waters 
of the United States.” BMPs also include treatment requirements, operating procedures, and practices to 
control plant site runoff, spillage or leaks, sludge or waste disposal, or drainage from raw material 
storage. 

10. “Biochemical oxygen demand (BOD)” means the quantity of oxygen utilized in the biochemical 
oxidation of organic matter amenable to measurement by the methods described in Standard Methods for 
the Examination of Water and Wastewater (current edition); under standard laboratory procedures for five 
days at 20 degrees centigrade, usually expressed as a concentration [milligrams per liter (mg/L)]. 

11. “Bypass” means the intentional diversion of wastestreams from any portion of a user's treatment 
facility. 

12. “Categorical pretreatment standard” or “categorical standard” means any regulation containing 
pollutant discharge limits promulgated by the U.S. EPA in accordance with Sections 307(b) and (c) of the 
Act (33 USC 1317) which apply to a specific category of users and which appear in 40 CFR Chapter I, 
Subchapter N, Parts 405-471. 

13. “Categorical user” means a user covered by one or more of the EPA's categorical pretreatment 
standards. 

14. “City” means the city of Edmonds, Washington. 

15. “Cooling water/noncontact cooling water” means water used for cooling purposes which does not 
come into direct contact with any raw material, intermediate product, waste product, or finished product. 
Cooling water may be generated from any use, such as air conditioning, heat exchangers, cooling or 
refrigeration to which the only pollutant added is heat. 

16. “Color” means the optical density at the visual wavelength of maximum absorption, relative to distilled 
water. One hundred percent transmittance is equivalent to 0.0 optical density. 

17. “Composite sample” means the sample resulting from the combination of individual wastewater 
samples taken at selected intervals based on an increment of either flow or time. 



18. “Day” shall be defined as a calendar day. 

19. “Department” means the Washington State Department of Ecology (DOE) or authorized 
representatives thereof. (DOE is also the definition of the “approval authority.”) 

20. “Director” means the director of the city of Edmonds public works department, or his duly authorized 
representative or designee. 

21. “Domestic sewage” means the liquid and waterborne wastes derived from ordinary living processes, 
free from industrial wastewaters, and of such character to permit satisfactory disposal, without special 
treatment, into the POTW. 

22. “Domestic user (residential user)” means any person who contributes, causes, or allows the 
contribution of wastewater into the city POTW that is of a similar volume and/or chemical makeup as that 
from a residential dwelling unit. Discharges from a residential dwelling unit typically include up to 100 
gallons per capita per day at 250 mg/L of BOD and TSS. 

23. “Environmental Protection Agency (EPA)” means the U.S. Environmental Protection Agency or, where 
appropriate, the Regional Water Management Division Director, or other duly authorized official of said 
agency. 

24. Existing Source. For a categorical user, an “existing source” is any source of discharge, the 
construction or operation of which commenced prior to the publication by EPA of proposed categorical 
pretreatment standards, which will be applicable to such source if the standard is thereafter promulgated 
in accordance with Section 307 of the Act. 

25. Existing User. For noncategorical users an “existing user” is defined as any user which is discharging 
wastewater prior to July 15, 2002. 

26. “Fats, oils and grease (FOG)” means the term fats, oils, and grease shall mean those components of 
wastewater amenable to measurement by the methods described in Standard Methods for the 
Examination of Water and Wastewater (current edition). The term “fats, oils and grease” shall include 
polar and nonpolar fats, oils, and grease and other components extracted from wastewater by these 
methods. 

27. “Food service facility” means any facility which prepares and/or packages food for sale or 
consumption, on- or off-site, with the exception of private residences. Food service facilities shall include, 
but are not limited to: food manufacturers, food packagers, restaurants, grocery stores, bakeries, lounges, 
hospitals, hotels, nursing homes, churches, schools, and all other food service facilities not listed above. 

28. “Grab sample” means a sample which is taken from a wastestream on a one-time basis without 
regard to the flow in the wastestream and without consideration of time. 



29. “Grease interceptor” means a device located underground and outside of a food service facility 
designed to collect, contain or remove food wastes and grease from the wastestream while allowing the 
balance of the liquid waste to discharge to the sewer system. 

30. “Grease trap” means a device located in a food service facility or under a sink designed to collect, 
contain or remove food wastes and grease from the wastestream while allowing the balance of the liquid 
waste to discharge to the sewer system. 

31. “High strength waste” means any waters or wastewater having a concentration of biochemical oxygen 
demand (BOD) or total suspended solids (TSS) in excess of 250 mg/L. 

32. “Indirect discharge” or “discharge” means the introduction of pollutants into the POTW from any 
nondomestic source regulated under Section 307(b), (c), or (d) of the Act. The discharge into the POTW 
is normally by means of pipes, conduits, pumping stations, force mains, constructed drainage ditches, 
surface water intercepting ditches, and all constructed devices and appliances appurtenant thereto. 

33. “Industrial wastewater” means water or liquid-carried waste from any industry, manufacturing 
operation, trade, or business which includes any combination of process wastewater, cooling water, 
contaminated stormwater, contaminated leachates, or other waters such that the combined effluent differs 
in some way from purely domestic sewage, or is subject to regulation under federal categorical 
pretreatment standards, the state waste discharge permit program, or Chapters 7.90 through 7.102 ECC. 

34. “Interceptor” means a device designed and installed so as to separate and retain deleterious or 
undesirable matter from normal wastes and permit normal liquid wastes to discharge to the sewer system. 

35. “Interference” means a discharge which alone or in conjunction with a discharge or discharges from 
other sources, either: 

a. Inhibits or disrupts the POTW, its treatment processes or operations; 

b. Inhibits or disrupts its sludge processes, use or disposal; or 

c. Is a cause of a violation of the city's NPDES permit or of the prevention of sewage sludge use 
or disposal in compliance with any of the following statutory or regulatory provisions or permits 
issued thereunder: 

i. Section 405 of the Clean Water Act; 

ii. The Solid Waste Disposal Act (SWDA), including Title II commonly referred to as the 
Resource Conservation and Recovery Act (RCRA); 

iii. The Code of Federal Regulations Title 40 Part 503, Standards for the Use or Disposal of 
Sewage Sludge; 
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iv. Any state regulations contained in any state sludge management plan prepared 
pursuant to Subtitle D of the SWDA; 

v. The Clean Air Act; 

vi. The Toxic Substances Control Act; 

vii. And the Marine Protection, Research, and Sanctuaries Act. 

36. “Lateral” means that portion of the sewage conveyance system from the point it exits the user's facility 
to the point where it connects to the POTW main line. Also known as a “side sewer.” 

37. “Liquid waste” is the discharge from any appliance, appurtenance, or other fixture in connection with a 
plumbing system that does not receive fecal matter. 

38. “Maximum allowable discharge limit” means the maximum concentration (or loading) of a pollutant 
allowed to be discharged at any time. 

39. “May” means a permissive or discretionary directive. 

40. “Medical wastes” means isolation wastes, infectious agents, human blood and blood products, 
pathological wastes, sharps, body parts, contaminated bedding, surgical wastes, potentially contaminated 
laboratory wastes, and dialysis wastes. 

41. “New source” means: 

a. Any building, structure, facility, or installation from which there is (or may be) a discharge of 
pollutants, the construction of which commenced after the publication of applicable categorical 
standards, provided, that: 

i. The building, structure, facility, or installation is constructed at a site at which no other 
source is located; or 

ii. The building, structure, facility, or installation totally replaces the process or production 
equipment that causes the discharge of pollutants at an existing source; or 

iii. The production or wastewater generating processes of the building, structure, facility, or 
installation are substantially independent of an existing source at the same site. In 
determining whether these are substantially independent, factors such as the extent to 
which the new facility is integrated with the existing plant, and the extent to which the new 
facility is engaged in the same general type of activity as the existing source should be 
considered. 



b. Construction on a site at which an existing source is located results in a modification rather 
than a new source, if the construction does not create a new building, structure, facility, or 
installation meeting the criteria of subsection (41)(a)(ii) or (iii) above but otherwise alters, 
replaces, or adds to existing process or production equipment. 

c. Construction of a new source as defined under this paragraph has commenced if the owner or 
operator has: 

i. Begun, or caused to begin as part of a continuous on-site construction program; 

A. Any placement, assembly, or installation of facilities or equipment; or 

B. Significant site preparation work including clearing, excavation, or removal of 
existing buildings, structures, or facilities which is necessary for the placement, 
assembly, or installation of new source facilities or equipment; or 

ii. Entered into a binding contractual obligation for the purchase of facilities or equipment 
that are intended to be used in its operation within a reasonable time. Options to purchase 
or contracts which can be terminated or modified without substantial loss, and contracts for 
feasibility, engineering, and design studies do not constitute a contractual obligation under 
this definition. 

42. “New user” is not necessarily a “new source” and is defined as a user that applies to the city for a new 
building permit or any person who occupies an existing building and plans to discharge wastewater to the 
city's collection system after July 15, 2002. Any person that buys an existing facility that is discharging 
nondomestic wastewater will be considered an “existing user” if no significant changes are made in the 
operation. 

43. “Ordinance, this,” as used in Chapters 7.90 through 7.102 ECC, shall mean the provisions of 
Chapters 7.90 through 7.102 ECC. 

44. “Pass through” means a condition occurring when discharges from users (singly or in combination) 
exit the POTW in quantities or concentrations which either: (1) cause a violation of any requirement of a 
city NPDES or state waste discharge permit; (2) cause an increase in the magnitude or duration of a 
violation; or (3) cause a violation of any water quality standard for waters of the state promulgated under 
state regulations including Chapter 173-201A WAC. 

45. “Permittee” means a person or user issued a wastewater discharge permit or discharge authorization. 

46. “Person” means any individual, partnership, co-partnership, firm, company, corporation, association, 
joint stock company, trust, estate, governmental entity, or any other legal entity, or their legal 
representatives, agents, or assigns. This definition includes all federal, state, or local governmental 
entities. 
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47. “pH” means a measure of the acidity or alkalinity of a substance, expressed in standard units. 
(Technically defined as the logarithm of the reciprocal of the mass of hydrogen ions in grams per liter of 
solution.) 

48. “Pollutant” means any substance discharged into a POTW or its collection system which, if discharged 
directly, would alter the chemical, physical, biological or radiological properties of waters of the state of 
Washington, including pH, temperature, taste, color, turbidity, oxygen demand, toxicity or odor. This 
includes any discharge likely to create a nuisance or render such waters harmful, detrimental or injurious 
to any beneficial uses, terrestrial or aquatic life, or to public health, safety or welfare. 

49. “Pretreatment” means the reduction of the amount of pollutants, the elimination of pollutants, or the 
alteration of the nature of pollutant properties in wastewater prior to (or in lieu of) introducing such 
pollutants into the POTW. This reduction or alteration can be obtained by physical, chemical, or biological 
processes; by process changes; or by other means (except by diluting the concentration of the pollutants, 
unless allowed by an applicable pretreatment standard). 

50. “Pretreatment requirements” means any substantive or procedural local, state, or federal requirement 
related to pretreatment developed under Chapter 90.48 RCW and/or Sections 307 and 402 of the Clean 
Water Act. 

51. “Pretreatment standards” or “standards” means any pollutant discharge limitations including 
categorical standards, state standards, and limits of ECC 7.91.040 applicable to the discharge of 
nondomestic wastes to the POTW. The term shall also include the prohibited discharge standards of 
Chapters 7.90 through 7.102 ECC, WAC 173-216-060, and 40 CFR Part 403.5. 

52. “Process wastewater” means industrial wastewater minus cooling water/noncontact cooling water. 

53. “Prohibited discharge standards” or “prohibited discharges” means absolute prohibitions against the 
discharge of certain substances; these prohibitions appear in ECC 7.91.010(A) and (B). 

54. “Publicly owned treatment works (POTW)” means a “treatment works,” as defined by Section 212 of 
the Act (33 USC 1292) which is owned by the city. This definition includes all devices, facilities, or 
systems used in the collection, storage, treatment, recycling, and reclamation of sewage or industrial 
wastewaters of a liquid nature and any conveyances that convey wastewater to a treatment plant. The 
term also means the city of Edmonds wastewater treatment plant. 

55. “Sanitary flow” means sewage. 

56. “Septic tank waste” means any domestic and/or residential sewage from holding tanks such as 
vessels, chemical toilets, campers, trailers, and septic tanks. 
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57. “Sewage” means water-carried human wastes or a combination of water-carried wastes from 
residences, business buildings, institutions and industrial establishments, together with such gray water 
(household showers, dishwashing operations, food preparation, etc.) as may be present. 

58. “Sewer” means any pipe, conduit, ditch, or other device used to collect and transport sewage from the 
generating source. 

59. “Shall” means a mandatory directive. 

60. Side Sewer. See “Lateral.” 

61. “Significant industrial user (SIU)” means: 

a. A user subject to categorical pretreatment standards; or 

b. A user that: 

i. Discharges an average daily flow of 25,000 GPD or more of process wastewater to the 
POTW (excluding sanitary, noncontact cooling, and boiler blowdown wastewater); or 

ii. Contributes a process wastestream which makes up five percent or more of the average 
dry weather hydraulic or organic capacity of the POTW treatment plant; or 

iii. Is designated as such by the department with input from the city on the basis that it, 
alone or in conjunction with other sources has a reasonable potential for adversely 
affecting the POTW's operation or for violating any pretreatment standard or requirement. 

c. Upon a finding that a user meeting the criteria in subsection (b) of this definition has no 
reasonable potential for adversely affecting the POTW's operation or for violating any applicable 
pretreatment standard or requirement, the department may at any time, on its own initiative or in 
response to a petition received from a user or the city [and in accordance with procedures in 40 
CFR 403.8(f)(6)] determine that such user should not be considered a significant industrial user. 

62. “Significant noncompliance (SNC)” shall refer to a violation or pattern of violation of one of the 
following natures: 

a. Chronic violations of wastewater discharge limits, defined here as those in which 66 percent 
or more of all wastewater measurements taken during a six-month period exceed the daily 
maximum limit or average limit for the same pollutant parameter by any amount; 

b. Technical review criteria (TRC) violations, defined here as those in which 33 percent or more 
of all wastewater measurements taken for each pollutant parameter during a six-month period 
equal or exceed the product of the daily maximum limit or the average limit multiplied by the 



applicable TRC [1.4 for BOD, TSS, fats, oils and grease, and 1.2 for all other pollutants except 
pH]; 

c. Any other discharge violation that the city believes has caused, alone or in combination with 
other discharges, interference or pass through (including endangering the health of city 
personnel or the general public); 

d. Any discharge of pollutant that has caused imminent endangerment to human health, welfare 
or to the environment, or has resulted in the city's exercise of its emergency authority to halt or 
prevent such a discharge; 

e. Failure to meet, within 90 days after the scheduled date, a compliance schedule milestone 
contained in a wastewater discharge permit or enforcement order for starting construction, 
completing construction, or attaining final compliance; 

f. Failure to provide within 30 days after the due date, any required reports, including baseline 
monitoring reports, periodic self-monitoring reports, and reports on compliance with compliance 
schedules; 

g. Failure to accurately report noncompliance; or 

h. Any other violation(s) that the director determines will adversely affect the operation or 
implementation of the local pretreatment program. 

63. “Slug load” means any discharge at a flow rate or concentration which could cause a violation of the 
discharge standards in ECC 7.91.010 through 7.91.040 or any discharge of a nonroutine, episodic nature, 
including but not limited to, an accidental spill or a noncustomary batch discharge, or any discharge 
greater than or equal to five times the amount or concentration allowed by permit or Chapters 7.90 
through 7.102 ECC. 

64. “Standard industrial classification (SIC) code” means a classification pursuant to the Standard 
Industrial Classification Manual issued by the United States Office of Management and Budget, as now 
exists or as may hereafter be amended. 

65. “State” means the state of Washington. 

66. “Stormwater” means any flow occurring during or following any form of natural precipitation, and 
resulting from such precipitation, including snowmelt. 

67. “Total suspended solids” means the total suspended matter that floats on the surface of, or is 
suspended in, water, wastewater, or other liquid, and which is removable by laboratory filtering and is 
amenable to measurement by the methods described in Standard Methods for the Examination of Water 
and Wastewater (current edition). 
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68. “Toxic pollutant” means one of the pollutants, or combination of those pollutants, listed as toxic in 
regulations promulgated by EPA under Section 307 (33 USC 1317) of the Act, or other pollutants as may 
be promulgated. 

69. “Treatment plant effluent” means the discharge from the city's POTW. 

70. “Upset” means an exceptional incident in which there is unintentional and temporary noncompliance 
with applicable pretreatment standards because of factors beyond the reasonable control of the user. 

71. “User” or “industrial user” means a source of indirect discharge. The source shall not include 
“domestic user” as defined herein. 

72. “Wastewater” means liquid and water-carried industrial wastewaters and sewage from residential 
dwellings, commercial buildings, industrial and manufacturing facilities, and institutions, whether treated 
or untreated, which are contributed to the POTW. 

73. “Wastewater discharge permit (industrial wastewater discharge permit, discharge permit, discharge 
authorization)” means an authorization or equivalent control document issued by the department to users 
discharging wastewater to the POTW. The permit may contain appropriate pretreatment standards and 
requirements as set forth in Chapters 7.90 through 7.102 ECC. 

74. “Wastewater treatment plant” or “treatment plant” or “pollution control facility” means that portion of 
the POTW that is designed to provide treatment of municipal sewage and industrial wastewater. 

75. “Zero discharge permit” means a permit for a categorical user that operates its processes so that no 
industrial wastewater is discharged to the POTW. [Ord. 3487 § 1, 2004; Ord. 3401 § 1, 2002]. 

7.90.040 Abbreviations. 
The following abbreviations shall have the designated meanings: 

AKART All known available and reasonable 
technology 

ASPP Accidental spill prevention plan 

BMPs Best management practices 

BOD Biochemical oxygen demand 

CFR Code of Federal Regulations 

COD Chemical oxygen demand 

EPA U.S. Environmental Protection Agency 

FOG Fats, oils, and grease 

gpd Gallons per day 

l Liter 
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LEL Lower explosive limit 

mg Milligrams 

mg/L Milligrams per liter 

MSDS Material safety and data sheet 

NOV Notice of violation 

NPDES National Pollutant Discharge Elimination 
System 

O&M Operation and maintenance 

OSHA Occupational Safety and Health 
Administration 

POTW Publicly owned treatment works 

RCRA Resource Conservation and Recovery 
Act, 42 USC 6901 et seq. 

RCW  Revised Code of Washington 

SIC Standard Industrial Classifications 

SIU Significant industrial user 

SNC Significant noncompliance 

SWDA Solid Waste Disposal Act, Chapter 70.95 
RCW  

TSS Total suspended solids 

UPC Uniform Plumbing Code 

USC United States Code 

WAC Washington Administrative Code 

With regards to abbreviations contained in this chapter, the use of the singular shall be construed to 
include the plural and the plural shall include the singular as indicated by the context of its use. [Ord. 
3487 § 2, 2004; Ord. 3401 § 1, 2002]. 

 

 

 

 

 

 



Chapter 7.91 
WASTEWATER PRETREATMENT – GENERAL REQUIREMENTS 

Sections: 
7.91.010 Prohibited discharge standards. 
7.91.020 Federal categorical pretreatment standards. 
7.91.030 State requirements. 
7.91.040 Local limits. 
7.91.050 City's right of revision. 
7.91.060 Special agreement. 
7.91.070 Dilution. 
7.91.080 Pretreatment facilities. 
7.91.090 Deadline for compliance with applicable pretreatment requirements. 
7.91.100 Additional pretreatment measures. 
7.91.110 Accidental discharge/slug control plans. 
7.91.120 Septic tank wastes. 

7.91.010 Prohibited discharge standards. 
A. General Prohibitions. No user or domestic user shall introduce or cause to be introduced into the 
POTW any pollutant or wastewater that causes pass through or interference. These general prohibitions 
apply to all users of the POTW whether or not they are subject to categorical pretreatment standards or 
any other national, state, or local pretreatment standards or requirements. 

B. Specific Prohibitions. No user or domestic user shall introduce or cause to be introduced into the 
POTW the following pollutants, substances, or wastewater: 

1. Pollutants which may create a fire or explosive hazard in the POTW, including, but not limited 
to, wastestreams with a closed-cup flashpoint of less than 140 degrees Fahrenheit (60 degrees 
Celsius) using the test methods specified in 40 CFR 261.21; 

2. Wastewater having a pH less than 5.0 or more than 11.0, or otherwise causing corrosive 
structural damage to the POTW or equipment; 

3. Solid or viscous substances in amounts which will cause obstruction of the flow in the POTW 
resulting in interference but in no case solids greater than one-quarter inch; 

4. Pollutants, including oxygen-demanding pollutants (BOD, etc.), released in a discharge at a 
flow rate and/or pollutant concentration which, either singly or by interaction with other pollutants, 
will cause interference with the POTW; 

5. Wastewater having a temperature which will inhibit biological activity in the treatment plant 
resulting in interference, but in no case wastewater which causes the temperature at the 
introduction into the treatment plant to exceed 104 degrees Fahrenheit (40 degrees Celsius); 
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6. Petroleum oil, nonbiodegradable cutting oil, or products of mineral oil origin, in amounts that 
will cause interference or pass through; 

7. Pollutants which result in the presence of toxic gases, vapors, or fumes within the POTW in a 
quantity that may cause acute worker health and safety problems; 

8. Trucked or hauled pollutants (including sanitary wastes and grease wastes) unless authorized 
by the director in writing; 

9. Noxious or malodorous liquids, gases, solids, or other wastewater which, either singly or by 
interaction with other wastes, are sufficient to create a public nuisance or a hazard to life, or to 
prevent entry into the sewers for maintenance or repair; 

10. Wastewater which imparts color which cannot be removed by the treatment process, such 
as, but not limited to, dye wastes and vegetable tanning solutions, which consequently imparts 
color to the treatment plant's effluent, thereby violating the city's NPDES permit. Color (in 
combination with turbidity) shall not cause the treatment plant effluent to reduce the depth of the 
compensation point for photosynthetic activity by more than 10 percent from the seasonably 
established norm for aquatic life; 

11. Wastewater containing any radioactive wastes or isotopes except as specifically approved in 
writing by the director in compliance with applicable state or federal regulations; 

12. Stormwater, surface water, ground water, artesian well water, roof runoff, subsurface 
drainage, swimming pool drainage, condensate, deionized water, noncontact cooling water, and 
unpolluted wastewater, unless specifically authorized in writing by the director; 

13. Any sludges, screenings, or other residues from the pretreatment of industrial or commercial 
wastes or from industrial or commercial processes, except as authorized in writing by the 
director; 

14. Medical wastes, except as specifically authorized in writing by the director; 

15. Wastewater causing, alone or in conjunction with other sources, the treatment plant's effluent 
to exhibit toxicity in an analytical test; 

16. Detergents, surface-active agents, or other substances in amounts which may cause 
excessive foaming in the POTW; 

17. Any liquid, solids, or gases which by reason of their nature or quantity are, or may be, 
sufficient either alone or by interaction with other substances to cause fire or explosion or be 
injurious in any other way to the POTW or to the operation of the POTW. At no time shall two 
successive readings on an explosion meter, at the point of discharge into the system (or at any 



point in the system), be more than five percent nor any single reading over 10 percent of the 
lower explosive limit (LEL) of the meter; 

18. Animal guts or tissues, paunch manure, bones, hair, hides or fleshings, entrails, whole blood, 
feathers, ashes, cinders, sand, spent lime, stone or marble dusts, metal, glass, straw, shavings, 
grass clippings, rags, spent grains, spent hops, waste paper, wood, plastics, gas, tar asphalt 
residues, residues from refining or processing of fuel or lubricating oil, mud, or glass grinding or 
polishing wastes; 

19. Any substance that will cause the POTW to violate its NPDES and/or other disposal system 
permits; 

20. Any wastewater, which in the opinion of the director can cause harm either to the sewers, 
sewage treatment process, or equipment; have an adverse effect on the receiving stream; or can 
otherwise endanger life, limb, public property, or constitute a nuisance, unless authorized in a 
wastewater discharge permit; 

21. The contents of any tank or other vessel commercially owned or used by any person in the 
business of collecting or pumping sewage, effluent, septage, or other wastewater, unless said 
person has first obtained testing and approval as may be generally required by the city of 
Edmonds and paid all fees assessed for the privilege of said discharge; 

22. Any hazardous or dangerous wastes as defined in rules published by the state of 
Washington (Chapter 173-303 WAC) and/or in EPA rules 40 CFR Part 261; 

23. Persistent pesticides and/or pesticides regulated by the Federal Insecticide Fungicide 
Rodenticide Act (FIFRA); 

24. Any slug load; 

25. Any substance that may cause the POTW's effluent or treatment residues, sludges, or scums 
to be unsuitable for reclamation and reuse, or to interfere with the reclamation process; 

26. Fats, oils and grease in amounts that may cause obstructions or maintenance problems in 
the collection/conveyance system, or interference in the POTW. 

C. Pollutants, substances, or wastewater prohibited by this chapter shall not be processed or stored in 
such a manner that they are likely to be discharged to the POTW unless the user has in place an 
approved accidental spill prevention plan (ASPP)/slug control plan. [Ord. 3401 § 2, 2002]. 

7.91.020 Federal categorical pretreatment standards. 
National categorical pretreatment standards as adopted and hereafter amended by the EPA pursuant to 
the Act shall be met by all users in the regulated industrial categories. These standards, found in 40 CFR 



Chapter I, Subchapter N, Parts 405-471, as the same now exists or is hereinafter amended, are hereby 
incorporated by reference. [Ord. 3401 § 2, 2002]. 

7.91.030 State requirements. 
A. State requirements and limitations on discharges to the POTW shall be met by all users which are 
subject to such standards in any instance in which they are more stringent than federal requirements and 
limitations, or those in Chapters 7.90 through 7.102 ECC or other applicable ordinances. This includes 
the requirement to meet AKART as defined herein whenever applicable and more stringent than the limits 
of ECC 7.91.040, and to comply with the requirements of Chapter 7.92 ECC. 

B. Any user determined by the city to qualify as a significant industrial user shall file an application for a 
state waste discharge permit with the department in accordance with the requirements of WAC 173-216-
070. Proof of acceptance of the application, and payment of permit fees shall be kept at the user's 
facilities, and produced upon request by the city. Failure to submit the application or rejection of the 
application by the department may be considered sufficient grounds to terminate or refuse to provide 
sewer service. [Ord. 3401 § 2, 2002]. 

7.91.040 Local limits. 
A. The following pollutant limits are established to protect against pass through and interference. No 
person shall discharge wastewater containing in excess of the following daily maximum allowable 
discharge limits: 

arsenic 0.36  mg/L 

cadmium 0.27  mg/L 

chromium 1.99 mg/L 

copper 2.98 mg/L 

cyanide 0.29  mg/L 

lead 1.09  mg/L 

mercury 0.07  mg/L 

nickel 2.14  mg/L 

silver 1.44  mg/L 

zinc 5.13  mg/L 

nonpolar fats, oils, and grease 
(NPFOG) 

100 mg/L 

B. The above limits apply at the point where the wastewater is discharged to the POTW (i.e., end of the 
user's pipe). Categorical pretreatment standards apply at the end of the process. However, the director 
may elect to have local limits apply after pretreatment and/or prior to mixing with dilution flows. 
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C. All concentrations for metallic substances are for “total” metal unless indicated otherwise. The 
department may impose mass limitations in addition to (or in place of) the concentration-based limitations 
above. 

D. Where a user is subject to a categorical pretreatment standard and a local limit for a given pollutant, 
the more stringent limit or applicable pretreatment standard shall apply. [Ord. 3487 § 3, 2004; Ord. 3401 § 
2, 2002]. 

7.91.050 City's right of revision. 
The city reserves the right to establish more stringent standards or requirements on discharges to the 
POTW. [Ord. 3401 § 2, 2002]. 

7.91.060 Special agreement. 
A. The city reserves the right to enter into written agreements with users to accept pollutants compatible 
with the treatment system at concentrations greater than those typical of domestic wastewater. Within 
such agreements, the city may establish terms of the user's discharge to the POTW including maximum 
flow rates and concentrations. The city may also establish fees to recover costs associated with treating 
such wastes and monitoring schedules in such agreements, as provided by ECC 7.102.010. In no case 
will a special agreement waive compliance with a state or federal pretreatment standard or requirement 
including federal categorical pretreatment standards. 

B. Users discharging or intending to discharge pollutants other than BOD and TSS, and claiming 
compatibility, must prove to the satisfaction of the director that such pollutants are compatible with the 
POTW. The director may require any claim of compatibility to be endorsed by the department. [Ord. 3401 
§ 2, 2002]. 

7.91.070 Dilution. 
A user shall not increase the use of process water, or in any way attempt to dilute a discharge, as a 
partial or complete substitute for adequate treatment to achieve compliance with an applicable 
pretreatment standard or requirement unless expressly authorized by an applicable pretreatment 
standard or requirement. The director may request the department to impose mass limitations on users, 
which he believes may be using dilution to meet applicable pretreatment standards or requirements, or in 
other cases when the imposition of mass limitations is appropriate. [Ord. 3401 § 2, 2002]. 

7.91.080 Pretreatment facilities. 
A. General Pretreatment Requirements. 

1. Users shall procure and properly install, operate, and maintain the wastewater facilities which 
combined with appropriate practices are necessary to achieve AKART as defined herein. Such 
pretreatment facilities shall be designed to achieve compliance with all applicable pretreatment 
standards and requirements set out in Chapters 7.90 through 7.102 ECC within the time 
limitations specified by the EPA, the state, or the director, whichever is more stringent. 
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2. Detailed plans showing the pretreatment facilities and operating procedures shall be 
submitted to the department for review and approval in accordance with the procedures of 
Chapter 173-240 WAC, and shall be submitted to the city before construction of the facility. The 
review of such plans and operating procedures will in no way relieve the user from the 
responsibility of modifying the facility as necessary to produce an acceptable discharge to the 
city and/or the department and meet discharge limitations under the provisions of Chapters 7.90 
through 7.102 ECC. Any facilities required to pretreat wastewater to a level acceptable to the city 
shall be provided, operated, and maintained at the user's expense. 

3. Users shall comply with approved engineering reports, plans and specifications, and 
operations and maintenance manuals, and shall modify such documents to reflect any proposed 
modifications of industrial wastewater (pretreatment) facilities. Users shall submit proposals to 
modify pretreatment facilities to the department before implementation in accordance with 
Chapter 173-240 WAC. Users shall submit a copy of such revised plans and the department's 
acceptance to the director before implementing changes to approved pretreatment facilities. The 
director may audit the compliance of any user, and require changes in operating procedures 
deemed necessary by the director to ensure continued compliance with applicable pretreatment 
standards and requirements. 

4. New sources, and new users determined to be SIUs, must have pretreatment facilities 
installed and operating prior to discharge, if required. 

5. Users who operate restaurants, cafes, lunch counters, delis, cafeterias, bars, or clubs; or 
hotel, hospital, sanitarium, factory or school kitchens; butcher shops; grocery stores or other 
establishments where food (polar) grease may be introduced to the sewer system shall have 
pretreatment facilities to prevent the discharge of fat, oil, and grease. Such pretreatment facilities 
shall be either a grease interceptor or grease trap as determined by the director, and installed in 
the wastewater line leading from sinks, drains, or other fixtures where grease may be 
discharged. 

6. Users who operate automobile or truck repair facilities, steam cleaning facilities for motorized 
equipment, air compressor(s), or any other establishments or equipment where petroleum based 
(nonpolar) grease and oil may be introduced to the sewer system shall have pretreatment 
facilities to prevent the discharge of oil and grease. These pretreatment facilities shall be 
oil/water separators or interceptors located to collect such mixture of grease, oil, and water. 
Such facilities shall be in accordance with city and state standards. 

7. Oil or grease of petroleum or mineral origin (nonpolar) shall not be discharged to the city's 
sewer system at a concentration in excess of 100 mg/L. 

8. A plumbing permit is required for the installation of a grease trap. Fee schedule on file with 
city clerk's office. 
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9. A side sewer permit is required for the installation of a grease interceptor. Fee schedule on file 
with the city clerk's office. 

B. Pretreatment Requirements for FOG. 

1. The wholesale shredding and subsequent discharge of food wastes into the POTW is 
prohibited. Dry scraping dishes and cooking ware and the installation of flat screens and/or 
baskets in the prerinse, preparation and pot sinks is encouraged to reduce the solid waste load 
and the discharge of fats and oils. A food or garbage disposal unit, if used, must be connected to 
a grease interceptor, which may require more frequent cleaning due to the increased solid waste 
load. A food or garbage disposal unit shall not be used in a facility that is served by a grease 
trap. For purposes of this section, a food or garbage disposal unit is any device designed to 
chop, cut, or grind food and other waste material and discharge such waste to the wastewater 
drainage system. 

2. Users that recycle fats, oils and grease must do so in a way that complies with all applicable 
state, city, and health department regulations. 

3. The director will determine the type of grease removal equipment required according to the 
following criteria: 

a. For new facilities: After February 16, 2004, food service facilities which are newly 
proposed or constructed, or existing facilities which will be expanded or renovated to 
include a food service facility where such facility did not previously exist, shall be required 
to install, operate and maintain a grease interceptor. The director may, in his or her sole 
discretion, allow new facilities to install a grease trap instead of a grease interceptor 
according to the following criteria: 

i. A grease trap may be utilized instead of a grease interceptor if it is demonstrated to 
the satisfaction of the director that the installation of a grease interceptor is physically 
impracticable. For purposes of this determination, “physically impracticable” shall 
include, but is not necessarily limited to, the following conditions: (A) the lack of 
available space on the premises; (B) unavoidable interference from underground 
utilities or structures; and (C) topographical conditions such as slope that unavoidably 
prevent installation of a grease interceptor. 

ii. A grease trap may be utilized instead of a grease interceptor if both of the following 
conditions are present: (A) the city's interceptor sizing formula results in a required 
capacity of 500 gallons or less for the facility; and (B) the facility has a seating 
capacity of 60 or less; provided, that if either condition subsequently ceases to exist, 
the director may require said facility to install a grease interceptor. 



Notwithstanding the above, nothing herein shall be construed as requiring the director 
to allow a grease trap in lieu of a grease interceptor. 

b. For existing facilities: Subject to the provisions of this subsection, food service facilities 
operating prior to February 16, 2004, shall be permitted to install, operate, and maintain 
grease traps that are properly sized and installed according to the city's guidelines in lieu of 
grease interceptors. However, the director may, in his or her sole discretion, require an 
existing facility to install a grease interceptor if the facility meets one or both of the following 
conditions: (A) continues to deposit FOG in the wastewater collection system; or (B) 
repeatedly violates BMPs or maintenance standards. 

i. Continued FOG deposition: The facility shall be notified in writing by the director if it 
must upgrade to a properly sized and installed grease trap. Immediately following the 
allowable period for installation and upgrade, the director may begin evaluation of 
performance and FOG removal effectiveness by inspection of the affected sewer 
main line and lateral or by other appropriate means. If the facility is found to still be 
contributing FOG in quantities and at a projected deposition rate sufficient to 
necessitate cleaning the affected portion of the city's wastewater collection system 
more frequently than once every five years, or if the lateral continues to require 
cleaning one or more times per year to prevent grease blockages, then the director 
may require installation of a grease interceptor. 

ii. Violation of maintenance standards or BMPs: If the facility demonstrates an 
unwillingness or incapacity to apply appropriate BMPs or to conduct proper grease 
trap maintenance by receiving four or more written notices of violation within a 12-
month period, or six or more within a 24-month period, then the director may require 
installation of a grease interceptor in addition to or in lieu of any other fees, penalties, 
or other enforcement action. 

iii. The director shall give written notification to a facility that is required to install a 
grease interceptor and shall require such installation to be completed within 12 
months of receipt of written notification. 

iv. Approval by the director of proposed grease removal equipment does not in any 
way guarantee that this equipment will function in the manner described by its 
constructor or manufacturer; nor shall it relieve a person or facility of the responsibility 
of replacing, enlarging, or otherwise modifying such equipment to accomplish the 
intended purpose. Approval by the director to install and operate a grease trap shall 
not be construed to mean that a grease interceptor may not subsequently be required 
according to the aforementioned criteria. 



c. Exempt facilities: The director, in his or her sole discretion, may grant exemption from 
the requirement for grease removal equipment to facilities that have little or no potential to 
contribute oil and grease to the wastewater collection system because they do not cook or 
prepare food. The director may revoke a facility's exemption if that facility's operation 
changes to include cooking or food preparation or if it becomes apparent that FOG is being 
discharged and accumulating in the facility's lateral or the POTW main line. 

4. The use of any additive, such as enzymes, chemicals, or bacteria, as a substitute for grease 
traps or interceptors or the maintenance of grease traps or interceptors is prohibited. In no case 
shall any additive that emulsifies fats, oils or grease be used. Any use of additives as a 
supplement to grease interceptors shall first be authorized in writing by the director prior to their 
use by the facility owner or the grease hauler. MSDS sheets and any other applicable 
information concerning the composition, frequency of use and mode of action of the proposed 
additive shall be sent to the city together with a written statement outlining the proposed use of 
the additive(s). Based upon the information received and any other information solicited from the 
potential user or supplier, the city shall allow or deny the use of the additive in writing. 
Permission to use any specific additive may be withdrawn by the city at any time if violations of 
this chapter occur that can be demonstrated to be due to the use of the additive. 

5. Alternative grease/oil removal systems may be approved in writing by the director on a case-
by-case basis to augment or replace grease interceptors to achieve acceptable discharge. 
Testing of alternative devices to demonstrate acceptable removal of FOG shall be at the 
expense of the user. 

6. Authorized city employees shall be allowed ready access at all reasonable times to all parts of 
the user's premises for the purpose of inspection, observation, records examination, 
measurement, sampling and testing in accordance with the provisions of Chapters 7.90 through 
7.102 ECC. The refusal of any user to allow the director entry to or upon the user's premises for 
purposes of inspection, sampling effluents or inspecting and copying records or performing such 
other duties as shall be required by Chapters 7.90 through 7.102 ECC shall constitute a violation 
of Chapters 7.90 through 7.102 ECC. The director may seek a warrant or use such other legal 
procedures as may be advisable and reasonably necessary to discharge his duties under 
Chapters 7.90 through 7.102 ECC. 

7. Inspections. City employees may inspect the user's premises on both an unscheduled and 
unannounced basis or on a scheduled basis to ascertain whether the intent of Chapters 7.90 
through 7.102 ECC is being met and all requirements are being complied with. The official may 
also determine if the facility has implemented best management practices as fully as possible. 
Inspections may include all equipment, food processing and storage areas and shall pay special 
attention to the processes that produce wastewater which is discharged from the facility through 
the grease interceptor/trap. The official may also inspect the interceptor/trap maintenance 
record, other pertinent data, the grease interceptor/trap and may check the level of the 
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interceptor/trap contents and/or take samples as necessary. Noted deficiencies may include but 
not be limited to: 

a. Failure to properly maintain the grease interceptor or trap in accordance with the 
provision of Chapters 7.90 through 7.102 ECC. 

b. Failure to record pumping activities or keep copies of manifest forms or receipts. 

c. Failure to maintain logs, files, records or access for inspection or monitoring 
activities. 

8. Reinspections. The city official shall reinspect users' facilities that received deficiency notices 
at a previous inspection. The city official shall inspect the repairs or other deficiencies and shall 
provide written notice of compliance or noncompliance as the case may be. In the event of 
continuing noncompliance, successive reinspections will be scheduled and appropriate fees 
shall be charged to the user concerned. A first reinspection shall be performed after a minimum 
of 30 working days has elapsed to allow for corrective action by the user to be completed. 

9. Monitoring. The city shall have the right to inspect a facility's lateral or to sample and analyze 
the wastewater from any facility at any time to determine compliance with the requirements of 
the city code and to evaluate the performance and effectiveness of equipment and procedures to 
remove FOG from the waste stream. Evidence of the deposition of FOG in the facility's lateral or 
the city's sewer line may cause enforcement action to be initiated, and the city's monitoring costs 
may be billed to the user. 

10. If a failure to maintain grease traps or interceptors, results in partial or complete blockage of 
the building sewer, private sewer system discharging to the city sewer system, or other parts of 
the city sewer system, or adversely affects the treatment or transmission capabilities of the 
POTW, or requires excessive maintenance by the city, or poses a possible health hazard, the 
discharger responsible for the facilities shall be subject to the remedies herein, including cost 
recovery, enforcement and penalties. 

C. Grease Traps. All grease trap installations must meet the following criteria: 

1. Trap Design and Location. Grease traps shall conform to the standards in the current edition 
of the UPC. Grease traps shall be installed in strict accordance with the manufacturer's 
instructions. Grease traps shall be equipped with a cover and a mechanism for a secure closing. 
Flow control devices shall be required where the water flow through the grease trap may exceed 
its rated flow. Dishwashers and food or garbage disposal units shall not be connected to grease 
traps. No more than four fixtures shall connect to an individual grease trap. Grease traps shall be 
located in the facility's sewer line between all fixtures which may introduce grease into the sewer 
system and the connection to the city's wastewater collection system. Wastewater from sanitary 
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facilities and other similar fixtures shall not be introduced into the grease trap under any 
circumstances. 

2. Trap Capacity. The required flow capacity of the grease trap in gallons per minute shall be 
determined according to sizing guidelines adopted by the director. The director may require 
installation of a grease trap having a greater capacity than that indicated by said guidelines if 
deemed necessary to protect the city's sewer system. 

3. Flow Control Device. Grease traps shall be equipped with a device to control the rate of flow 
through the unit. The rate of flow shall not exceed the manufacturer's rated capacity 
recommended in gallons per minute for the unit. 

4. Inspection, Cleaning and Maintenance. Each facility shall be solely responsible for the cost of 
trap installation, inspection, cleaning and maintenance. Each facility may contract with a grease 
hauler, or it may develop a written protocol and perform its own grease trap cleaning and 
maintenance procedures. Cleaning and maintenance must be performed when the total volume 
of captured grease and solid material displaces more than 25 percent of the total volume of the 
unit. Each facility shall determine the frequency at which their grease trap shall be cleaned, but 
all grease traps shall be opened, inspected, cleaned and maintained at a minimum of once per 
week. However, the director, in his or her sole discretion, may authorize in writing a different 
schedule based upon the rate at which 25 percent of the unit's volume is displaced by retained 
grease and solids as determined by inspections. 

5. Inspection. Grease traps may be inspected by the city as necessary to assure compliance 
with Chapters 7.90 through 7.102 ECC and to assure proper cleaning and maintenance 
schedules are being adhered to. 

6. Repairs. The facility shall be responsible for the cost and scheduling of all repairs to its grease 
trap(s). Repairs required by the city shall be completed within 14 working days after the date of 
written notice of required repairs is received by the facility. Users may utilize a different schedule 
for repair upon prior written approval from the city. 

7. Disposal. Grease and solid materials removed from a grease trap shall be disposed of in the 
solid waste disposal system. 

8. Record Keeping. The facility shall maintain records of the date and time of all cleaning and 
maintenance of each grease trap, and shall make this record available for inspection by the city 
on demand. 

D. Grease Interceptors. All grease interceptor installations must meet the following criteria: 

1. Interceptor Design and Location. Grease interceptors shall conform to the standards in the 
current edition of the UPC. Grease interceptors shall have a minimum of two compartments and 
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shall be capable of separation and retention of grease and storage of settled solids. Extended 
inlet and outlet sanitary tees must be; provided, that extend down to within 12 inches from the 
bottom of the tank. The owner/operator must provide, at his or her sole expense, an access 
manhole over each compartment for monitoring purposes. The inlet and outlet tees must be a 
minimum of six inches in diameter, and the influent and effluent flow must be visible and easily 
accessible from the access manhole for sampling. Covers shall have a gastight fit. The grease 
interceptor shall be designed, constructed and installed for adequate load-bearing capacity. 
Grease interceptors shall be located in the facility's lateral sewer line between all fixtures which 
may introduce grease into the sewer system and the connection to the city's wastewater 
collection system. Such fixtures shall include but not be limited to: sinks, dishwashers, automatic 
hood wash units, floor drains in food preparation and storage areas, and any other fixture which 
is determined to be a potential source of grease. Wastewater from sanitary facilities and other 
similar fixtures shall not be introduced into the grease interceptor under any circumstances. 
Interceptors shall be installed in a location outside of the building which provides easy access at 
all times for inspections, cleaning and proper maintenance, including pumping. The director is 
authorized to adopt additional criteria and specifications for grease interceptors. 

2. Interceptor Capacity. Grease interceptor capacity calculations shall be performed by each 
facility based on size and type of operation according to the formulas contained in the sizing 
guidelines adopted by the director. The minimum capacity of any one unit shall be 500 gallons 
and the maximum capacity of any one unit shall be 4,000 gallons. 

3. Inspection, Pumping and Maintenance. Each facility shall be responsible for the costs of 
installing, inspecting, cleaning and maintaining its grease interceptor. All facilities that have 
grease interceptors shall utilize a grease hauler. Pumping services shall include the complete 
removal of all contents, including floating materials, wastewater, and bottom sludges and solids. 
Decanting or discharging of removed wastes back into the grease interceptor from which the 
wastes were removed, or into any other grease interceptor, for the purpose of reducing the 
volume to be disposed of is strictly prohibited. Grease interceptor cleaning shall include removal 
of excessive solids from the walls, floors, baffles and all pipework. Each facility shall ensure that 
all fittings and fixtures inside the interceptor are in good condition and functioning properly after 
the pumping procedure, and that the unit is filled with enough clean, cool tap water to prevent 
any FOG from passing through the unit as it fills. 

4. Interceptor Pumping Frequency. Each facility shall clean its grease interceptor at a minimum 
frequency of once every 90 days. Each facility shall determine the frequency at which its grease 
interceptor shall be pumped according to the following criteria: 

a. When the floatable grease layer exceeds 12 inches in depth as measured in the inlet 
compartment; or 



b. When the total volume of captured grease and solid material displaces more than 25 
percent of the capacity of the interceptor as measured in the inlet compartment; or 

c. When the interceptor is not retaining/capturing oils and greases; or the removal 
efficiency of the device, as determined through sampling and analysis, is less than 80 
percent. 

5. Cleaning Variance. If a facility believes that quarterly pumping of their grease interceptor is 
unnecessary in order to remain in compliance with the criteria of subsection (D)(4) of this 
section, the facility may make written application to the director for a written variance from the 
quarterly pumping requirements. City employees will review cleaning maintenance records and 
perform physical inspections of the interceptor as needed to verify compliance with subsection 
(D)(4) of this section. The city will base the new cleaning frequency schedule upon observed 
accumulation for the user requesting the variance. 

6. Inspection. Grease interceptors may be inspected by the city as necessary to assure 
compliance with Chapters 7.90 through 7.102 ECC and to assure proper cleaning and 
maintenance schedules are being adhered to. 

7. Repairs. The facility shall be responsible for the cost and scheduling of all repairs to its grease 
interceptor(s). Repairs required by the city shall be completed within 14 working days after the 
date of written notice of required repairs is received by the facility or other schedule upon written 
approval from the city. 

8. Disposal. Wastes removed from each grease interceptor shall be disposed of at a facility that 
is permitted to receive such wastes. Grease or gray water shall not be returned to any grease 
interceptor, private sewer line or to any portion of the city's wastewater collection system. 

9. Record Keeping. Each facility shall maintain records of the date and time of all cleaning and 
maintenance of each grease interceptor, and shall make this record available for inspection by 
the city on demand. 

E. Other Interceptors. 

1. Dischargers who operate automatic and coin-operated laundries, car washes, filling stations, 
commercial garages or similar businesses having any type of washing facilities (including 
pressure washing and steam cleaning) or any other dischargers producing grit, sand, oils, lint, or 
other materials which have the potential of causing partial or complete obstruction of the building 
side sewer or other areas in the POTW shall, upon order of the director, install approved 
interceptors, oil/water separators, or tanks in accordance with specifications adopted by the city 
of Edmonds such that excessive amounts of oil, sand and inert solids are effectively prevented 
from entering the POTW. 
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2. Installation and Maintenance. All grease interceptors, oil/water separators, settling tanks and 
grit traps shall be properly installed, maintained and operated by the discharger at his own 
expense. The installation shall be kept in continuous operation at all times, and shall be 
maintained in a manner that shall prevent oil or grease, and inert solids from being carried into 
the sewer system at all times. A service contractor qualified to perform such cleaning must 
perform cleaning. All material removed shall be disposed of in accordance with all state and 
federal regulations. Records and certification of maintenance shall be made readily available to 
the director for review and inspection, and must be maintained for a minimum of three years. 

3. If a failure to maintain settling tanks, grit traps, grease interceptors, or oil/water separators 
results in partial or complete blockage of the building sewer, private sewer system discharging to 
the city sewer system, or other parts of the city sewer system, or adversely affects the treatment 
or transmission capabilities of the POTW, or requires excessive maintenance by the city, or 
poses a possible health hazard, the discharger responsible for the facilities shall be subject to 
the remedies herein, including cost recovery, enforcement and penalties. [Ord. 3487 § 4, 2004; 
Ord. 3401 § 2, 2002]. 

7.91.090 Deadline for compliance with applicable pretreatment requirements. 
A. Pretreatment Facilities for FOG. All restaurants, cafes, lunch counters, delis, cafeterias, bars, or clubs; 
or hotel, hospital, sanitarium, factory or school kitchens; butcher shops; or other establishments where 
food (polar) grease may be introduced to the sewer system which do not have grease traps or 
interceptors, or do not have adequately sized or correctly installed traps or interceptors shall meet the 
requirement for removal of fats, oils, and grease by installing or properly connecting an approved grease 
trap or interceptor, as determined by the director. 

Facilities that are required to install approved grease interceptors shall do so within 12 months after 
receiving written notification from the director. 

Facilities that are allowed to install approved grease traps or to upgrade existing trap installations, as 
provided elsewhere in this chapter, shall do so within 90 days after receiving written notification from the 
director. 

Facilities which are newly proposed or constructed after February 16, 2004, shall meet the requirements 
in this chapter for installation of grease removal equipment prior to commencement of discharge. 

B. Significant Industrial Users. Compliance by existing sources (categorical users) covered by categorical 
pretreatment standards shall be within three years of the date the standard is effective unless a shorter 
compliance time is specified in the appropriate standard. The department shall establish a final 
compliance deadline date for any categorical user when the local limits for said user are more restrictive 
than EPA's categorical pretreatment standards. 

New source dischargers, and “new users” that are determined to be SIUs, are required to comply with 
applicable pretreatment standards within the shortest feasible time (not to exceed 90 days from the 



beginning of discharge). New sources, and “new users” that are determined to be SIUs, shall install and 
have in operating condition, and shall “start-up” all pollution control equipment required to meet applicable 
pretreatment standards before beginning to discharge. [Ord. 3487 § 5, 2004; Ord. 3401 § 2, 2002]. 

7.91.100 Additional pretreatment measures. 
A. Whenever deemed necessary, the director may require users to restrict their discharge during peak 
flow periods, designate that certain wastewater be discharged only into specific sewers, relocate and/or 
consolidate points of discharge, separate sewage wastestreams from industrial wastewater streams, and 
such other conditions as may be necessary to protect the POTW and determine the user's compliance 
with the requirements of Chapters 7.90 through 7.102 ECC. 

B. When determined necessary by the director, each user discharging into the POTW shall install and 
maintain, on his property and at his expense, a suitable storage and flow-control facility to ensure 
equalization of flow. The director may require the facility to be equipped with alarms and a rate of 
discharge controller, the regulation of which shall be determined by the director. A wastewater discharge 
permit or discharge authorization may be issued solely for flow equalization. 

C. Grease, oil, and sand interceptors shall be provided when, in the opinion of the director, they are 
necessary for the proper handling of wastewater containing excessive amounts of grease and oil, or 
sand; except that such interceptors shall not be required for residential users. All interception units shall 
be of type and capacity approved by the director and shall be so located to be easily accessible for 
cleaning and inspection. Such interceptors shall be inspected, cleaned, and repaired regularly, as 
needed, by the user at his expense. 

D. Users with the potential to discharge flammable substances may be required to install and maintain an 
approved combustible gas detection meter. [Ord. 3401 § 2, 2002]. 

7.91.110 Accidental discharge/slug control plans. 
A. The director may require any user to install, properly operate and maintain, at its own expense, 
facilities to prevent slug loads or accidental discharges of pollutants to the POTW. The director may 
require users to produce and/or implement spill plans developed in compliance with applicable OSHA, 
health, fire, and department regulations applicable to discharges to POTWs. Where deemed necessary 
by the director, facilities to prevent accidental discharge or slug discharges of pollutants shall be provided 
and maintained at the user's cost and expense. When such plans are required by the director, they shall 
contain at least the following elements: 

1. Description of discharge practices, including nonroutine batch discharges; 

2. Description of stored chemicals; 

3. Procedures for immediately notifying the POTW of any accidental or slug discharge. Such 
notification must also be given for any discharge which would violate any of the standards in 
ECC 7.91.010 through 7.91.040; and 
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4. Procedures to prevent adverse impact from any accidental or slug discharge. Such 
procedures include, but are not limited to, inspection and maintenance of storage areas, 
handling and transfer of materials, loading and unloading operations, control of plant site runoff, 
worker training, building of containment structures or equipment, measures for containing toxic 
organic pollutants (including solvents), and/or measures and equipment for emergency 
response. 

B. Users shall notify the Edmonds wastewater treatment plant orally or in writing immediately upon the 
occurrence of a slug load or “accidental discharge” of substances regulated by Chapters 7.90 through 
7.102 ECC. The notification shall include location of discharge, date and time thereof, type of waste, 
concentration and volume, and corrective actions. Any affected user shall be liable for any expense, loss, 
or damage to the POTW, in addition to the amount of any fines imposed on the city on account thereof 
under state or federal law. 

C. Within seven days following an accidental discharge, the user shall submit to the director a detailed 
written report describing the cause of the discharge and the measures to be taken by the user to prevent 
similar future occurrences. Such notification shall not relieve the user of any expense, loss, damage, or 
other liability which may be incurred as a result of damage to the POTW, fish kills, or any other damage to 
person or property; nor shall such notification relieve the user of any fines, civil penalties, or other liability 
which may be imposed by Chapters 7.90 through 7.102 ECC or other applicable law. 

D. Signs shall be permanently posted in conspicuous places on the user's premises advising employees 
whom to call in the event of a slug or accidental discharge. Employers shall instruct all employees who 
may cause or discover such a discharge with respect to emergency notification procedures. [Ord. 3401 § 
2, 2002]. 

7.91.120 Septic tank wastes. 
No septic tank wastes shall be discharged to the POTW. [Ord. 3401 § 2, 2002]. 
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Issuance Date: October 30, 2009 
Effective Date: December 1, 2009 
Expiration Date: October 30, 2014 
Modification Date: May 9, 2012 

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM 
WASTE DISCHARGE PERMIT No. WA0024058 

 
State of Washington 

DEPARTMENT OF ECOLOGY  
Northwest Regional Office 

3190 160th Avenue SE 
Bellevue, WA  98008-5452 

 
In compliance with the provisions of  

The State of Washington Water Pollution Control Law  
Chapter 90.48 Revised Code of Washington  

and 
The Federal Water Pollution Control Act 

(The Clean Water Act) 
Title 33 United States Code, Section 1342 et seq. 

 
City of Edmonds Wastewater Treatment Plant 

 

200 Second Avenue S. 
 

Edmonds, WA  98020 
 

is authorized to discharge in accordance with the Special and General Conditions that follow. 

Plant Location: 
200 Second Avenue S. 
Edmonds, WA  98020 

Receiving Water: 
Puget Sound Central Basin 

Discharge Location:  
   Outfall 001: 
           Latitude: 
           Longitude: 

 
North Diffuser 
  47º 48' 47" N  
122º 23' 25" W

 
South Diffuser  
  47º 48' 42" N 
122º 23' 27" W 

Plant Type:  
Conventional Activated Sludge 

 
 
 

 
Kevin C. Fitzpatrick 
Water Quality Section Manager 
Northwest Regional Office 
Washington State Department of Ecology 
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SUMMARY OF PERMIT REPORT SUBMITTALS 

Refer to the Special and General Conditions of this permit for additional submittal requirements. 

Permit 
Section 

Submittal Frequency First Submittal Date 

S3.A Discharge Monitoring Report 1/month November 15, 2009 
S3.E Reporting Permit Violations As necessary  
S4.B Plans for Maintaining Adequate Capacity As necessary  
S4.D Notification of New or Altered Sources As necessary  
S4.E Infiltration and Inflow Report 1/year June 30, 2010 
S5.G Operations and Maintenance Manual As necessary  
S6.E Characterization of Industrial Users 1/permit cycle October 1, 2012 
S8.B Acute Toxicity Effluent Test Results 

with Permit Renewal Application 
2/permit cycle Testing to occur during 

June 2013 and 
December 2013.  
Submit reports with 
renewal application.  

S9.B Chronic Toxicity Effluent Test Results 
with Permit Renewal Application 

2/permit cycle Testing to occur during 
August 2013 and 
February 2014.  Submit 
reports with renewal 
application. 

S10 Application for Permit Renewal 1/permit cycle April 1, 2014 
G1 Notice of Change in Authorization As necessary  
G4 Reporting Planned Changes As necessary  
G5 Engineering Report for Construction or 

Modification Activities 
As necessary  
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SPECIAL CONDITIONS 

In this permit, the word “must” denotes an action that is mandatory and is equivalent to the word 
“shall” used in previous permits. 

S1. DISCHARGE LIMITS  

A. Effluent Limits 

All discharges and activities authorized by this permit must comply with the terms and 
conditions of this permit.  The discharge of any of the following pollutants more 
frequently than, or at a level in excess of, that identified and authorized by this permit 
violates the terms and conditions of this permit. 

Beginning on the effective date of this permit and lasting through the expiration date, 
the Permittee may discharge municipal wastewater at the permitted location subject to 
compliance with the following limits: 

EFFLUENT LIMITS:  OUTFALL # 001 
Parameter Average Monthly a Average Weekly b 

Carbonaceous Biochemical 
Oxygen Demand (5-day) 

25 mg/L, 2460 lbs/day 
85% removal of influent CBOD5

40 mg/L, 3936 lbs/day 

Total Suspended Solids 30 mg/L, 2952 lbs/day 
85% removal of influent TSS

45 mg/L, 4430 lbs/day 

Fecal Coliform Bacteria c 200/100 mL 400/100 mL
pH d Daily minimum is equal to or greater than 6.0 and 

the daily maximum is less than or equal to 9.0.
Parameter Average Monthly Maximum Daily e 

Total Residual Chlorine  g/L g/L
a Average monthly effluent limit means the highest allowable average of daily discharges over a calendar 

month.  To calculate the discharge value to compare to the limit, you add the value of each daily 
discharge measured during a calendar month and divide this sum by the total number of daily discharges 
measured.  See footnote c for fecal coliform calculations. 

b Average weekly discharge limitation means the highest allowable average of “daily discharges” over a 
calendar week, calculated as the sum of all “daily discharges” measured during a calendar week divided 
by the number of “daily discharges” measured during that week.  See footnote c for fecal coliform 
calculations. 

c To calculate the average monthly and average weekly values for fecal coliforms, you must use the 
geometric mean.  Ecology gives directions to calculate this value in publication No. 04-10-020, 
Information Manual for Treatment Plant Operators, available at: 
http://www.ecy.wa.gov/pubs/0410020.pdf  

d Indicates the range of permitted values.  The Permittee must report the instantaneous maximum and 
minimum pH monthly.  Do not average pH values. 

e Maximum daily effluent limit means the highest allowable daily discharge.  The daily discharge means 
the discharge of a pollutant measured during a calendar day.  For concentration units of measurement, 
the daily discharge is the average measurement of the pollutant over the day.  This does not apply to pH. 
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B. Mixing Zone Authorization 

The following paragraphs define the maximum boundaries of the mixing zones for 
Outfall #001.  Descriptions apply for both the north and south diffusers.  The following 
diagram illustrates the relationship and sizes of the chronic and acute mixing zones 
around the two diffusers. 

 

 

Chronic Mixing Zone 

WAC 173-201A-400(7)(b)(i) specifies mixing zones must not extend in any horizontal 
direction from the discharge ports for a distance greater than 200 feet plus the depth of 
water over the discharge ports, as measured during mean lower low water (MLLW).  As 
illustrated above, the mixing zone consists of oval-shaped regions centered on each 
diffuser line.  This permit authorizes the chronic mixing zone to occupy a region 
measuring 972 feet in length in the direction perpendicular to the diffuser lines and 672 
feet in length in the direction parallel to the diffuser lines.  The mixing zone extends 
from the seabed to the top of the water surface.  Chronic aquatic life criteria and human 
health criteria must be met at the edge of the chronic zone. 
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Acute Mixing Zone 

WAC 173-201A-400(8)(b) specifies that in estuarine waters a zone where acute criteria 
may be exceeded must not extend beyond 10% of the distance established for the 
maximum or chronic zone as measured independently from the discharge ports.  The 
acute mixing zones are oval regions around each diffuser line that extends no more than 
25.6 feet measured from the center of each discharge port.  The mixing zone extends 
from the seabed to the top of the water surface.  Acute aquatic life criteria must be met 
at the edge of the acute zone. 

Available Dilution (dilution factor) 

Acute Aquatic Life Criteria  37 

Chronic Aquatic Life Criteria  143 

Human Health Criteria – Carcinogen  143 

Human Health Criteria – Non-carcinogen  143 
 

S2. MONITORING REQUIREMENTS 

A. Monitoring Schedule 

The Permittee must monitor in accordance with the following schedule and must use 
the laboratory method, detection level (DL), and quantitation level (QL) specified in 
Appendix A.  Alternative methods from 40 CFR Part 136 are acceptable if the DL and 
QL are equivalent to those specified in Appendix A: 

Parameter Units Minimum Sampling 
Frequency

Sample Type 

(1) Wastewater Influent 
Wastewater Influent means the raw sewage flow.  Sample the wastewater entering the 
headworks of the treatment plant excluding any side-stream returns from inside the plant.
Flow MGD Daily Continuous a

BOD5 mg/L 1/Week 24-hr Composite b

BOD5 lbs/day 1/Week Calculated f

CBOD5 mg/L 3/Week e 24-hr Composite b

TSS mg/L 3/Week e 24-hr Composite b

TSS lbs/day 3/Week e Calculated f

(2) Final Wastewater Effluent
Final Wastewater Effluent means wastewater which is exiting, or has exited, the last 
treatment process or operation.  Typically, this is after or at the exit from the chlorine 
contact chamber or other disinfection process.  The Permittee may take effluent samples 
for the CBOD analysis before or after the disinfection process.  If taken after, dechlorinate 
and reseed the sample. 
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Parameter Units Minimum Sampling 
Frequency

Sample Type 

CBOD5 mg/L 3/Week e 24-hr Composite b

CBOD5 lbs/day 3/Week e Calculated f

CBOD5 % removal Monthly g Calculated c

TSS mg/L 3/Week e 24-hr Composite b

TSS lbs/day 3/Week e Calculated f

TSS % removal Monthly g Calculated c

Chlorine mg/L Daily Grab d 
Fecal Coliform Organisms /100 

ml
3/Week e Grab d 

pH Standard Units Daily Grab d  
Temperature  C 3/Week e Grab d 
Temperature grab sampling must occur when the effluent is at or near its daily maximum 
temperature, which is usually in the late afternoon.
(3) Whole Effluent Toxicity Testing – Final Wastewater Effluent 
Acute Toxicity Testing See Condition 

S8 for testing 
requirements.

2/permit cycle 24-hr Composite b

Chronic Toxicity Testing See Condition S9
for testing 
requirements.

2/permit cycle 24-hr Composite b

(4) Effluent Characterization – Final Wastewater Effluent
Total Ammonia mg/L N Monthly g 24-hr Composite b

Total Kjeldahl Nitrogen mg/L N Monthly g 24-hr Composite b

Nitrate-Nitrite Nitrogen mg/L N Monthly g 24-hr Composite b

Ortho-Phosphorus (PO4) mg/L P Monthly g 24-hr Composite b

Total Phosphorus mg/L P Monthly g 24-hr Composite b

(5) Permit Application Requirements – Final Wastewater Effluent 
Temperature  Degrees Celsius As required above As required above
CBOD5 mg/L As required above As required above
Fecal Coliform Organisms 

/100ml
As required above As required above

Total Ammonia mg/L N As required above As required above
Total Residual Chlorine mg/L As required above As required above
Dissolved Oxygen mg/L Once per year Grab d 
Total Kjeldahl Nitrogen mg/L N As required above As required above
Nitrate plus Nitrite N mg/L N As required above As required above
Oil and Grease mg/L Once per year Grab d 
Phosphorus (Total) mg/L P As required above As required above
Total Dissolved Solids mg/L Once per year 24-hr Composite b

Total Hardness mg/L Once per year h 24-hr Composite b

Cyanide µg/L Once per year h 24-hr Composite b 
or Grab d
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Parameter Units Minimum Sampling 
Frequency

Sample Type 

Total Phenolic Compounds µg/L Once per year h 24-hr Composite b

Priority Pollutants (PP) - 
metals 

µg/L Once per year h 24-hr Composite b 
or Grab d

PP – Volatile Organic 
Compounds 

µg/L Once per year h Grab d 

PP – Acid-extractable 
compounds  

µg/L Once per year h 24-hr Composite b

PP – Base-neutral compounds µg/L Once per year h 24-hr Composite b

The Permittee must record and report the wastewater treatment plant flow discharged on the 
day it collects the sample for priority pollutant testing with the discharge monitoring report.

 
Footnotes for Monitoring Tables

a Continuous means uninterrupted except for brief lengths of time for calibration, for power 
failure, or for unanticipated equipment repair or maintenance.  The Permittee must sample 
every hour when continuous monitoring is not possible. 

b 24-hour composite means a series of individual samples collected over a 24-hour period 
into a single container, and analyzed as one sample. 

c Calculate the percent (%) removal of BOD and TSS using the following algorithm 
(concentrations in mg/L): (Average Monthly Influent Concentration - Average Monthly 
Effluent Concentration)/Average Monthly Influent Concentration. 

d Grab means an individual sample collected over a fifteen (15)-minute, or less, period. 
e 3/week means three (3) times during each calendar week and on a rotational basis 

throughout the days of the week, except weekends and holidays. 
f Calculation means figured concurrently with the respective sample, using the following 

formula:  Concentration (in mg/L) X Flow (in MGD) X Conversion Factor (8.34) = lbs/day
g Monthly means once every calendar month during alternate weeks. 
h See Appendix A for the required detection (DL) or quantitation (QL) levels. 

Report single analytical values below detection as “less than (detection level)” where 
(detection level) is the numeric value specified in attachment A. 
Report single analytical values between the agency-required detection and quantitation 
levels with qualifier code of j following the value.  
To calculate the average value (monthly average): 
 Use the reported numeric value for all parameters measured between the 

agency-required detection value and the agency-required quantitation value.  
 For values reported below detection, use one-half the detection value if the lab 

detected the parameter in another sample for the reporting period. 
 For values reported below detection, use zero if the lab did not detect the parameter in 

another sample for the reporting period.  If the Permittee is unable to obtain the 
required DL and QL in its effluent due to matrix effects, the Permittee must submit a 
matrix-specific MDL and a QL to Ecology with appropriate laboratory documentation. 

 



Page 10 of 40 
  Permit No. WA0024058 

 Modification Date:  May 9, 2012 
 

 

B. Sampling and Analytical Procedures 

Samples and measurements taken to meet the requirements of this permit must 
represent the volume and nature of the monitored parameters.  The Permittee must 
conduct representative sampling of any unusual discharge or discharge condition, 
including bypasses, upsets, and maintenance-related conditions that may affect effluent 
quality. 
 
Sampling and analytical methods used to meet the monitoring requirements specified 
in this permit must conform to the latest revision of the Guidelines Establishing  
Test Procedures for the Analysis of Pollutants contained in 40 CFR Part 136.   
The Permittee has demonstrated through comparative analysis that Hach Method 10360 
“Luminescence Measurement of Dissolved Oxygen in Water and Wastewater” produces 
results equivalent to methods listed in 40 CFR Part 136. This permit authorizes the use 
of the Hach method listed above for BOD5 and CBOD5 analysis. 
 

C. Flow Measurement 

 The Permittee must: 
 

1. Select and use appropriate flow measurement devices and methods consistent with 
accepted scientific practices. 
 

2. Install, calibrate, and maintain these devices to ensure the accuracy of the 
measurements is consistent with the accepted industry standard and the 
manufacturer’s recommendation for that type of device. 

 
3. Calibrate flow monitoring devices at the minimum frequency recommended by the 

device manufacturer.  Permittee must calibrate flow devices at a minimum 
frequency of at least one calibration per year if the manufacturer does not provide 
specific recommendations.  

 
4. Maintain calibration records for at least three years. 
 

D. Laboratory Accreditation 

The Permittee must ensure that all monitoring data required by Ecology is prepared by 
a laboratory registered or accredited under the provisions of Chapter 173-50 WAC, 
Accreditation of Environmental Laboratories.  Flow, temperature, settleable solids, 
conductivity, pH, and internal process control parameters are exempt from this 
requirement.  
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S3. REPORTING AND RECORDING REQUIREMENTS 

The Permittee must monitor and report in accordance with the following conditions.  
Falsification of information submitted to Ecology is a violation of the terms and conditions 
of this permit. 

A. Reporting 

The first monitoring period begins on the effective date of the permit.  The Permittee 
must: 

1. Submit monitoring results each month.   

2. Summarize, report, and submit monitoring data obtained during each monitoring 
period on a Discharge Monitoring Report (DMR) form provided, or otherwise 
approved, by Ecology.   

3. Submit DMR forms monthly whether or not the facility was discharging.  If the 
facility did not discharge during a given monitoring period, submit the form as 
required with the words "NO DISCHARGE" entered in place of the monitoring 
results. 

4. Ensure that DMR forms are postmarked or received by Ecology no later than the 
15th day of the month following the completed monitoring period, unless otherwise 
specified in this permit.   

5. Submit priority pollutant analysis data no later than forty-five (45) days following 
the monitoring. 

6. Send report(s) to Ecology at: 
 

Water Quality Permit Coordinator 
Department of Ecology 
Northwest Regional Office 
3190 160th Avenue SE 
Bellevue, WA  98008-5452 

 

All laboratory reports providing data for organic and metal parameters must include the 
following information:  sampling date, sample location, date of analysis, parameter 
name, CAS number, analytical method/number, method detection limit (MDL), 
laboratory practical quantitation limit (PQL), reporting units, and concentration 
detected.  Analytical results from samples sent to a contract laboratory must include 
information on the chain of custody, the analytical method, QA/QC results, and 
documentation of accreditation for the parameter.   
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B. Records Retention 

The Permittee must retain records of all monitoring information for a minimum of three 
(3) years.  Such information must include all calibration and maintenance records and 
all original recordings for continuous monitoring instrumentation, copies of all reports 
required by this permit, and records of all data used to complete the application for this 
permit.  The Permittee must extend this period of retention during the course of any 
unresolved litigation regarding the discharge of pollutants by the Permittee or when 
requested by Ecology.   

C. Recording of Results 

For each measurement or sample taken, the Permittee must record the following 
information:   

1. The date, exact place, method, and time of sampling or measurement. 

2. The individual who performed the sampling or measurement. 

3. The dates the analyses were performed.  

4. The individual who performed the analyses.  

5. The analytical techniques or methods used.  

6. The results of all analyses.  

D. Additional Monitoring by the Permittee 

If the Permittee monitors any pollutant more frequently than required by Condition S2 
of this permit, then the Permittee must include the results of such monitoring in the 
calculation and reporting of the data submitted in the Permittee's DMR. 

E. Reporting Permit Violations 

The Permittee must take the following actions when it violates or is unable to comply 
with any permit condition:  

 Immediately take action to stop, contain, and cleanup unauthorized discharges or 
otherwise stop the noncompliance and correct the problem. 

 If applicable, immediately repeat sampling and analysis.  Submit the results of any 
repeat sampling to Ecology within thirty (30) days of sampling. 
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 1. Immediate Reporting 

The Permittee must immediately report any failure of the disinfection system, any 
collection system overflows which may reach marine surface waters, or any plant 
bypass discharging to a shellfish area to the Department of Ecology and the 
Department of Health, Shellfish Program at the numbers listed below: 

Department of Ecology 
Northwest Regional Office 

425-649-7000 

Department of Health, 
Shellfish Program 

360-236-3330 (business hours) 
360-786-4183 (24 hours) 

 
2. Twenty-four-hour Reporting 

 
The Permittee must report the following occurrences of noncompliance by telephone, 
to Ecology at 425-649-7000, within 24 hours from the time the Permittee becomes 
aware of any of the following circumstances:  

 
a. Any noncompliance that may endanger health or the environment, unless 

previously reported under subpart 1, above. 

b. Any unanticipated bypass of the treatment system, including any partial 
bypass of primary-treated wastewater around secondary treatment when flows 
exceed peak capacity of the secondary system.  Notification is required under 
this condition regardless of whether the bypass exceeds any effluent limitation 
in the permit (See Part S5.F, “Bypass Procedures”).  

c. Any upset that exceeds any effluent limitation in the permit (See G.15, “Upset”). 

d. Any violation of a maximum daily or instantaneous maximum discharge 
limitation for any of the pollutants in Section S1.A of this permit. 

e. Any overflow prior to the treatment works, whether or not such overflow 
endangers health or the environment or exceeds any effluent limitation in the 
permit.  

3. Report Within Five Days 
 

The Permittee must also provide a written submission within five days of the time 
that the Permittee becomes aware of any event required to be reported under 
subparts 1 or 2, above.  The written submission must contain:  

a. A description of the noncompliance and its cause.  

b. The period of noncompliance, including exact dates and times. 
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c. The estimated time noncompliance is expected to continue if it has not been 
corrected. 

d. Steps taken or planned to reduce, eliminate, and prevent recurrence of the 
noncompliance. 

e. If the noncompliance involves an overflow prior to the treatment works, an 
estimate of the quantity (in gallons) of untreated overflow. 

4. Waiver of Written Reports 
 

Ecology may waive the written report required in subpart 3, above, on a case-by-case 
basis upon request if a timely oral report has been received. 

 
5. All Other Permit Violation Reporting 

 
The Permittee must report all permit violations, which do not require immediate or 
within 24-hour reporting, when it submits monitoring reports for S3.A ("Reporting").  
The reports must contain the information listed in paragraph E.3, above.  
Compliance with these requirements does not relieve the Permittee from 
responsibility to maintain continuous compliance with the terms and conditions of 
this permit or the resulting liability for failure to comply. 

6. Report Submittal 
 

The Permittee must submit reports to the address listed in S3. 
 

F. Other Reporting 

The Permittee must report a spill of oil or hazardous materials in accordance with the 
requirements of RCW 90.56.280 and Chapter 173-303-145.   You can obtain further 
instructions at the following website: 
http://www.ecy.wa.gov/programs/spills/other/reportaspill.htm . 

When the Permittee becomes aware that it failed to submit any relevant facts in a 
permit application, or submitted incorrect information in a permit application, or in any 
report to Ecology, it must submit such facts or information promptly.  
 

G. Maintaining a Copy of This Permit 

The Permittee must keep a copy of this permit at the facility and make it available upon 
request to Ecology inspectors. 
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S4. FACILITY LOADING 

A. Design Criteria 

The flows or waste loads for the permitted facility must not exceed the following design 
criteria: 

Maximum Month Design Flow (MMDF) 11.8 MGD 

Peak Daily Design Flow (PDDF) 21.5 MGD 

BOD5 influent loading for maximum month 20,000 lb/day 

TSS influent loading for maximum month 19,200  lb/day 
 

B. Plans for Maintaining Adequate Capacity 

The Permittee must submit to Ecology a plan and a schedule for continuing to maintain 
capacity when: 

1. The actual flow or waste load reaches 85 percent of any one of the maximum 
monthly design criteria in S4.A for three consecutive months. 

2. The projected increase would reach design capacity within five years.   

The plan and schedule for continuing to maintain capacity must be sufficient to 
achieve the effluent limits and other conditions of this permit.  This plan must 
identify any of the following actions or any other actions necessary to meet the 
objective of maintaining capacity. 

a. Analysis of the present design, including the introduction of any process 
modifications that would establish the ability of the existing facility to achieve 
the effluent limits and other requirements of this permit at specific levels in 
excess of the existing design criteria specified in paragraph A, above. 

b. Reduction or elimination of excessive infiltration and inflow of 
uncontaminated ground and surface water into the sewer system. 

c. Limitation on future sewer extensions or connections or additional waste loads. 

d. Modification or expansion of facilities necessary to accommodate increased 
flow or waste load. 

e. Reduction of industrial or commercial flows or waste loads to allow for 
increasing sanitary flow or waste load. 

Engineering documents associated with the plan must meet the requirements of 
WAC 173-240-060, "Engineering Report," and be approved by Ecology prior to 
any construction.   
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C. Duty to Mitigate 

The Permittee must take all reasonable steps to minimize or prevent any discharge or 
sludge use or disposal in violation of this permit that has a reasonable likelihood of 
adversely affecting human health or the environment. 

D. Notification of New or Altered Sources 

1. The Permittee must submit written notice to Ecology whenever any new discharge 
or a substantial change in volume or character of an existing discharge into the 
POTW is proposed which: 

a. Would interfere with the operation of, or exceed the design capacity of, any 
portion of the POTW; 

 
b. Is not part of an approved general sewer plan or approved plans and 

specifications; or  
 

c. Would be subject to pretreatment standards under 40 CFR Part 403 and 
Section 307(b) of the Clean Water Act.   

 
2. This notice must include an evaluation of the POTW's ability to adequately 

transport and treat the added flow and/or waste load, the quality and volume of 
effluent to be discharged to the POTW, and the anticipated impact on the 
Permittee’s effluent [40 CFR 122.42(b)].   

E. Infiltration and Inflow Report 

1. The Permittee must submit to Ecology a report summarizing progress made in 
implementing I/I corrective measures identified in the City of Edmonds 2006 
Sanitary Sewer Comprehensive Plan.  The intent of this report is to provide a brief 
update on the status of projects.  The report must present an updated schedule for 
projects, identify completed projects, and identify changes in project priority.  The 
Permittee must submit the report by June 30, 2010, and annually thereafter. 

S5. OPERATION AND MAINTENANCE 

The Permittee must at all times properly operate and maintain all facilities and systems of 
treatment and control (and related appurtenances) that are installed to achieve compliance 
with the terms and conditions of this permit.  Proper operation and maintenance also 
includes keeping a daily operation logbook (paper or electronic), adequate laboratory 
controls, and appropriate quality assurance procedures.  This provision of the permit 
requires the Permittee to operate backup or auxiliary facilities or similar systems only when 
the operation is necessary to achieve compliance with the conditions of this permit. 
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A. Certified Operator 

This permitted facility must be operated by an operator certified by the State of 
Washington for at least a Class IV plant.  This operator must be in responsible charge 
of the day-to-day operation of the wastewater treatment plant.  An operator certified for 
at least a Class III plant must be in charge during all regularly-scheduled shifts. 

B. O & M Program 

The Permittee must: 

1. Institute an adequate operation and maintenance program for the entire sewage 
system.   

2. Keep maintenance records on all major electrical and mechanical components of the 
treatment plant, as well as the sewage system and pumping stations.  Such records 
must clearly specify the frequency and type of maintenance recommended by the 
manufacturer and must show the frequency and type of maintenance performed.   

3. Make maintenance records available for inspection at all times.  

C. Short-term Reduction 

The Permittee must schedule any facility maintenance, which might require interruption 
of wastewater treatment and degrade effluent quality, during noncritical water quality 
periods and carry this maintenance out in a manner approved by Ecology. 

If a Permittee contemplates a reduction in the level of treatment that would cause a 
violation of permit discharge limits on a short-term basis for any reason, and such 
reduction cannot be avoided, the Permittee must:  

1. Give written notification to Ecology, if possible, thirty (30) days prior to such 
activities.  

2. Detail the reasons for, length of time of, and the potential effects of the reduced 
level of treatment.   

This notification does not relieve the Permittee of its obligations under this permit. 

D. Electrical Power Failure 

The Permittee must ensure that adequate safeguards prevent the discharge of untreated 
wastes or wastes not treated in accordance with the requirements of this permit during 
electrical power failure at the treatment plant and/or sewage lift stations.  Adequate 
safeguards include, but are not limited to, alternate power sources, standby generator(s), 
or retention of inadequately treated wastes.   
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The Permittee must maintain Reliability Class II (EPA 430/9-74-001) at the wastewater 
treatment plant.  Reliability Class II requires a backup power source sufficient to 
operate all vital components and critical lighting and ventilation during peak wastewater 
flow conditions.  Vital components used to support the secondary processes (i.e., 
mechanical aerators or aeration basin air compressors) need not be operable to full 
levels of treatment, but must be sufficient to maintain the biota. 

E. Prevent Connection of Inflow 

The Permittee must strictly enforce its sewer ordinances and not allow the connection of 
inflow (roof drains, foundation drains, etc.) to the sanitary sewer system. 

F. Bypass Procedures 

This permit prohibits a bypass which is the intentional diversion of waste streams from 
any portion of a treatment facility.  Ecology may take enforcement action against a 
Permittee for a bypass unless one of the following circumstances (1, 2, or 3) applies. 

1. Bypass for essential maintenance without the potential to cause violation of permit 
limits or conditions. 

Bypass is authorized if it is for essential maintenance and does not have the potential 
to cause violations of limits or other conditions of this permit, or adversely impact 
public health as determined by Ecology prior to the bypass.  The Permittee must 
submit prior notice, if possible, at least ten (10) days before the date of the bypass. 

2. Bypass which is unavoidable, unanticipated, and results in noncompliance of this 
permit. 

This bypass is permitted only if: 

a. Bypass is unavoidable to prevent loss of life, personal injury, or severe property 
damage.  “Severe property damage” means substantial physical damage to 
property, damage to the treatment facilities which would cause them to become 
inoperable, or substantial and permanent loss of natural resources which can 
reasonably be expected to occur in the absence of a bypass. 

b. No feasible alternatives to the bypass exist, such as: 

 The use of auxiliary treatment facilities.  

 Retention of untreated wastes. 

 Stopping production.  
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 Maintenance during normal periods of equipment downtime, but not if 
the Permittee should have installed adequate backup equipment in the 
exercise of reasonable engineering judgment to prevent a bypass.  

 Transport of untreated wastes to another treatment facility or preventative 
maintenance, or transport of untreated wastes to another treatment facility. 

c. Ecology is properly notified of the bypass as required in Condition S3.E of 
this permit. 

3. If bypass is anticipated and has the potential to result in noncompliance of this permit. 

a. The Permittee must notify Ecology at least thirty (30) days before the planned 
date of bypass.  The notice must contain:   

 A description of the bypass and its cause.  
 An analysis of all known alternatives which would eliminate, reduce, or 

mitigate the need for bypassing.  

 A cost-effectiveness analysis of alternatives, including comparative 
resource damage assessment.  

 The minimum and maximum duration of bypass under each alternative. 

 A recommendation as to the preferred alternative for conducting the bypass.  

 The projected date of bypass initiation.  

 A statement of compliance with SEPA.  

 A request for modification of water quality standards as provided for in 
WAC 173-201A-410, if an exceedance of any water quality standard is 
anticipated.  

 Details of the steps taken or planned to reduce, eliminate, and prevent 
reoccurrence of the bypass. 

b. For probable construction bypasses, the Permittee must notify Ecology of the 
need to bypass as early in the planning process as possible.  The Permittee 
must consider the analysis required above during preparation of the 
engineering report or facilities plan and plans and specifications and must 
include these to the extent practical.  In cases where the Permittee determines 
the probable need to bypass early, the Permittee must continue to analyze 
conditions up to and including the construction period in an effort to minimize 
or eliminate the bypass. 

c. Ecology will consider the following prior to issuing an Administrative Order 
for this type of bypass: 
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 If the bypass is necessary to perform construction or maintenance-related 
activities essential to meet the requirements of this permit. 
 

 If feasible alternatives to bypass exist, such as the use of auxiliary 
treatment facilities, retention of untreated wastes, stopping production, 
maintenance during normal periods of equipment down time, or transport 
of untreated wastes to another treatment facility. 

 
 If the Permittee planned and scheduled the bypass to minimize adverse 

effects on the public and the environment. 
 

After consideration of the above and the adverse effects of the proposed bypass and 
any other relevant factors, Ecology will approve or deny the request.  Ecology will 
give the public an opportunity to comment on bypass incidents of significant 
duration, to the extent feasible.  Ecology will approve a request to bypass by issuing 
an Administrative Order under RCW 90.48.120.  

G. Operation and Maintenance Manual 

The Permittee must: 

1. Keep the Ecology-approved Operation and Maintenance Manual at the permitted 
facility.  

2. Follow the instructions and procedures of this manual, including any modified 
instructions and procedures deemed appropriate by the treatment plant’s manger. 

3. Review the O&M Manual at least annually to ensure contents reflect current 
equipment and systems used at the facility.  

4. Submit to Ecology for review and approval substantial changes or updates to the 
O&M Manual whenever such changes are incorporated into the manual.   
 

S6. PRETREATMENT 

A. General Requirements 

The Permittee must work with Ecology to ensure that all commercial and industrial 
users of the publicly owned treatment works (POTW) comply with the pretreatment 
regulations in 40 CFR Part 403 and any additional regulations that the Environmental 
Protection Agency (U.S. EPA) may promulgate under Section 307(b) (pretreatment) 
and 308 (reporting) of the Federal Clean Water Act. 
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B. Duty to Enforce Discharge Prohibitions 

1. Under 40 CFR 403.5(a), the Permittee must not authorize or knowingly allow the 
discharge of any pollutants into its POTW which may be reasonably expected to 
cause pass-through or interference, or which otherwise violate general or specific 
discharge prohibitions contained in 40 CFR Part 403.5 or WAC-173-216-060. 

2. The Permittee must not authorize or knowingly allow the introduction of any of the 
following into their treatment works: 

a. Pollutants which create a fire or explosion hazard in the POTW (including, 
but not limited to waste streams with a closed cup flashpoint of less than 140 
degrees Fahrenheit or 60 degrees Centigrade using the test methods specified 
in 40 CFR 261.21). 

b. Pollutants which will cause corrosive structural damage to the POTW, but in 
no case discharges with pH lower than 5.0, or greater than 11.0 standard units, 
unless the works are specifically designed to accommodate such discharges. 

c. Solid or viscous pollutants in amounts that could cause obstruction to the flow 
in sewers or otherwise interfere with the operation of the POTW. 

d. Any pollutant, including oxygen-demanding pollutants (BOD, etc.), released 
in a discharge at a flow rate and/or pollutant concentration which will cause 
interference with the POTW.  

e. Petroleum oil, nonbiodegradable cutting oil, or products of mineral origin in 
amounts that will cause interference or pass-through. 

f. Pollutants which result in the presence of toxic gases, vapors, or fumes within 
the POTW in a quantity which may cause acute worker health and safety 
problems. 

g. Heat in amounts that will inhibit biological activity in the POTW resulting in 
interference but in no case heat in such quantities such that the temperature at 
the POTW headworks exceeds 40 degrees Centigrade (104 degrees 
Fahrenheit) unless Ecology, upon request of the Permittee, approves, in 
writing, alternate temperature limits. 

h. Any trucked or hauled pollutants, except at discharge points designated by the 
Permittee. 

i. Wastewaters prohibited to be discharged to the POTW by the Dangerous 
Waste Regulations (Chapter 173-303 WAC), unless authorized under the 
Domestic Sewage Exclusion (WAC 173-303-071). 
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3. The Permittee must also not allow the following discharges to the POTW unless 
approved in writing by Ecology: 

a. Noncontact cooling water in significant volumes. 

b. Stormwater and other direct inflow sources. 

c. Wastewaters significantly affecting system hydraulic loading, which do not 
require treatment, or would not be afforded a significant degree of treatment 
by the system. 

4. The Permittee must notify Ecology if any industrial user violates the prohibitions 
listed in this section (S6.B), and initiate enforcement action to promptly curtail any 
such discharge. 

C. Wastewater Discharge Permit Required 

The Permittee must require all non-domestic discharges to apply for a permit, and may 
not allow any significant industrial users (SIUs) to discharge wastewater to the 
Permittee's sewer system until such user has received a wastewater discharge permit 
from Ecology in accordance with Chapter 90.48 RCW and Chapter 173-216 WAC.  

D. Identification and Reporting of Existing, New, and Proposed Industrial Users 

1. The Permittee must take continuous, routine measures to identify all existing, new, 
and proposed SIUs and potential significant industrial users (PSIUs) discharging or 
proposing to discharge to the Permittee's sewer system (see Appendix B of the fact 
sheet for definitions).   

2. Within thirty (30) days of becoming aware of an unpermitted existing, new, or 
proposed industrial user who may be an SIU, the Permittee must notify such user 
by registered mail that, if classified as an SIU, they must apply to Ecology and 
obtain a State Waste Discharge Permit.  The Permittee must send a copy of this 
notification letter to Ecology within this same 30-day period. 

3. The Permittee must also notify all Potential SIUs (PSIUs), as they are identified, 
that if their classification should change to an SIU, they must apply to Ecology for 
a State Waste Discharge Permit within thirty (30) days of such change. 

E. Characterization of Industrial Users   

The Permittee must submit a report to Ecology that characterizes the types of 
commercial and industrial businesses that contribute flow to the Permittee’s treatment 
plant.  The intent of this report is to document the potential influence non-domestic 
wastewater sources have on the treatment plant.  The report must also describe steps the 
Permittee currently takes to manage non-domestic wastewater flows to the facility from 
sources that do not meet the criteria of “significant industrial user.”  Permittee must 
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submit report to Ecology by October 1, 2012.  If, during the development of this report, 
the Permittee identifies any existing or new Significant Industrial Users, the Permittee 
must notify Ecology of those users as required by Condition S.6.D, above. 

S7. SOLID WASTES 

A. Solid Waste Handling 

The Permittee must handle and dispose of all solid waste material in such a manner as 
to prevent its entry into state ground or surface water. 

B. Leachate 

The Permittee must not allow leachate from its solid waste material to enter state waters 
without providing all known, available, and reasonable methods of treatment, nor allow 
such leachate to cause violations of the State Surface Water Quality Standards, Chapter 
173-201A WAC, or the State Ground Water Quality Standards, Chapter 173-200 WAC. 
The Permittee must apply for a permit or permit modification as may be required for 
such discharges to state ground or surface waters. 

S8. ACUTE TOXICITY 

A. Testing When There Is No Permit Limit for Acute Toxicity 

The Permittee must: 

1. Conduct acute toxicity testing on final effluent during June 2013 and December 2013.   

2. Submit the results to Ecology with the permit renewal application.  See Condition 
S.11 for renewal application submittal date. 

3. Conduct acute toxicity testing on a series of at least five concentrations of effluent, 
including 100% effluent, and a control. 

4. Use each of the following species and protocols for each acute toxicity test: 

Acute Toxicity Tests Species Method 
Fathead minnow 96-hour 
static-renewal test  

Pimephales promelas EPA-821-R-02-012 

Daphnid 48-hour static test Ceriodaphnia dubia, 
Daphnia pulex, or 
Daphnia magna 

EPA-821-R-02-012 
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B. Sampling and Reporting Requirements 

1. The Permittee must submit all reports for toxicity testing in accordance with the 
most recent version of Department of Ecology Publication No. WQ-R-95-80, 
Laboratory Guidance and Whole Effluent Toxicity Test Review Criteria.  Reports 
must contain bench sheets and reference toxicant results for test methods.  If the 
lab provides the toxicity test data in electronic format for entry into Ecology’s 
database, then the Permittee must send the data to Ecology along with the test 
report, bench sheets, and reference toxicant results. 

2. The Permittee must collect 24-hour composite effluent samples for toxicity testing.  
The Permittee must cool the samples to 0 - 6 degrees Celsius during collection and 
send them to the lab immediately upon completion.  The lab must begin the 
toxicity testing as soon as possible but no later than 36 hours after sampling was 
completed. 

3. The laboratory must conduct water quality measurements on all samples and test 
solutions for toxicity testing, as specified in the most recent version of Department 
of Ecology Publication No. WQ-R-95-80, Laboratory Guidance and Whole 
Effluent Toxicity Test Review Criteria. 

4. All toxicity tests must meet quality assurance criteria and test conditions specified 
in the most recent versions of the EPA methods listed in Subsection A and the 
Department of Ecology Publication No. WQ-R-95-80, Laboratory Guidance and 
Whole Effluent Toxicity Test Review Criteria.  If Ecology determines any test 
results to be invalid or anomalous, the Permittee must repeat the testing with 
freshly collected effluent. 

5. The laboratory must use control water and dilution water meeting the requirements 
of the EPA methods listed in Subsection A or pristine natural water of sufficient 
quality for good control performance. 

6. The Permittee must conduct whole effluent toxicity tests on an unmodified sample 
of final effluent. 

7. The Permittee may choose to conduct a full dilution series test during compliance 
testing in order to determine dose response.  In this case, the series must have a 
minimum of five effluent concentrations and a control.  The series of concentrations 
must include the acute critical effluent concentration (ACEC).  The ACEC equals 
2.7% effluent. 

8. All whole effluent toxicity tests, effluent screening tests, and rapid screening tests 
that involve hypothesis testing must comply with the acute statistical power standard 
of 29% as defined in WAC 173-205-020.  If the test does not meet the power 
standard, the Permittee must repeat the test on a fresh sample with an increased 
number of replicates to increase the power. 
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9. Reports of individual characterization or compliance test results must be submitted 
to Ecology within sixty (60) days after each sample date. 

S9. CHRONIC TOXICITY 

A. Testing When There Is No Permit Limit for Chronic Toxicity 

The Permittee must: 

1. Conduct chronic toxicity testing on final effluent during August 2013 and February 
2014. 

2. Submit the results to Ecology with the permit renewal application.  See Condition S.11 
for renewal application submittal date. 

3. Conduct chronic toxicity testing on a series of at least five concentrations of effluent 
and a control.  This series of dilutions must include the acute critical effluent 
concentration (ACEC) and the chronic critical effluent concentration (CCEC).  The 
ACEC equals 2.7% effluent and the CCEC equals 0.7% effluent.   

4. Compare the ACEC to the control using hypothesis testing at the 0.05 level of 
significance as described in Appendix H, EPA/600/4-89/001. 

5. Perform chronic toxicity tests with all of the following species and the most recent 
version of the following protocols: 

Saltwater Chronic Test Species Method
Topsmelt survival and growth Atherinops affinis EPA/600/R-95/136
Mysid shrimp survival and growth Mysidopsis bahia/ 

Americamysis bahia
EPA-821-R-02-014

 

B. Sampling and Reporting Requirements 

1. The Permittee must submit all reports for toxicity testing in accordance with the 
most recent version of Department of Ecology Publication No. WQ-R-95-80, 
Laboratory Guidance and Whole Effluent Toxicity Test Review Criteria.  Reports 
must contain bench sheets and reference toxicant results for test methods.  If the 
lab provides the toxicity test data in electronic format for entry into Ecology’s 
database, then the Permittee must send the data to Ecology along with the test 
report, bench sheets, and reference toxicant results. 

2. The Permittee must collect 24-hour composite effluent samples for toxicity testing.  
The Permittee must cool the samples to 0 - 6 degrees Celsius during collection and 
send them to the lab immediately upon completion.  The lab must begin the 
toxicity testing as soon as possible but no later than 36 hours after sampling was 
completed. 
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3. The laboratory must conduct water quality measurements on all samples and test 
solutions for toxicity testing, as specified in the most recent version of Department 
of Ecology Publication No. WQ-R-95-80, Laboratory Guidance and Whole Effluent 
Toxicity Test Review Criteria. 

4. All toxicity tests must meet quality assurance criteria and test conditions specified 
in the most recent versions of the EPA methods listed in Subsection A and the 
Department of Ecology Publication No. WQ-R-95-80, Laboratory Guidance and 
Whole Effluent Toxicity Test Review Criteria.  If Ecology determines any test 
results to be invalid or anomalous, the Permittee must repeat the testing with 
freshly collected effluent. 

5. The laboratory must use control water and dilution water meeting the requirements 
of the EPA methods listed in Subsection A or pristine natural water of sufficient 
quality for good control performance. 

6. The Permittee must conduct whole effluent toxicity tests on an unmodified sample 
of final effluent. 

7. The Permittee may choose to conduct a full dilution series test during compliance 
testing in order to determine dose response.  In this case, the series must have a 
minimum of five effluent concentrations and a control.  The series of concentrations 
must include the CCEC and the ACEC.  The CCEC and the ACEC may either 
substitute for the effluent concentrations that are closest to them in the dilution series 
or be extra effluent concentrations.  The CCEC equals 0.7% effluent.  The ACEC 
equals 2.7% effluent. 

8. All whole effluent toxicity tests that involve hypothesis testing must comply with 
the chronic statistical power standard of 39% as defined in WAC 173-205-020.  If 
the test does not meet the power standard, the Permittee must repeat the test on a 
fresh sample with an increased number of replicates to increase the power. 

9. Reports of individual characterization or compliance test results must be submitted 
to Ecology within sixty (60) days after each sample date. 

S10. APPLICATION FOR PERMIT RENEWAL 

The Permittee must submit an application for renewal of this permit by April 1, 2014.       
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GENERAL CONDITIONS 

G1. SIGNATORY REQUIREMENTS 

A. All applications, reports, or information submitted to Ecology must be signed and 
certified. 

 
1. In the case of corporations, by a responsible corporate officer. 

 
For the purpose of this section, a responsible corporate officer means:  
 
(i)  A president, secretary, treasurer, or vice-president of the corporation in charge 

of a principal business function, or any other person who performs similar 
policy or decision making functions for the corporation, or  

 
(ii)  The manager of one or more manufacturing, production, or operating facilities, 

provided, the manager is authorized to make management decisions which 
govern the operation of the regulated facility including having the explicit or 
implicit duty of making major capital investment recommendations, and 
initiating and directing other comprehensive measures to assure long-term 
environmental compliance with environmental laws and regulations; the manager 
can ensure that the necessary systems are established or actions taken to gather 
complete and accurate information for permit application requirements; and 
where authority to sign documents has been assigned or delegated to the manager 
in accordance with corporate procedures.  

2.  In the case of a partnership, by a general partner. 
 
3.  In the case of sole proprietorship, by the proprietor. 
 
4.  In the case of a municipal, state, or other public facility, by either a principal 

executive officer or ranking elected official. 
 
Applications for permits for domestic wastewater facilities that are either owned or 
operated by, or under contract to, a public entity shall be submitted by the public entity. 

 
B. All reports required by this permit and other information requested by Ecology must be 

signed by a person described above or by a duly authorized representative of that 
person.  A person is a duly authorized representative only if: 

1. The authorization is made in writing by a person described above and submitted to 
Ecology. 
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2. The authorization specifies either an individual or a position having responsibility 
for the overall operation of the regulated facility, such as the position of plant 
manager, superintendent, position of equivalent responsibility, or an individual or 
position having overall responsibility for environmental matters.  (A duly 
authorized representative may thus be either a named individual or any individual 
occupying a named position.) 

C. Changes to authorization.  If an authorization under paragraph B.2, above, is no longer 
accurate because a different individual or position has responsibility for the overall 
operation of the facility, a new authorization satisfying the requirements of paragraph 
B.2, above, must be submitted to Ecology prior to or together with any reports, 
information, or applications to be signed by an authorized representative. 

D. Certification.  Any person signing a document under this section must make the 
following certification: 

“I certify under penalty of law, that this document and all attachments 
were prepared under my direction or supervision in accordance with a 
system designed to assure that qualified personnel properly gathered and 
evaluated the information submitted.  Based on my inquiry of the person or 
persons who manage the system or those persons directly responsible for 
gathering information, the information submitted is, to the best of my 
knowledge and belief, true, accurate, and complete.  I am aware that there 
are significant penalties for submitting false information, including the 
possibility of fine and imprisonment for knowing violations.” 

G2. RIGHT OF INSPECTION AND ENTRY 

The Permittee must allow an authorized representative of Ecology, upon the presentation of 
credentials and such other documents as may be required by law: 

A. To enter upon the premises where a discharge is located or where any records must be 
kept under the terms and conditions of this permit. 

B. To have access to and copy, at reasonable times and at reasonable cost, any records 
required to be kept under the terms and conditions of this permit. 

C. To inspect, at reasonable times, any facilities, equipment (including monitoring and 
control equipment), practices, methods, or operations regulated or required under this 
permit. 

D. To sample or monitor, at reasonable times, any substances or parameters at any location 
for purposes of assuring permit compliance or as otherwise authorized by the Clean 
Water Act. 
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G3. PERMIT ACTIONS 

This permit may be modified, revoked and reissued, or terminated either at the request of 
any interested person (including the Permittee) or upon Ecology’s initiative.  However, the 
permit may only be modified, revoked and reissued, or terminated for the reasons specified 
in 40 CFR 122.62, 40 CFR 122.64 or WAC 173-220-150 according to the procedures of 40 
CFR 124.5.   

A. The following are causes for terminating this permit during its term, or for denying a 
permit renewal application: 

1. Violation of any permit term or condition. 

2. Obtaining a permit by misrepresentation or failure to disclose all relevant facts. 

3. A material change in quantity or type of waste disposal. 

4.  A determination that the permitted activity endangers human health or the 
environment, or contributes to water quality standards violations and can only be 
regulated to acceptable levels by permit modification or termination. 

5.  A change in any condition that requires either a temporary or permanent reduction, 
or elimination of any discharge or sludge use or disposal practice controlled by the 
permit. 

6. Nonpayment of fees assessed pursuant to RCW 90.48.465. 

7. Failure or refusal of the Permittee to allow entry as required in RCW 90.48.090. 

B. The following are causes for modification but not revocation and reissuance except 
when the Permittee requests or agrees: 

1. A material change in the condition of the waters of the state. 

2. New information not available at the time of permit issuance that would have 
justified the application of different permit conditions. 

3. Material and substantial alterations or additions to the permitted facility or 
activities which occurred after this permit issuance. 

4. Promulgation of new or amended standards or regulations having a direct bearing 
upon permit conditions, or requiring permit revision. 

5. The Permittee has requested a modification based on other rationale meeting the 
criteria of 40 CFR Part 122.62. 
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6. Ecology has determined that good cause exists for modification of a compliance 
schedule, and the modification will not violate statutory deadlines. 

7. Incorporation of an approved local pretreatment program into a municipality’s 
permit. 

C. The following are causes for modification or alternatively revocation and reissuance: 

1. When cause exists for termination for reasons listed in A1 through A7 of this 
section, and Ecology determines that modification or revocation and reissuance is 
appropriate. 

2. When Ecology has received notification of a proposed transfer of the permit.  A 
permit may also be modified to reflect a transfer after the effective date of an 
automatic transfer (General Condition G8) but will not be revoked and reissued 
after the effective date of the transfer except upon the request of the new Permittee. 

G4. REPORTING PLANNED CHANGES 

The Permittee must, as soon as possible, but no later than sixty (60) days prior to the 
proposed changes, give notice to Ecology of planned physical alterations or additions to the 
permitted facility, production increases, or process modification which will result in:   
1) the permitted facility being determined to be a new source pursuant to 40 CFR 122.29(b); 
2) a significant change in the nature or an increase in quantity of pollutants discharged; or  
3) a significant change in the Permittee’s sludge use or disposal practices.  Following such 
notice, and the submittal of a new application or supplement to the existing application, 
along with required engineering plans and reports, this permit may be modified, or revoked 
and reissued pursuant to 40 CFR 122.62(a) to specify and limit any pollutants not previously 
limited.  Until such modification is effective, any new or increased discharge in excess of 
permit limits or not specifically authorized by this permit constitutes a violation. 
 

G5. PLAN REVIEW REQUIRED 

Prior to constructing or modifying any wastewater control facilities, an engineering report 
and detailed plans and specifications must be submitted to Ecology for approval in 
accordance with Chapter 173-240 WAC.  Engineering reports, plans, and specifications 
must be submitted at least one hundred eighty (180) days prior to the planned start of 
construction unless a shorter time is approved by Ecology.  Facilities must be constructed 
and operated in accordance with the approved plans. 

G6. COMPLIANCE WITH OTHER LAWS AND STATUTES 

Nothing in this permit must be construed as excusing the Permittee from compliance with 
any applicable federal, state, or local statutes, ordinances, or regulations. 
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G7. TRANSFER OF THIS PERMIT 
 

In the event of any change in control or ownership of facilities from which the authorized 
discharge emanate, the Permittee must notify the succeeding owner or controller of the 
existence of this permit by letter, a copy of which must be forwarded to Ecology. 

A. Transfers by Modification 

Except as provided in paragraph (B), below, this permit may be transferred by the 
Permittee to a new owner or operator only if this permit has been modified or revoked 
and reissued under 40 CFR 122.62(b)(2), or a minor modification made under 40 CFR 
122.63(d), to identify the new Permittee and incorporate such other requirements as 
may be necessary under the Clean Water Act. 

 
B. Automatic Transfers 
 

This permit may be automatically transferred to a new Permittee if: 
 
1. The Permittee notifies Ecology at least thirty (30) days in advance of the proposed 

transfer date. 

2. The notice includes a written agreement between the existing and new Permittees 
containing a specific date transfer of permit responsibility, coverage, and liability 
between them.  

3. Ecology does not notify the existing Permittee and the proposed new Permittee of 
its intent to modify or revoke and reissue this permit.  A modification under this 
subparagraph may also be minor modification under 40 CFR 122.63.  If this notice 
is not received, the transfer is effective on the date specified in the written 
agreement. 

G8. REDUCED PRODUCTION FOR COMPLIANCE 

The Permittee, in order to maintain compliance with its permit, must control production 
and/or all discharges upon reduction, loss, failure, or bypass of the treatment facility until 
the facility is restored or an alternative method of treatment is provided.  This requirement 
applies in the situation where, among other things, the primary source of power of the 
treatment facility is reduced, lost, or fails. 

G9. REMOVED SUBSTANCES 

Collected screenings, grit, solids, sludges, filter backwash, or other pollutants removed in 
the course of treatment or control of wastewaters must not be resuspended or reintroduced to 
the final effluent stream for discharge to state waters.  
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G10. DUTY TO PROVIDE INFORMATION 

The Permittee must submit to Ecology, within a reasonable time, all information which 
Ecology may request to determine whether cause exists for modifying, revoking and 
reissuing, or terminating this permit or to determine compliance with this permit.  The 
Permittee must also submit to Ecology upon request, copies of records required to be kept 
by this permit.  

G11. OTHER REQUIREMENTS OF 40 CFR 

All other requirements of 40 CFR 122.41 and 122.42 are incorporated in this permit by 
reference. 

G12. ADDITIONAL MONITORING 

Ecology may establish specific monitoring requirements in addition to those contained in 
this permit by administrative order or permit modification. 

G13. PAYMENT OF FEES 

The Permittee must submit payment of fees associated with this permit as assessed by 
Ecology. 

G14. PENALTIES FOR VIOLATING PERMIT CONDITIONS 

Any person who is found guilty of willfully violating the terms and conditions of this permit 
is deemed guilty of a crime, and upon conviction thereof must be punished by a fine of up to 
ten thousand dollars ($10,000) and costs of prosecution, or by imprisonment in the 
discretion of the court.  Each day upon which a willful violation occurs may be deemed a 
separate and additional violation.  

Any person who violates the terms and conditions of a waste discharge permit will incur, in 
addition to any other penalty as provided by law, a civil penalty in the amount of up to ten 
thousand dollars ($10,000) for every such violation.  Each and every such violation is a 
separate and distinct offense, and in case of a continuing violation, every day's continuance 
is deemed to be a separate and distinct violation. 

G15. UPSET 

Definition – “Upset” means an exceptional incident in which there is unintentional and 
temporary noncompliance with technology-based permit effluent limits because of factors 
beyond the reasonable control of the Permittee.  An upset does not include noncompliance to 
the extent caused by operational error, improperly designed treatment facilities, inadequate 
treatment facilities, lack of preventive maintenance, or careless or improper operation. 
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An upset constitutes an affirmative defense to an action brought for noncompliance with 
such technology-based permit effluent limits if the requirements of the following paragraph 
are met. 

A Permittee who wishes to establish the affirmative defense of upset must demonstrate, 
through properly signed, contemporaneous operating logs, or other relevant evidence that:  
1) an upset occurred and that the Permittee can identify the cause(s) of the upset;  
2) the permitted facility was being properly operated at the time of the upset;  
3) the Permittee submitted notice of the upset as required in Condition S3.E; and  
4) the Permittee complied with any remedial measures required under S4.C of this permit. 

In any enforcement action the Permittee seeking to establish the occurrence of an upset has 
the burden of proof. 

G16. PROPERTY RIGHTS 

This permit does not convey any property rights of any sort, or any exclusive privilege. 

G17. DUTY TO COMPLY 

The Permittee must comply with all conditions of this permit.  Any permit noncompliance 
constitutes a violation of the Clean Water Act and is grounds for enforcement action; for 
permit termination, revocation and reissuance, or modification; or denial of a permit renewal 
application. 

G18. TOXIC POLLUTANTS 

The Permittee must comply with effluent standards or prohibitions established under 
Section 307(a) of the Clean Water Act for toxic pollutants within the time provided in the 
regulations that establish those standards or prohibitions, even if this permit has not yet been 
modified to incorporate the requirement. 

G19. PENALTIES FOR TAMPERING 

The Clean Water Act provides that any person who falsifies, tampers with, or knowingly 
renders inaccurate any monitoring device or method required to be maintained under this 
permit must, upon conviction, be punished by a fine of not more than $10,000 per violation, 
or by imprisonment for not more than two (2) years per violation, or by both.  If a conviction 
of a person is for a violation committed after a first conviction of such person under this 
condition, punishment must be a fine of not more than $20,000 per day of violation, or by 
imprisonment of not more than four (4) years, or by both. 

G20. COMPLIANCE SCHEDULES 

Reports of compliance or noncompliance with, or any progress reports on, interim and final 
requirements contained in any compliance schedule of this permit must be submitted no 
later than fourteen (14) days following each schedule date. 
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G21. CONTRACT REVIEW 

The Permittee must submit to Ecology any proposed contract for the operation of any 
wastewater treatment facility covered by this permit.  The review is to ensure consistency 
with Chapters 90.46 and 90.48 RCW.  In the event that Ecology does not comment within a 
thirty (30)-day period, the Permittee may assume consistency and proceed with the contract. 
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APPENDIX A  

EFFLUENT CHARACTERIZATION FOR POLLUTANTS  
THIS LIST INCLUDES EPA-REQUIRED POLLUTANTS (PRIORITY POLLUTANTS)  

AND SOME ECOLOGY PRIORITY TOXIC CHEMICALS (PBTs) 
 

The following table, with analytical levels, is to be used as guidance for effluent characterization in 
NPDES permit applications and applications for permit renewal.  The permit applications will specify the 
groups of compounds to be analyzed.  Ecology may require additional groups to be analyzed.  The table 
should also be used as a guide for routine effluent monitoring for pollutants specified in the permit.  The 
objectives are to reduce the number of analytical “non-detects” in applications and monitoring reports and 
to measure effluent concentrations near or below criteria values where possible at a reasonable cost.  If an 
applicant or Permittee knows that an alternate, less sensitive method (higher DL and QL) from 40 CFR 
Part 136 is sufficient to produce measurable results in their effluent, that method may be used for analysis. 

 

EPA 
307(A) 
REF. # 

Pollutant & CAS No. 
(if available) 

Recommended 
Analytical 
Protocol 

Detection 
(DL)1 

µg/L unless 
specified

Quantitation 
Level (QL) 2 

µg/L unless 
specified 

Lowest Criteria 
Values 

µg/L unless 
specified

Conventionals 
 Biochemical Oxygen Demand SM5210-B  2 mg/L  
 Chemical Oxygen Demand SM5220-D  10 mg/L  
 Total Organic Carbon SM5310-B/C/D  1 mg/L  
 Total Suspended Solids SM2540-D  5 mg/L  
 Total Ammonia (as N) SM4500-NH3- GH  0.3 mg/L  
 Flow Calibrated device    
 Dissolved oxygen 4500-OC/OG  0.2 mg/L  
 Temperature (max. 7-day avg.) Analog recorder or 

use micro-recording 
devices known as 

thermistors

 
0.2º C 

 pH SM4500-H+ B N/A N/A  
Nonconventionals 

 Total Alkalinity SM2320-B  5 mg/L as CaCo3  
 Bromide (24959-67-9) 4110 B 100 400  
 Chlorine, Total Residual 4500 Cl G  50.0 7.5 
 Color SM2120 B/C/E  10 color unit  
 Fecal Coliform SM 9221E N/A N/A  
 Fluoride (16984-48-8) SM4500-F E 25 100  
 Nitrate-Nitrite (as N) 4500-NO3-E/F/H  100 10,000 
 Nitrogen, Total Kjeldahl (as N) 4500-NH3-C/E/FG  300  
 Ortho-Phosphate (PO4 as P) 4500- PE/PF 30 100  
 Phosphorus, Total (as P) 4500-PE/PF 30 100  
 Oil and Grease (HEM) 1664A  5,000  
 Radioactivity Table 1E    
 Salinity SM2520-B  3 PSS  
 Settleable Solids SM2540 -F  100  
 Sulfate (as mg/L SO4)  SM4110-B  200  
 Sulfide (as mg/L S) 4500-S2F/D/E/G  200 2.0 
 Sulfite (as mg/L SO3) SM4500-SO3B  2000  
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EPA 
307(A) 
REF. # 

Pollutant & CAS No. 
(if available) 

Recommended 
Analytical 
Protocol 

Detection 
(DL)1 

µg/L unless 
specified

Quantitation 
Level (QL) 2 

µg/L unless 
specified 

Lowest Criteria 
Values 

µg/L unless 
specified

 Surfactants SM5540 C  50  
 Total dissolved solids SM2540 C  20 mg/L 500 mg/L12 
 Total Hardness 2340B  200 as CaCO3  
 Aluminum, Total (7429-90-5) 200.8 2.0 10 750 
 Barium Total (7440-39-3) 200.8 0.5 2.0  
 Boron Total (7440-42-8) 200.8 2.0 10.0  
 Cobalt, Total (7440-48-4) 200.8 0.05 0.25  
 Iron, Total (7439-89-6) 200.8 12.5 50 300 
 Magnesium, Total (7439-95-4) 200.8 10 50  
 Molybdenum, Total (7439-98-7) 200.8 0.1 0.5  
 Manganese, Total (7439-96-5) 200.8 0.1 0.5 50 
 Tin, Total (7440-31-5) 200.8 0.3 1.5  
 Titanium, Total (7440-32-6) 200.8 0.5 2.5  

Metals, Cyanide & Total Phenols 
114 Antimony, Total (7440-36-0) 200.8 0.3 1.0 145 
115 Arsenic, Total (7440-38-2) 200.8 0.1 0.5 367 
117 Beryllium, Total (7440-41-7) 200.8 0.1 0.5 48 
118 Cadmium, Total (7440-43-9) 200.8 0.05 0.25 0.373 
 Chromium (hex) dissolved (185-402-99) SM3500-Cr EC 0.3 1.2 107 
119 Chromium, Total (7440-47-3) 200.8 0.2 1.0 57.23 
120 Copper, Total (7440-50-8) 200.8 0.4 2.0 3.13 
122 Lead, Total (7439-92-1) 200.8 0.1 0.5 0.543 
123 Mercury, Total (7439-97-6) 1631E 0.0002 0.0005 0.0127 
124 Nickel, Total (7440-02-0) 200.8 0.1 0.5 8.23 
125 Selenium, Total (7782-49-2) 200.8 1.0 1.0 57 
126 Silver, Total (7440-22-4) 200.8 0.04 0.2 0.323 
127 Thallium, Total (7440-28-0) 200.8 0.09 0.36 1.75 
128 Zinc, Total (7440-66-6) 200.8 0.5 2.5 32.33 
121 Cyanide, Total (7440-66-6) 335.4 5 10 1.07 
 Cyanide, Available SM4500-CN G 5 10  
065 Phenols, Total EPA 420.1  50 210005 

Dioxin 
129 2,3,7,8-Tetra-Chlorodibenzo-P-Dioxin 

(176-40-16) 
1613B 1.3 pg/L 5 pg/L 0.0000000135

Volatile Compounds   
002 Acrolein (107-02-8) 624 5 10 320/7805 
003 Acrylonitrile (107-13-1) 624 1.0 2.0 0.059/0.665 
004 Benzene (71-43-2) 624 1.0 2.0 5.08 
018 Bis(2-Chloroethyl)ether (111-44-4) 611/625 1.0 2.0 0.0315 
042 Bis(2-Chloroisopropyl) ether (108-60-1) 611/625 1.0 2.0 14005 
047 Bromoform (75-25-2) 624 1.0 2.0 4.35 
006 Carbon tetrachloride (108-90-7) 624/601 or 

SM6230B
1.0 2.0 0.255

007 Chlorobenzene (108-90-7) 624 1.0 2.0 6805 
016 Chloroethane (75-00-3) 624/601 1.0 2.0  
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EPA 
307(A) 
REF. # 

Pollutant & CAS No. 
(if available) 

Recommended 
Analytical 
Protocol 

Detection 
(DL)1 

µg/L unless 
specified

Quantitation 
Level (QL) 2 

µg/L unless 
specified 

Lowest Criteria 
Values 

µg/L unless 
specified

019 2-Chloroethylvinyl Ether (110-75-8) 624 1.0 2.0 354010 
023 Chloroform (67-66-3) 624 or SM6210B 1.0 2.0 5.75 
051 Dibromochloromethane (124-48-1) 624 1.0 2.0 0.415 
025 1,2-Dichlorobenzene (95-50-1) 624 1.9 7.6 27005 
026 1,3-Dichlorobenzene (541-73-1) 624 1.9 7.6 4005 
027 1,4-Dichlorobenzene (106-46-7) 624 4.4 17.6 4005 
028  3,3’-Dichlorobenzidine (91-94-1) 605/625 0.5 1.0  
048 Dichlorobromomethane (75-27-4) 624 1.0 2.0 0.275 
013 1,1-Dichloroethane (75-34-3) 624 1.0 2.0  
010 1,2-Dichloroethane (107-06-2) 624 1.0 2.0 0.385 
029 1,1-Dichloroethylene (75-35-4) 624 1.0 2.0 0.0575 
032 1,2-Dichloropropane (78-87-5) 624 1.0 2.0 311 
033 1,3-dichloropropylene (mixed isomers) 

(542-75-6) 
624 1.0 2.0 105

038 Ethylbenzene (100-41-4) 624 1.0 2.0 31005 
046 Methyl bromide (74-83-9) 

(Bromomethane) 
624/601 5.0 10.0 485

045 Methyl chloride (74-87-3) 
(Chloromethane) 

624 1.0 2.0 27000010

044 Methylene chloride (75-09-2) 624 5.0 10.0 4.75 
015 1,1,2,2-Tetrachloroethane (79-34-5) 624 1.9 2.0 0.175 
085 Tetrachloroethylene (127-18-4) 624 1.0 2.0 0.805 
086 Toulene (108-88-3) 624 1.0 2.0 68005 
030 1,2-Trans-Dichloroethylene  

(156-60-5) (Ethylene dichloride) 
624 1.0 2.0 7004

011 1,1,1-Trichloroethane (71-55-6) 624 1.0 2.0 2008 
014 1,1,2-Trichloroethane (79-00-5) 624 1.0 2.0 0.65 
087 Trichloroethylene (79-01-6) 624 1.0 2.0 2.75 
088 Vinyl chloride (75-01-4) 624/SM6200B 1.0 2.0 25 
 Acid Compounds 
024 2-Chlorophenol (95-57-8) 625 1.0 2.0 814 
031 2,4-Dichlorophenol (120-83-2) 625 0.5 1.0 935 
034 2,4-Dimethylphenol (105-67-9) 625 0.5 1.0 3804 
060 4,6-dinitro-o-cresol (534-52-1)  

(2-methyl-4,6,-dinitrophenol) 
625/1625B 1.0 2.0 13.45

059 2,4 dinitrophenol (51-28-5) 625 1.0 2.0 705 
057 2-Nitrophenol (88-75-5) 625 0.5 1.0 45013 
058 4-nitrophenol (100-02-7) 625 0.5 1.0 60013 
022 Parachlorometa cresol (59-50-7)  

(4-chloro-3-methylphenol) 
625 1.0 2.0 - 

064 Pentachlorophenol (87-86-5) 625 0.5 1.010 0.285 
065 Phenol (108-95-2) 625 2.0 4.0 210005 
021 2,4,6-Trichlorophenol (88-06-2) 625 2.0 4.0 2.15 

Base/Neutral Compounds 
001 Acenaphthene (83-32-9) 625 0.2 0.4 6706 
077 Acenaphtylene (208-96-8) 625 0.3 0.6 1320009 
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EPA 
307(A) 
REF. # 

Pollutant & CAS No. 
(if available) 

Recommended 
Analytical 
Protocol 

Detection 
(DL)1 

µg/L unless 
specified

Quantitation 
Level (QL) 2 

µg/L unless 
specified 

Lowest Criteria 
Values 

µg/L unless 
specified

078 Anthracene (120-12-7) 625 0.3 0.6 96005 
005 Benzidine (92-87-5) 625 12 24 0.000125 
067 Benzyl butyl phthalate (85-68-7) 625 0.3 0.6 1500 
072 Benzo(a)anthracene (56-55-3) 625 0.3 0.6 0.00285 
PBT Benzo(j)fluoranthene (205-82-3) 625 0.5 1.0 - 
PBT Benzo(r,s,t)pentaphene (189-55-9) 625 0.5 1.0  
073 Benzo(a)pyrene (50-32-8) 610/625 0.5 1.0 0.0028/0.0315 
074 3,4-benzofluoranthene 

(Benzo(b)fluoranthene) (205-99-2) 
610/625 0.8 1.6  

075 11,12-benzofluoranthene 
(Benzo(k)fluoranthene) (207-08-9) 

610/625 0.8 1.6 0.0028/0.0315 

079 Benzo(ghi)Perylene (191-24-2) 610/625 0.5 1.0 0.19 
043 Bis(2-chloroethoxy)methane (111-91-1) 625 5.3 21.2 920009 
018 Bis(2-chloroethyl)ether (111-44-4) 611/625 0.3 1.0 0.0315 
042 Bis(2-chloroisopropyl)ether (108-60-1) 625 0.3 0.6 14005 
066 Bis(2-ethylhexyl)phthalate (117-81-7) 625 0.1 0.5 1.85 
070 Butyl benzyl phthalate (117-81-7) 625 0.25 0.6 1500 
041 4-Bromophenyl phenyl ether (101-55-3) 625 0.2 0.4 18010 
020 2-Chloronaphthalene (91-58-7) 625 0.3 0.6 10006 
040 4-Chlorophenyl phenyl ether (7005-72-3) 625 0.3 0.5 3659 
076 Chrysene (218-01-9) 610/625 0.3 0.6 0.00285 
PBT Dibenzo (a,j)acridine (224-42-0) 610M/625M 2.5 10.0 - 
PBT Dibenzo (a,h)acridine (226-36-8) 610M/625M 2.5 10.0 - 
082 Dibenzo(a-h)anthracene (53-70-3) 

(1,2,5,6-dibenzanthracene) 
625 0.8 1.6 27005 

PBT Dibenzo(a,e)pyrene (192-65-4) 610M/625M 2.5 10.0 - 
PBT Dibenzo(a,h)pyrene (189-64-0) 625M 2.5 10.0  
028 3,3’-Dichlorobenzidine (91-94-1) 605/625 0.5 1.0 0.045 
070 Diethyl phthalate (84-66-2) 625 1.9 7.6 230005 
071 Dimethyl phthalate (131-11-3) 625 1.6 6.4 3130005 
068 Di-n-butyl phthalate (84-74-2) 625 0.5 1.0 27005 
035 2,4-dinitrotoluene (121-14-2) 609 0.2 0.4 0.115 
036 2,6-dinitrotoluene (606-20-2) 609/625 0.2 0.4 625013 
069 Di-n-octyl phthalate (117-84-0) 625 0.3 0.6 3.113 
037 1,2-Diphenylhydrazine (as Azobenzene)  

(122-66-7)  
1625B 5.0 20 0.045 

039 Fluoranthene (206-44-0) 625 0.3 0.6 3005 
080 Fluorene (86-73-7) 625 0.3 0.6 13005 
009 Hexachlorobenzene (118-74-1)  612/625 0.3 0.6 0.000755 
052 Hexachlorobutadiene (87-68-3) 625 0.5 1.0 0.445 
053 Hexachlorocyclopentadiene  

(77-47-4) 
1625B/625 0.5 1.0 2405 

012 Hexachloroethane (67-72-1) 625 0.5 1.0 1.95 
083 Indeno(1,2,3-cd)Pyrene (193-39-5) 610/625 0.5 1.0 0.00286 
054 Isophorone (78-59-1) 625 0.5 1.0 8.45 
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EPA 
307(A) 
REF. # 

Pollutant & CAS No. 
(if available) 

Recommended 
Analytical 
Protocol 

Detection 
(DL)1 

µg/L unless 
specified

Quantitation 
Level (QL) 2 

µg/L unless 
specified 

Lowest Criteria 
Values 

µg/L unless 
specified

PBT 3-Methyl cholanthrene (56-49-5) 625 2.0 8.0 _ 
055 Naphthalene (91-20-3) 625 0.3 0.6 40011 
056 Nitrobenzene (98-95-3) 625 0.5 1.0 175 
061 N-Nitrosodimethylamine (62-75-9) 607/625 2.0 4.0 0.000695 
063 N-Nitrosodi-n-propylamine (621-64-7) 607/625 0.5 1.0 0.0055 
062 N-Nitrosodiphenylamine (86-30-6) 625 0.5 1.0 55 
PBT Perylene  (198-55-0) 625 1.9 7.6  
081 Phenanthrene (85-01-8) 625 0.3 0.6 411 
084 Pyrene (129-00-0) 625 0.3 0.6 9605 
008 1,2,4-Trichlorobenzene (120-82-1) 625 0.3 0.6 356 

 Pesticides/PCBs  
089 Aldrin (309-00-2) 608 0.025 0.05 0.000135 
102 alpha-BHC (319-84-6) 608 0.025 0.05 0.00395 
103 beta-BHC (319-85-7) 608 0.025 0.05 0.0145 
104 gamma-BHC (58-89-9) 608 0.025 0.05 0.0195 
105 delta-BHC (319-86-8) 608 0.025 0.05 7.013 
091 Chlordane (57-74-9) 608 0.025 0.05 0.000575 
092 4,4’-DDT (50-29-3) 608 0.025 0.05 0.000595 
093 4,4’-DDE (72-55-9) 608 0.025 0.0510 0.000595 
094 4,4’ DDD (72-54-8) 608 0.025 0.05 0.000835 
090 Dieldrin (60-57-1) 608 0.025 0.05 0.000145 
095 alpha-Endosulfan (959-98-8) 608 0.025 0.05 0.00875 
096 beta-Endosulfan (33213-65-9) 608 0.025 0.05 0.00875 
097 Endosulfan Sulfate  (1031-07-8) 608 0.025 0.05 0.0935 
098 Endrin (72-20-8) 608 0.025 0.05 0.00235 
099 Endrin Aldehyde (7421-93-4) 608 0.025 0.05 0.765 
100 Heptachlor (76-44-8) 608 0.025 0.05 0.000215 
101 Heptachlor Epoxide  (1024-57-3) 608 0.025 0.05 0.000105 
106 PCB-1242 (53469-21-9) 608 0.25 0.5 0.0001705 
107 PCB-1254 (11097-69-1) 608 0.25 0.5 0.0001705 
108 PCB-1221 (11104-28-2) 608 0.25 0.5 0.0001705 
109 PCB-1232 (11141-16-5) 608 0.25 0.5 0.0001705 
110 PCB-1248 (12672-29-6) 608 0.025 0.5 0.0001705 
111 PCB-1260 (11096-82-5) 608 0.13 0.5 10.513 
112 PCB-1016 (12674-11-2) 608 0.13 0.5 0.4213 
113 Toxaphene (8001-35-2) 608 0.24 0.5 0.000735 

PBT - Denotes a state of Washington priority pollutant. 
 

1.  Detection level (DL) or detection limit means the minimum concentration of an analyte (substance) that can be 
measured and reported with a 99% confidence that the analyte concentration is greater than zero as determined by 
the procedure given in 40 CFR Part 136, Appendix B. 

2.  Quantitation Level (QL) is equivalent to EPA’s Minimum Level (ML) which is defined in 40 CFR Part 136 as the 
minimum level at which the entire GC/MS system must give recognizable mass spectra (background corrected) 
and acceptable calibration points.  These levels were published as proposed in the Federal Register on March 28, 
1997. 
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3.  This criterion is dependent upon receiving water characteristics.  This value is the aquatic life chronic value at a 
hardness of 25 mg/l. 

4.  EPA 822-R-03-031. 
5.  Human health criteria as fresh or marine – EPA National Toxic Rule. 
6.  Fresh water aquatic life as Acute or Chronic – EPA recommended values. 
7.  Aquatic life as Acute or Chronic – WAC 173-201A. 
8.  USEPA Drinking Water Criteria. 
9.  No human health-based screening levels were available for 2-chloroethylvinyl ether.  This value is the surface 

water screening values derived by U.S. EPA Region 4 Water Management Division.  These values were obtained 
from Water Quality Criteria documents and represent the chronic ambient water quality criteria values for the 
protection of aquatic life. 

10.  USGS 2004–5194. Pesticides Detected in Urban Streams in King County, Washington, 1998–2003. 
11.  Estimated effect level.  
12.  Chapter WAC 173–200. 
13.  Estimated effect level.  
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	The lines that have been previously identified as needing routine maintenance and flushing are identified in Appendix F.
	The staff is also alert to the potential of odor concerns, though odor complaints in the collection system are extremely rare.
	The crews will also hydraulically jet the lines at the time of internal inspections if needed.  Additionally, there are designated areas that are chronic maintenance problems that are more frequently cleaned.  In some cases, the cleaning is conducted ...
	10.2.2 WWTP Operations and Maintenance
	The program maintenance protocol currently being used at the WWTPs consists of a system that tracks historical preventative maintenance measures for each piece of equipment.  This system is the backbone of scheduling all preventative maintenance.  All...
	The plant staff does most of the repairs and rebuilds with in-house personnel.  More complex tasks such as motor rewinding, electrical or instrumentation modifications are out sourced to a third party.
	Critical equipment that could affect effluent quality has redundant and backup equipment ‘on-the-shelf’.  This redundancy allows the City to respond to equipment failures without effluent violations.  With the backup equipment available the City curre...
	10.3 PROGRAMS
	10.3.1 Pretreatment Program
	The City, through Ordinance No. 3401, established pretreatment requirements for all non-residential dischargers into the City’s system (see Appendix H).  These standards include a general prohibition that disallows any discharge that would result in a...
	1. Prevent the introduction of pollutants into the POTW which will pass through the POTW inadequately treated, into the receiving waters or otherwise be incompatible with the POTW
	2. Ensure that the quality of the POTW sludge is maintained at a level which allows its use and disposal in compliance with the applicable statues and regulations.
	3. Protect the POTW personnel who may be affected by wastewater and sludge in the course of their employment and to protect the general public
	4. Improve the opportunity to recycle and reclaim wastewater and biosolids from the POTW
	5. Promote strategies that reduce the amounts of pollution generated by users, thereby reducing the associated hazards to the POTW and receiving waters.
	This policy also contains a specific and detailed description of the prohibited substances.  The following is a general summary of some, but not all, of those specific prohibitions:
	 Any substance that is considered explosive and/or has a flashpoint of less than 140 degrees Fahrenheit.
	 Any substance that may cause an obstruction to the flow in a sewer or at the plant.  This includes garbage with particles greater than one-quarter inch (1/4”), waste from industrial processes including sludges, screenings, and pretreatment residues,...
	 Any wastewater generally having a pH less than 5.0 or greater than 11.0
	 Any wastewater containing petroleum oil, non-biodegradeable cutting oil or product or mineral oil origin
	 Any noxious or malodorous substance
	 Any substance that may result in toxic gases, vapors or fumes.
	 Medical wastes
	 Trucked or hauled pollutants (including Septage)
	 Any sludges, screenings or other residues from pre-treatment wastes
	 Substances that might result in biosolids to be unsuitable for reclamation
	 Substances containing color such as stains, dyes, and paints
	 Wastewater that is greater than 104 degrees Fahrenheit.
	 Any amount of unpolluted water including non-contact cooling water, stormwater, and other indirect inflow sources.
	 Wastewater causing effluent toxicity in an analytical test
	 Wastewater containing radioactive wastes.
	 Detergents and other substances that may cause foaming
	 Any substance that may cause fire or explosion
	 Any substance that would result in a violation of the City’s NPDES permit.
	 Any substance that may harm the sewer system or treatment equipment
	 Any hazardous or dangerous waste as defined by WAC 173-303
	 Persistent pesticides
	 Slug loadings
	 Fats, Oils and Greases interfering with the operation of the plant
	 Metal concentrations must not exceed
	o Arsenic   0.36 mg/l
	o Cadmium  0.27 mg/l
	o Chromium  1.99 mg/l
	o Copper  2.98mg/l
	o Cyanide  0.29 mg/l
	o Lead   1.09 mg/l
	o Mercury  0.07 mg/l
	o Nickel   2.14 mg/l
	o Silver   1.44 mg/l
	o Zinc   5.13 mg/l
	o Non-polar FOGs 100 mg/l
	 High strength dischargers of BOD, TSS and FOG are obligated to have special provisions that might restrict their rate of discharge or have specific pretreatment requirements.
	The City’s pretreatment resolution also defines the requirements for sizing and maintaining the grease traps and/or interceptors.
	Failure to comply with the limitations and prohibitions presented above may result in the issuance of a Corrective Order and, if the directive of the corrective order is not followed, fines may be imposed on the violator.
	10.3.2 Water Reclamation and Reuse
	The current plant uses chlorinated effluent for wash down purposes within the plant.  No offsite use is currently allowed.  The plant does not meter wash down water, so the volume of reuse water is not known.
	10.3.3 Biosolids Recycling
	All biosolids generated at the plants are incinerated onsite.  The ash is transported to the local transfer station which is then hauled to the landfill.
	10.3.4 Sewage Spill Response Plan
	Emergency response to reported sewage spills in the collection system are forwarded to the Water/Sewer Division.  During non-business hours, the City has a rotating assignment among the staff to be on-call to respond to incidents 24 hours a day, 7 day...
	Protection against accidental discharges of pollutants to the WWTP may prompt the director to require the violators to implement spill plans to prevent future discharges. When such plans are required by the director, they shall contain at least the fo...
	1. Description of discharge practices, including non-routine batch discharges;
	2. Description of stored chemicals;
	3. Procedures for immediately notifying the POTW of any accidental or slug discharge. Such notification must also be given for any discharge which would violate any of the standards in ECC 7.91.010 through 7.91.040; and
	4. Procedures to prevent adverse impact from any accidental or slug discharge. Such procedures include, but are not limited to, inspection and maintenance of storage areas, handling and transfer of materials, loading and unloading operations, control ...
	Any discharger is obligated to notify the WWTP immediately upon the occurrence of a slug load or “accidental discharge” of substances regulated by Chapters 7.90 through 7.102 ECC. The notification shall include location of discharge, date and time the...
	Within seven days following an accidental discharge, the user is obligated to submit a detailed written report describing the cause of the discharge and the measures to be taken by the user to prevent similar future occurrences.
	The City has a reporting protocol that includes informing the Department of Ecology within the next business day of the event.
	10.3.5 CMOM
	The City Staff has utilized an asset tracking system called Granite. This system is a data management system that chronicles the condition of all known problem segments in the City.  This data is included in Appendix F.  This data was integrated into ...
	10.3.6 Puget Sound Water Quality Management Plan
	The Federal Water Pollution Control Act established the requirement for a Water Quality Management Plan. Resultantly, RCW 90.71 established the need of a Puget Sound Water Quality Management Plan.  The stated objectives of this governance are to recov...
	10.4 MANAGEMENT SYSTEM / RECORD KEEPING
	10.4.1 Collection System
	The City maintains an ongoing record of existing and as-built sewer extensions.  Previously these records were retained as AutoCAD files, though more recently, the City has developed GIS based drawings in an effort to have a more comprehensive and con...
	These activities should include the last time the pipe segments were internally televised, flushed and jetted.  It could also include incident reports, backup events and surcharging manholes.
	10.4.2 National Pollution Discharge Elimination System (NPDES) Permit
	The City’s NPDES permit requires that record keeping be maintained and that regular reporting be made to DOE.  Any spills in the City’s collection system are reported as part of the NPDES Permit requirements. A copy of the City’s current NPDES Permit ...
	10.5 PERFORMANCE INDICATORS
	10.5.1 Wastewater Treatment Plant
	The treatment plant operates under the current NPDES Permit No. WA-0024058.  This permit requires regular reporting of influent loading and effluent mass and concentrations discharged through the existing marine outfall.
	Performance of the plant is presented in Figures 8-1 through 8-4. From the period 2002 through 2012, the plant had no violations of the limits defined in the permits.
	The NPDES permits also define the maximum allowable influent loadings and concentrations.  None of the loading limitations were exceeded for the period 2002 through 2012.
	In addition, the WWTP has other permits and regulations that affect operations, e.g.  PSCAA permit that regulates the air emissions.
	10.6 CONDITION ASSESSMENT
	10.6.1 Collection System
	The City staff has an ongoing routine of performing internal inspection of the City’s lines.  As described in section 10.2.1.2 the staff TVs approximately 230,000 linear feet of pipe each year.  These records are retained and reviewed to judge the pro...
	The staff also maintains a frequent flush list.  The frequency and any particular observances are tracked to specifically address these chronic problem areas.
	9
	10
	10.6
	10.6.2 Lift Stations
	The City is currently undertaking an aggressive program of lift station rehabilitation.  It is anticipated that this program will be concluded in 2013 – 2014.  This work is included in Table 9.3.
	10.7 SEWER DIVISION STAFFING NEEDS
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